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DOB SUBMISSION
SHEET

NUMBER SHEET NAME SCALE

A-368 SITE ENTRANCE NORTH DETAILS 1/4" = 1'-0"
A-369 GRAND ACCESS NORTH / LONG SECTION / CENTER 3/16"=1'-0"
A-371 GRAND ACCESS NORTH SHORT SECTIONS 1/4" = 1'-0"
A-372 GRAND ACCESS NORTH  DETAILS
A-373 GRAND ACCESS SOUTH / LONG SECTION AREA WAY 3/16"=1'-0"
A-374 GRAND ACCESS SOUTH / LONG SECTION / CENTER 3/16"=1'-0"
A-375 GRAND ACCESS SOUTH / LONG ELEVATION SECTION /

SLOPES
3/16"=1'-0"

A-376 GRAND ACCESS SOUTH  SHORT SECTIONS 1/4" = 1'-0"
A-377 GRAND ACCESS SOUTH  / SECTION DETAILS / TUNNEL

CUT
1/4" = 1'-0"

A-384 EXISTING BUILDING CONNECTION - SECTOR D 1/2" = 1'-0"
A-385 EXISTING BUILDING CONNECTION - SECTOR E 1/2" = 1'-0"
A-386 CONNECTION LEVEL 1 @ ELEVATOR D
A-387 EXISTING BUILDINGS CONNECTION AT ELEVATOR C1

C2
1/2" = 1'-0"

A-388 SECTION AT DINING / NURSES, HOSPITAL /
CONNECTIONS

1/4" = 1'-0"
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A5 SERIES - CORE AND BUILDING COMPONENTS
A-500 VERTICAL TRANSPORTATION SCHEDULE AND NOTES AS SHOWN
A-511 SITE ELEVATOR A1 AS SHOWN
A-512 FLOOR PLANS AND SECTIONS ELEVATOR B1 1/4" = 1'-0"
A-513 FLOOR PLANS AND SECTIONS ELEVATOR C1 & C2 1/4" = 1'-0"
A-515 FLOOR PLANS AND SECTIONS ELEVATOR D1 1/4" = 1'-0"
A-530 METAL STAIR LOCATION PLAN 1/64" = 1'-0"
A-531 PLANS AND SECTIONS STAIR A 1/4" = 1'-0"
A-532 SECTIONS STAIR A 1/4" = 1'-0"
A-533 PLANS AND SECTIONS STAIR B 1/4" = 1'-0"
A-535 PLANS AND SECTIONS STAIR C 1/4" = 1'-0"
A-536 SECTIONS STAIR C 1/4" = 1'-0"
A-538 ENLARGED MECHANICAL ROOMS STAIR PLAN &

DETAILS
1/4" = 1'-0"

A-539 ENLARGED DETAILS AT STAIR LOCATIONS AS SHOWN
A-540 TYPICAL STAIR DETAILS 1 1/2" = 1'-0"
A-541 TYPICAL STAIR DETAILS 1 1/2" = 1'-0"
15
A6 SERIES - ENLARGED PLANS, INTERIOR ELEVATIONS & COMPONENT SETS
A-600 TYP. MOUNTING HEIGHTS AS SHOWN
1
A7 SERIES - INTERIOR DETAILS
A-700 PARTITION TYPES 1 1/2" = 1'-0"
A-701 PARTITION TYPES 1 1/2" = 1'-0"
A-702 FIREPROOFING AND PENETRATION DETAILS
A-703 FIREPROOFING AND PENETRATION DETAILS
4
Grand total: 119

DOB SUBMISSION
SHEET

NUMBER SHEET NAME SCALE

A-112 SECTOR C - FLOOR PLAN - LEVEL D 1/8"=1'-0"
A-113 SECTOR D - FLOOR PLAN - LEVEL D 1/8"=1'-0"
A-114 SECTOR E - FLOOR PLAN - LEVEL D 1/8"=1'-0"
A-115 SECTOR A - FLOOR PLAN - LEVEL 1 (ICC) 1/8"=1'-0"
A-116 SECTOR B - FLOOR PLAN - LEVEL 1 1/8"=1'-0"
A-117 SECTOR C - FLOOR PLAN - LEVEL 1 1/8"=1'-0"
A-118 SECTOR D - FLOOR PLAN - LEVEL 1 1/8"=1'-0"
A-119 SECTOR E - FLOOR PLAN - LEVEL 1 1/8"=1'-0"
A-121 SECTOR B - FLOOR PLAN- LEVEL 2 1/8"=1'-0"
A-122 SECTOR C - FLOOR PLAN - LEVEL 2 1/8"=1'-0"
A-123 SECTOR D - FLOOR PLAN - LEVEL 2 1/8"=1'-0"
A-124 SECTOR E - FLOOR PLAN - LEVEL 2 1/8"=1'-0"
A-125 SECTOR A - FLOOR PLAN - LEVEL 3 (ICC ROOF) 1/8"=1'-0"
A-126 NORTH PAVILION - PLAN- LEVEL 3 1/8"=1'-0"
A-127 SOUTH PAVILION - PLAN - LEVEL 3 1/8"=1'-0"
A-128 NORTH PAVILION - PLAN -  ROOF 1/8"=1'-0"
A-129 SOUTH PAVILION - PLAN - ROOF 1/8"=1'-0"
24
A2 SERIES - ELEVATIONS
A-200 OVERALL BUILDING ELEVATIONS 1/32"=1'-0"
A-201 OVERALL BUILDING ELEVATIONS 1/32" = 1'-0"
A-210 BUILDING ELEVATIONS - EAST 1/8"=1'-0"
A-211 BUILDING ELEVATIONS - NORTH & SOUTH 1/8"=1'-0"
A-212 BUILDING ELEVATION - WEST 1/8"=1'-0"
A-213 BUILDING ELEVATION - WEST 1/8"=1'-0"
A-216 BUILDING ELEVATIONS- INTERACTIVE CONFERENCE

CENTER CURTAIN WALL PANEL
1/8"=1'-0"

A-220 BUILDING PLAN & ELEVATIONS - NORTH PAVILION
CURTAIN WALL PANEL

1/8"=1'-0"

A-221 BUILDING PLAN AND ELEVATIONS - NORTH PAVILION
CURTAIN WALL PANEL

1/8"=1'-0"

A-222 BUILDING PLAN & ELEVATIONS - SOUTH PAVILION
CURTAIN WALL PANEL

1/8"=1'-0"

A-223 BUILDING PLAN & ELEVATIONS - SOUTH PAVILION
CURTAIN WALL PANEL

1/8"=1'-0"

A-224 BUILDING PLAN & ELEVATIONS -  AMPHITHEATER
CURTAIN WALL PANEL

1/8"=1'-0"

A-225 BUILDING PLAN & ELEVATION - ENTRANCE VESTIBULE
& SITE ELEVATOR CURTAIN WALL PANEL

1/8"=1'-0"

13
A3 SERIES - BUILDING SECTIONS
A-307 BUILDING SECTION "B" / GRID LINE 3.75 1/8"=1'-0"
A-308 BUILDING SECTION  "C" / GRIDLINE 5.25 1/8"=1'-0"
A-309 BUILDING SECTION  "D" / GRIDLINE 6.25 1/8"=1'-0"
A-310 BUILDING SECTION  "E" / GRID LINE 7 1/8"=1'-0"
A-311 BUILDING SECTION "G" / GRID LINE 8 1/8"=1'-0"
A-312 BUILDING SECTION "H" / GRID LINE 9.5 1/8"=1'-0"
A-313 BUILDING SECTION "I" LONGITUDINAL SOUTH 1/8"=1'-0"
A-314 BUILDING SECTION "K" / GRID LINE 1 1/8"=1'-0"
A-321 AMPHITHEATER SECTION 1/4" = 1'-0"
A-336 SECTION SMITH HALL ANNEX CONNECTION 1/4" = 1'-0"
A-337 SECTION AT SMITH HALL ANNEX MECHANICAL SHAFT 1/4" = 1'-0"

DOB SUBMISSION
SHEET

NUMBER SHEET NAME SCALE

T SERIES
T-000         COVER SHEET & DOCUMENT INDEX NTS
1
A0 SERIES - GENERAL SITE, CODE INFORMATION, & BUILDING GEOMETRY
A-001 EXISTING SITE PLAN AERIAL PHOTO AND LOCATION

PLAN
NTS

A-003 SYMBOLS & ABBREVIATIONS 1/8"=1'-0"
A-004 GENERAL NOTES NTS
A-005 FEMA FLOOD MAPS NTS
A-006 LIFE SAFETY PLANS GENERAL NOTES NTS
A-007 FIREPROOFING SCHEDULE AND DETAILS 1" = 1'-0"
A-008 FIREPROOFING DETAILS AS SHOWN
A-009 EXTERIOR INTUMESCENT PAINT LOCATION
A-049 SITE PLAN AND OVERALL AXON VIEW
A-050 LIFE SAFETY - AMPHITHEATER AXON VIEWS N.T.S.
A-051 LIFE SAFETY PLAN - LEVEL 1 1/32"=1'-0"
A-052 LIFE SAFETY PLAN - LEVEL 2 1/32"=1'-0"
A-053 LIFE SAFETY PLAN - LEVEL 3 1/32"=1'-0"
A-054 ICC DISCHARGE DIAGRAM - LEVEL 1 AS SHOWN
A-055 AMPHITHEATER EXIT DISCHARGE DIAGRAM - LEVEL 2 AS SHOWN
A-056 AMPHITHEATER EXIT DISCAHRGE DIAGRAM - LEVEL 3 AS SHOWN
A-057 NORTH PAVILION EXIT DISCHARGE DIAGRAM - LEVEL 3 AS SHOWN
A-058 SOUTH PAVILION EXIT DISCHARGE DIAGRAM - LEVEL 3 AS SHOWN
A-059 EXIT DISCHARGE THROUGH GASSER HALL - LEVEL 2
A-060 SITE PLAN 1/32" = 1'-0"
A-061 STE PLAN - NORTH TERRACE 1/8"=1'-0"
A-062 AMPHITHEATER- ENLARGED PLAN 1/4" = 1'-0"
A-063 SITE PLANS GRAND ACCESS AND RAMPS 1/8"=1'-0"
A-064 ENLARGED SITE PLAN LEVEL 2
A-065 SITE DETAILS
A-070 SITE PLAN - SOUTH TERRACE AS SHOWN
A-073 SITE STAIR "1" SOUTH TERRACE 1/4" = 1'-0"
A-076 ACCESSIBILITY GUIDELINES SITE NTS
A-077 ACCESSIBILTY GUIDLINES BUILDING
A-078 ACCESSIBILITY GUIDELINES  BUILDING
A-079 ACCESSIBILTY GUIDLINES  BUILDING
31
Z SERIES - ZONING INFORMATION
Z-001 ZONING COMPUTATIONS NTS
Z-002 FLOOD ZONING NOTES AS SHOWN
Z-101 ZONING PLAN - SITE PLAN 1:50
Z-102 ZONING PLAN - LEVEL 1,2 & 3 1/32"=1'-0"
Z-103 REAR YARD DIAGRAM AS SHOWN
5
A1 SERIES - BUILDING PLANS
A-100 OVERALL FLOOR PLAN - LEVEL D 1/32"=1'-0"
A-102 OVERALL FLOOR PLAN - LEVEL 1 1/32"=1'-0"
A-103 OVERALL FLOOR PLAN - LEVEL 2 1/32"=1'-0"
A-105 OVERALL FLOOR PLAN - LEVEL 3 1/32"=1'-0"
A-106 OVERALL FLOOR PLAN - ROOF 1/32"=1'-0"
A-110 SECTOR A - FLOOR PLAN - LEVEL D 1/8"=1'-0"
A-111 SECTOR B - FLOOR PLAN - LEVEL D 1/8"=1'-0"

1 DOB SUBMISSION 12-MAR-15
2 DOB SUBMISSION 31-JULY-15
3 E&F ADDEMDUM 31-JULY-15
4 DOB SUBMISSION 20-AUG-15
5 DOB SUBMISSION - RB 01-OCT-15
6 DOB SUBMISSION - RB 16-DEC-15

Sheet 1 of 315

A0 SERIES  GENERAL SITE, CODE INFORMATION, & BUILDING
GEOMETRY

Z SERIES  ZONING INFORMATION

A2 SERIES  ELEVATIONS

A3 SERIES  BUILDING SECTIONS

A4 SERIES  COMPONENT SYSTEMS

A5 SERIES  CORE AND BUILDING COMPONENTS

A6 SERIES  ENLARGED PLANS, INTERIOR ELEVATIONS &
COMPONENT SETS

A7 SERIES  INTERIOR DETAILS

A8 SERIES  LEGENDS AND SCHEDULES

A1 SERIES  BUILDING PLANS

T SERIES

A-001 EXISTING SITE PLAN AERIAL PHOTO AND LOCATION PLAN
A-003 SYMBOLS & ABBREVIATIONS
A-004 GENERAL NOTES
A-005 FEMA FLOOD MAPS
A-006 LIFE SAFETY PLANS GENERAL NOTES
A-007 FIRE PROOFING SCHEDULE AND DETAILS
A-008 FIREPROOFING DETAILS
A-049 SITE PLAN AND OVERALL AXON VIEW
A-050 LIFE SAFETY AMPHITHEATER AXON VIEWS
A-051 LIFE SAFETY PLAN - LEVEL 1
A-052 LIFE SAFETY PLAN - LEVEL 2
A-053 LIFE SAFETY PLAN - LEVEL 3
A-054 ICC DISCHARGE DIAGRAM - LEVEL 1
A-055 AMPHITHEATER EXIT DISCHARGE DIAGRAM - LEVEL 2
A-056 AMPHITHEATER EXIT DISCAHRGE DIAGRAM - LEVEL 3
A-057 NORTH PAVILION EXIT DISCHARGE DIAGRAM - LEVEL 3
A-058 SOUTH PAVILION EXIT DISCHARGE DIAGRAM - LEVEL 3
A-059 EXIT DISCHARGE THROUGH GASSER HALL - LEVEL 2
A-060 SITE PLAN
A-061 STE PLAN - NORTH TERRACE
A-062 AMPHITHEATER - ENLARGED PLAN
A-063 SITE PLANS GRAND ACCESS AND RAMPS
A-064 ENLARGED SITE PLAN - LEVEL 2
A-065 SITE DETAILS
A-070 SITE PLAN - SOUTH TERRACE
A-073 SITE STAIR -1- SOUTH TERRACE
A-076 ACCESSIBILTY GUIDLINES SITE
A-077 ACCESSIBILTY GUIDLINES BUILDING
A-078 ACCESSIBILTY GUIDLINES BUILDING
A-079 ACCESSIBILTY GUIDLINES BUILDING
30

Z-001 ZONING COMPUTATIONS
Z-002 FLOOD ZONING NOTES
Z-101 ZONING PLAN - SITE PLAN
Z-102 ZONING PLAN - LEVEL 1,2 & 3
Z-103 REAR YARD DIAGRAM
5

A-100 OVERALL FLOOR PLAN - LEVEL D
A-102 OVERALL FLOOR PLAN - LEVEL 1
A-103 OVERALL FLOOR PLAN - LEVEL 2
A-105 OVERALL FLOOR PLAN - LEVEL 3
A-106 OVERALL FLOOR PLAN - ROOF
A-110 SECTOR A - FLOOR PLAN - LEVEL D
A-111 SECTOR B - FLOOR PLAN - LEVEL D
A-112 SECTOR C - FLOOR PLAN - LEVEL D

A-113 SECTOR D - FLOOR PLAN - LEVEL D
A-114 SECTOR E - FLOOR PLAN - LEVEL D
A-115 SECTOR A - FLOOR PLAN - LEVEL 1 (ICC)
A-116 SECTOR B - FLOOR PLAN - LEVEL 1
A-117 SECTOR C - FLOOR PLAN - LEVEL 1
A-118 SECTOR D - FLOOR PLAN - LEVEL 1
A-119 SECTOR E - FLOOR PLAN - LEVEL 1
A-121 SECTOR B - FLOOR PLAN- LEVEL 2
A-122 SECTOR C - FLOOR PLAN - LEVEL 2
A-123 SECTOR D - FLOOR PLAN - LEVEL 2
A-124 SECTOR E - FLOOR PLAN - LEVEL 2
A-125 SECTOR A - FLOOR PLAN - LEVEL 3 (ICC ROOF)
A-126 NORTH PAVILION - PLAN - LEVEL 3
A-127 SOUTH PAVILION - PLAN LEVEL 3
A-128 NORTH PAVILION - PLAN -  ROOF
A-129 SOUTH PAVILION - PLAN - ROOF
A-130 OVERALL - REFLECTED CEILING PLAN - LEVEL D
A-131 OVERALL - REFLECTED CEILING PLAN - LEVEL 1
A-132 OVERALL - REFLECTED CEILING PLAN - LEVEL 2
A-133 OVERALL - REFLECTED CEILING PLAN - LEVEL 3
A-134 SECTOR A - RCP - LEVEL D
A-135 SECTOR B - RCP - LEVEL D
A-136 SECTOR C - RCP - LEVEL D
A-137 SECTOR D - RCP - LEVEL D
A-138 SECTOR E - RCP - LEVEL D
A-139 SECTOR A - RCP - LEVEL 1 (ICC)
A-140 SECTOR B - RCP - LEVEL 1
A-141 SECTOR C - RCP - LEVEL 1
A-142 SECTOR D - RCP - LEVEL 1
A-143 SECTOR E - RCP - LEVEL 1
A-145 SECTOR B - RCP - LEVEL 2
A-146 SECTOR C - RCP - LEVEL 2
A-147 SECTOR D - RCP - LEVEL 2
A-148 SECTOR E - RCP - LEVEL 2
A-149 NORTH PAVILION - RCP - LEVEL 3
A-150 SOUTH PAVILION - RCP - LEVEL 3
A-151 OVERALL - FINISHFLOORPLAN - LEVEL1
A-152 OVERALL - FINISHFLOORPLAN - LEVEL2
A-153 OVERALL - FINISH FLOOR PLAN - LEVEL 3
A-154 SECTOR A - FINISH FLOOR PLAN - LEVEL 1 (ICC)
A-155 SECTOR B - FINISH FLOOR PLAN - LEVEL 1
A-156 SECTOR C - FINISH FLOOR PLAN - LEVEL 1
A-157 SECTOR D - FINISH FLOOR PLAN - LEVEL 1
A-158 SECTOR E - FINISH FLOOR PLAN - LEVEL 1
A-160 ECTOR B - FINISH FLOOR PLAN - LEVEL 2
A-161 SECTOR C - FINISH FLOOR PLAN - LEVEL 2
A-162 SECTOR D - FINISH FLOOR PLAN - LEVEL 2
A-163 SECTOR E - FINISH FLOOR PLAN - LEVEL 2
A-164 SECTOR F - FINISH FLOOR PLAN - LEVEL 3
A-165 SECTOR G- FINISH FLOOR PLAN - LEVEL 3
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A-200 OVERALL BUILDING ELEVATIONS
A-201 OVERALL BUILDING ELEVATIONS
A-210 BUILDING ELEVATIONS - EAST
A-211 BUILDING ELEVATIONS - NORTH & SOUTH
A-212 BUILDING ELEVATION - WEST
A-213 BUILDING ELEVATION - WEST
A-216 BUILDING ELEVATIONS- INTERACTIVE CONFERENCE

CENTER CURTAIN WALL  PANEL
A-220 BUILDING PLAN & ELEVATIONS - NORTH PAVILION

CURTAIN WALL PANEL
A-221 BUILDING PLAN AND ELEVATIONS - NORTH PAVILION

CURTAIN WALL PANEL
A-222 BUILDING PLAN & ELEVATIONS - SOUTH PAVILION

CURTAIN WALL PANEL
A-223 BUILDING PLAN & ELEVATIONS - SOUTH PAVILION

CURTAIN WALL PANEL
A-224 BUILDING PLAN & ELEVATIONS - AMPHITHEATER

CURTAIN WALL PANEL
A-225 BUILDING PLAN & ELEVATION - ENTRANCE

VESTIBULE & SITE ELEVATOR CURTAIN WALL PANEL
A-230 ELEVATION - HALF BLOCKED WINDOW LOCATIONS
A-241 REVOLVING DOOR DETAILS
A-242 REVOLVING DOOR PLAN DETAILS
A-260 LEVEL 1 & 2 BRACING CONDITION - KEY PLAN
A-261 BRACING CONDITION @ COLUMN LINE 5.75
A-262 BRACING CONDITION @ COLUMN LINE 6.25
A-263 BRACING CONDITION @ COLUMN LINE 6.75
A-264 BRACING CONDITION @ COLUMN LINE 7.25
A-265 BRACING CONDITION @ COLUMN LINE 7.75
A-266 BRACING CONDITION @ COLUMN LINE 8.75
A-267 BRACING CONDITION @ COLUMN LINE 9.25
A-268 BRACING CONDITION @ COLUMN LINE 9.75
A-269 BRACING CONDITION @ COLUMN LINE 10.25
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A-307 BUILDING SECTION -B- GRID LINE 3-75
A-308 BUILDING SECTION  -C- GRIDLINE 5-25
A-309 BUILDING SECTION  -D- GRIDLINE 6-25
A-310 BUILDING SECTION  -E- GRID LINE 7
A-311 BUILDING SECTION -G- GRID LINE 8
A-312 BUILDING SECTION -H- GRID LINE 9-5
A-313 BUILDING SECTION -I- LONGITUDINAL SOUTH
A-314 BUILDING SECTION -K- GRID LINE 1
A-321 AMPHITHEATER SECTION
A-322 SECTION NORTH TERRACE
A-323 SECTION COLUMN LINE 3-50
A-324 SECTION KITCHEN
A-325 SECTION NORTH SOUTH  AT MECHANICAL -B-
A-326 SECTION EAST WEST AT MECHANICAL -B-
A-327 SECTION MECHANICAL ROOM -C-
A-329 SECTION AT SOUTH TERRACE
A-330 SECTIONS AT NORTH TERRACE

A-331 SECTIONS AT NORTH TERRACE
A-332 ICC BUILDING SECTIONS
A-334 SECTION NORTH SOUTH 02 - AT MECHANICAL ROOM

-A-
A-335 SECTIONS AT COL- LINE -E-
A-336 SECTION SMITH HALL ANNEX CONNECTION
A-337 SECTION AT SMITH HALL ANNEX MECHANICAL

SHAFT
A-351 Y COLUMN @ COL 1&2
A-352 ICC TERRACE GUARDRAIL
A-353 EXTERIOR PRECAST PANEL - SOUTH STACK
A-354 EXTERIOR PRECAST PANEL - NORTH STACK
A-360 EXTERIOR DETAILS
A-362 SECTION DETAILS
A-366 SMITH HALL ANNEX - FLOOD PROTECTION DETAILS
A-368 SITE ENTRANCE NORTH DETAILS
A-369 GRAND ACCESS NORTH - LONG SECTION - CENTER
A-371 GRAND ACCESS NORTH SHORT SECTIONS
A-372 GRAND ACCESS NORTH DETAILS
A-373 GRAND ACCESS SOUTH - LONG SECTION AREA WAY
A-374 GRAND ACCESS SOUTH - LONG SECTION - CENTER
A-375 GRAND ACCESS SOUTH - LONG ELEVATION SECTION

- SLOPES
A-376 GRAND ACCESS SOUTH  SHORT SECTIONS
A-377 GRAND ACCESS SOUTH - SECTION DETAILS -

TUNNEL CUT
A-384 EXISTING BUILDING CONNECTION - SECTOR D
A-385 EXISTING BUILDING CONNECTION - SECTOR E
A-386 CONNECTION LEVEL  @ ELEVATOR D
A-387 EXISTING BUILDINGS CONNECTION AT ELEVATOR C1

C2
A-388 SECTION AT DINING - NURSES, HOSPITAL -

CONNECTIONS
A-390 WATERPROOFING SYSTEM OVERVIEW - ROOF
A-391 FOUNDATION AND WATERPROOFING  DETAILS
A-392 FOUNDATION AND WATERPROOFING DETAILS
A-393 ROOF DETAILS AND WATERPROOFING 01
A-394 ROOF DETAILS AND WATERPROOFING 02
A-395 ROOF DETAILS AND WATERPROOFING 03
50

A-401 EXTERIOR WALL TYPE  DETAILS
A-402 SEAL WALL DETAILS
A-411 EXTERIOR WALL SYSTEM TYPE 1 AT LEVEL 1 - RIVER

CAMPUS PLAN, ELEV & SECTION
A-412 EXTERIOR WALL SYSTEM TYPE 1 AT LEVEL 1 -

PERSPECTIVE VIEW
A-413 EXTERIOR WALL SYSTEM TYPE 1 AT LEVEL 1 - RIVER

CAMPUS PLAN, ELEV & SECTION
A-414 EXTERIOR WALL SYSTEM TYPE 1 AT LEVEL 1 -

PERSPECTIVE VIEW
A-415 EXTERIOR WALL SYSTEM TYPE 1 - SECTIONS

A-416 EXTERIOR WALL SYSTEM TYPE 1 - DETAILS
A-417 EXTERIOR WALL SYSTEM TYPE 1 - DETAILS
A-418 EXTERIOR WALL SYSTEM TYPE 1 - DETAIL @ Y

CONNECTION
A-419 EXTERIOR WALL SYSTEM TYPE 1 - PLAN DETAILS
A-421 EXTERIOR WALL SYSTEM TYPE 2 AT LEVEL 2 - RIVER

CAMPUS PLAN, ELEV & SECTION
A-422 EXTERIOR WALL SYSTEM TYPE 2 - PERSPECTIVE

VIEW
A-423 EXTERIOR WALL SYSTEM TYPE 2 - SECTIONS
A-425 EXTERIOR WALL SYSTEM TYPE 2 - DETAILS
A-426 EXTERIOR WALL SYSTEM TYPE 2 - DETAILS
A-427 EXTERIOR WALL SYSTEM TYPE 2 -  PLAN DETAILS
A-428 EXTERIOR WALL SYSTEM TYPE 2 - PLAN DETAILS
A-431 EXTERIOR WALL SYSTEM TYPE 3 - RIVER CAMPUS

PLAN, ELEV & SECTION
A-432 EXTERIOR WALL SYSTEM TYPE 3 - PERSPECTIVE

VIEW
A-433 EXTERIOR WALL SYSTEM TYPE 3 - ALT - RIVER

CAMPUS PLAN, ELEV & SECTION
A-435 EXTERIOR WALL SYSTEM TYPE 3 - DETAILS
A-441 EXTERIOR WALL SYSTEM TYPE 4 - AMPHITHEATER

PLAN, ELEV & SECTION
A-442 EXTERIOR WALL SYSTEM TYPE 4 - PERSPECTIVE

VIEW
A-443 EXTERIOR WALL SYSTEM TYPE 4 - SECTIONS
A-445 EXTERIOR WALL SYSTEM TYPE 4 - DETAILS
A-446 EXTERIOR WALL SYSTEM TYPE 4 - PLAN DETAILS
A-451 EXTERIOR WALL SYSTEM TYPE 5 - NORTH PAVILION

PLAN, ELEV & SECTION
A-452 EXTERIOR WALL SYSTEM TYPE 5 - PERSPECTIVE

VIEW
A-453 EXTERIOR WALL SYSTEM TYPE 5 - SECTIONS
A-455 EXTERIOR WALL SYSTEM TYPE 5 - DETAILS
A-456 EXTERIOR WALL SYSTEM TYPE 5 - DETAILS
A-457 EXTERIOR WALL SYSTEM TYPE 5 - PLAN DETAILS
A-461 EXTERIOR WALL SYSTEM TYPE 6 -  SOUTH PAVILION

PLAN, ELEV & SECTION
A-462 EXTERIOR WALL SYSTEM TYPE 6 - PERSPECTIVE

VIEW
A-463 EXTERIOR WALL SYSTEM TYPE 6 - SECTIONS
A-465 EXTERIOR WALL SYSTEM TYPE 6 - DETAILS
A-466 EXTERIOR WALL SYSTEM TYPE 6 - PLAN DETAILS
A-471 EXTERIOR WALL SYSTEM TYPE 7 - ICC- PLAN, ELEV &

SECTION
A-472 EXTERIOR WALL SYSTEM TYPE 7 - PERSPECTIVE

VIEW
A-473 EXTERIOR WALL SYSTEM TYPE 7 - SECTIONS
A-475 EXTERIOR WALL SYSTEM TYPE 7 - DETAILS
A-477 EXTERIOR WALL SYSTEM TYPE 7 - PLAN DETAILS
A-481 EXTERIOR WALL SYSTEM TYPE 8 - PLAN, ELEV &

SECTION
A-482 EXTERIOR WALL SYSTEM TYPE 8 - PERSPECTIVE

VIEW

A-491 EXTERIOR WALL SYSTEM TYPE 9 - SITE ELEVATOR
PLAN, ELEV & SECTION

A-492 EXTERIOR WALL SYSTEM TYPE 9 - SITE ELEVATOR
PERSPECTIVE VIEW

47

A-500 VERTICAL TRANSPORTATION SCHEDULE AND NOTES
A-511 SITE ELEVATOR A1
A-512 FLOOR PLANS AND SECTIONS ELEVATOR B1
A-513 FLOOR PLANS AND SECTIONS ELEVATOR C1 & C2
A-515 FLOOR PLANS AND SECTIONS ELEVATOR D1
A-516 INTERIOR DETAILS ELEVATOR CAB A1
A-517 INTERIOR DETAILS ELEVATOR CAB B1
A-518 INTERIOR DETAILS ELEVATOR CAB C1 & C2
A-520 INTERIOR DETAILS ELEVATOR CAB D1
A-522 INTERIOR DETAILS ELEVATOR CAB B1 BID

ALTERNATE
A-523 INTERIOR DETAILS ELEVATOR CAB C1 & C2 BID

ALTERNATE
A-524 INTERIOR DETAILS ELEVATOR CAB D1 BID

ALTERNATE
A-525 ELEVATOR CAB DETAILS
A-526 HATCH AND PUMP ROOM PLAN, SECTION - SITE

ELEVATOR
A-527 HATCH AND PUMP ROOM PLAN SECTION ELEVATOR

B1
A-528 HATCH AND PUMP ROOM PLAN SECTION ELEVATOR

C1 & C2
A-529 HATCH AND PUMP ROOM PLAN SECTION ELEVATOR

D1
A-530 METAL STAIR LOCATION PLAN
A-531 PLANS AND SECTIONS STAIR A
A-532 SECTIONS STAIR A
A-533 PLANS AND SECTIONS STAIR B
A-535 PLANS AND SECTIONS STAIR C
A-536 SECTIONS STAIR C
A-538 ENLARGED MECHANICAL ROOMS STAIR PLAN &

DETAILS
A-539 ENLARGED DETAILS AT STAIR LOCATIONS
A-540 TYPICAL STAIR DETAILS
A-541 TYPICAL STAIR DETAILS
27

A-600 TYP- MOUNTING HEIGHTS
A-601 MECHANICAL ROOM -A- ENLARGED PLAN AND RCP
A-602 MECHANICAL ROOM -B- ENLARGED PLAN AND RCP
A-603 MECHANICAL ROOM -C- ENLARGED PLAN AND RCP
A-607 LEVEL 1 OFFICE TYPICAL - PLANS , RCP AND

ELEVATIONS
A-608 LEVEL 2 OFFICE- PLANS, RCP, AND  ELEVATIONS
A-613 COMMON AREA - ELEVATIONS
A-614 COMMON AREA - ELEVATIONS

A-617 LEVEL 1  KITCHENETTE
A-618 LEVEL 2  KITCHENETTE
A-620 COPY-SUPPLYROOM-PLANS AND ELEVATIONS
A-621 COPY-SUPPLY SPACE - ELEVATIONS
A-622 GRADE CONNECTION AT LEVEL 2 VESTIBULE-

ELEVATIONS
A-625 LEVEL 1 CORRIDOR ELEVATION 01
A-626 LEVEL 1 CORRIDOR ELEVATION 02
A-627 LEVEL 2 CORRIDOR ELEVATION 01
A-628 LEVEL 2 CORRIDOR ELEVATION 02
A-630 SECTOR B LEVEL 1& 2 TOILET ROOM PLANS &

ELEVATIONS
A-631 SECTOR D & E LEVEL 1&2 TOILET ROOM PLAN &

ELEVATIONS
A-632 LEVEL 1&2 ENLARGED PLANS & ELEVATIONS
A-634 LEVEL 3 NORTH PAVILION TOILET ROOM PLANS &

ELEVATIONS
A-635 LEVEL 3 SOUTH PAVILION TOILET ROOM PLANS &

ELEVATIONS
A-650 NORTH PAVILION - SECTIONS - LEVEL 3
A-665 SOUTH PAVILION - SECTIONS - LEVEL3
A-670 ICC TOILET ROOMS- ENLARGED PLANS, RCP AND

ELEVATIONS
A-671 ICC - KITCHEN, STORAGE & ELEC- ROOM PLANS, RCP

& ELEVATIONS
A-672 ICC - INTERIOR ELEVATIONS
A-673 ICC - INTERIOR ELEVATIONS
A-674 ICC - SECTIONS
A-675 ICC - DETAILS
30

A-700 PARTITION TYPES
A-701 PARTITION TYPES
A-702 FIREPROOFING AND PENETRATION DETAILS
A-703 FIREPROOFING AND PENETRATION DETAILS
A-710 ENLARGED DETAILS
A-720 WRITE UP GROUP A1 DESK, PLAN, ELEVATIONS,

SECTIONS & QUANTITIES
A-721 BENCH A, B & C PLAN, ELEVATION AND SECTIONS
A-722 ENLARGED LAB SUPPORT, PLAN & SECTIONS

(BASE BID)
A-724 COLD ROOM ENLARGED PLANS
A-725 VSM -OPEN LAB AREA- ALTERNATES
A-730 ENLARGED VSM PLANS- ELEVATIONS
A-731 CASEWORK COMPONENT SHEET
A-732 ENLARGED CASEWORK DETAILS
A-733 ENLARGED -DIAGRAMMATIC-PARTIAL POWER,

DATA & GASES DISTRIBUTION PLAN
A-734 VSM BLADES, P-D 1, P-D 2, G1, G2,L B1, B2, AND

POWER DISTRIBUTION ELEVATIONS
A-735 VSM BLADES, P-D 1, P-D 2, G1, G2,L B1, B2, AND

VSM SPINES PERSPECTIVE VIEW

A-736 VSM CASEWORK QUANTITIES
A-737 ALTERNATE VSM MOUNTING DETAILS
A-738 ALTERNATE VSM MOUNTING DETAILS
A-740 FLOORING & TRANSITION DETAILS
A-743 ACCESS FLOORING VSM CUTOUT OPTIONS A & B
A-744 ACCESS FLOORING DETAILS
A-745 ACCESS FLOORING DETAILS
A-751 MILLWORK STANDARDS
A-752 MILLWORK DETAILS
A-753 MILLWORK DETAILS
A-771 CEILING SYSTEMS & DETAILS
A-772 CEILING SYSTEMS & DETAILS
A-780 WALL PROTECTION DETAILS
29

A-810 EXTERIOR ENCLOSURE SYSTEMS AND MATERIAL
SCHEDULE

A-811 ROOF TYPES
A-815 LOUVER TYPES AND SCHEDULE
A-820 INTERIOR FINISH SCHEDULES
A-830 DOOR TYPES
A-831 DOOR FRAME TYPES
A-832 DOOR SCHEDULE
A-833 DOOR SCHEDULE
A-834 DOOR SCHEDULE
A-835 HEAD DETAILS
A-836 JAMB DETAILS
A-850 FURNITURE SCHEDULE
12

T-000 COVER SHEET & DOCUMENT INDEX
1

SHEET
NUMBER SHEET NAME

DOB SUBMISSION
SHEET

NUMBER SHEET NAME

DOB SUBMISSION
SHEET

NUMBER SHEET NAME

DOB SUBMISSION
SHEET

NUMBER SHEET NAME

DOB SUBMISSION
SHEET

NUMBER SHEET NAME

DOB SUBMISSION
SHEET

NUMBER SHEET NAME

DOB SUBMISSION
SHEET

NUMBER SHEET NAME

DOB SUBMISSION
SHEET

NUMBER SHEET NAME

DOB SUBMISSION

CONSTRUCTION

DOCUMENTS

121192761 ES572445025DEPT OF BLDGS Job Number Scan Code

APPROVED
Under Directive 2 of 1975

Date:

Shauqat Shaikh

04/20/2016



S
MC

FH

IT PAVILION

51.0'

CASPARY
AUDITORIUM

2 STORIES - 75.0'

ESPLANADE

PROPERTY LINE

PE
DE

ST
RI

AN
 B

RI
DG

E

YORK AVENUE

EA
ST

 6
2N

D 
S T

RE
ET

EA
S T

 6
3R

D 
S T

RE
ET

EA
S T

 6
8T

H 
S T

RE
ET

EA
S T

 6
7T

H 
S T

RE
ET

EA
S T

 6
6T

H 
S T

RE
ET

EA
S T

 6
5T

H 
S T

RE
ET

EA
S T

 6
4T

H 
S T

RE
ET

EAST RIVER

PLAZA BUILDING
BELOW GRADE

PRESIDENT'S
HOUSE

CASPARY
AUDITORIUM

FLEXNER
HALL

NURSES
RES.

GASSER
HALL

GRADUATE STUDENTS
RESIDENCE

BRONK

SOPHIE
FRICKE

HALL

CHILLER/
POWER HOUSE

ABBY / CASPARY HALL

HOSPITAL

WELCH HALL

FOUNDER'S HALL

CRC

SMITH HALL ANNEX

WEISS

COMPARATIVE BIOSCIENCE CENTER

SMITH HALL

BOILER HOUSE

RRB

LARGE SCALE COMMUNITY
FACILITY DEVELOPMENT AREA

FDR

NN
664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
NEW YORK, NY  10016
T. 212.840.0060

ONE LUX STUDIO
158 WEST 29TH STREET
NEW YORK, NY 10011
T. 212.201.5790

INTERIOR LIGHTING DESIGNER

E

D

DRAWING TITLE

PROJECT PHASE

©  2015  RAFAEL VINOLY ARCHITECTS PC

DRAWING NUMBER

DRAWING SIZE

DRAWING SCALE

ARCHITECTS PROJECT NUMBERDATEDESCRIPTIONREVMEP / FP ENGINEERSTRUCTURAL ENGINEERARCHITECT

CIVIL ENGINEER LANDSCAPE ARCHITECT SPECIFICATION CONSULTANT

DISCLAIMER

RAFAEL VINOLY ARCHITECTS
50 VANDAM STREET
NEW YORK, NY  10013
T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
21 PENN PLAZA 8TH FL
NEW YORK, NY 10001
T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

NOT TO SCALE

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

A-001

EXISTING SITE PLAN AERIAL PHOTO
AND LOCATION PLAN

Sheet 3 of 63
.00

1 EXCAVATION AND
FOUNDATION PERMIT

5-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
3 DOB SUBMISSION 12-MAR-15
4 DOB SUBMISSION 31-JULY-15
5 E&F ADDEMDUM 31-JULY-15
6 DOB SUBMISSION 20-AUG-15
7 DOB SUBMISSION - RB 01-OCT-15
8 PROGRESS SET 30-OCT-15
9 DOB SUBMISSION - RB 16-DEC-15 Sheet 2 of 315

121192761 ES583069807DEPT OF BLDGS Job Number Scan Code

APPROVED
Under Directive 2 of 1975

Date:

Shauqat Shaikh

04/20/2016



SDSD

OCOC

T

2
A2.0.3

OFFICE
XXXX

150 SF.

10253.1A

3

A

C-1
10253.1
10'-0"

10253.1A

EL.

8'-0"
A.T.O.C.

2
A2.0.3

A4.36.1

1

2

3

4

2
A3.1.5

EL.

8'-0"

6" TYP.

9" TYP. 9" TYP.

9" TYP. 6" TYP.

9" TYP.

5'
-0

"

3'
-4

"
4'

-0
"

1'
-3

" 3'
-2

" 6'
-8

"

S

CL

126

142

EL. +12'-6"

EL. +12'-6"

EL.

CURTAIN WALL TYPE

GLASS TYPE

WALL TYPE MODIFIER

FIRE-RATING (HR)

DOOR LETTER
ROOM NUMBER

ROOM SIZE
ROOM NUMBER
ROOM NAME

CEILING HEIGHT
ROOM NUMBER
CEILING FINISH

ROOM TAG

CEILING  TAG

DOOR TAG

PARTITION TAG

CURTAIN WALL TAG

INTERIOR
GLAZING TAG

THERMOSTAT

HIDDEN LINE
(ABOVE)

HIDDEN LINE
(BELOW/CONCEALED)

CONTOUR,
EXISTING

CONTOUR,
NEW/REQUIRED

POINT ELEVATION,
EXISTING

CENTER LINE

DIMENSION

SHEET MATCH
LINE

POINT ELEVATION
GRADE

ELEVATION LINE
EXISTING

ELEVATION LINE
NEW/REQUIRED

CEILING
HEIGHT

NORTH
ARROW

SECTION
CALL-OUT

INTERIOR ELEVATION
CALL-OUT

BUILDING ELEVATION
CALL-OUT

DETAIL
CALL-OUT

EXIT
SIGNS

CEILING
CONCEALED
SPRINKLER

WALL MOUNTED
SPRINKLER

SECURITY
CAMERA

OCCUPANCY
SENSOR

SMOKE
DETECTOR

LIGHTING
FIXTURE
(VARIES)

ACCESS
PANEL

DRAWING CALL-OUTS

CHANGE IN ELEVATION

GLAZING UNIT LETTER
ROOM NUMBER

ROOM

CORRIDOR

DEVICES AS
REQUIRED

DOOR

CR
ROOM
SIGNAGE

SPEAKER

6/A5.17.1

STUD SIZE
WALL TYPE

FIRE ALARM
SPEAKER DEVICE

600 P OCCUPANCY LOAD

7

CL

POWER / DATA

POWER / DATA (CH)

CONTROLS / SWITCHES
DOOR LEVERS

SIGNAGE

HORN / STROBE

$

METAL

MASONRY

GLASS

CONCRETE

STONE

INSULATIONEARTHWORK

FINISHES

SAND

POROUS FILL
SOIL/GRAVEL

GEOLOGIC ROCK

COMPACT SOIL

COMPACT FILL

WIRE GLASS

LAMINATED GLASS

GLASS BLOCK

EXISTING WALL

CONCRETE BLOCK

BRICK

BRASS BRONZE

GYPSUM WALL
BOARD/
EXTERIOR
SHEATHING

METAL LATH &
PLASTER

FABRIC
WRAPPED
PANEL

ACOUSTIC TILE

PLASTIC LAMINATE

FLUID APPLIED

BRICK PAVERS

CARPET GLUEDOWN

CARPET TACKLESS

CARPET TILES

RAISED FLOORING

VINYL TILE

NOMINAL ROUGH

PLYWOOD LG. SCALE

PLYWOOD SM. SCALE

GLASS

STEEL

ALUMINUM

PLASTER COAT

CERAMIC TILE

WALLCOVERING

SOLID WOOD

TERRAZZO

WOOD

FINISH

BLOCKING

GRANITE

MARBLE

SLATE

CAST

FIELDSTONE

NEW

CAST-IN-PLACE

PRECAST

LIGHTWEIGHT

BATT

RIGID

SPRAY FOAM

TERRA COTTA

ANCHOR BOLT
ACOUSTIC / ALTERNATING CURRENT
AREA DRAIN
ACOUSTIC CEILING TILE
ADDENDUM
ADDITIONAL
ADDITION
ADJUSTABLE / ADJACENT
ABOVE FINISHED FLOOR
ALUMINUM
ALTERNATE / ALTERATION
ANODIZED (ANODIC COATING)
ACCESS PANEL
APPROXIMATE(LY)
ARCHITECT / ARCHITECTURAL
ASSEMBLY
AUTOMATIC
AUXILLARY
AUDIO VISUAL
AVERAGE
ACOUSTIC WALL PANEL

A

AB
AC
AD
ACT
ADD
ADDL
ADDN
ADJ
AFF
ALUM
ALT
ANOD
AP
APPROX
ARCH
ASSY
AUTO
AUX
AV
AVG
AWP

BOARD
BITUMINOUS
BUILDING LINE
BUILDING
BLOCKING
BENCH MARK / BEAM
BY OTHERS / BOTTOM OF
BOTTOM
BEARING
BRACKET
BASEMENT
BETWEEN
BUILT-UP ROOFING

B

BD
BITUM
BL
BLDG
BLKG
BM
BO
BOT
BRG
BRKT
BSMT
BTW
BUR

DEEP / DEPTH
PENNY (NAILS)
DECIBLE
DIRECT CURRENT
DOUBLE
DEGREE(S)
DEMOLISH / DEMOLITION
DEPARTMENT
DETAIL
DRINKING FOUNTAIN
DIAMETER
DIAGONAL
DIFFUSER
DIMENSIONS(S)
DIRECTORS(S)
DISPENSOR
DIVISION / DIVIDER
DEAD LOAD
DOWN
DOOR OPENING
DOOR / DRAIN
DOWNSPOUT

D

D
d
db
DC
DBL
DEG
DEMO
DEPT
DET
DF
DIA
DIAG
DIFF
DIM
DIR
DISP
DIV
DL
DN
DO
DR
DS

EAST
EACH / EXPANSION ANCHOR
EXPOSED CONSTRUCTION
END GUARD
EXPANSION JOINT
ELEVATION (GRADE)
ELECTRIC(AL)
ELEVATOR / ELEVATION
EMERGENCY
ENAMEL(ED)
ENCLOSED
ENGINEER
ENTRANCE
EPOXY
EQUAL /EARTHQUAKE
EQUIPMENT
ESCALATOR
ESTIMATE(D)
ET CETERA
ELECTRIC WATER COOLER
EXAMINATION / EXAMINING
EXCAVATED / EXCAVATION / EXCAVATE
EXHAUST
EXIST(ING)
EXPOSED / EXPANSION
EXTERIOR
EXTRUDED

E

E
EA
EC
EG
EJ
EL
ELEC
ELEV
EMER
ENAM
ENCL
ENGR
ENTR
EPOX
EQ
EQP
ESC
EST
ETC
EWC
EXAM
EXC
EXH
EXST
EXP
EXT
EXTD

H

H
HB
HC
HDBD
HDR
HDW
HEX
HM
HOR
HP
HPL
HR
HS
HSKG
HT
HTG
HTR
HVAC
HW
HWD
HWY
HYD

HEIGHT / HIGH
HOSE BIB
HOSE CABINET /HANDICAP / HOLLOW CORE
HARDBOARD
HEADER
HARDWARE
HEXAGON(AL)
HOLLOW METAL
HORIZONTAL
HORSEPOWER / HIGH PRESSURE / HIGH POINT
HIGH PRESSURE LAMINATE
HOUR / HANDRAIL
HIGH STRENGTH / HEAT STRENGTHENED GL
HOUSEKEEPING
HEIGHT
HEATING
HEATER
HEATING, VENTILATION, AIR CONDITIONING
HOT WATER / HARDWARE
HARDWOOD
HIGHWAY
HYDRANT

I

ID
IG
IMP
IN
INCAND
INCL
INFO
INL
INSTL
INSUL
INT
INTER
INV
ISOL

INSIDE DIAMETER / INSIDE DIMENSION
INSULATING GLASS
INSULATED METAL PANEL
INCH
INCANDESCNET
INCLUDE(ING)
INFORMATION
INLET
INSTALLATION / INSTALL
INSULATE(D)(ING)
INTERIOR
INTERSECTION / INTERMEDIATE
INVERT
ISOLATION

J

JAN
J-BOX
JF
JST
JT

JANITOR
JUNCTION BOX
JOINT FILLER
JOIST
JOINT

K

KD
KIP
KO
KP
KS

KILN DRIED / KNOCKED DOWN
1,000 POUNDS
KNOCK OUT
KICK PLATE
KNEE SPACE

L

L
LAB
LAV
LB(S)
LBL
LBR
LF
LG
LH
LHR
LIN
LKR
LL
LP
LT
LTG
LTWT
LVL
LVR

LEFT / LENGTH / LONG
LABORATORY
LAVATORY
POUND(S)
LABEL
LUMBER
LINEAL FOOT / LINEAR FOOT
LAMINATED GLASS
LEFT HAND
LEFT HAND REVERSE
LINEAR
LOCKER
LIVE LOAD
LOW POINT
LIGHT
LIGHTING
LIGHTWEIGHT
LEVEL
LOUVERM

MACH
MAINT
MAS
MAT
MAX
MB
MC

MECH
MED
MEMB
MEP
MET
MEZZ
MFG
MFR
MGR
MGT
MH
MIC
MIN
MIR
MISC
MK
MLDG
MO
MOD
MON
MP
MR
MRGWB
MS
M&S
MT
MTD
MTG
MTL
MULL

MACHINE
MAINTENANCE
MASONRY
MATERIAL
MAXIMUM
MACHINE BOLT
MEDICINE CABINET / MISCELLANEOUS

CHANNEL
MECHANICAL
MEDICAL / MEDIUM
MEMBRANE
MECHANICAL, ELECTRICAL, PLUMBING
METAL
MEZZANINE
MANUFACTURING
MANUFACTURER
MANAGER
MATTE GLAZED TILE
MANHOLE
MICROPHONE
MINIMUM / MINUTE
MIRROR
MISCELLANIOUS
MASTER KEY(ED)
MOULDING
MASONRY OPENING
MODULAR / MODIFIED / MODIFICATION
MONITOR
MOVEABLE PARTITION / METAL PANEL
MAT RECESS / MOP RACK
MOISTURE RESISTANT GWB
MACHINE SCREW
MIRROR AND SHELF
MOUNT
MOUNTED
MOUNTING
METAL
MULLION

N

N
NEG
NIC
NO
NDM
DONCOM
NRC
NS
NTS

NORTH
NEGATIVE
NOT IN CONTRACT
NUMBER
NOMINAL
NONCOMBUSTIBLE
NOISE REDUCTION CONEFFICIENT
NON SLIP
NOT TO SCALE

O

OA
OBS
OC
OD
OF
OFCI
OFD
OFF
OH

OHMS
OHWS
OP
OPER
OPN(G)
OPP
OZ

OVERALL
OBSERVATION
ON CENTER
OUTSIDE DIAMETER
OUTSIDE FACE / OVERFLOW
OWNER FURNISH CONTRACTOR INSTALL
OVERFLOW DRAIN
OFFICE
OVERHEAD / OVERHANG / OVAL HEAD /
OPPOSITE HAND
OVAL HEAD MACHINE SCREW
OVAL HEAD WOOD SCREW
OWNER PROVIDE
OPERATING
OPEN(ING)
OPPOSITE
OUNCE

P

PA
PTN
PBD
PC
PCC
PCF
PCP
PED
PERF
PERIM
PERP
PH
PL
P-LAM
PLBG
PLF
PLWD
PNL
PTD
POL
PORT
PP
PR
PREFAB
PRELIM
PRESS
PROJ
PROP
PROT

PUBLIC ACCESS
PARTITION(S)
PARTICLEBOARD
PULL CHAIN / PERSONAL COMPUTER
PRECAST CONCRETE
POUNDS / CUBIC FEET
PRECAST CONCRETE PANEL
PEDESTAL
PERFORATED
PERIMETER
PERPENDICULAR
PHASE
PLANTER / PLATE
PLASITC LAMINATE
PLUMBING
POUNDS / LINEAR FOOT
PLYWOOD
PANEL
PAINT(ED)
POLISH(ED)
PORTABLE
PUSH PLATE
PAIR / PRINTER / COMPUTER PRINTER
PREFABRICATE(D)
PRELIMINARY
PRESSURE
PROJECT(ION/ED)
PROPERTY
PROTECTIVE(ION)

QUARRY TILE / QUART
QUARTER
QUANTITY

Q

QT
QTR
QUAN

R

R
RA
RAD
RB
RCP
RCWY
RD
RE
REC
RECEP
RECIRC
RECT
RECVD
REF
REFR
REFL
REG
REINF
R&S
REQ
RESIL
RET
REV
RFG
RG
RH
RHMS
RHR
RHS
RHWS
RM
RND
RO
ROW
RPM
RTN
RWL

RADIUS / RISER
RETURN AIR
RADIATOR / RADIATION / RADIUS
RUBBER BASE
REFLECTED CEILING PLAN
RACEWAY
ROOF DRAIN / ROAD
REFER TO
RECIEVING
RECEPTABLE / RECEPTION
RECIRCULATION
RECTANGULAR
RECEIVED
REFERENCE
REFRIGERATOR
REFLECTED
REGULATOR / REGLET / REGISTER
REINFORCE(D)(ING)(MENT)
ROD AND SHELF
REQUIRE(D) / REQUIREMENT
RESILIENT
RETURN
REVERSE / REVISED / REVISION
ROOFING
RUSTICATION GROOVE
ROUND HEAD / RIGHT HAND
ROUND HEAD MACHINE SCREW
RIGHT HAND REVERSE
ROUND HEAD SCREW
ROUND HEAD WOOD SCREW
ROOM
ROUND
ROUGH OPENING
RIGHT OF WAY
REVOLUTIONS PER MINUTE
RETURN
RAINWATER LEADER

S

S
SAB
SAFB
SAN
SCD
SCHED
SCN
SCR
SD

SE
SECT
SF
SFC
SGEN
S-H
SHF
SHT
SHTG
SHW
SHV
SI
SIM
SJ
SK
SLDG
SLR
SM
SMS
SND

SOUTH
SOUND ATTENUATION BLANKETS
SOUND ATTENUATING FIRE BLANKET
SANITARY
SEAT COVER DISPENSER
SCHEDULE
SCREEN
SHOWER CURTAIN ROD
SOAP DISPENSER / SMOKE DETECTOR
STORM DRAIN
SEWAGE EJECTOR
SECTION
SQUARE FEET
SPECIAL FLOOR COATING
SEMI-GLOSS ENAMEL
SEALER / HARDENER
SHELF / SHELVING
SHEET
SHEATHING
SHOWER
SHEET VINYL
SQUARE INCHES
SIMILAR
STEEL JOIST
SINK
SLIDING
SEALER
SHEET METAL
SHEET METAL SCREWS
SANITARY NAPKIN DISPENSER

TOP / TREAD / TOILET
TOP AND BOTTOM
TOWERL BAR / TACK BOARD
TOP OF CURB / TOP OF CONCRETE
TRENCH DRAIN
TOWEL DISPENSER AND WASTE
TELEPHONE
TEMPERATURE / TEMPERED /

TEMPORARY
TERRAZZO
TEMPERED GLASS
TONGUE AND GROOVE
TEMPERED HARDBOARD
THICK(NESS)
THRESHOLD
THROUGH
TOP OF
TOP OF CONCRETE
TOWEL DISPENSER
TOILET
TOLERANCE
TOPPING / TOP OF PAVEMENT
TOP OF SLAB
TOILET PAPER DISPENSER
TOILET PAPER DISPENSER AND SHELF
TOILET PAPER HOLDER
TOILET PARTITION
TREAD
TRACK
TOP OF SLAB
TELEVISION
TOP OF WALL
TYPICAL

T

T
T&B
TB
TC
TD
TDW
TEL
TEMP

TERR
TG
T&G
THB
THK
THRES
THRU
T.O.
TOC
TOD
TOIL
TOL
TOP
TOS
TPD
TPD&S
TPH
TPTN
TRD
TRK
TS
TV
TW
TYP

UNIT COOLER / UNDER COUNTER
UNDERGROUND
UNIT HEATER
UNDERWRITERS LABORATORIES, INC.
UNFINISHED
UNLESS NOTED OTHERWISE
URINAL
UTILITY

U

UC
UG
UH
UL
UNF
UNO
UR
UTIL

V

V
VAR
VAT
VB

VCT
VEH
VENT
VERT
VEST
VIF
VOL
VP
VT
VWC
VOM

VOLTS
VARIES / VARIABLE
VINYL ASBESTOS TILE
VINYL BASE / VACUUM BREAKER / VAPOR
BARRIER
VINYL COMPOSITION TILE
VEHICLE
VENTILATION / VENTILATE / VENTILATOR
VERTICAL
VESTIBULE
VERIFY IN FIELD
VOLUME
VENEER PLASTER
VINYL TILE
VINYL WALL COVERING
VOMITORY

W

W
W/
W/O
WAIN
WB
WC
WCT
WD
WDW
WF
WL
WP
WK
WPF
WPM
WR

WS
WISP
WT
WWF
WWM

WIDE / WEST / WATTS
WITH
WITHOUT
WAINSCOT
WOOD BASE
WATER CLOSET / WATER COOLER
WASHABLE CEILING TILE
WOOD / WIDTH
WINDOW
WIDE FLANGE (STEEL)
WATER LINE
WORK POINT
WORK
WATERPROOF / WEATHERPROOF
WATERPROOF MEMBRANE
WASTE RECCEPTACLE /
WATER RESISTANT
WOOD SCREWS / WATERSTOP
WEATHERSTRIP / WET STAND PIPE
WEIGHT / WATERTIGHT
WELDED WIRE FABRIC
WELDED WIRE MESH

Y

YD YARD DRAIN

SYMBOLS

&
 ∠
@
�
[
/
T
�
ɸ
�

F²
±
#

AND
ANGLE
AT
CENTERLINE
CHANNEL
PER
PERPENDICULAR
PLATE/PROPERTY LINE
ROUND OR PHASE (ELECTRICAL)
DIAMETER
SQUARE
SQUARE FEET
PLUS OR MINUS
POUND OR NUMBER

CABINET
CAPACITY
CARPET
CARPET TILE
CATCH BASIN / CHALKBOARD
CLOSED CIRCUIT TV
CEMENT
CEMENT PLASTER
CERAMIC
CONTRACTOR FINISH
COAT HOOK
CHANNEL
CHAMFER
CHEMICAL / CHEMISTRY
CAST IRON / CURB INLET
CAST-IN-PLACE (CONCRETE)
CONSTRUCTION / CONTROL JOINT
CLEARANCE / CENTER LINE
CEILING
CAULKING
CLOSET

C

CAB
CAP
CARP
CARPT
CB
CCTV
CEM
CEM PL
CER
CF
CH
CHAN
CHAM
CHEM
CI
CIP
CJ
CL
CLG
CLKG
CLOS

CLEAR(ANCE)
CLOSER
COMPOSITION MASTIC FLOORING
COUNTERSUNK MACHINE SCREW
CERAMIC MOSAIC TILE
CONCRETE MASONRY UNITS
CLEAN OUT
COLUMN
COMBINATION /COMBUSTIBLE
COMMUNICATION
COMPRESSED(ION) / COMPACT(OR)(ION) /
COMPOSITE(ION)
COMPUTER
CONCRETE / CONCOURSE
CONDUIT / CONDITIONCONFERENCE
CONNECT(ION)
CONSTRUCTION
CONTINUE / CONTINUOUS
CONTRACTOR
CONVECTOR
COORDINATE
CORRIDOR / CORRUGATED
CRITICAL PATH METHOD
CONTRACTOR PROVIDE
CARPET
COLD ROLLED / CHEMICAL RISISTIVE
CHANGING STATION
COUNTERSINK / COUNTERSUNK
COMBINATION STAND PIPE
CERAMIC TILE
COATING
CENTER
CUBIC
COLD WATER
COUNTERSUNK WOOD SCREW
CUBIC YARD

CLR
CLS
CMF
CMS
CMT
CMU
CO
COL
COMB
COMM
COMP
CMPT
CONC
COND
CONF
CONN
CONST
CONT
CONTR
COV
COORD
CORR
CPM
CP
CPT
CR
CS
CSK
CSP
CT
CTG
CTR
CU
CW
CWS
CY

SNT
SNW
SOG
SP
SPEC
SPK
SPC
SPR
SQ
SS
ST
SSTL
STC
STD
STE
STF
STL
STM
STN
STOR
STR
STRUCT
STS
SUBFL
SUPP
SURF
SUSP
SV

SEALANT
SANITARY NAPKIN WASTER
SLAB ON GRADE
SUMP PUMP / PIT
SPECIFICATION / SPECIFIED
SPEAKER
SPECIAL
SPRINKLER
SQUARE
SERVICE SINK
STREET
STAINLESS STEEL
SOUND TRANSMISSION CLASS
STANDARD
SUITE
STIFFENER
STEEL
STEAM
STONE
STORAGE
STAIR
STRUCTURE / STRUCTURAL
SELF TAPPING SCREW
SUBFLOOR(ING)
SUPPORT
SURFACE
SUSPEND(ED)
SHEET VINYL

GAUGE / GAGE
GALLON
GALVANIZED
GRAB BAR
GENERAL CONTRACTOR
GENERAL / GENERATOR
GALVANIZED IRON
GLASS FIBER REINFORCED CONCRETE
GLASS FIBER REINFORCED GYPSUM
GLASS / GLAZING / GLAZED
GLUE LAMINATED
GYPSUM LATH AND PLASTER
GROUND
GOVERNMENT
GALLONS PER HOUR
GYPSUM PLASTER
GALLONS PER MINUTE
GALLONS PER SECOND
GALVANIZED STEEL
GLAZED TILE
GYPSUM WALLBOARD
GYPSUM

G

GA
GAL
GALV
GB
GC
GEN
GI
GFRC
GFRG
GL
GLAM
GLP
GND
GOVT
GPH
GPL
GPM
GPS
GSTL
GT
GWB
GYP

DRY STANDPIPE
DRAIN TILE
DRAWING(S)
DOWEL
DRAWER

DSP
DT
DWG
DWL
DWR

PS
PSF
PSI
PT
P-TUBE
PRTD
PRTDW

PVC
PVMT
PWR

PRESTRESSED
POUNDS PER SQUARE FOOT
POUNDS PER SQUARE INCH
POINT / PRESSURE TREAT
PNEUMATIC TUBE
PAPER TOWEL DISPENSER
PAPER TOWEL DISPENSER

WASTE RECEPTACLE
POLYVINYL CHLORIDE
PAVEMENT
POWER

SWC
SYM
SYN
SYS

SPECIAL WALL COATING
SYMMETRICAL
SYNTHETIC
SYSTEM
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GENERAL NOTES

1. ALL CONSTRUCTION SHALL BE IN ACCORDANCE WITH THE
RULES AND REGULATIONS OF THE NEW YORK CITY BUILDING
CODE 2014.

2. THE OWNER SHALL BE RESPONSIBLE FOR THE SAFE
MAINTENANCE OF THE BUILDING AND ITS FACILITIES (ARTICLE
301 THROUGH ARTICLE 304)

3. ALL MATERIALS, ASSEMBLIES, FORMS AND METHODS OF
CONSTRUCTION AND SERVICE EQUIPMENT SHALL MEET THE
FOLLOWING REQUIREMENTS:

A. IT SHALL HAVE BEEN ACCEPTABLE PRIOR TO THE
EFFECTIVE DATE OF THE CODE BY THE BOARD OR

B. SHALL HAVE BEEN ACCEPTED FOR USE UNDER THE
PRESCRIBED CODE TEST METHODS BY THE COMMISSIONER

C. PREVIOUSLY APPROVED BY THE BOARD OF STANDARDS
AND APPEALS, AND NOT AMENDED OR REPEALED BY THIS
COMMISSIONER (BC §28 - 113.2.6)

4. AT LEAST 24, BUT NO MORE THAN 48 HOURS, WRITTEN NOTICE
SHALL BE GIVEN TO THE COMMISSIONER BEFORE
COMMENCEMENT OF WORK. (BC 3304.3.1)

5. WITHIN TEN DAYS PRIOR TO THE START OF WORK A WRITTEN
NOTICE SHALL BE GIVEN TO ADJOINING LOT OWNERS
AFFECTED BY FOUNDATION, EARTHWORK OR DEMOLITION
WORK. (BC 3304.3.2)

6. NO WORK TO BE DONE BEYOND THE BUILDING LINES WITHOUT
APPROVAL OF THE DEPARTMENT OF HIGHWAYS.

7. SIDEWALKS TO BE LAID IN ACCORDANCE WITH RULES OF THE
DEPARTMENT OF HIGHWAYS.

8. BORING DIAGRAM WILL BE FILED BEFORE CONSTRUCTION IS
STARTED AS PER BC 1802.

9. AN ACCURATE AND COMPLETE FINAL SURVEY, MADE BY A
LICENSED SURVEYOR SHALL BE SUBMITTED AFTER
COMPLETION OF WORK SHOWING THE LOCATION OF NEW
BUILDING ELEVATION OF FIRST FLOOR, FINISHED GRADES OF
OPEN SPACES, ESTABLISHED CURB LEVEL, LOCATION AND
BOUNDARIES OF LOT. (BC §28 – 118.4)

10. ALL ELEVATIONS SHALL REFER TO THE DATUM IN USE BY
THE DEPARTMENT OF HIGHWAYS BOROUGH PRESIDENT OF
MANHATTAN WHICH IS 2.75FT ABOVE THE US COAST AND
GEODETIC SURVEY DATUM OF MEAN SEA LEVEL AT SANDY
HOOK. (BC §28 – 118.4)

11. WRITTEN DIMENSIONS ON THESE DRAWINGS SHALL HAVE
PRECEDENCE OVER SCALED DIMENSIONS.

12. CONTRACTORS SHALL VERIFY AND BE RESPONSIBLE FOR
ALL DIMENSIONS AND CONDITIONS ON THE JOB AND
ARCHITECT'S OFFICE MUST BE NOTIFIED OF ANY VARIATION
FROM THE DIMENSIONS SHOWN BY THESE DRAWINGS.

13. ALL CONSTRUCTION, DIMENSIONS AND DETAILS SHALL
CONCUR WITH AND BE DETERMINED FROM THESE DRAWINGS
ONLY.

14. ALL MATERIALS AND CONSTRUCTION TO BE INCORPORATED
IN THE WORK SHALL BE INSTRUCT ACCORDANCE WITH THE
LATEST EDITION OF THE ASTM SPECIFICATIONS APPLICABLE,
AND TO CONFORM TO THE STANDARDS AND
RECOMMENDATIONS OF THE VARIOUS TRADE INSTITUTES (A. C.
I., A.I.S.C.ETC.) WHERE APPLICABLE.  ALL MATERIALS
INCORPORATED INTO THE WORK SHALL BE NEW.

15. CONTRACTOR SHALL BE RESPONSIBLE FOR ADEQUATELY
BRACING AND PROTECTING ALL WORK DURING CONSTRUCTION
AGAINST DAMAGE, BREAKAGES, COLLAPSE, DISTORTIONS AND
OFF – ALIGNMENT ACCORDING TO APPLICABLE CODES,
STANDARDS AND GOOD PRACTICE.

16. CONSTRUCTION SHALL COMPLY WITH ALL FEDERAL, STATE
AND LOCAL CODES, ORDINANCES, RULES AND REGULATIONS
PERTAINING TO LABOR AND MATERIALS.

17. THE CONSTRUCTION SITE MAY NOT BE OCCUPIED UNTIL THE
REQUIRED APPROVALS FROM THE NYCDOB AND OTHER
REGULATORY AGENCIES HAVE BEEN OBTAINED.

18. ALL NOTES HEREIN MENTIONED WITH THOSE ON THE
VARIOUS DRAWINGS, SHALL APPLY TO ALL DRAWINGS AND
FORM PART OF THE CONTRACT.

19. EACH CONTRACTOR WILL BE HELD STRICTLY RESPONSIBLE
FOR HIS WORK. ANY DISCREPANCIES IN THE PLANS OR DETAILS
SHALL BE CALLED TO THE ATTENTION OF THE ARCHITECT.

20. POSTED OCCUPANCY AND USE, ALL BUILDING SHALL BE
POSTED WITH A SIGN IN A FORM PRESCRIBED BY THE
DEPARTMENT, PERMANENTLY AFFIXED, PLACED IN A
CONSPICUOUS LOCATION IN PUBLIC HALL OR CORRIDOR,
STATING LIVE LOADS AND OCCUPANT LOADS IN THE BUILDING
AND ALL PARTS THEREOF. (BC §28 – 118.19)

31. ALL EXITS SHALL BE KEPT READILY ACCESSIBLE AND
UNOBSTRUCTED AT ALL TIMES.

32. STAIRS SHALL HAVE HANDRAILS ON EACH SIDE (EXCEPT
THAT STAIRS LESS THAN 44 INCHES IN WIDTH), HAVING FINGER
CLEARANCE OF 1 ½ INCHES, PROJECTING NOT MORE THAN 3 ½
INCHES INTO THE REQUIRED STAIR WIDTH. HEIGHT OF
HANDRAIL SHALL BE BETWEEN 28” AND 34” ABOVE THE TREAD
NOISING. HANDRAILS SHALL BE RETURNED TO WALLS AND
POSTS AT THEIR TERMINATION. MATERIALS OF HANDRAILS
SHALL HAVE A FLAME SPREAD RATING NOT EXCEEDING 150.
HANDRAILS SHALL BE DESIGNED TO RESISTS A
SIMULTANEOUS APPLICATION OF A LATERAL FORCE OF 40 PLF
AND A VERTICAL LOAD OF 50 PLF. LANDINGS AND PLATFORMS
SHALL BE ENCLOSED ON SIDES BY WALL OR RAILINGS AT
LEAST 3’-0” HIGH. RISERS SHALL BE MAXIMUM 7 ¾” HIGH,
TREADS MINIMUM 9 ½” MINIMUM WIDE EXCLUSIVE OF NOSING
AND THE SUM OF 2 RISERS PLUS ON TREAD EXCLUSIVE OF
NOSING SHALL BE NO LESS THAN 24 OR MORE THAN 25 ½”.

33. TREAD STRINGERS AND LANDINGS SHALL BE BUILT OF/OR
SURFACED WITH NONSKID MATERIALS.

34. ILLUMINATION OF AT LEAST 1 FOOT CANDLE MEASURED AT
THE FLOOR LEVEL SHALL BE MAINTAINED CONTINUOUSLY IN
EXITS, EXIT DISCHARGES, AND IN PUBLIC CORRIDORS AT ALL
TIME BY EITHER DAYLIGHT OR ELECTRIC LIGHTING FIXTURES.
(BC 1006.1 AND BC 1006.2)

35. EXIT LIGHTING SHALL CONFORM TO SECTION BC 1006
“MEANS OF EGRESS ILLUMINATION”.

36. LOCATION OF EVERY EXIT ON EVERY FLOOR SHALL BE
CLEARLY INDICATED BY EXIT SIGNS READILY VISIBLE FROM
ANY DIRECTION OF EGRESS TRAVEL. INSTALL DIRECTIONAL
SIGNS TO SERVE AS GUIDE FROM ALL PORTIONS OF THE
CORRIDOR OR FLOOR, SIGNS SHALL BE ON SEPARATE
CIRCUITS, TAKEN OFF AHEAD OF THE MAIN SWITCH. (BC 1011)

37. EXIT SIGNS SHALL BE INTERNALLY LIGHTED AT ALL TIMES
AND SHALL BE LISTED AND LABELED AND SHALL BE INSTALLED
IN ACCORDANCE WITH THE MANUFACTURER’S INSTRUCTIONS
AND LETTERS SHALL BE RED NOT LESS THAN 6” HIGH.  (BC
1011.4)

38. ALL BATHROOMS SHALL HAVE TILE FLOOR AND CEILING
HUNG PARTITIONS, WHERE DOORS TO HAVE 9” CLEARANCE
FROM FLOOR TO BOTTOM OF DOOR. (FOR FINISH MATERIALS
SEE FINISH SCHEDULE).

39. ALL DOORS SHALL BE NO LESS THAN 80 INCHES HIGH. (BC
1008.1.1.3)

40. ALL ELEVATOR DOORS SHALL HAVE ELECTRIC INTERLOCKS
IN ACCORDANCE WITH BC 3002.1.2

41. SUSPENDED CEILINGS SHALL COMPLY WITH SECTION BC
803 WITH METAL HANGERS, PURLINS AND RUNNERS AS
REQUIRED.

42. ALL DOORS TO REQUIRED EXIT STAIRS IN B SHALL COMPLY
WITH BC 1008.1.1

43. DOOR ASSEMBLIES SHALL HAVE FIRE –RESISTIVE RATINGS
IN CONFORMANCE WITH BC TABLE 715.4. DOORS TO STAIRS
AND ELEVATOR SHAFTS SHALL BE RATED FOR 1.5 HOURS,
EXCEPT WHERE INDICATED OTHERWISE.

44. CORRIDORS AND EXIT PASSAGEWAYS SHALL HAVE A MIN.
CLEAR HEIGHT OF 7’-6”. PROJECTION BELOW THE CEILING
SHALL NOT OBSTRUCT FULL VIEW OF EXIT SIGNS. (BC 1003)

45. ELEVATOR SHAFTS SHALL BE ENCLOSED WITH 1 HOUR
FIRE RATING IN ACCORDANCE WITH BC 703.2 AND BC 708.4

46. INTERIOR REQUIRED STAIR SHALL BE ENCLOSED WITH 1
HOUR FIRE RATING IN ACCORDANCE WITH BC 708.4

47. ALL VENT DUCT SHAFTS SHALL BE ENCLOSED WITH 1 HOUR
ENCLOSURE. NO DUCT VENTS TO PASS THROUGH STAIR
ENCLOSURES.

48. 1 HOUR FIRE RATING REQUIRED FOR EXTERIOR WALLS
WITHIN 30 FEET OF EXISTING BUILDING. (BC TABLE 602)

49. MASONRY MATERIALS SHALL CONFORM TO THE
REQUIREMENTS OF BC 2103 AND TO COMPLY WITH BC 1704.5
FOR CERTIFICATION.

50. ALL MASONRY NON-LOAD BEARING WALLS SHALL BE
BONDED IN ACCORDANCE WITH BC 2109.6
51. EXTERIOR MASONRY WALLS SHALL COMPLY WITH BC 2109

52. CONCRETE BLOCK SHALL COMPLY WITH BC 2103

53. ALL CORNERS OF PARAPET WALLS SHALL CONFORM WITH
BC 2109.5.5

54. WHERE GLASS FACING IS USED, THICKNESS AND AREA
COMPLIES WITH BC 2401.

55. INTERIOR WALLS, PARTITIONS, FLOOR AND CEILING
CONSTRUCTION AND MECHANICAL EQUIPMENT SHALL BE
DESIGNED AND CONSTRUCTED IN ACCORDANCE WITH BC
1207 TO PROVIDE MIN. PROTECTION FROM EXTRANEOUS
NOISES EMANATING.

56. FIRE RATED PARTITIONS SHALL REST DIRECTLY UPON
THE CONCRETE FLOOR CONSTRUCTION AND SHALL EXTEND
TO THE CONCRETE CONSTRUCTION OF THE FLOOR OR
ROOF ABOVE.

57. A MINIMUM CEILING HEIGHT OF 10’ SHALL BE MAINTAINED
IN ALL LAB SPACES.

58. EQUIPMENT USE PERMITS, INSPECTIONS AND TESTS
PERMITS SHALL BE OBTAINED FOR USE OF THE FOLLOWING
EQUIPMENT

A. AIR CONDITIONING AND VENTILATION SYSTEMS (BC
1705.15)

B. ELEVATORS
C. PLUMBING PIPING
D. STANDPIPE SYSTEMS (BC 1704.22)
E. SPRINKLER SYSTEMS (BC 1704.21)

EQUIPMENT REQUIRING USE PERMITS SHALL BE INSPECTED
AND TESTED TO DETERMINE PROPER FUNCTIONING AND
COMPLIANCE WITH THE BUILDING CODE AND OTHER
APPLICABLE LAWS AND REGULATIONS. ALL INSPECTIONS
AND TEST SHALL BE CONDUCTED IN ACCORDANCE WITH THE
REQUIRED INSPECTION AND TEST PROCEDURES; AND
SIGNED COPIES OF REQUIRED INSPECTIONS AND TEST
REPORTS SHALL BE FILED WITH THE DEPARTMENT OF
BUILDINGS AND FORM PART OF THE PAPERS
ACCOMPANYING THE PERMIT APPLICATION. IN THE CASE OF
HEATING SYSTEMS, A SIGNED STATEMENT BY ARCHITECT OR
ENGINEER SHALL BE SUBMITTED WITH THE PERMIT
APPLICATION, STATING THAT THE SYSTEM HAS BEEN
OPERATED AND FUNCTIONS SATISFACTORY, AND THAT TO
THE BEST OF KNOWLEDGE AND BELIEF, THE SYSTEM WILL
MEET THE CODE TEMPERATURE REQUIREMENT.

59. SPRINKLER SYSTEM SHALL COMPLY WITH BC 1704.21
SEPARATE SPRINKLER APPLICATION SHALL BE FILED AND
APPROVAL OBTAINED.

60. STANDPIPE WILL BE INSTALLED IN ACCORDANCE WITH BC
1704.22. SEPARATE STANDPIPE APPLICATION WILL BE FILED.

61. SEPARATE ELEVATOR APPLICATION WILL BE FILED.

62. BUILDING TO BE PROVIDED WITH RODENT-PROOFING AS
PER BC SECTION F101.

63. ALL CLEANING OF WINDOWS WILL BE IN CONFORMITY
WITH THE WINDOW CLEANING CODE.

64. FIREPROOFING
A. THE OCCUPANCY CLASSIFICATION OF THE LAB AREA IS
OCCUPANCY GROUP B, PER BC 304.1
B. THE OCCUPANCY CLASSIFICATION OF THE DINING
PAVILION ON LEVEL 3 RIVER BUILDING IS OCCUPANCY
GROUP A2, PER BC 303.1
C. THE OCCUPANCY CLASSIFICATION OF THE
INTERACTIVE CONFERENCE CENTER MAIN FLOOR I
OCCUPANCY GROUP A3, PER BC 303.1
D. THE VARIOUS OCCUPANCIES REQUIRED TO BE
SEPARATED FROM EACH OTHER BY FIRE SEPARATING OR
DIVISIONS AS PER BC 302.1 SHALL BE SO SEPARATED BY
PARTITIONS HAVING THE REQUIRED FIRE RATING IN
ACCORDANCE WITH BC 508.4.4
E. THE CONSTRUCTION CLASSIFICATION OF THE BUILDING
IS CONSTRUCTION GROUP B NON-COMBUSTIBLE TYPE IB
AND BC 602 IN ACCORDANCE WITH AREA AND HEIGHT
LIMITATIONS AS SPECIFIED IN TABLE 503 AND BC 503. THE
CONSTRUCTION ELEMENTS SHALL BE OF THE REQUIRED
MINIMUM FIRE RESISTANCE RATING AS OUTLINED IN
TABLE 601 AND DEFINED IN BC 602.
F. PROVIDE SPRINKLERS FOR ENTIRE BUILDING.

65. EXIT DOORS SHALL BE READILY OPENABLE AT ALL TIME
FROM THE SIDE WHICH EGRESS IS TO BE MADE. DOORS
OPENING INTO INTERIOR ENCLOSED STAIR SHALL NOT BE
LOCKED FROM EITHER SIDE EXCEPT THAT DOOR MAY BE
LOCKED TO PREVENT ACCESS TO THE STAIR FROM THE
OUTDOORS AT THE CAMPUS LEVEL.

66. FIRE DIVISION SHALL COMPLY WITH PROVISIONS OF
TABLE 508.3.3 AND SHALL BE CONTINUOUS THROUGH ANY
CONCEALED SPACE IN FLOOR OR ROOF CONSTRUCTION.

67. NO CONDUIT, PIPES, CABINETS, ETC. SHALL ENCROACH
ON PARTITIONS ENCLOSING STAIRS OR ELEVATOR SHAFTS
OR OTHER RATED PARTITIONS.

68. PENETRATION OF OPENINGS IN WALLS, PARTITIONS, OR
FLOORS FOR PIPE SLEEVES, MEDICINE CABINETS, HAMPERS
ELECTRIC DEVICES, ETC., SHALL BE PACKED AND SEALED.

69. FIRE PREVENTION APPLICATIONS WILL BE FILED IF
REQUIRED FOR ALL INSTALLATIONS.

70. WOOD REQUIRED TO BE FIRE-RETARDANT-TREATED
SHALL BE TESTED IN ACCORDANCE WITH ASTM E84-2001.

21. THE FOLLOWING ITEMS OF WORK SHALL BE SUBJECT TO
SPECIAL INSPECTIONS, MADE AND WITNESSED BY OR UNDER
THE DIRECT SUPERVISION OF AN ARCHITECT OR ENGINEER
RETAINED BY THE OWNER AND ACCEPTABLE TO ARCHITECT OF
RECORD. TEST REPORTS AND CERTIFICATE OF INSPECTION
SHALL BE FILED WITH THE BUILDING.

-STRUCTURAL STEEL - WELDING
-STRUCTURAL STEEL - HIGH STRENGTH BOLTING
-CONCRETE - CAST IN PLACE
-SUBGRADE INSPECTION
-SUBSURFACE CONDITIONS - FILL PLACEMENT AND IN-PLACE
 DENSITY
-SUBSURFACE INVESTIGATIONS (BORING/TEST PITS)
-DEEP FOUNDATION ELEMENTS
-WALL PANELS, CURTAIN WALLS AND VENEERS
-MECHANICAL SYSTEMS
-EXCAVATION - SHEETING, SHORING, AND BRACING
 PRIVATE ON-SITE STORM WATER DRAINAGE DISPOSAL
 SYSTEMS,  AND DETENTION SYSTEM INSTALLATION
-FIRE RESISTANT PENETRATIONS AND JOINTS
-FLOOD ZONE COMPLIANCE
-EMERGENCY AND STANDBY POWER SYSTESMS
(GENERATORS)
-CONCRETE DESIGN MIX
-CONCRETE SAMPLING AND TESTING

22. PROGRESS INSPECTIONS SHALL BE MADE ON BEHALF OF
THE OWNER BY APPROVED AGENCIES, SPECIAL INSPECTORS,
OR BY THE NYCDOB, AS DIRECTED BY THE COMMISSIONER, AT
THE COST OF THE OWNER. CONTRACTOR SHALL COORDINATE
WITH THE APPLICABLE INSPECTION AGENCY, PROVIDING
ADEQUATE NOTICE WHEN CONSTRUCTION WILL BE READY FOR
A REQUIRED INSPECTION. WHEN ADEQUATE NOTICE HAS NOT
BEEN GIVEN, CONTRACTOR WILL OPEN UP CONSTRUCTION TO
PERMIT INSPECTION, AND REPAIR AT NO ADDITIONAL COST TO
OWNER.

-FOOTING AND FOUNDATION
-ENERGY CODE COMPLIANCE INSPECTIONS
-FIRE-RESISTANCE RATED CONSTRUCTION
-PUBLIC ASSEMBLY EMERGENCY LIGHTING

23. ALL MATERIALS, ASSEMBLIES AND METHODS OF
CONSTRUCTION REGULATED BY THE CODE AND NOT LISTED
ABOVE SHALL BE SUBJECT TO SEMI-CONTROLLED INSPECTION
AND INSPECTION REPORTS SHALL BE FILED THROUGH THE
ARCHITECT WITH THE DEPARTMENT OF BUILDINGS.

24. ALL MATERIALS AND ASSEMBLIES REQUIRED TO HAVE A FIRE
RESISTANCE RATING SHALL COMPLY WITH ONE OF THE
FOLLOWING:

A. IT SHALL CONFORM WITH NFPA 251 “FIRE RESISTANCE
RATINGS”, OR,

B. IT SHALL HAVE BEEN TESTED IN ACCORDANCE WITH ASTM
E-119-2000, “STANDARD     METHODS OF FIRE TESTS OF
BUILDING CONSTRUCTION AND MATERIALS” AND 

    ACCEPTED BY THE COMMISSIONER, OR
C. IT SHALL HAVE BEEN ACCEPTABLE PRIOR TO THE

EFFECTIVE DATE OF THE CODE.

25. WHERE PIPES, WIRES, CONDUITS, DUCTS, ETC., PIERCE FIRE
PROTECTION OF INDIVIDUALLY ENCASED STRUCTURAL
MEMBERS, SUCH PENETRATION SHALL NOT EXCEED 2 PERCENT
OF ANY ONE FACE OF SUCH PROTECTION, AND SHALL BE
CLOSED OFF WITH CLOSE FITTING METAL ESCUTCHEONS, OR
PLATES. (BC 714.3)

26. CEILINGS THAT CONTRIBUTE TO THE REQUIRED FIRE
RESISTANCE RATING OF A FLOOR OR ROOF ASSEMBLY SHALL
BE CONTINUOUS BETWEEN FIRE DIVISION, FIRE SEPARATIONS
OR VERTICAL PARTITIONS HAVING THE SAME FIRE RESISTANCE
RATING AS THE CEILING. CONCEALED SPACE ABOVE SUCH
CEILING, UNLESS SPRINKLERED, SHALL BE FIRESTOPPED AS
PER SECTION BC 717 “CONCEALED SPACES”.

27. OPENING PROTECTIVES INCLUDING FRAMES, SELF-CLOSING
DEVICES AND HARDWARE SHALL COMPLY WITH NFPA 252-99
“STANDARD METHODS OF FIRE TEST OF DOOR ASSEMBLIES”
AND NFPA 257-00 “STANDARD METHODS OF FIRE TEST OF
WINDOW AND GLASS BLOCK ASSEMBLIES” AND SHALL BE
INSTALLED AND MAINTAINED IN ACCORDANCE WITH NFPA 257-00
“INSTALLATION OF FIRE DOORS AND WINDOW”. OPENING
PROTECTIVES SHALL BE LABELED CERTIFYING PERFORMANCE
RATING, AND SHALL HAVE BEEN ACCEPTED BY THE
COMMISSIONER.

28. ROOF SHALL BE COVERED WITH CLASS “B” ROOF COVERING
MEETING THE REQUIREMENTS OF ASTEM – E108 “STANDARD
METHODS OF FIRE TESTS OF ROOF COVERINGS” – 2000, OR
“FIRE CLASSIFICATIONS”. (BC 1505)

29. FIRESTOPPING: CONCEALED SPACES WITHIN PARTITIONS,
WALLS. FLOORS, ROOFS, STAIRS, FURRING PIPE SPACES,
COLUMN ENCLOSURES, ETC. SHALL BE FIRESTOPPED EXCEPT
WHERE CONCEALED SPACE IS SPRINKLERED OR IS
CONSTRUCTED AS A SHAFT AS PER BC 717 “CONCEALED
SPACES.”

30. INTERIORS FINISHES: MATERIALS SHALL BE CLASSIFIED IN
ACCORDANCE WITH THE SURFACE FLAME-SPREAD RATING
OBTAINED AS DESCRIBED IN ASTM E-84-2001 “STANDARD
METHOD OF TEST FOR SURFACE BURNING CHARACTERISTICS
OF BUILDING MATERIALS” AS PER BC802.

71. INTERIOR DEMOUNTABLE PARTITIONS ENCLOSING OFFICE
AND SUPPORT SPACES ARE REQUIRED TO HAVE CLASS B
FLAME SPREAD INDEX IN ACCORDANCE WITH BC TABLE 803.5
AND ASTEM E84.

72. ALL COMBUSTIBLE FLOORING SHALL CONFORM WITH THE
REQUIREMENTS OF BC 804.4.1 THRU BC 804.4.4

73. FINISH FLOORING IN ALL EXITS SHALL BE OF NON-
COMBUSTIBLE MATERIALS (BC 804.4)

74. THE BUILDING SITE IS IN A FLOOD ZONE.

75. THE DESIGN, DETAILS AND NOTES INCLUDED HEREBY ARE
IN COMPLIANCE WITH LOCAL LAW 17-94 EARTHQUAKE LAW.
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BUILDING INFORMATION

OWNER:
ROCKEFELLER UNIVERSITY

ADDRESS:
1228 YORK AVENUE
NEW YORK, NY 10065

BLOCK:
1480

LOT:
9010

OCCUPANCY CLASSIFICATION:
B

OCCUPANCY GROUPS:
B NON PRODUCTION LAB
A-2 ASSEMBLY
A-3 ASSEMBLY

WORK UNDER:
2014 NYC BUILDING CODE

CONSTRUCTION CLASSIFICATION:
TYPE IB - NON COMBUSTIBLE FULLY SPRINKLERED

STRUCTURAL CATEGORY:
2

BUILDING HEIGHT:
64 FEET

BUILDING STORIES:
3

FIRE DISTRICT:
YES

FIRE DEPARTMENT ACCESS:
LEVEL 2 AND LEVEL 3

FIRE RATINGS:
FIRE-RESISTANCE RATING REQUIREMENTS FOR BUILDING ELEMENTS (PER BC TABLE 601):

BUILDING ELEMENT TYPE I B

BUILDING GROSS AREA:
RIVER BUILDING 154,028 GSF
ICC 5,296GSF

HEIGHT (B, A-3)

AREA PER FLOOR (B, A-3)

PERMITTED PROPOSED

MEANS OF EGRESS:

B

MAXIMUM TRAVEL DISTANCE
(PER BC 1016.1)

PRIMARY   A-2, A-3
(PER BC 1028.7)

300 FEET

SECONDARY
150 FEET 250 FEET

SPECIAL INSPECTION ITEMS:

STRUCTURAL STEEL - WELDING

STRUCTURAL STEEL - HIGH STRENGTH BOLTING

CONCRETE - CAST IN PLACE

SUBGRADE INSPECTION

SUBSURFACE CONDITIONS - FILL PLACEMENT AND
IN-PLACE DENSITY

SUBSURFACE INVESTIGATIONS (BORING/TEST PITS)

DEEP FOUNDATION ELEMENTS

WALL PANELS, CURTAIN WALLS AND VENEERS

MECHANICAL SYSTEMS

EXCAVATION - SHEETING, SHORING, AND BRACING

PRIVATE ON-SITE STORM WATER DRAINAGE
DISPOSAL SYSTEMS,  AND DETENTION SYSTEM
INSTALLATION

FIRE RESISTANT PENETRATIONS AND JOINTS

FLOOD ZONE COMPLIANCE

EMERGENCY AND STANDBY POWER SYSTESMS
(GENERATORS)

CONCRETE DESIGN MIX

CONCRETE SAMPLING AND TESTING

BC 1704.3.1

BC 1704.3.3

BC 1704.4

BC 1704.7.1

BC 1704.7.2, BC 1704.7.3

BC 1704.7.4

BC 1704.8

BC 1704.10

BC 1704.16

BC 1704.20.2

BC 1704.21.2

BC 1704.27

BC 1704.29, G105

BC 1904.31

BC 1905.3, 1913.5

1905.6, 1913.10

PROGRESS INSPECTION ITEMS:

FOOTING AND FOUNDATION

ENERGY CODE COMPLIANCE INSPECTIONS

FIRE-RESISTANCE RATED CONSTRUCTION

PUBLIC ASSEMBLY EMERGENCY LIGHTING

BC 110.3.1

BC 110.3.5

BC 110.3.4

28-116.2.2

*BUILDING FULLY SPRINKLERED

STRUCTURAL FRAME INCLUDING
COLUMNS, GIRDERS AND TRUSSES 2 HOUR

BEARING WALLS, EXTERIOR 2 HOUR

BEARING WALLS, INTERIOR 2 HOUR

FLOOR CONSTRUCTION, INCLUDING
SUPPORTING BEAMS AND JOISTS 2 HOUR

ROOF CONSTRUCTION, INCLUDING
SUPPORTIN GBEAMS AND JOISTS 1 HOUR

PROPOSED

2 HOUR

2 HOUR

2 HOUR

2 HOUR

1 HOUR

UL

UL

64 FEET

69,941 MAX

FIRE-RESISTANCE RATING REQUIREMENTS FOR EXTERIOR WALLS BASED ON FIRE SEPARATION DISTANCE
(PER BC TABLE 602):

X<5

TYPE IB CONSTRUCTION,
COOUPANCY GROUP A, B

PROPOSED

1 HOUR

FIRE SEPARATION
DISTANCE  (FEET)

5<X<10

10<X<30

X>30

1 HOUR

1 HOUR

0 HOUR

1 HOUR

1 HOUR

1 HOUR

0 HOUR

FIRE-RESISTANCE RATING FOR FIRE BARRIER ASSEMBLIES BETWEEN FIRE AREAS (PER BC TABLE 707.3.9):

A, B

FIRE-RESISTANCE
RATING

PROPOSED

2 HOUR

OCCUPANCY
GROUP

2 HOUR

OCCUPANCY
GROUP PROPOSED

PRIMARY

<300 FEET

SECONDARY
<150 FEET < 250 FEET

MAXIMUM TRAVEL DISTANCE:

B

MAXIMUM DEAD END
(PER BC 1018.4.2)

50 FEET

OCCUPANCY
GROUP PROPOSED

<50 FEET

MAXIMUM DEAD END:

AREA AND HEIGHT RESTRICTIONS (PER BC TABLE 503):

FLOOD ZONE:

THE BUILDING SITE IS IN FLOOD ZONE AE (REFER TO FIRM 2007 AND PFIRM 2013)
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STEEL WF SECTION
COLUMN FIREPROOFING

UL DES. NO. X854
2 HOUR RATED

STEEL WF SECTION
COLUMN FIREPROOFING

UL DES. NO. X854
3 HOUR RATED

SEE PLANS FOR
FINISH CONDITIONS
AND A-820 FOR
INERIOR FINISH
SCHEDULE

STRUCTURAL
STEEL WF COLUMN

CEMENTITOUS
FIREPROOFING

1B 1A

STRUCTURAL STEEL
WF COLUMN

ULTRA HIGH
DENSITY
CEMENTITIOS
FEREPROOFING

FOR DETAILS AND  FIRE RESISTIVE MATERIAL THICKNESS REFER TO UL DESIGN

STEEL WF SECTION
COLUMN FIREPROOFING

UL DES. NO. X645
2 HOUR RATED

1C

STRUCTURAL STEEL
WF COLUMN

INTUMESCENT
PAINT

TOP COAT

STEEL WF SECTION
COLUMN FIREPROOFING

UL DES. NO. X854
2 HOUR RATED

1D

STRUCTURAL
STEEL WF COLUMN

MEDIUM DENSITY
CEMENTITOUS
FIREPROOFING W/
SEALER

1E
STEEL TUBE SECTION

COLUMN FIREPROOFING
UL DES. NO. Y710

2 HOUR RATED

1F
STEEL ROUND TUBE

SECTION
COLUMN FIREPROOFING

UL DES. NO. X645
2 HOUR RATED

STRUCTURAL
STEEL ROUND TUBE
COLUMN

INTUMESCENT
PAINT

GLASS FIBER MESH

1G
"Y" STEEL COLUMN

FIREPROOFING
UL DES. NO. XR609

3 HOUR RATED

"Y" STEEL
COLUMN

INTUMESCENT
PAINT

SEE PLANS FOR
FINISH CONDITIONS
AND A-820 FOR
INERIOR FINISH
SCHEDULE

STRUCTURAL
STEEL TUBE
COLUMN
CEMENTITOUS
FIREPROOFING

3 HOUR FLOOR / CEILING
FIREPROOFING ASSEMBLY
UL DES. NO. D925

3 HOUR BEAM
FIREPROOFING

UL DES. NO. N782

2A

FLOOR FINISH

CONCRETE ON
METAL DECK

STEEL BEAM

PRIMER PAINT

METAL LATH

HIGH DENSITY
CEMENTITIOUS
FIREPROOFING

FOR DETAILS AND  FIRE RESISTIVE MATERIAL THICKNESS REFER TO UL DESIGN

2B

FLOOR FINISH

CONCRETE ON
METAL DECK

STEEL BEAM

PRIMER PAINT

METAL LATH

HIGH DENSITY
CEMENTITIOUS
FIREPROOFING

2C

FLOOR FINISH

CONCRETE ON
METAL DECK

STEEL BEAM

CEMENTITIOUS
FIREPROOFING

2 HOUR FLOOR / CEILING
FIREPROOFING ASSEMBLY
UL DES. NO. D925

2D

FLOOR FINISH

CONCRETE ON
METAL DECK

STEEL BEAM

CEMENTITIOUS
FIREPROOFING

2 HOUR BEAM
FIREPROOFING
UL DES. NO. N789

FOR DETAILS AND  FIRE RESISTIVE MATERIAL THICKNESS REFER TO UL DESIGN

3A

WATERROOFING
MEMBRANE
CLASS "A"

 METAL DECK

STEEL BEAM

CEMENTITIOUS
FIREPROOFING

1 HOUR ROOF / CEILING
FIREPROOFING ASSEMBLY
UL DES. NO. P725

3B
1 HOUR BEAM FIREPROOFING
UL DES. NO. S734

RIGID INSULATION
SHEATING

CEMENTITIOUS
FEREPROOFING

WATERROOFING
MEMBRANE
CLASS "A"

 METAL DECK

STEEL BEAM

CEMENTITIOUS
FIREPROOFING

RIGID INSULATION
SHEATING

CEMENTITIOUS
FEREPROOFING

FOR DETAILS AND  FIRE RESISTIVE MATERIAL THICKNESS REFER TO UL DESIGN

WATERROOFING
MEMBRANE
CLASS "A"

 CONCRETE ON
METAL DECK

STEEL BEAM

CEMENTITIOUS
FIREPROOFING

RIGID INSULATION

4A
2 HOUR FLOOR / CEILING
FIREPROOFING ASSEMBLY W/
GREEN ROOF / PAVERS
UL DES. NO. D925
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INS-03

THERMAL INSULATION "R-28"
INS-03 TYP. TO UNDERSIDE
OF DECK

FP-02

1" THK. (MIN) CEMENTITIOUS
SPRAY ON FIREPROOFING

EJ-01

3 HR FIRESTOP SYSTEM (SEE ENGINEERING
JUDGEMENT # 213083B ISSUED BY HILTI) W/ MIN. 1/8"
(WET) FIRESTOP JOINT SPRAY- CFS-SP-WB BY HILTI
(B.O.D.) AND MIN. 6" MINERAL WOOL SAFING (MIN.
4PCF DENSITY) COMPRESSED 33%, FLUSH WITH TOP
OF SURFACE OF FLOOR ASSEMBLY.

FP-03

FIRESTOP JOINT SPRAY - CFS-
SP-WB BY HILTI  (B.O.D.)

DISTANCE BETWEEN SLAB EDGE AND
SCHIST WALL VARIES -MIN 6"

SP-01

2 HR RATED SEAL WALL

  6" MIN

EXISTING WINDOW
ABANDONED IN PLACE

EXISTING SCHIST
WALL

EXISTING SCHIST
WALL

EJ-01 - 3 HR FIRESTOP SYSTEM (SEE ENGINEERING JUDGEMENT
# 213083B ISSUED BY HILTI) W/ MIN. 1/8" (WET) FIRESTOP JOINT
SPRAY- CFS-SP-WB BY HILTI (B.O.D.) AND MIN. 6" MINERAL WOOL
SAFING (MIN. 4PCF DENSITY) COMPRESSED 33%, FLUSH WITH
TOP OF SURFACE OF FLOOR ASSEMBLY.

FIRESTOP JOINT SPRAY -
CFS-SP-WB BY HILTI
(B.O.D.)

DISTANCE BETWEEN SLAB EDGE AND
SCHIST WALL VARIES -MIN 4" TO 12"

POLYURETHANE SPRAY FOAM INSULATION
4" THICK "R-28' INS-03 TYP, BASF WALLTITE

2 HR RATED SEAL WALL

FILL VOID WITH FOAM
BOARD INSULATION
MINIMUM R-19

2 HR RATED
SEAL WALL

SP-01

6" C H METAL STUDS
FASTENED INTO EXISTING
WOOD FRAME

INSULATION

2 LAYERS 5/8" GYP
BOARD

1" GYP BD LINER
PANELS

SPECIFIED STRUCTURAL W-
BEAM

UL DES. NO. D925
RESTAINED FLOOR
ASSEMBLY (TYP.) 3
HOUR RATED

7 1/2" CONC.
SLAB OVER 3"

STEEL DECK

POLYURETHANE "SPRAY
FOAM" INSULATION 4" THK. "R-

28"  INS-03 TYP.
B.O.D.- BASF "WALLTITE"

UL DES. NO.
N782 FOR

BEAMS/ GIRDER
(TYP.) 3 HOUR

RATED
(RESTRAINED)

1" THK. (MIN.)
CEMENTITIOUS
SPRAY ON
FIREPROOFING
MONOKOTE #Z-156T
(TYP.)

PRIMER PAINT -
B.O.D.:
TNEMEC
PERIMEPRIME
SERIES 394
3.4/ LBS SQ YD.
GALV. LATH (WEB
ONLY)

3.4/ LBS SQ YD. GALV.
LATH -SECURE TO

BEAM/GIRDER

3.4/ LBS SQ YD.
GALV. LATH -
SECURE TO

UNDERSIDE OF
BEAM/GIRDER

GIRDER BEYOND

LEVEL 1

1" THK. (MIN.)
CEMENTITIOUS
SPRAY ON
FIREPROOFING
MONOKOTE #Z-156T
(TYP.) ON GIRDER
BEYOND
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NORTH GRAND ACCESS
SNOW MELT TO BE
PROVIDED TO COMPLY
WITH BC 1009.6.2

SOUTH GRAND ACCESS
SNOWMELT TO BE
PROVIDED TO COMPLY
WITH BC 1009.6.2

WELCH HALL

FOUNDERS HALL

AMPHITHEATER AT LEVEL 3

AMPHITHEATER AT LEVEL 2

SITE ELEVATOR

PLAZA
SLOPPED
WALKWAY FROM
ROUNDABOUT TO
PLAZA
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AT LEVEL 2
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NURSES
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TO LANDING
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COMPLY WITH BC 1009.6.2
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DNDN

LIFE SAFETY LEGEND

2 HR FIRE RATED WALL

INDOOR TRAVEL DISTANCE LINE

OUTDOOR TRAVEL DISTANCE LINE

1 HR FIRE RATED WALL

1.5 HR FIRE RATED WALL

HANDICAP ACCESS ROUTE

EXISTING PEDESTRIAN TUNNEL

XXX

XX XX

EXIT NAME

ACTUAL DISCHARGE NUMBER

MAX DISCHARGE CAPACITY

2,359 SF
CONFERENCE

SPACE
ICC TERRACE

OCCUPANCY
CLASS
A-2

EXTERIOR

AREA
14,206 GSF

FLOOR AREA IN SF
PER OCCUPANT

# OF
OCCUPANTSPACE

CONFERENCE ROOM

OCCUPANCY
CLASS
A-3

ICC MAIN LEVEL OCCUPANCY

AREA
2,359 NSF

FLOOR AREA IN SF
PER OCCUPANT
7 NET

# OF
OCCUPANT
337

TOTAL 360

DOOR
NAME WIDTH

DOOR 1

MULTIPLIED
BY

MAX
CAPACITY

72" 0.2 360

TOTAL 1080 > 360 OK

SPACE
LABORATORY

OCCUPANCY
CLASS
B

LABORATORY OCCUPANCY

AREA
62,326 GSF

FLOOR AREA IN SF
PER OCCUPANT
100 GROSS

# OF
OCCUPANT
623

STAIR DOOR
NAME WIDTH

STAIR A

MULTIPLIED
BY

MAX
CAPACITY

96" 0.3 320

NAME WIDTH

DOOR 5

MULTIPLIED
BY

MAX
CAPACITY

64" 0.2 320

TOTAL 820 > 651 OKTOTAL 640

STAIR C 96" 0.3 320 DOOR 6 64" 0.2 320

LABORATORY EGRESS CAPACITY

MECHANICAL RM A 5,774 GSF 300 GROSS 19

ICC MAIN LEVEL EGRESS CAPACITY

219'-8"

261'-8"136'-8"

283'-2"

SUPPORT AREA B 2,241 GSF 100 GROSS 23
- -

DOOR 2 72" 0.2 360

62,326 SF
LAB LEVEL 1

5,774 SF
MECH. ROOM A

2,592 SF
MECH. ROOM B

ICC

RIVER BUILDING

TOTAL 651
MECHANICAL RM B 2,592 GSF 300 GROSS 9

B
B

PRESIDENT'S HOUSE
BASEMENT

FLEXNER HALL
LEVEL B

NURSES RES.
LEVEL B

RRB
LEVEL 1

HOSPITAL
LEVEL B

WELCH HALL
LEVEL A

SMITH HALL ANNEX
LEVEL B

SMITH HALL
LEVEL B

BOILER HOUSE
LEVEL 1

CRC
LEVEL B

CRC ELEVATORS

HOSPITAL ELEVATOR

29'-10 13/16"

0 1

0.75 1.05

2

1.25
1.50 1.75

1.10

1.90

3

4

2.25
2.75

3.25
3.50 3.75

2.50
5

6
4.25 4.50

4.75
5.25

5.75
5.50

6.25

7

8

97.25
7.50

7.75

8.50
8.75

8.25

6.50
6.75

10

9.25
9.50

9.75

10.25
10.45

C

A

B

D

E

ELEC

DOOR 7 36" 0.2 180DOOR 3 72" 0.2 360

138'-2"

260'-11"

272'-6"

219'-1"
ELEV C1

ELEV C2

ELEV D1

10
2'

-3
"

24'-6"

74'-10"

24'-1"

46'-10 15/16"

24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 0.60° 0.60°
24'-0" 24'-0" 1.71° 1.71°

24'-0" 24'-0" 1.00°
1.00°

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0" 20'-0"

96'-0"

96'-0"
1.21°

3.42°

1.99°

96'-0"

96'-0"

96'-0"

96'-0"

33'-3"

35'-7"

EXIT DOOR 5
300 320

EXIT DOOR 6
300 320

EXIT DOOR 7
51 180

EXIT DOOR 1
110 360

EXIT DOOR 2
110 360

EXIT DOOR 3
140 360

14,206 SF
ICC TERRACE

A-055
1

2,241 SF
SUPPORT

ELEC ELEC

ELEC
ELEC

IDF/BDF

ELEC

ELEV A1

NN
664.100

24" x 36"
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LIFE SAFETY LEGEND

2 HR FIRE RATED WALL

INDOOR TRAVEL DISTANCE LINE

OUTDOOR TRAVEL DISTANCE LINE

1 HR FIRE RATED WALL

1.5 HR FIRE RATED WALL

HANDICAP ACCESS ROUTE

EXISTING PEDESTRIAN TUNNEL

XXX

XX XX

EXIT NAME

ACTUAL DISCHARGE NUMBER

MAX DISCHARGE CAPACITY

SPACE
LEVEL 2 TERRACE

OCCUPANCY
CLASS

EXTERIOR

AREA
5,310 GSF

FLOOR AREA IN SF
PER OCCUPANT

# OF
OCCUPANT SPACE

LABORATORY

OCCUPANCY
CLASS
B

LABORATORY OCCUPANCY

AREA
59,719 GSF

FLOOR AREA IN SF
PER OCCUPANT
100 GROSS

# OF
OCCUPANT
598

TOTAL 598

STAIR DOOR
NAME WIDTH

STAIR A

MULTIPLIED
BY

MAX
CAPACITY

96" 0.3 320

NAME WIDTH

DOOR 1

MULTIPLIED
BY

MAX
CAPACITY

64" 0.2 320

LABORATORY EGRESS CAPACITY

TOTAL 320TOTAL 320

149'-10"

208'-11"

162'-7"

118'-5"

A-2 - -

59,719 SF
LAB LEVEL 2

157'-4"

LABORATORY BUILDING

59
'-1

"

PRESIDENT'S HOUSE
LEVEL 2

FLEXNER HALL
LEVEL A

NURSES RES.
LEVEL A

GASSER HALL
LEVEL 2 RRB

LEVEL 2

WELCH HALL
LEVEL 1

FOUNDER'S HALL
LEVEL A

CRC
LEVEL A

SMITH HALL ANNEX
LEVEL A

SMITH HALL
LEVEL A HOSPITAL

LEVEL A

CRC ELEVATORS
TO CRC LEVEL B
CONNECTING TO
EXISTING
PEDESTRIAN
RAMP

HOSPITAL
ELEVATOR TO
HOSPITAL LEVEL B
CONNECTING TO
EXISTNG
PEDESTRIAN RAMP

CRC ACCESS AT GRADE

HOSPITAL
ENTRANCE
AT GRADE

EXISTING RAMP
TO GASSER
HALL ENTRANCE

0 1
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1.50 1.75

1.10

1.90

3

4

2.25
2.75

3.25
3.50 3.75

2.50
5

6
4.25 4.50

4.75
5.25

5.75
5.50

6.25

7

8

97.25
7.50

7.75

8.50
8.75

8.25

6.50
6.75

10

9.25
9.50

9.75

10.25
10.45

C

A

B

D

E

128'-1"

212'-4"

EXIT DOOR 1
150 320

1,726 SF

AMPHITHEATER
LEVEL 2 - STAGE

7'-10"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0" 20'-0"

24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 0.60° 0.60°
24'-0" 24'-0" 1.71° 1.71°

24'-0" 24'-0" 1.00°
1.00°

96'-0"

96'-0"
1.21°

3.42°

1.99°

96'-0"

96'-0"

96'-0"

96'-0"

EXIT DOOR 4
150 360

EXIT DOOR 4
98 360

5,310 SF
TERRACE

AMPHITHEATER LEVEL 2 2,962 NSFA-3 15 NET 198

TOTAL 198

A-056
1

A-060
1

ELEC

STAIR A

STAIR C
ELEV C1

ELEV C2

ELEV D1

ELEC

ELEC
ELEC

ELEV B1

ELEV A1

ELEC

EXIT DOOR 2
100 180

EXIT DOOR 3
100 180

111'-9"

110'-4"

93'-2"

EXITS TO GRADE 1080

72" 0.2 360DOOR 4

36" 0.2 180DOOR 3
36" 0.2 180DOOR 2

TOTAL EGRESS CAPACITY 1400 > 598 OK

72" 0.2 360DOOR 3

NN
664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
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A-052

LIFE SAFETY PLAN - LEVEL 2

.00

SCALE:  1/32" = 1'-0" 2LEVEL 2 - LIFE SAFETY OVERALL PLAN

1 EXCAVATION AND
FOUNDATION PERMIT
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FEC

WAP

WAP

WAP

WAP

LIFE SAFETY LEGEND

2 HR FIRE RATED WALL

INDOOR TRAVEL DISTANCE LINE

OUTDOOR TRAVEL DISTANCE LINE

1 HR FIRE RATED WALL

1.5 HR FIRE RATED WALL

HANDICAP ACCESS ROUTE

EXISTING PEDESTRIAN TUNNEL

XXX

XX XX

EXIT NAME

ACTUAL DISCHARGE NUMBER

MAX DISCHARGE CAPACITY

SPACE
OCCUPANCY
CLASS

EXTERIOR

AREA
FLOOR AREA IN SF
PER OCCUPANT

# OF
OCCUPANTSPACE

OFFICE PAV.

OCCUPANCY
CLASS
B

OFFICE PAVILION OCCUPANCY

AREA
9,874 GSF

FLOOR AREA IN SF
PER OCCUPANT
100 GROSS

# OF
OCCUPANT
99

TOTAL 99

STAIR DOOR
NAME WIDTH

STAIR A

MULTIPLIED
BY

MAX
CAPACITY

96" 0.3 320

NAME WIDTH

DOOR 1

MULTIPLIED
BY

MAX
CAPACITY

39" 0.2 195
TOTAL 320

SPACE
CAFETERIA

OCCUPANCY
CLASS
A-2

CAMPUS DINING OCCUPANCY

AREA
4,178 NSF

FLOOR AREA IN SF
PER OCCUPANT
15 NET

# OF
OCCUPANT
279

TOTAL 465

DOORS
NAME WIDTH

DOOR 6

MULTIPLIED
BY

MAX
CAPACITY

36" 0.2 180

CAMPUS DINING EGRESS CAPACITY

KITCHEN 3,369 GSF 200 GROSS 17

OFFICE PAVILION EGRESS CAPACITY

SERVERY 168

OUTDOOR DINING AREA 1,187 NSFA-2 15 NET 80
AMPHITHEATER LEVEL 3 1,571 NSFA-3 7 NET 225

TOTAL 305

2,508 NSF 15 NET

EXITS TO GRADE 750

DOOR 2 39" 0.2 195

EXITS TO GRADE 785

DOOR 8 85" 0.2 425
DOOR 7 36" 0.2 180

DINING PAVILION

TOTAL EGRESS CAPACITY 750 > 99 OK

TOTAL EGRESS CAPACITY 1025 > 465 OK
0 1

0.75 1.05

2

1.25
1.50 1.75

1.10

1.90

3

4

2.25
2.75

3.25
3.50 3.75

2.50
5

6
4.25 4.50

4.75
5.25

5.75
5.50

6.25

7

8

97.25
7.50

7.75

8.50
8.75

8.25

6.50
6.75

10

9.25
9.50

9.75

10.25
10.45

C

A
B

D

E

4,178 SF
DINING

9,874 SF
OFFICE PAVILION

3,369 SF
KITCHEN

2,508 SF
SERVERY

ELEV D

ELEV C2

ELEV C1

STAIR A

84'-8"

103'-3"

48'-8"

150'-8"

172'-5"

STAIR DOOR
NAME WIDTH

STAIR B

MULTIPLIED
BY

MAX
CAPACITY

72" 0.3 240

NAME WIDTH

DOOR 5

MULTIPLIED
BY

MAX
CAPACITY

48" 0.2 240
TOTAL 240TOTAL 240

187'-2"

109'-1"

1,571 SF

AMPHITHEATER
LEVEL 3

1,187 SF
OUTDOOR DINING

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0"

24'-0"
24'-0" 20'-0"

46'-10 15/16"

24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 24'-0" 0.60° 0.60°
24'-0" 24'-0" 1.71° 1.71°

24'-0" 24'-0" 1.00°
1.00°

96'-0"

96'-0"
1.21°

3.42°

1.99°

96'-0"

96'-0"

96'-0"

96'-0"

EXIT DOOR 2
34 195

EXIT DOOR 1
35 195

EXIT DOOR 6
100 180

EXIT DOOR 8
100 425

EXIT DOOR 5
165 240

A-057
1

A-056
1

A-058
1

ELEC

ELEV B1

ELEC

EXIT DOOR 3
10 180

EXIT DOOR 4
10 180

DOOR 3 36" 0.2 180
DOOR 4 36" 0.2 180

ELEV A1

EXIT DOOR 7
100 180

34,960 SF
LEVEL 3 TERRACE

LEVEL 3 TERRACE 34,960 GSFA-2 - -

98'-11"
39'-5"

42'-1"

NN
664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
NEW YORK, NY  10016
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120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
21 PENN PLAZA 8TH FL
NEW YORK, NY 10001
T. 212 479 5400
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1/32" = 1'-0"

A-053

LIFE SAFETY PLAN - LEVEL 3

.00

SCALE:  1/32" = 1'-0" 1LEVEL 3  - LIFE SAFETY OVERALL PLAN

1 EXCAVATION AND
FOUNDATION PERMIT

5-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
3 DOB SUBMISSION 12-MAR-15
4 DOB SUBMISSION 31-JULY-15
5 E&F ADDEMDUM 31-JULY-15
6 DOB SUBMISSION 20-AUG-15
7 DOB SUBMISSION - RB 01-OCT-15
8 PROGRESS SET 30-OCT-15
9 DOB SUBMISSION - RB 16-DEC-15 Sheet 13 of 315
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LIFE SAFETY LEGEND

2 HR FIRE RATED WALL

INDOOR TRAVEL DISTANCE LINE

OUTDOOR TRAVEL DISTANCE LINE

1 HR FIRE RATED WALL

1.5 HR FIRE RATED WALL

HANDICAP ACCESS ROUTE

EXISTING PEDESTRIAN TUNNEL

XXX

XX XX

EXIT NAME

ACTUAL DISCHARGE NUMBER

MAX DISCHARGE CAPACITY

0 1

0.75

1.05 2

1.25

1.50

1.75

1.10

1.90

2.25

2.50

C

A

B

D

E

+29' - 10 13/16"

+33' - 3"

+35' - 7"

EXIT DOOR 1
110 360

2,241 SF
SUPPORT

2,359 SF
CONFERENCE

14,206 SF
ICC TERRACE

TR
AVEL D

ISTAN
C

E 24' - 6"

TR
AVEL D

IS
TA

NCE 74
' - 

10
"

TR
AV

EL
 D

IS
TA

N
C

E 
24

' -
 1

"

TR
AV

EL
 D

IS
TA

N
C

E 
10

2'
 - 

3"

10
'-1

 1
1/

16
"

6 3/16"

EXIT DOOR 2
110 360

EXIT DOOR 3
140 360

EXIT DOOR 7
51 180

SUM
411 600

LEVEL 1 TERRACE EXIT PASSAGEWAY
ICC/RIVER BUILDING BEYOND

UNIVERSITY PUBLIC WAY STARTS

TRAVEL DISTANCE TO
PUBLIC WAY 286' - 11"

TRAVEL DISTANCE TO
PUBLIC WAY 145' - 11"

TRAVEL DISTANCE TO
PUBLIC WAY 42' - 11"

TRAVEL DISTANCE TO
PUBLIC WAY 20' - 1"

6'
 - 

0"
3'

 - 
0"

3'
 - 

0"
3'

 - 
0"

3'
 - 

0"

3'
 - 

0"

6' - 0"

6' - 0"

NN
664.100

24" x 36"
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DISCLAIMER

RAFAEL VINOLY ARCHITECTS
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NEW YORK, NY  10013
T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
21 PENN PLAZA 8TH FL
NEW YORK, NY 10001
T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-054

ICC DISCHARGE DIAGRAM - LEVEL 1

.00

ICC:

OCCUPANCY
CLASS AREA FLOOR AREA IN SF

PER OCCUPANT # OF OCCUPANT

CONFERENC
ROOM /A-3

2,359 NSF 7 NET 337

EXIT DOOR 1

EXIT DOOR 2

ICC DISCHARGE BREAK DOWN:

TOTAL

110

110

360

ACTUAL
DISCHARGE MAX CAPACITY

72" /0.2 = 360

1080

* EGRESS DOOR MAX DISCHARGE CAPACITY = DOOR WIDTH / 0.2

* EGRESS PATH MAX DISCHARGE CAPACITY = PATH WIDTH / 0.2

SUPPORT /B 2,241 GSF 100 GROSS 23

360TOTAL OCCUPANCY

SCALE:  1/8" = 1'-0" 1LEVEL 1 - ICC DISCHARGE DIAGRAM

EXIT DOOR 3

RIVER BUILDING DISCHARGE TO LEVEL 1 TERRACE:

EXIT DOOR 7 51

ACTUAL
DISCHARGE MAX CAPACITY

TOTAL 51 180

 SUM:

72" /0.2 = 360

LEVEL 1 TERRACE EXIT
PASSAGEWAY DISCHARGE SUM 411

ACTUAL
DISCHARGE MAX CAPACITY

120" / 0.2 = 600

ICC 360 -

RIVER BUILDING 51 -

* AS PER BC 1004, TALBE 1004.1.1

* AS PER BC 1005.1

35" /0.2 = 180

D DOB SUBMISSION 31-JULY-15
E DOB SUBMISSION 20-AUG-15
F DOB SUBMISSION - RB 01-OCT-15
1 PROGRESS SET 30-OCT-15
2 DOB SUBMISSION - RB 16-DEC-15

72" /0.2 = 360140
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LIFE SAFETY LEGEND

2 HR FIRE RATED WALL

INDOOR TRAVEL DISTANCE LINE

OUTDOOR TRAVEL DISTANCE LINE

1 HR FIRE RATED WALL

1.5 HR FIRE RATED WALL

HANDICAP ACCESS ROUTE

EXISTING PEDESTRIAN TUNNEL

XXX

XX XX

EXIT NAME

ACTUAL DISCHARGE NUMBER

MAX DISCHARGE CAPACITY

6
5.25 5.755.50 6.25

7

7.25

6.50 6.75

C

A

B

D

E

EXIT DOOR 2
100 180

1,726 SF

AMPHITHEATER
LEVEL 2 - STAGE

14
'-5

 3
/1

6"

14
'-5

 3
/1

6"

10'-3"

UNIVERSITY PUBLIC WAY
STARTS

RIVER BUILDING BEYOND

UNIVERSITY PUBLIC WAY
STARTS

RIVER BUILDING BEYOND

AMPHITHEATER PASSAGE 2
283 615

AMPHITHEATER PASSAGE 1
283 422

RIVER BUILDING DISCHARGE
PASSAGE 2
TRAVEL DISTANCE TO PUBLIC
WAY 124'-7"

RIVER BUILDING DISCHARGE
PASSAGE 1
TRAVEL DISTANCE TO PUBLIC
WAY 140'-7"

AMPHITHEATER DISCHARGE PASSAGE 2
TRAVEL DISTANCE TO PUBLIC WAY 103'-9"

AMPHITHEATER DISCHARGE PASSAGE 1
TRAVEL DISTANCE TO PUBLIC WAY 118'-6"

PUBLIC PASSAGE 1 SUM
383 422

PUBLIC PASSAGE 2 SUM
383 615

1,236 SF

AMPHITHEATER
LEVEL 2 - STEP1-HOUR REQUIRED FIRE

RATING PER BC 602.2 TABLE
602.
36.3% WALL OPENING PER
BC 705.8 (REFER TO A-212
FOR FACADE ELEVATION)

FI
R

E 
SE

PA
R

AT
IO

N
 D

IS
TA

N
C

E

12
'-1

 1
/2

" FIRE SEPARATION DISTANCE = 24'-10"

R 49'-6 1/4
"

FI
R

E  
SE

PA
R

AT
IO

N
 D

IS
TA

N
C

E 
> 

30
' -0

"

74
'-1

 3
/1

6"

1-HOUR REQUIRED FIRE
RATING PER BC 602.2
TABLE 602.
NO WALL OPENING LIMIT
PER BC 705.8

0-HOUR REQUIRED FIRE
RATING PER BC 602.2 TABLE
602.
NO WALL OPENING LIMIT PER
BC 705.8

EXIT DOOR 3
100 180

NN
664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
NEW YORK, NY  10016
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DISCLAIMER

RAFAEL VINOLY ARCHITECTS
50 VANDAM STREET
NEW YORK, NY  10013
T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
21 PENN PLAZA 8TH FL
NEW YORK, NY 10001
T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-055

AMPHITHEATER EXIT DISCHARGE
DIAGRAM - LEVEL 2

.00

AMPHITHEATER LEVEL 2:

SPACE AREA FLOOR AREA IN SF
PER OCCUPANT

# OF
OCCUPANT

STEP 1236 NSF 15 NET 83

AMPHITHEATER PASSAGE 1
DISCHARGE CAPACITY

AMPHITHEATER PASSAGE 2
DISCHARGE CAPACITY

AMPHITHEATER LEVEL 2 DISCHARGE BREAK DOWN:

TOTAL

283

283

566

ACTUAL
DISCHARGE MAX CAPACITY

84 1/2" /0.2 = 422

1037

* EGRESS DOOR MAX DISCHARGE CAPACITY = DOOR WIDTH / 0.2

* EGRESS PATH MAX DISCHARGE CAPACITY = PATH WIDTH / 0.2

SCALE:  1/8" = 1'-0" 1LEVEL 2 - AMPHITHEATER EXIT DISCAHRGE DIAGRAM

198TOTAL OCCUPANCY

* AS PER BC 1004, TALBE 1004.1.1

123" /0.2 = 615

RIVER BUILDING PASSAGE 1
DISCHARGE CAPACITY

RIVER BUILDING PASSAGE 2
DISCHARGE CAPACITY

RIVER BUILDING EXIT DOOR 2 AND 3 DISCHARGE BREAK DOWN:

TOTAL EXIT DOOR 2 CAPACITY

100

100

200

ACTUAL
DISCHARGE MAX CAPACITY

-

-

72" /0.2 = 360

AMPHITHEATER PASSAGE 1
DISCHARGE CAPACITY

RIVER BUILDING PASSAGE 1
DISCHARGE CAPACITY

SUM:

PUBLIC PASSAGE 1
DISCHARGE SUM

283

100

383

ACTUAL
DISCHARGE MAX CAPACITY

-

-

84 1/2" /0.2 = 422

AMPHITHEATER PASSAGE 2
DISCHARGE CAPACITY

RIVER BUILDING PASSAGE 2
DISCHARGE CAPACITY

PUBLIC PASSAGE 2
DISCHARGE SUM

283

100

383

-

-

123" /0.2 = 615

SUM 766 1037

* AS PER BC 1005.1

D DOB SUBMISSION 31-JULY-15
E DOB SUBMISSION 20-AUG-15
F DOB SUBMISSION - RB 01-OCT-15
1 PROGRESS SET 30-OCT-15
2 DOB SUBMISSION - RB 16-DEC-15

STAGE 1726 NSF 15 NET 115

TOTAL 2962 NSF 15 NET 198

OCCUPANCY
CLASS

A-3

A-3

A-3
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LIFE SAFETY LEGEND

2 HR FIRE RATED WALL

INDOOR TRAVEL DISTANCE LINE

OUTDOOR TRAVEL DISTANCE LINE

1 HR FIRE RATED WALL

1.5 HR FIRE RATED WALL

HANDICAP ACCESS ROUTE

EXISTING PEDESTRIAN TUNNEL

XXX

XX XX

EXIT NAME

ACTUAL DISCHARGE NUMBER

MAX DISCHARGE CAPACITY

6

5.25

5.75

5.50

6.25

7

6.50

6.75

C

A

B

D

E

1,571 SF

AMPHITHEATER
LEVEL 3

AMPHITHEATER PASSAGE 4
53 275

AMPHITHEATER PASSAGE 3
52 275

OFFICE PAVILION
DISCHARGE
99 -

AMPHITHEATER DISCHARGE PASSAGE 4

TRAVEL DISTANCE TO PUBLIC WAY 174'-6"

DINING PAVILION
DISCHARGE
300 -

AMPHITHEATER LEVEL 2

UNIVERSITY PUBLIC WAY STARTS

RIVER BUILDING BEYOND

UNIVERSITY PUBLIC WAY STARTS

RIVER BUILDING BEYOND

AMPHITHEATER DISCHARGE PASSAGE 3 TRAVEL

DISTANCE TO PUBLIC WAY 137'-3"

8'-2"
10'-0"

PUBLIC PASSAGE 2 SUM
152 600

PUBLIC PASSAGE 1 SUM
352 460

3'
-8

"

3'
 - 

8"

4' - 3" 4' - 3"

NN
664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
NEW YORK, NY  10016
T. 212.840.0060
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NEW YORK, NY 10011
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D
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PROJECT PHASE
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DISCLAIMER

RAFAEL VINOLY ARCHITECTS
50 VANDAM STREET
NEW YORK, NY  10013
T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
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LANGAN
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THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-056

AMPHITHEATER EXIT DISCAHRGE
DIAGRAM - LEVEL 3

Sheet 16 of 63
.00

AMPHITHEATER LEVEL 3:

OCCUPANCY
CLASS AREA FLOOR AREA IN SF

PER OCCUPANT # OF OCCUPANT

A-3 1,571 NSF 15 NET 105

AMPHITHEATER PASSAGE 3
DISCHARGE CAPACITY

AMPHITHEATER PASSAGE 4
DISCHARGE CAPACITY

AMPHITHEATER LEVEL 3 DISCHARGE BREAK DOWN:

TOTAL

52

53

105

ACTUAL
DISCHARGE MAX CAPACITY

55" /0.2 = 275

550

* EGRESS DOOR MAX DISCHARGE CAPACITY = DOOR WIDTH / 0.2

* EGRESS PATH MAX DISCHARGE CAPACITY = PATH WIDTH / 0.2

SCALE:  1/8" = 1'-0" 1LEVEL 3 - AMPHITHEATER DISCHARGE DIAGRAM

105TOTAL OCCUPANCY

* AS PER BC 1004, TALBE 1004.1.1

55" /0.2 = 275

OFFICE PAVILION DISCHARGE

DINING PAVILION DISCHARGE

RIVER BUILDING DISCHARGE BREAK DOWN:

TOTAL

99

300

399

ACTUAL
DISCHARGE MAX CAPACITY

-

-

-

AMPHITHEATER PASSAGE 3
DISCHARGE CAPACITY

DINING PAVILION
DISCHARGE CAPACITY

SUM:

PUBLIC PASSAGE 1
DISCHARGE SUM

52

300

352

ACTUAL
DISCHARGE MAX CAPACITY

-

-

92" /0.2 = 460

AMPHITHEATER PASSAGE 4
DISCHARGE CAPACITY

OFFICE PAVILION
DISCHARGE CAPACITY

PUBLIC PASSAGE 2
DISCHARGE SUM

53

99

152

-

-

120" /0.2 = 600

SUM 504 1060

* AS PER BC 1005.1

D DOB SUBMISSION 31-JULY-15
E DOB SUBMISSION 20-AUG-15
F DOB SUBMISSION - RB 01-OCT-15
1 PROGRESS SET 30-OCT-15
2 DOB SUBMISSION - RB 16-DEC-15
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LIFE SAFETY LEGEND

2 HR FIRE RATED WALL

INDOOR TRAVEL DISTANCE LINE

OUTDOOR TRAVEL DISTANCE LINE

1 HR FIRE RATED WALL

1.5 HR FIRE RATED WALL

HANDICAP ACCESS ROUTE

EXISTING PEDESTRIAN TUNNEL

XXX

XX XX

EXIT NAME

ACTUAL DISCHARGE NUMBER

MAX DISCHARGE CAPACITY

3 4

2.75 3.25 3.50 3.75 4.25 4.50 4.75

C

A

B

D

E

9,874 SF
OFFICE PAVILION

EXIT DOOR 2
34 195

TRAVEL DISTANCE 98'-11"

TRAVEL DISTANCE 103'-3"

TRAVEL DISTANCE 84'-8" TRAVEL DISTANCE 48'-8"

OFFICE PAVILION DISCHARGE PASSAGE
TRAVEL DISTANCE TO PUBLIC WAY 115'-0" 5'

-3
"

OFFICE PAVILION PASSAGE 2
99 315

EXIT DOOR 4
10 180

EXIT DOOR 2
10 180

5' - 0"

3'
 - 

9"

3' - 3" 3' - 3"

3' - 0"

3' - 0"EXIT DOOR 1
35 195

8' - 0"8' - 0"

5'
 - 

4"

EGRESS STAIR A
COMPLY WITH BC
1009

TRAVEL DISTANCE 39'-5"

TRAVEL DISTANCE 42'-1"

NN
664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
NEW YORK, NY  10016
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D
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THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-057

NORTH PAVILION EXIT DISCHARGE
DIAGRAM - LEVEL 3

.00

OFFICE PAVILION:

OCCUPANCY
CLASS AREA FLOOR AREA IN SF

PER OCCUPANT # OF OCCUPANT

B 9,874 GSF 100 GROSS 99

EXIT DOOR 1

EXIT DOOR 2

OFFICE PAVILION DISCHARGE BREAK DOWN:

TOTAL

34

35

99

ACTUAL
DISCHARGE MAX CAPACITY

39" /0.2 = 195

750

* EGRESS DOOR MAX DISCHARGE CAPACITY = DOOR WIDTH / 0.2

SCALE:  1/8" = 1'-0" 1LEVEL 3 - NORTH PAVILION LIFE SAFETY

99TOTAL OCCUPANCY

* AS PER BC 1004, TALBE 1004.1.1

39" /0.2 = 195

OFFICE PAVILION
PASSAGE 99

ACTUAL
DISCHARGE MAX CAPACITY

63" /0.2 = 315

* EGRESS PATH MAX DISCHARGE CAPACITY = PATH WIDTH / 0.2

* AS PER BC 1005.1

EXIT DOOR 2 10 36" /0.2 = 180

EXIT DOOR 2 10 36" /0.2 = 180

D DOB SUBMISSION 31-JULY-15
E DOB SUBMISSION 20-AUG-15
F DOB SUBMISSION - RB 01-OCT-15
1 PROGRESS SET 30-OCT-15
2 DOB SUBMISSION - RB 16-DEC-15
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LIFE SAFETY LEGEND

2 HR FIRE RATED WALL

INDOOR TRAVEL DISTANCE LINE

OUTDOOR TRAVEL DISTANCE LINE

1 HR FIRE RATED WALL

1.5 HR FIRE RATED WALL

HANDICAP ACCESS ROUTE

EXISTING PEDESTRIAN TUNNEL

XXX

XX XX

EXIT NAME

ACTUAL DISCHARGE NUMBER

MAX DISCHARGE CAPACITY

8

9

7.75

8.50

8.75

8.25

9.25

9.50

9.75

C

A

B

D

E

1,187 SF
OUTDOOR DINING

2,508 SF
SERVERY

4,178 SF
DINING

3,369 SF
KITCHEN

EXIT DOOR 8
100 425

EXIT DOOR 5
165 240

EXIT DOOR 7
100 180 TRAVEL DISTANCE 187'-2"

TRAVEL DISTANCE 172'-5"

TRAVEL DISTANCE 150'-8"

TRAVEL DISTANCE 109'-1"

OUTDOOR DINING
80 -

8'-0"

DINING PAVILION
PASSAGE VIA GASSER

80 320

DINING PAVILION
PASSAGE 1

200 740

DINING PAVILION
PASSAGE 2

100 415

DINING PAVILION DISCHARGE PASSAGE 2

TRAVEL DISTANCE TO PUBLIC WAY 149'-2"

DINING PAVILION DISCHARGE
PASSAGE 1
TRAVEL DISTANCE TO PUBLIC
WAY 147'-0"

DINING PAVILION DISCHARGE
PASSAGE VIA GASSER HALL
TRAVEL DISTANCE TO PUBLIC
WAY 228'-6"

EXIT DOOR 6
100 180

6' - 0" 6' - 0"

3' 
- 0

"

3'
 - 

0"

6' - 11"

12
' -

 4
"

11' - 10"

SNOW MELT TO BE
PROVIDED TO COMPLY
WITH BC1009.6.2

EXIT DISCHARGE TO
CONTINUE
THROUGH GASSER
HALL

6' - 7"
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664.100

24" x 36"
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NO RESPONSIBILITY FOR ANY LIABILITY,
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OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-058

SOUTH PAVILION EXIT DISCHARGE
DIAGRAM - LEVEL 3

.00

DINING PAVILION:

OCCUPANCY
CLASS

AREA FLOOR AREA
IN SF PER
OCCUPANT

# OF
OCCUPANT

CAFETERIA /A-2 4,178 NSF 15 NET 279

KITCHEN 3,369 GSF 200 GROSS 17

SERVERY 2,508 NSF 15 NET 168

465TOTAL CAPACITY

OUT DOOR DINING:

OCCUPANCY
CLASS

AREA FLOOR AREA
IN SF PER
OCCUPANT

# OF
OCCUPANT

A-2 1,187 NSF 15 NET 80

EXIT DOOR 5

DINING PAVILION DISCHARE BREAK DOWN:

TOTAL

165

465

ACTUAL
DISCHARGE MAX CAPACITY

48" /0.2 =240

1025

* EGRESS DOOR MAX DISCHARGE CAPACITY
= DOOR WIDTH / 0.2

* EGRESS PATH MAX DISCHARGE CAPACITY
= PATH WIDTH / 0.2

EXIT DOOR 6 100

EXIT DOOR 7 100

EXIT DOOR 8 100

* EGRESS STAIR MAX DISCHARGE CAPACITY
= STAIR WIDTH / 0.3

SCALE:  1/8" = 1'-0" 1LEVEL 3 - DINING PAVILION LIFE SAFETY

36" /0.2 =180

36" /0.2 =180

85" /0.2 =425

80TOTAL CAPACITY

DINING PAVILION
PASSAGE 1

DISCHARGE VIA
GRAND STAIR

200

300

ACTUAL
DISCHARGE MAX CAPACITY

148" /0.2 =740

DINING PAVILION
PASSAGE 2 100 83" /0.2 =415

1155

OUTDOOR DINING 80 -

DISCHARGE VIA
GASSER HALL 80 96" /0.3 =320

SUM 265

EXIT DOOR 5 165

1395

* AS PER BC 1005.1

48" /0.2 =240

D DOB SUBMISSION 31-JULY-15
E DOB SUBMISSION 20-AUG-15
F DOB SUBMISSION - RB 01-OCT-15
1 PROGRESS SET 30-OCT-15
2 DOB SUBMISSION - RB 16-DEC-15
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109.75 10.25 10.45

D

E

6'-0"

5'-0"

5'-0"

12'-11"

7'-7 1/16"

8'-0"

LEVEL 3 DINING
PAVILION DISCHARGE

100 320

LEVEL 2 DISCHARGE
EXIT DOOR 4
94 -

RIVER BUILDING
DISCHARGE

THROUGH GASSER
194 300

UNIVERSITY PUBLIC WAY STARTS

2,451 SF
PLANT OPS OFFICE

3'
-0

"

PLANT OPS OFFICE
DISCHARGE
25 180

OVERALL DISCHARGE
THROUGH GASSER

219 300

6'-0"

EXTERIOR WALKWAY

1-HOUR RATED DOOR

1-HOUR RATED DOOR

LIFE SAFETY LEGEND

2 HR FIRE RATED WALL

INDOOR TRAVEL DISTANCE LINE

OUTDOOR TRAVEL DISTANCE LINE

1 HR FIRE RATED WALL

1.5 HR FIRE RATED WALL

HANDICAP ACCESS ROUTE

EXISTING PEDESTRIAN TUNNEL

XXX

XX XX

EXIT NAME

ACTUAL DISCHARGE NUMBER

MAX DISCHARGE CAPACITY

NN
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24" x 36"
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
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DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-059

EXIT DISCHARGE THROUGH
GASSER HALL - LEVEL 2

.00

D DOB SUBMISSION - RB 01-OCT-15
1 DOB SUBMISSION - RB 16-DEC-15

SCALE:  1/8" = 1'-0" 1LEVEL 2 - GASSER HALL LIFE SAFETY

RIVER BUILDING DISCHARGE THROUGH GASSER HALL:

ACTUAL
DISCHARGE MAX CAPACITY

LEVEL 2 94 -

LEVLE 3 100 96" / 0.2 = 480

TOTAL 194 60" / 0.2 = 300

* EGRESS DOOR MAX DISCHARGE CAPACITY
= DOOR WIDTH / 0.2

* EGRESS PATH MAX DISCHARGE CAPACITY
= PATH WIDTH / 0.2

* EGRESS STAIR MAX DISCHARGE CAPACITY
= STAIR WIDTH / 0.3

* AS PER BC 1005.1

GASSER HALL PLANT OPS OFFICE:

OCCUPANCY
CLASS AREA FLOOR AREA IN SF

PER OCCUPANT # OF OCCUPANT

B 2451 GSF 100 GROSS 25

25TOTAL OCCUPANCY

* AS PER BC 1004, TALBE 1004.1.1

OVERALL DISCHARGE THROUGH GASSER HALL:

ACTUAL
DISCHARGE MAX CAPACITY

RIVER BUILDING 194 -

PLANT OPS OFFICE 25

TOTAL 219 60" / 0.2 = 300

36" / 0.2 = 180
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PROJECT NORTH

 1/32" = 1'-0"

A-060

SITE PLAN

.00

SCALE:  1/32" = 1'-0" 1SITE PLAN

1 PROGRESS SET 30-OCT-15
2 DOB SUBMISSION -RB 16-DEC-15
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FOR FURTHER IFNORMATION

STEEL BOX BEAM, REFER TO
STRUCT. DRAWINGS
FOR FURTHER IFNORMATION

NOTE: FOR ALL METAL HANDRAIL
MOUNTING DETAILS- REFER TO
7/A540

BUILT-UP STEEL BOX BEAM
REFER TO STRUCT. DRAWINGS
FOR FURTHER IFNORMATION
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WITH C CHANNELS BELOW

A-540
8

T.O. SLAB LEVEL 3
72' - 0"
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NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
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PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1/4" = 1'-0"

A-073

SITE STAIR "1" SOUTH TERRACE

.00

SCALE:  1/4" = 1'-0" 1SITE STAIR "1' PLAN - LEVEL 3

SCALE:  1/4" = 1'-0" 2SITE STAIR "1' SOUTH SECTION

SCALE:  1/4" = 1'-0" 3SECTION @ BOX STRINGER

SCALE:  1/4" = 1'-0" 4SECTION @ LANDING
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.
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A-077

ACCESSIBILTY GUIDLINES BUILDING

.00

1 PROGRESS SET 30-OCT-15

AC-1 PARTITION 

MOUNTED 

TOILET SEAT-

COVER & TOILET 

PAPER 

DISPENSER

AC-2 ADA TOILET 

SEAT COVER / 

TOILET PAPER 

DISPENSER 

/SANITARY 

NAPKIN 

DISPOSAL

AC-3 HOOKS AT BACK 

OF PARTITION 

DOOR

AC-4 36" ADA GRAB AC-4 36" ADA GRAB 

BAR

AC-5 42" ADA GRAB 

BAR

AC-6 PAPER TOWEL 

DISPENSER & 

RECEPTACLE

AC-7 HAND DRYERS

AC-8 LAVATORY AC-8 LAVATORY 

MOUNTED SOAP 

DISPENSER

AC-9 RECESSED 

BABY 

CHANGING 

STATION

AC-7 AC-9AC-6 AC-1 AC-6AC-3AC-2 AC-2

NOTE: 
SEE A-820 FOR FULL ACCESSORY SCHEDULE

2      DOB SUBMISSION  RB                16DEC15
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NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
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A-078

ACCESSIBILITY GUIDELINES
BUILDING
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1 PROGRESS SET 30-OCT-15

8

CANE DETECTION AREA
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PROJECT NAME

ADDRESS

MAIN USE

USE GROUP

ZONING DISTRICT

SPECIAL PURPOSE DISTRICT

BLOCK

LOT

REQUIRED ACCESSORY OFF-STREET PARKING SPACES FOR PERMITTED NON-RESIDENTIAL USES

(Z.R. 13-41) NONE REQUIRED 108 EXISTING 108 PROPOSED
    

REQUIRED OFF STREET LOADING BERTHS
(Z.R. 25-72) NONE REQUIRED     6 EXISTING     6 PROPOSED

ENCLOSED BICYCLE PARKING SPACES
 
(Z.R. 25-811) 1 PER 5,000 SQUARE FEET OF FLOOR AREA

RIVER CAMPUS HEALTH & WELLNESS
FLOOR AREA                  143,829         14,874
SPACES REQUIRED 29  3
SPACES PROVIDED 32   

MINIMUM REQUIRED REAR YARD
(Z.R. 24-36)                  30 FEET   
LAB BUILDING ENCROACHES  - WAIVER REQUIRED PER 74-682ZR

* SECTION 74-682 WAIVER GRANTED FOR REAR YARD SETBACK (Z.R. 24-552) FOR ROCKEFELLER RESEARCH
BUILDING  C880671ZSM

ZONING ROOMS BLOCK 1475 (NOT APPLICABLE TO BLOCK 1480)
(Z.R. 23-223)

1,939 = TOTAL ZONING ROOMS ON LOT 5

        41,208 SF = LOT AREA

30 SF = LOT AREA REQUIRED PER ZONING ROOM

 41,208 SF / 30 SF =    1,374 ZONING ROOMS PERMITTED 

1,939
1,374

   565 = EXCESS ZONING ROOMS

*EXCESS ZONING ROOMS ARE ALLOCATED TO BLOCK 1480, LOT 10 PER N 821257 ZAM. (AUTHORIZATION
PURSUANT TO LARGE SCALE COMMUNITY FACILITY DEVELOPMENT PROVISIONS TO DISTRIBUTE ZONING
ROOMS WITHOUT REGARD TO LOT LINES).

MEAN CURB ELEVATION, BLOCK 1480
 

YORK AVENUE (29.1 + 18.25) / 2   =  23.67
E. 63RD SREET (18.25 + 9.425) / 2   =  13.86

37.53 / 2 = 18.76 FT

MEAN CURB ELEVATION, BLOCK 1475
 

YORK AVENUE (17.235 + 11) / 2   =  14.1625
E. 62ND SREET (11 + 5.85) / 2   =  8.4250
FDR DRIVE (5.85 + 12.1) / 2   =  8.9750

(21.1 + 17.325) / 2   = 14.7125

46.2750 / 4  = 11.57  FT

THE ROCKEFELLER UNIVERSITY RIVER CAMPUS

1228 YORK AVENUE, NEW YORK NY 10065

NON-PRODUCTION LABORATORIES

2 COMMUNITY FACILITY, COLLEGES OR UNIVERSITIES, NON-PROFIT INSTITUTION

R-9, R-10

NO

1480 / 1475

9010 /  5

20,778
59,784
70,692

0

151,254

RIVER BUILDING
3 FLOOR
2 FLOOR
1 FLOOR
LEVEL C + D

SUBTOTAL

390
1,494

10,134
0

12,018

20,388
58,290
60,558

0

139,236

GROSS MECHANICAL ZFA

NEW BLOCK CONSTRUCTION 1480

4,684

4,684

INTERACTIVE CONFERENCE CENTER

1 FLOOR

SUBTOTAL

91

91

4,593

4,593

155,938RIVER CAMPUS SUBTOTAL 12,109 143,829

BLOCK 1480
LOT 9010

563,901

TOTAL FLOOR AREA AND FLOOR AREA RATIO BY USE

LOT AREA*

1,250,350
0

1,250,350

2.05

EXISTING FLOOR AREA

FLOOR AREA - COMMUNITY FACILITY
FLOOR AREA - RESIDENTIAL

TOTAL

TOTAL FAR

1,250,350
0

158,703

1,409,035

2.50

EXISTING PROPOSED FLOOR AREA

EXISTING COMMUNITY FACILITY
EXISITNG RESIDENTIAL FACILITY
PROPOSED COMMUNITY FACILITY

TOTAL

TOTAL FAR

(563,901 x 10)

5,639,010

10

PERMITTED FLOOR AREA

TOTAL

TOTAL FAR

*PERMIITED BY CPC AUTHORIZATION PURSUANT TO SECTION Z.R.79-21.   M821257 (A) ZAM

LOT AREA**
PERMITTED FAR
PERMITTED FLOOR AREA
EXISTING FLOOR AREA
EXISTING FAR
PROPOSED FLOOR AREA
EXISTING AND PROPOSED FLOOR AREA
EXISTING AND PROPOSED FAR
REMAINING FLOOR AREA

** LOT AREA DOES NOT INCLUDE AIR RIGHTS OVER FDR DRIVE
***PERMITTED BY CPC AUTHORIZATION

FLOOR AREA CALCULATIONS, BLOCK 1480 AND BLOCK 1475*
(Z.R. 23-15  24-11)

BLOCK 1480, LOT 9010

563,901
10

5,639,010
1,250,350

2.22
158,703

1,409,035
2.50

4,229,957

REQUIRED PARKING
EXISTING PARKING
PROPOSED PARKING

PARKING CALCULATIONS, BLOCK 1480

BLOCK 1480, LOT 9010

0
108
108

LOT COVERAGE
(Z.R. 24-11)

BLOCK 1480 LOT 9010
BLOCK 1475 LOT 5
DEMAPPED AREA OVER STREETS
TOTAL LOT AREA*
PERMITTED LOT COVERAGE %
PERMITTED LOT COVERAGE
EXISITNG LOT COVERAGE
EXISTING LOT COVERAGE %
NEW CONSTRUCTION LOT COVERAGE
EXISTING AND PROPOSED LOT COVERAGE
EXISTING AND PROPOSED LOT COVERAGE

*INCLUDING DEMAPPED AREA OVER STREETS

563,901
41,208

219,922
825,031
65.00%
536,270
252,722
30.63%
93,989

346,711
42.03%

EXISTING BUILDING BLOCK 1480 FLOOR AREA AND LOT COVERAGE CALCULATIONS

BUILDING

1.    FOUNDER'S HALL
2.    NURSES RESIDENCE
3.    HOSPITAL (incl. ADDITION)
4.    POWER HOUSE
5.    FLEXNER HALL (incl. EXTENSION)
6.    WELCH HALL (incl. ADDITION)
7.    SMITH HALL ANNEX
8.    SMITH HALL
9.    ABBY ALDRICH / CASPARY HALL
10.  CASPARY AUDITORIUM
11.  PRESIDENT'S HOUSE
12.  GRADUATE STUDENTS RESIDENCE
13.  BRONK LABORATORY
14.  SOPHIE FRICKE HALL
15.  GASSER HALL
16.  WEISS RESEARCH BUILDING
17.  PLAZA BUILDING
18.  COVERED PARKING (”ESPLANADE”)
19.  COMPARATIVE BIOSCIENCE CENTER (LARC incl. ANNEX)
20.  ROCKEFELLER RESEARCH BUILDING
21.  CRC GREENBERG BUILDING
22.  ENCLOSED WAKLKWAYS

SUBTOTAL

GROSS

55,952
22,146

123,930
32,735

101,054
41,224
38,572

105,292
34,862
14,280
10,658
53,585

102,939
32,771
7,599

246,634
9,912

13,104
121,899
182,068
64,744
2,200

1,418,160

MECHANICAL

             2,573
1,215

11,224
12,748
18,651
 3,081
  735

12,692
 3,506
 2,601
 1,071
 3,671
 8,409
 1,975
    411
28,709

  264
         0
15,482
24,359
1,329

  0

154,706

NETZFA

53,379
20,931

112,706
19,987
82,403
38,143
37,837
92,600
31,356
11,679
9,587

49,914
94,530
30,796
7,188

217,925
9,648

0***
106,417
157,709
63,415
2,200

1,250,350

LOT COVERAGE

8,420
4,549

14,781
5,238

13,857
7,720

13,869
12,146
12,367
7,614
6,678

12,182
10,858
6,457
3,869

13,961
0
0

26,664
16,435
7,369
2,200

207,234

PROPOSED NEW CONSTRUCTION BLOCK 1480 FLOOR AREA CALCULATIONS

22.  NEW LABORATORY BUILDING
23   INTERACTIVE CONFERENCE CENTER
24.  HEALTH & WELLNESS CENTER
25.  COVERED PARKING ("ESPLANADE")
 
SUBTOTAL

TOTAL EXISTING AND PROPOSED

12,018
91

1,190
0

 
13,299

168,005

75,762
3,353

14,874
0

 
93,989

301,223

139,236
4,593

14,874
0

 
158,703

1,409,053

*       BASED ON 2006 APPROVED CALCULATIONS
 

***   FLOOR LESS THAN 23' ABOVE MEAN CURB ELEVATION NOT COUNTED AS FLOOR AREA

14,874
1,190
4,434

20,498

HEALTH AND WELLNESS CENTER

1 FLOOR
LEVEL A
CONVERED PARKING

SUBTOTAL

0
1,190

0

1,190

14,874
0
0

14,874

176,498TOTAL 13,299 158,703

BLOCK 1475
LOT 5

41,208
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FLOOD ZONING NOTES:

64-131 MEASUREMENT OF HEIGHT

ALL MEASUREMENTS OF HEIGHT ABOVE #CURB LEVEL#, #BASE PLANE#, #BASE FLOOD ELEVATION#, GRADE, OR OTHER
SIMILAR GROUND RELATED DATUM, SHALL BE FROM THE #FLOOD-RESISTANT CONSTRUCTION ELEVATION#.

MEAN CURB LEVEL IS ESTABLISHED FOR THIS PROJECT UNDER THE MODIFICATION OF THE PREVIOUSLY-APPROVED LARGE
SCALE COMMUNITY FACILITY DEVELOPMENT PLAN, AMENDED UNDER N 140159 CMM (SEE Z-001.00). PLAN PAGE A-308.00
INDICATES THE LOCATION OF THE PROPOSED BUILDING ABOVE THE FLOOD RESISTANT CONSTRUCTION ELEVATION.

64-21 GROUND FLOOR USE

(A) IN ALL DISTRICTS, WHERE COMPLIANCE WITH THE ELEVATION AND WET FLOOD-PROOFING REQUIREMENTS OF APPENDIX
G OF THE NEW YORK CITY BUILDING CODE WOULD RESULT IN A #LOWEST OCCUPIABLE FLOOR# THAT IS ABOVE A LEVEL
REQUIRED BY THE ZONING RESOLUTION WITHOUT THE RELIEF PROVIDED BY THIS SECTION, SUCH REQUIREMENTS SHALL BE
MODIFIED SO THAT THE LEVEL OF SUCH GROUND FLOOR SHALL BE THE LOWEST LEVEL PERMITTED FOR #USES# OTHER
THAN PARKING, STORAGE AND BUILDING ACCESS AS IF IT WERE “POST-FIRM CONSTRUCTION,” AS DEFINED BY APPENDIX G
OF THE BUILDING CODE, USING ELEVATION AND WET FLOOD-PROOFING TECHNIQUES.

THE LOWEST OCCUPIABLE FLOOR REQUIRES NO RELIEF PROVIDED BY THIS SECTION.

64-312 ENTRYWAYS IN ALL OTHER BUILDINGS

FOR ALL #BUILDINGS# OTHER THAN #SINGLE-# AND #TWO-FAMILY RESIDENCES#, WITH ENCLOSED PUBLICLY ACCESSIBLE
ENTRYWAYS BELOW #FLOOD-RESISTANT CONSTRUCTION ELEVATION#, UP TO 100 SQUARE FEET OF SUCH ENTRYWAYS MAY
BE EXCLUDED FROM THE DEFINITION OF #FLOOR AREA# FOR EACH FOOT OF DIFFERENCE BETWEEN THE #LOWEST
OCCUPIABLE FLOOR# AND #CURB LEVEL#. THIS AREA MAY BE EXCLUDED FROM THE DEFINITION OF #FLOOR AREA# PROVIDED
IT IS NOT GREATER THAN THE TOTAL AREA AT EACH PUBLICLY ACCESSIBLE ENTRYWAY OF RAMPS, STAIRS, LIFTS AND
ELEVATORS PLUS AN INITIAL ENTRY AREA OF NO MORE THAN 100 SQUARE FEET FOR EACH ENTRYWAY.

THE PROPOSED BUILDING HAS NO PUBLICLY ACCESSIBLE ENTRYWAYS BELOW THE FLOOD-RESISTANT CONSTRUCTION
ELEVATION.

64-321 LEVEL OF REQUIRED YARDS / 64-322 PERMITTED OBSTRUCTIONS IN REQUIRED YARDS, COURTS AND OPEN SPACE

UNDER THIS PROJECT, YARDS ARE PROVIDED WITH RELIEF FROM ZONING REQUIREMENTS PURSUANT TO DCP APPROVAL
C880671ZSM. SEE PLAN Z-001.00.

64-335 ALTERNATIVE HEIGHT MEASUREMENT FOR OTHER BUILDINGS IN RESIDENCE DISTRICTS R1 R2 R3 R4 R5 R6 R7 R8 R9 R10

IN THE DISTRICTS INDICATED, AS AN ALTERNATIVE TO SECTION 64-131 (MEASUREMENT OF HEIGHT), FOR ALL #BUILDINGS#
OTHER THAN #SINGLE-# AND #TWO-FAMILY RESIDENCES#, WHERE #FLOOD-RESISTANT CONSTRUCTION ELEVATION# IS
BETWEEN FIVE AND 10 FEET ABOVE #CURB LEVEL#, #BUILDING# HEIGHT MAY BE MEASURED FROM A REFERENCE PLANE 10
FEET ABOVE #CURB LEVEL#, AND ANY MINIMUM BASE HEIGHT REQUIREMENTS MAY BE MEASURED FROM
#CURB LEVEL#. WHERE THE PROVISIONS OF THIS SECTION ARE UTILIZED, THE STANDARDS OF SECTION 64-622 (LOBBY OR
NON-RESIDENTIAL USE) SHALL BE MET.

THIS ALTERNATIVE IS NOT REQUIRED WITH REGARD TO A COMMUNITY FACILITY BUILDING. ALSO, MEAN CURB LEVEL IS
ESTABLISHED FOR THIS PROJECT UNDER THE MODIFICATION OF THE PREVIOUSLY-APPROVED LARGE SCALE COMMUNITY
FACILITY DEVELOPMENT PLAN UNDER N 140159 CMM (SEE Z-001.00).

64-50 SPECIAL PARKING REGULATIONS

NO PARKING IS PROPOSED OR REQUIRED UNDER THIS APPLICATION.

64-62 DESIGN REQUIREMENTS FOR OTHER BUILDINGS IN RESIDENCE DISTRICTS R1 R2 R3 R4 R5 R6 R7 R8 R9 R10 IN THE
DISTRICTS INDICATED, FOR ALL #BUILDINGS#, EXCEPT #SINGLE-# AND #TWO-FAMILY RESIDENCES#, WHERE #STREET WALLS#
ARE WITHIN 50 FEET OF THE #STREET LINE#, THE PROVISIONS OF THIS SECTION, INCLUSIVE, SHALL APPLY.

64-621 PLANTING REQUIREMENT

WHERE THE LEVEL OF THE #LOWEST OCCUPIABLE FLOOR# IS FIVE OR MORE FEET ABOVE #CURB LEVEL#, THE AREA
BETWEEN THE #STREET LINE# AND ALL #STREET WALLS# OF THE #BUILDING# SHALL BE PLANTED AT GROUND LEVEL, OR IN
RAISED PLANTING BEDS THAT ARE PERMANENTLY AFFIXED TO THE GROUND. SUCH PLANTING SHALL CONSIST OF TREES OR
SHRUBS WITHIN SIX FEET OF THE #STREET WALL# THAT ATTAIN A HEIGHT OF AT LEAST THREE FEET. SUCH PLANTING SHALL
NOT BE REQUIRED AT THE ENTRANCES TO AND EXITS FROM THE #BUILDING#, WITHIN DRIVEWAYS ACCESSING OFF-STREET
PARKING SPACES LOCATED WITHIN, TO THE SIDE, OR REAR OF SUCH #BUILDING#, OR BETWEEN #COMMERCIAL USES# AND
THE #STREET LINE#. ANY SUCH PLANTED AREA SHALL HAVE A DEPTH OF AT LEAST THREE FEET. WHERE RAMPS OR STAIRS
ARE LOCATED PARALLEL TO A #STREET WALL# AND WITHIN SIX FEET OF SUCH #STREET WALL#, MINIMUM PLANTING BEDS
SHALL BE PROVIDED BETWEEN SUCH RAMPS OR STAIRS AND THE #STREET LINE#. HOWEVER, WHERE #STREET WALL#
LOCATION RULES WOULD REQUIRE A #STREET WALL# TO BE LOCATED SUCH THAT PLANTING BEDS WOULD BE LESS THAN
THREE FEET IN WIDTH, THE PROVISIONS OF THIS SECTION SHALL NOT APPLY.

FOR THIS BUILDING, THE AREA BETWEEN THE STREETLINE (YORK AVENUE) AND THE WEST STREET WALL OF THE NEW
BUILDING IS COMPRISED OF THE ENTIRE EXISTING ROCKEFELLER UNIVERSITY CAMPUS. THE EXISTING CAMPUS IS
OCCUPIED BY 18 BUILDINGS AND BY ROADWAYS AND WALKWAYS, BUT THOSE PORTIONS THAT ARE NOT OCCUPIED BY SUCH
STRUCTURES ARE HEAVILY PLANTED. THE EAST STREET WAS OF THE BUILDING ALIGNS WITH THE EAST LOTLINE
(STREETLINE), ALTHOUGH PART OF THE PROJECT IS TO RESTRUCTURE THE PARKS DEPARTMENT ESPLANADE BEYOND THE
LOTLINE.

64-622 LOBBY OR NON-RESIDENTIAL USE

WHERE THE #FLOOD-RESISTANT CONSTRUCTION ELEVATION# IS TEN OR MORE FEET ABOVE #CURB LEVEL#, A LOBBY WITH A
MINIMUM WIDTH OF 20 FEET SHALL BE PROVIDED ALONG THE #STREET WALL# AT THE LEVEL OF THE ADJOINING SIDEWALK
OR OTHER PUBLICLY ACCESSIBLE OPEN AREA, WITH A DEPTH OF AT LEAST 20 FEET. FOR #BUILDINGS# WITH AN
#AGGREGATE WIDTH OF STREET WALL# OF MORE THAN 65 FEET, SUCH LOBBY WIDTH SHALL BE AT LEAST 30 PERCENT OF
THE #AGGREGATE WIDTH OF STREET WALL#, BUT NEED NOT BE WIDER THAN 35 FEET. FOR #ZONING LOTS# WITH LESS
THAN 25 FEET OF FRONTAGE ALONG A #STREET#, A FIVE-FOOT WIDE SERVICE CORRIDOR MAY BE EXEMPTED FROM THE
REQUIREMENTS OF THIS SECTION. TRANSPARENT GLAZING MATERIALS SHALL OCCUPY AT LEAST 40 PERCENT OF THE
SURFACE AREA OF THE #STREET WALL# OF THE LOBBY, MEASURED BETWEEN A HEIGHT OF TWO FEET ABOVE THE LEVEL
OF THE ADJOINING SIDEWALK OR OTHER PUBLICLY ACCESSIBLE OPEN AREA AND A HEIGHT TEN FEET ABOVE THE LEVEL OF
THE FIRST FINISHED FLOOR ABOVE #CURB LEVEL#. ANY PERMITTED #NON-RESIDENTIAL USE#, OTHER THAN #ACCESSORY#
OFFSTREET PARKING OR STORAGE, MAY BE SUBSTITUTED FOR LOBBY AREA REQUIRED PURSUANT TO THIS SECTION,
PROVIDED THAT THE REQUIRED WIDTH, DEPTH AND TRANSPARENCY SHALL APPLY TO SUCH #USE#. HOWEVER, WHERE
#FLOOD-RESISTANT CONSTRUCTION STANDARDS# PROHIBIT GLAZING DUE TO THE LOCATION OF THE #BUILDING# IN A ZONE
SUBJECT TO WAVE ACTION AS INDICATED ON #FLOOD MAPS#, THE GLAZING REQUIREMENTS OF THIS SECTION SHALL NOT
APPLY.

THIS BUILDING IS ENTIRELY NON-RESIDENTIAL AND NO SUCH LOBBY IS THEREFORE REQUIRED. FURTHER, BECAUSE OF THE
INDIVIDUAL NATURE OF THIS PROJECT, NO ENTRANCE TO THE BUILDING IS LOCATED AT CURB LEVEL, AND ALL OF THE
BUILDING INCLUDING ALL ENTRANCES IS LOCATED ABOVE THE FLOOD-RESISTANT CONSTRUCTION LEVEL. THEREFORE NO
TRANSPARENCY REQUIREMENT IS REQUIRED. NOTE THAT THE PROPOSED ACCESS POINTS TO THE BUILDING PROVIDE
SUBSTANTIAL TRANSPARENCY.
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LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1" = 40'-0"

Z-102

ZONING PLAN - LEVEL 1,2 & 3

.00

SCALE:  1" = 40'-0" 1ZONING PLAN - LEVEL 1

SCALE:  1" = 40'-0" 2ZONING PLAN - LEVEL 2

SCALE:  1" = 40'-0" 3ZONING PLAN - LEVEL 3

ZONING LEVEL 1 - LAB

NUM. TYPE OF AREA AREA

LAB - DEDUCTIONS
1 ELECTRICAL ROOM 287 SF
2 ELECTRICAL ROOM 293 SF
3 CHASE 38 SF
4 ELEV. MACHINE RM 133 SF
5 CHASE 16 SF
6 ELEV. MACHINE RM 157 SF
7 ELECTRICAL ROOM 115 SF
8 ELECTRICAL ROOM 107 SF
9 CHASE 14 SF
10 CHASE 22 SF
11 ELEV. MACHINE RM 214 SF
12 ELEV. MACHINE RM 103 SF
13 ELECTRICAL ROOM 131 SF
14 ELECTRICAL ROOM 139 SF
15 MECHANICAL ROOM A 5,774 SF
16 MECHANICAL ROOM B 2,592 SF

10,134 SF

LAB - FLOOR AREA
LEVEL 1 ZONING FLOOR AREA 60,557 SF

60,557 SF

ZONING LEVEL 2 - LAB

NUM. TYPE OF AREA AREA

LAB - DEDUCTIONS
20 ELECTRICAL ROOM 345 SF
21 SHAFT 20 SF
22 CHASE 40 SF
23 ELECTRICAL ROOM 157 SF
24 ELECTRICAL ROOM 330 SF
25 SHAFT 21 SF
26 CHASE 23 SF
27 SHAFT 50 SF
28 SHAFT 87 SF
29 SHAFT 85 SF
30 SHAFT 40 SF
31 SHAFT 47 SF
32 CHASE 22 SF
33 SHAFT 10 SF
34 SHAFT 27 SF
35 CHASE 23 SF
36 SHAFT 13 SF
37 ELECTRICAL ROOM 117 SF
38 ELECTRICAL ROOM 38 SF

1,494 SF

LAB - FLOOR AREA
LEVEL 2 ZONING FLOOR AREA 58,290 SF

58,290 SF

ZONING LEVEL 3 ZONE B

NUM. TYPE OF AREA AREA

LAB - ZONE 3B - DEDUCTIONS
44 SHAFT 72 SF
45 ELECTRICAL ROOM 114 SF
46 CHASE 9 SF

195 SF

LAB - ZONE 3B - FLOOR AREA
LEVEL 3B ZONING FLOOR AREA 10,709 SF

10,709 SF

GROSS AREA - ICC

4,684 SF

ZONING LEVEL 1 - ICC

NUM. TYPE OF AREA AREA

ICC - DEDUCTIONS
17 ELECTRICAL ROOM 54 SF
18 CHASE 18 SF
19 CHASE 19 SF

91 SF

ICC - FLOOR AREA
ICC 1 ZONING FLOOR AREA 4,593 SF

4,593 SF

GROSS AREA - LAB LEVEL 2

59,784 SF

GROSS AREA - LAB LEVEL 3

20,778 SF

ZONING LEVEL 3 ZONE A

NUM. TYPE OF AREA AREA

LAB - ZONE 3A - DEDUCTIONS
39 ELECTRICAL ROOM 104 SF
40 SHAFT 39 SF
41 SHAFT 17 SF
42 CHASE 28 SF
43 CHASE 8 SF

195 SF

LAB - ZONE 3A - FLOOR AREA
LEVEL 3A ZONING FLOOR AREA 9,679 SF

9,679 SF

SUBTOTAL:

SUBTOTAL:

SUBTOTAL:

SUBTOTAL:

GROSS AREA - LAB LEVEL 1

70,692 SF

SUBTOTAL:

SUBTOTAL:

SUBTOTAL:

SUBTOTAL:

SUBTOTAL:

SUBTOTAL:

2 DESIGN DEVELOPMENT 27-FEB-15
3 DOB SUBMISSION 12-MAR-15
4 DOB SUBMISSION 31-JULY-15
5 E&F ADDEMDUM 31-JULY-15
6 DOB SUBMISSION 20-AUG-15
7 DOB SUBMISSION - RB 01-OCT-15
8 PROGRESS SET 30-OCT-15
9 DOB SUBMISSION - RB 16-DEC-15
10 CONSTRUCTION

DOCUMENTS
21-DEC-15

60,558
60,558
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Sheet 22 of 63
.00

SCALE:  1" = 50'-0" 1ZONING PLAN - REAR YARD DIAGRAM

D DOB SUBMISSION 12-MAR-15
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1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15

NOTE:
REFER TO FDR SYSTEMS PACKAGE FOR FIRE PROTECTION,
LIGHTING, PLUMBING, AND MECHANICAL SYSTEMS TO BE
INSTALLED AT THIS LEVEL.
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DISCLAIMER

RAFAEL VINOLY ARCHITECTS
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ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
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NEW YORK, NY 10271
T. 212.431.3609
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THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1/8" = 1'-0"

A-136

SECTOR C - RCP - LEVEL D

.00

SCALE:  1/8" = 1'-0" 1SECTOR C - RCP - LEVEL D

D DESIGN DEVELOPMENT 27-FEB-15

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15

NOTE:
REFER TO FDR SYSTEMS PACKAGE FOR FIRE PROTECTION,
LIGHTING, PLUMBING, AND MECHANICAL SYSTEMS TO BE
INSTALLED AT THIS LEVEL.
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ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
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T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1/8" = 1'-0"

A-137

SECTOR D - RCP - LEVEL D

.00

SCALE:  1/8" = 1'-0" 1SECTOR D - RCP - LEVEL D

D DESIGN DEVELOPMENT 27-FEB-15

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15

NOTE:
REFER TO FDR SYSTEMS PACKAGE FOR FIRE PROTECTION,
LIGHTING, PLUMBING, AND MECHANICAL SYSTEMS TO BE
INSTALLED AT THIS LEVEL.
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ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
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LANGAN
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1/8" = 1'-0"

A-138

SECTOR E - RCP - LEVEL D

.00

SCALE:  1/8" = 1'-0" 1SECTOR E - RCP - LEVEL D

D DESIGN DEVELOPMENT 27-FEB-15

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15

NOTE:
REFER TO FDR SYSTEMS PACKAGE FOR FIRE PROTECTION,
LIGHTING, PLUMBING, AND MECHANICAL SYSTEMS TO BE
INSTALLED AT THIS LEVEL.
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589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
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LANGAN
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NEW YORK, NY 10001
T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C
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A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1/8" = 1'-0"

A-139

SECTOR A - RCP - LEVEL 1 (ICC)

.00

SCALE:  1/8" = 1'-0" 1SECTOR A - RCP - LEVEL 1

D DESIGN DEVELOPMENT 27-FEB-15
1 PROGRESS SET 30-OCT-15
2 CONSTRUCTION

DOCUMENTS
21-DEC-15

NOTES:
1. FOR LIGHT FIXURE LEGEND REFER TO ELECTRICAL DRAWINGS/
SPECIFIED CUT SHEETS FOR FURTHER INFORMATION
2. FOR SITE LIGHTS SEE CIVIL AND ELECTRICAL DWGS.
3. PROVIDE ROLLER WINDOW SHADE AT PERIMETER CURTAINWALL
ENCLOSURE. LOCATE IN BETWEEN COLUMNS.
BASIS OF DESIGN:
MECHOSHADE SYSTEMS INC.
"SINGLE SHADE" AT LEVEL 1 & LEVEL 2,
"DOUBLE SHADE" ICC
"SINGLE/DOUBLE SHADE" AT NORTH & AND SOUTH PAVILION
4. PROVIDE RADIANT PANELS 24"LX6"W AT PERIMETER OF EXTERIOR
CURTAIN WALL LOCATION (TYP.)  ICC NOT TO RECIEVE RADIANT
PANELING.
BASIS OF DESIGN:
PRICE RADIANT PANEL RP SERIES
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NOTES:
1. REFER TO E-001.00 FOR LIGHTING, FIXTURE & RECEPTACLE
SYMBOL LIST
2. REFER TO E-002.00 FOR LIGHTING FIXTURE SCHEDULE
3. PROVIDE ROLLER WINDOW SHADE AT PERIMETER
CURTAINWALL ENCLOSURE. LOCATE IN BETWEEN COLUMNS.
REFER TO SPEC SECTION 122413 FOR REQUIREMENTS.
BASIS OF DESIGN:
MECHOSHADE SYSTEMS INC.
"SINGLE SHADE" AT LEVEL 1 & LEVEL 2,
"DOUBLE SHADE" ICC
"SINGLE/DOUBLE SHADE" AT NORTH & AND SOUTH PAVILION-
4. PROVIDE RADIANT PANELS 24"LX6"W "FULL LENGTH AT "EAST
CURTAINWALL LOCATION (TYP.) RCP PLANS SHOW DIAGRAMMATIC
LAYOUT FOR INTENT.
BASIS OF DESIGN:
PRICE RADIANT PANEL RP SERIES
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NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
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RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
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BEFORE PROCEEDING.  CONTRACTORS
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SCALE:  1/8" = 1'-0" 1SECTOR B - RCP - LEVEL 1

SCALE:  1/8" = 1'-0"

RCP LEGEND
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NOTES:
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SYMBOL LIST
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5. WHERE ACT CEILING INTERSECTS AN OPEN CEILING AS SHOWN
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SPRINKLER HEAD
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ARROW INDICATES DIRECTION OF
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NOTES:
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GENERAL NOTES FOR FINISHES:

1. FINISH ABREVIATIONS TO BE USED AS A GUIDE TO
FINISH PLANS. SEE SPECIFICATIONS AND FINISH
SCHEDULE ON A-820.
2. ALL WALL AND FLOOR FINISHES TO MEET CODE
REQUIRED FLAME SPREAD RATINGS
3. PAINT ALL GYPSUM BOARD CEILING AND
UNDERSIDE OF SOFFITS P-X UNLESS OTHERWISE
NOTED
4. ALL INTERIORS OF DUCTS BEHIND EXPOSED
GRILLS, REGISTERS, DIFFUSERS AND AIR INTAKES
TO RECEIVE FLAT PAINT BLACK UNLESS CALLED
OUT AS ADJACENT ACCENT PAINT
5. ALL FLOOR MATERIAL CHANGES TO OCCUR AT
CENTERLINE OF DOOR LEAF UNLESS OTHERWISE
NOTED
6. PRIOR TO INSTALLATION OF WALL FINISH, ALL
WALLS SHALL HAVE HOLES AND CRACKS FILLED, BE
SANDED SMOOTH, CLEANED AND FREE OF ANY
IMPERFECTIONS IN PREPARATION TO ACCEPT
FINISH SCHEDULE THROUGHOUT UNLESS
OTHERWISE NOTED.
7. ALL INTERIOR ACCESS DOORS, VENTS, GRILLS,
FIN TUBE COVERS, FIRE HOSE CABINETS AND
SIMILAR TO BE PAINTED COLOR OF ADJACENT
SURFACE UNLESS OTHERWISE NOTED.
8. ALL INTERIOR COLUMNS TO BE PAINTED COLOR
OF ADJACENT SURFACE UNLESS OTHERWISE
NOTED.
9. WHERE CARPET OCCURS, USE STRAIGHT COVE
BASE UNLESS OTHERWISE NOTED.
10. INSIDE OF ELEVATOR HOSTWAYS TO RECEIVE 1
COAT OF LATEX PRIMER.
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ALL HOLLOW METAL DOOR FRAMES TO RECEIVE
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WINDOW FRAMES AND MISCELLANEOUS MILLWORK
SCHEDULED TO BE PAINTED. PAINT TO MATCH
ADJACENT WALL COLOR UNLESS OTHERWISE
NOTED. PAINT BOTH SIDES OF HOLLOW METAL
DOORS AND FRAMES. WHERE DOOR FRAME HAS
TWO COLORS, THE COLOR TO TERMINATE AT
INSIDE EDGE OF DOOR JAMB ON ROOM SIDE AS
TYPICAL.
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FERROUS METAL SURFACES EXPOSED AT STAIRS .
STRINGERS, RISERS, BALUSTRADES, HANDRAILS,
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TO BE FINALIZED BY OWNER AND ARCHITECT.
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GENERAL NOTES FOR FINISHES:

1. FINISH ABREVIATIONS TO BE USED AS A GUIDE TO

FINISH PLANS. SEE SPECIFICATIONS AND FINISH

SCHEDULE ON A-820.

2. ALL WALL AND FLOOR FINISHES TO MEET CODE

REQUIRED FLAME SPREAD RATINGS

3. PAINT ALL GYPSUM BOARD CEILING AND

UNDERSIDE OF SOFFITS P-X UNLESS OTHERWISE

NOTED

4. ALL INTERIORS OF DUCTS BEHIND EXPOSED

GRILLS, REGISTERS, DIFFUSERS AND AIR INTAKES

TO RECEIVE FLAT PAINT BLACK UNLESS CALLED

OUT AS ADJACENT ACCENT PAINT

5. ALL FLOOR MATERIAL CHANGES TO OCCUR AT

CENTERLINE OF DOOR LEAF UNLESS OTHERWISE

NOTED

6. PRIOR TO INSTALLATION OF WALL FINISH, ALL

WALLS SHALL HAVE HOLES AND CRACKS FILLED, BE

SANDED SMOOTH, CLEANED AND FREE OF ANY

IMPERFECTIONS IN PREPARATION TO ACCEPT

FINISH SCHEDULE THROUGHOUT UNLESS

OTHERWISE NOTED.
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GENERAL NOTES FOR FINISHES:

1. FINISH ABREVIATIONS TO BE USED AS A GUIDE TO

FINISH PLANS. SEE SPECIFICATIONS AND FINISH

SCHEDULE ON A-820.

2. ALL WALL AND FLOOR FINISHES TO MEET CODE

REQUIRED FLAME SPREAD RATINGS

3. PAINT ALL GYPSUM BOARD CEILING AND

UNDERSIDE OF SOFFITS P-X UNLESS OTHERWISE

NOTED

4. ALL INTERIORS OF DUCTS BEHIND EXPOSED

GRILLS, REGISTERS, DIFFUSERS AND AIR INTAKES

TO RECEIVE FLAT PAINT BLACK UNLESS CALLED

OUT AS ADJACENT ACCENT PAINT

5. ALL FLOOR MATERIAL CHANGES TO OCCUR AT

CENTERLINE OF DOOR LEAF UNLESS OTHERWISE

NOTED

6. PRIOR TO INSTALLATION OF WALL FINISH, ALL

WALLS SHALL HAVE HOLES AND CRACKS FILLED, BE

SANDED SMOOTH, CLEANED AND FREE OF ANY

IMPERFECTIONS IN PREPARATION TO ACCEPT

FINISH SCHEDULE THROUGHOUT UNLESS

OTHERWISE NOTED.

7. ALL INTERIOR ACCESS DOORS, VENTS, GRILLS,

FIN TUBE COVERS, FIRE HOSE CABINETS AND

SIMILAR TO BE PAINTED COLOR OF ADJACENT

SURFACE UNLESS OTHERWISE NOTED.

8. ALL INTERIOR COLUMNS TO BE PAINTED COLOR

OF ADJACENT SURFACE UNLESS OTHERWISE

NOTED.

9. WHERE CARPET OCCURS, USE STRAIGHT COVE

BASE UNLESS OTHERWISE NOTED.

10. INSIDE OF ELEVATOR HOSTWAYS TO RECEIVE 1

COAT OF LATEX PRIMER.

11. DOOR FINISH TO MATCH ARCHITECT'S SAMPLE.

ALL HOLLOW METAL DOOR FRAMES TO RECEIVE

PAINTABLE CAULKING AROUND FRAME AND

DRYWALL JOINT.

12. ALL HOLLOW METAL DOORS, DOOR FRAMES,

WINDOW FRAMES AND MISCELLANEOUS MILLWORK

SCHEDULED TO BE PAINTED. PAINT TO MATCH

ADJACENT WALL COLOR UNLESS OTHERWISE

NOTED. PAINT BOTH SIDES OF HOLLOW METAL

DOORS AND FRAMES. WHERE DOOR FRAME HAS

TWO COLORS, THE COLOR TO TERMINATE AT

INSIDE EDGE OF DOOR JAMB ON ROOM SIDE AS

TYPICAL.

13. ALL EXPOSED COMPONENTS OF OVERHEAD

DOORS, COILS, AND GRILLS TO HAVE ARCHITECT'S

APPROVED FINISH OF MANUFACTURER'S

SELECTION OR TO RECEIVE P-X AS NECESSARY

UNLESS OTHERWISE NOTED.

14. PAINT ALL EXPOSED NON STAINLESS STEEL

FERROUS METAL SURFACES EXPOSED AT STAIRS .

STRINGERS, RISERS, BALUSTRADES, HANDRAILS,

AND GRAUDRAILS TO BE PAINTED.

15. PAINT COLOR THROUGHTOUT ENTIRE PROJECT

TO BE FINALIZED BY OWNER AND ARCHITECT.
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SEALED CONCRETE

GENERAL NOTES FOR FINISHES:

1. FINISH ABREVIATIONS TO BE USED AS A GUIDE TO

FINISH PLANS. SEE SPECIFICATIONS AND FINISH

SCHEDULE ON A-820.

2. ALL WALL AND FLOOR FINISHES TO MEET CODE

REQUIRED FLAME SPREAD RATINGS

3. PAINT ALL GYPSUM BOARD CEILING AND

UNDERSIDE OF SOFFITS P-X UNLESS OTHERWISE

NOTED

4. ALL INTERIORS OF DUCTS BEHIND EXPOSED

GRILLS, REGISTERS, DIFFUSERS AND AIR INTAKES

TO RECEIVE FLAT PAINT BLACK UNLESS CALLED

OUT AS ADJACENT ACCENT PAINT

5. ALL FLOOR MATERIAL CHANGES TO OCCUR AT

CENTERLINE OF DOOR LEAF UNLESS OTHERWISE

NOTED

6. PRIOR TO INSTALLATION OF WALL FINISH, ALL

WALLS SHALL HAVE HOLES AND CRACKS FILLED, BE

SANDED SMOOTH, CLEANED AND FREE OF ANY

IMPERFECTIONS IN PREPARATION TO ACCEPT

FINISH SCHEDULE THROUGHOUT UNLESS

OTHERWISE NOTED.

7. ALL INTERIOR ACCESS DOORS, VENTS, GRILLS,

FIN TUBE COVERS, FIRE HOSE CABINETS AND

SIMILAR TO BE PAINTED COLOR OF ADJACENT

SURFACE UNLESS OTHERWISE NOTED.

8. ALL INTERIOR COLUMNS TO BE PAINTED COLOR

OF ADJACENT SURFACE UNLESS OTHERWISE

NOTED.

9. WHERE CARPET OCCURS, USE STRAIGHT COVE

BASE UNLESS OTHERWISE NOTED.

10. INSIDE OF ELEVATOR HOSTWAYS TO RECEIVE 1

COAT OF LATEX PRIMER.

11. DOOR FINISH TO MATCH ARCHITECT'S SAMPLE.

ALL HOLLOW METAL DOOR FRAMES TO RECEIVE

PAINTABLE CAULKING AROUND FRAME AND

DRYWALL JOINT.

12. ALL HOLLOW METAL DOORS, DOOR FRAMES,

WINDOW FRAMES AND MISCELLANEOUS MILLWORK

SCHEDULED TO BE PAINTED. PAINT TO MATCH

ADJACENT WALL COLOR UNLESS OTHERWISE

NOTED. PAINT BOTH SIDES OF HOLLOW METAL

DOORS AND FRAMES. WHERE DOOR FRAME HAS

TWO COLORS, THE COLOR TO TERMINATE AT

INSIDE EDGE OF DOOR JAMB ON ROOM SIDE AS

TYPICAL.

13. ALL EXPOSED COMPONENTS OF OVERHEAD

DOORS, COILS, AND GRILLS TO HAVE ARCHITECT'S

APPROVED FINISH OF MANUFACTURER'S

SELECTION OR TO RECEIVE P-X AS NECESSARY

UNLESS OTHERWISE NOTED.

14. PAINT ALL EXPOSED NON STAINLESS STEEL

FERROUS METAL SURFACES EXPOSED AT STAIRS .

STRINGERS, RISERS, BALUSTRADES, HANDRAILS,

AND GRAUDRAILS TO BE PAINTED.

15. PAINT COLOR THROUGHTOUT ENTIRE PROJECT

TO BE FINALIZED BY OWNER AND ARCHITECT.
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GENERAL NOTES FOR FINISHES:

1. FINISH ABREVIATIONS TO BE USED AS A GUIDE TO

FINISH PLANS. SEE SPECIFICATIONS AND FINISH

SCHEDULE ON A-820.

2. ALL WALL AND FLOOR FINISHES TO MEET CODE

REQUIRED FLAME SPREAD RATINGS

3. PAINT ALL GYPSUM BOARD CEILING AND

UNDERSIDE OF SOFFITS P-X UNLESS OTHERWISE

NOTED

4. ALL INTERIORS OF DUCTS BEHIND EXPOSED

GRILLS, REGISTERS, DIFFUSERS AND AIR INTAKES

TO RECEIVE FLAT PAINT BLACK UNLESS CALLED

OUT AS ADJACENT ACCENT PAINT

5. ALL FLOOR MATERIAL CHANGES TO OCCUR AT

CENTERLINE OF DOOR LEAF UNLESS OTHERWISE

NOTED

6. PRIOR TO INSTALLATION OF WALL FINISH, ALL

WALLS SHALL HAVE HOLES AND CRACKS FILLED, BE

SANDED SMOOTH, CLEANED AND FREE OF ANY

IMPERFECTIONS IN PREPARATION TO ACCEPT

FINISH SCHEDULE THROUGHOUT UNLESS

OTHERWISE NOTED.

7. ALL INTERIOR ACCESS DOORS, VENTS, GRILLS,

FIN TUBE COVERS, FIRE HOSE CABINETS AND

SIMILAR TO BE PAINTED COLOR OF ADJACENT

SURFACE UNLESS OTHERWISE NOTED.

8. ALL INTERIOR COLUMNS TO BE PAINTED COLOR

OF ADJACENT SURFACE UNLESS OTHERWISE

NOTED.

9. WHERE CARPET OCCURS, USE STRAIGHT COVE

BASE UNLESS OTHERWISE NOTED.

10. INSIDE OF ELEVATOR HOSTWAYS TO RECEIVE 1

COAT OF LATEX PRIMER.

11. DOOR FINISH TO MATCH ARCHITECT'S SAMPLE.

ALL HOLLOW METAL DOOR FRAMES TO RECEIVE

PAINTABLE CAULKING AROUND FRAME AND

DRYWALL JOINT.

12. ALL HOLLOW METAL DOORS, DOOR FRAMES,

WINDOW FRAMES AND MISCELLANEOUS MILLWORK

SCHEDULED TO BE PAINTED. PAINT TO MATCH

ADJACENT WALL COLOR UNLESS OTHERWISE

NOTED. PAINT BOTH SIDES OF HOLLOW METAL

DOORS AND FRAMES. WHERE DOOR FRAME HAS

TWO COLORS, THE COLOR TO TERMINATE AT

INSIDE EDGE OF DOOR JAMB ON ROOM SIDE AS

TYPICAL.

13. ALL EXPOSED COMPONENTS OF OVERHEAD

DOORS, COILS, AND GRILLS TO HAVE ARCHITECT'S

APPROVED FINISH OF MANUFACTURER'S

SELECTION OR TO RECEIVE P-X AS NECESSARY

UNLESS OTHERWISE NOTED.

14. PAINT ALL EXPOSED NON STAINLESS STEEL

FERROUS METAL SURFACES EXPOSED AT STAIRS .

STRINGERS, RISERS, BALUSTRADES, HANDRAILS,

AND GRAUDRAILS TO BE PAINTED.

15. PAINT COLOR THROUGHTOUT ENTIRE PROJECT

TO BE FINALIZED BY OWNER AND ARCHITECT.
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SEALED CONCRETE

GENERAL NOTES FOR FINISHES:

1. FINISH ABREVIATIONS TO BE USED AS A GUIDE TO

FINISH PLANS. SEE SPECIFICATIONS AND FINISH

SCHEDULE ON A-820.

2. ALL WALL AND FLOOR FINISHES TO MEET CODE

REQUIRED FLAME SPREAD RATINGS

3. PAINT ALL GYPSUM BOARD CEILING AND

UNDERSIDE OF SOFFITS P-X UNLESS OTHERWISE

NOTED

4. ALL INTERIORS OF DUCTS BEHIND EXPOSED

GRILLS, REGISTERS, DIFFUSERS AND AIR INTAKES

TO RECEIVE FLAT PAINT BLACK UNLESS CALLED

OUT AS ADJACENT ACCENT PAINT

5. ALL FLOOR MATERIAL CHANGES TO OCCUR AT

CENTERLINE OF DOOR LEAF UNLESS OTHERWISE

NOTED

6. PRIOR TO INSTALLATION OF WALL FINISH, ALL

WALLS SHALL HAVE HOLES AND CRACKS FILLED, BE

SANDED SMOOTH, CLEANED AND FREE OF ANY

IMPERFECTIONS IN PREPARATION TO ACCEPT

FINISH SCHEDULE THROUGHOUT UNLESS

OTHERWISE NOTED.

7. ALL INTERIOR ACCESS DOORS, VENTS, GRILLS,

FIN TUBE COVERS, FIRE HOSE CABINETS AND

SIMILAR TO BE PAINTED COLOR OF ADJACENT

SURFACE UNLESS OTHERWISE NOTED.

8. ALL INTERIOR COLUMNS TO BE PAINTED COLOR

OF ADJACENT SURFACE UNLESS OTHERWISE

NOTED.

9. WHERE CARPET OCCURS, USE STRAIGHT COVE

BASE UNLESS OTHERWISE NOTED.

10. INSIDE OF ELEVATOR HOSTWAYS TO RECEIVE 1

COAT OF LATEX PRIMER.

11. DOOR FINISH TO MATCH ARCHITECT'S SAMPLE.

ALL HOLLOW METAL DOOR FRAMES TO RECEIVE

PAINTABLE CAULKING AROUND FRAME AND

DRYWALL JOINT.

12. ALL HOLLOW METAL DOORS, DOOR FRAMES,

WINDOW FRAMES AND MISCELLANEOUS MILLWORK

SCHEDULED TO BE PAINTED. PAINT TO MATCH

ADJACENT WALL COLOR UNLESS OTHERWISE

NOTED. PAINT BOTH SIDES OF HOLLOW METAL

DOORS AND FRAMES. WHERE DOOR FRAME HAS

TWO COLORS, THE COLOR TO TERMINATE AT

INSIDE EDGE OF DOOR JAMB ON ROOM SIDE AS

TYPICAL.

13. ALL EXPOSED COMPONENTS OF OVERHEAD

DOORS, COILS, AND GRILLS TO HAVE ARCHITECT'S

APPROVED FINISH OF MANUFACTURER'S

SELECTION OR TO RECEIVE P-X AS NECESSARY

UNLESS OTHERWISE NOTED.

14. PAINT ALL EXPOSED NON STAINLESS STEEL

FERROUS METAL SURFACES EXPOSED AT STAIRS .

STRINGERS, RISERS, BALUSTRADES, HANDRAILS,

AND GRAUDRAILS TO BE PAINTED.

15. PAINT COLOR THROUGHTOUT ENTIRE PROJECT

TO BE FINALIZED BY OWNER AND ARCHITECT.
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OF THIS DOCUMENT FOR ANY PURPOSE
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GENERAL NOTES FOR FINISHES:

1. FINISH ABREVIATIONS TO BE USED AS A GUIDE TO

FINISH PLANS. SEE SPECIFICATIONS AND FINISH

SCHEDULE ON A-820.

2. ALL WALL AND FLOOR FINISHES TO MEET CODE

REQUIRED FLAME SPREAD RATINGS

3. PAINT ALL GYPSUM BOARD CEILING AND

UNDERSIDE OF SOFFITS P-X UNLESS OTHERWISE

NOTED

4. ALL INTERIORS OF DUCTS BEHIND EXPOSED

GRILLS, REGISTERS, DIFFUSERS AND AIR INTAKES

TO RECEIVE FLAT PAINT BLACK UNLESS CALLED

OUT AS ADJACENT ACCENT PAINT
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CENTERLINE OF DOOR LEAF UNLESS OTHERWISE
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OTHERWISE NOTED.

7. ALL INTERIOR ACCESS DOORS, VENTS, GRILLS,

FIN TUBE COVERS, FIRE HOSE CABINETS AND

SIMILAR TO BE PAINTED COLOR OF ADJACENT

SURFACE UNLESS OTHERWISE NOTED.

8. ALL INTERIOR COLUMNS TO BE PAINTED COLOR

OF ADJACENT SURFACE UNLESS OTHERWISE

NOTED.

9. WHERE CARPET OCCURS, USE STRAIGHT COVE

BASE UNLESS OTHERWISE NOTED.

10. INSIDE OF ELEVATOR HOSTWAYS TO RECEIVE 1

COAT OF LATEX PRIMER.

11. DOOR FINISH TO MATCH ARCHITECT'S SAMPLE.

ALL HOLLOW METAL DOOR FRAMES TO RECEIVE

PAINTABLE CAULKING AROUND FRAME AND

DRYWALL JOINT.

12. ALL HOLLOW METAL DOORS, DOOR FRAMES,

WINDOW FRAMES AND MISCELLANEOUS MILLWORK

SCHEDULED TO BE PAINTED. PAINT TO MATCH

ADJACENT WALL COLOR UNLESS OTHERWISE

NOTED. PAINT BOTH SIDES OF HOLLOW METAL

DOORS AND FRAMES. WHERE DOOR FRAME HAS

TWO COLORS, THE COLOR TO TERMINATE AT

INSIDE EDGE OF DOOR JAMB ON ROOM SIDE AS

TYPICAL.

13. ALL EXPOSED COMPONENTS OF OVERHEAD

DOORS, COILS, AND GRILLS TO HAVE ARCHITECT'S

APPROVED FINISH OF MANUFACTURER'S

SELECTION OR TO RECEIVE P-X AS NECESSARY

UNLESS OTHERWISE NOTED.

14. PAINT ALL EXPOSED NON STAINLESS STEEL

FERROUS METAL SURFACES EXPOSED AT STAIRS .

STRINGERS, RISERS, BALUSTRADES, HANDRAILS,

AND GRAUDRAILS TO BE PAINTED.

15. PAINT COLOR THROUGHTOUT ENTIRE PROJECT

TO BE FINALIZED BY OWNER AND ARCHITECT.

WALL

FINISH

FLOOR

FINISH

BASE

FINISH

CEILING

FINISH

FINISH DESIGNATION:

SECTOR C

8.50

6.50
4.50

NN

664.100

24" x 36"

BARD, RAO + ATHANAS

105 MADISION AVENUE, 10TH FL

NEW YORK, NY  10016

T. 212.840.0060

ONE LUX STUDIO

158 WEST 29TH STREET

NEW YORK, NY 10011

T. 212.201.5790

INTERIOR LIGHTING DESIGNER

E

D

DRAWING TITLE

PROJECT PHASE

©  2015  RAFAEL VINOLY ARCHITECTS PC

DRAWING NUMBER

DRAWING SIZE

DRAWING SCALE

ARCHITECTS PROJECT NUMBERDATEDESCRIPTIONREVMEP / FP ENGINEERSTRUCTURAL ENGINEERARCHITECT

CIVIL ENGINEER LANDSCAPE ARCHITECT SPECIFICATION CONSULTANT

DISCLAIMER

RAFAEL VINOLY ARCHITECTS

50 VANDAM STREET

NEW YORK, NY  10013

T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES

589 8TH AVENUE, 17TH FLOOR

NEW YORK, NY  10018

T. 212.691.3248

THORNTON TOMASETTI, INC.

744 BROAD STREET

NEWARK, NJ  07102

T. 973.286.6100

MATHEWS NIELSEN

120 BROADWAY, SUITE 1040

NEW YORK, NY 10271

T. 212.431.3609

LANGAN

21 PENN PLAZA 8TH FL

NEW YORK, NY 10001

T. 212 479 5400

THE ROCKEFELLER

UNIVERSITY

RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE

NO RESPONSIBILITY FOR ANY LIABILITY,

LOSS, COST, DAMAGE OR EXPENSE

ARISING FROM OR RELATING TO ANY USE

OF THIS DOCUMENT FOR ANY PURPOSE

OTHER THAN ITS INTENDED PURPOSE ON

THIS PROJECT.  THIS DOCUMENT IS TO BE

CONSIDERED IN CONJUNCTION WITH ALL

RELATED DOCUMENTATION. ANY

DISCREPANCIES IDENTIFIED IN THIS

DOCUMENT MUST BE REPORTED

IMMEDIATELY TO THE ARCHITECT

BEFORE PROCEEDING.  CONTRACTORS

MUST VERIFY ALL DIMENSIONS PRIOR TO

PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION

DOCUMENTS

DOB REV.

PROJECT NORTH

 1/8" = 1'-0"

A-161

SECTOR C - FINISH FLOOR PLAN -

LEVEL 2

.00

SCALE:  1/8" = 1'-0" 1
SECTOR C - FINISH FLOOR PLAN - LEVEL 2

D DESIGN DEVELOPMENT 27-FEB-15

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION

DOCUMENTS

21-DEC-15DOB SUBMISSION  RB 16DEC15

Sheet 90 of 315

121192761 ES478580257DEPT OF BLDGS Job Number Scan Code

APPROVED
Under Directive 2 of 1975

Date:

Shauqat Shaikh

04/20/2016



1

A-310

1

A-311

6.25

7

8

7.25 7.50

7.75

8.50

8.75

8.25

6.50

6.75

C

A

B

D

E

HOL - OFFICE

AF-1/R-1

R-4

P-2

CL-4/P-1

2007

HOL - OFFICE

AF-1/R-1

R-4

P-2

CL-4/P-1

2009

HOL - OFFICE

AF-1/R-1

R-4

P-2

CL-4/P-1

2010

HOL - OFFICE

AF-1/R-1

R-4

P-2

CL-4/P-1

2011

M. TOILET ROOM

T-1

B-2

T-2

CL-4/P-1

2048

COLD ROOM

AF-1/R-1

R-4

P-2

CL-1

LS2036

ALCOVE

AF-1/R-1

R-4

P-2

CL-1

LS2031

ALCOVE

AF-1/R-1

R-4

P-2

CL-1

LS2033

COLD ROOM

AF-1/R-1

R-4

P-2

CL-1

LS2035

LAB SUPPORT

AF-1/R-1

R-4

P-2

CL-1

LS2038

STORAGE

AF-1/V-1

R-4

P-2

CL-1

2049

STORAGE

AF-1/V-1

R-4

P-2

CL-1

2050

BHW

SF-1

SF-1

P-2

P-1

2054

STORAGE

AF-1/V-1

R-4

P-2

CL-1

2042

CO2

AF-1/V-1

R-4

P-2

CL-1

2045

WC

T-1

B-2

T-2

CL-4/P-1

2043

WC

T-1

B-2

T-2

CL-4/P-1

2044

STORAGE

AF-1/V-1

R-4

P-2

CL-1

2046

CORRIDOR

AF-1/R-1

R-4

P-2

P-1

C2006

LOBBY

T-9

B-1

P-2

CL-5

2052

OPEN SPACE

AF-1/R-1

-

-

CL-1

/
1

A
-1

6
1

/
1

A
-1

6
3

WRITE-UP DESK

AREA

AF-1/R-1

R-4

P-2

CL-4/P-1

HOL - OFFICE

AF-1/R-1

R-4

P-2

CL-4/P-1

2008

WRITE-UP DESK

AREA

AF-1/R-1

R-4

P-2

CL-4/P-1

WRITE-UP DESK

AREA

AF-1/R-1

R-4

P-2

CL-4/P-1

OPEN SPACE

AF-1/R-1

-

-

CL-1

OS2004

WRITE-UP DESK

AREA

AF-1/R-1

R-4

P-2

CL-4/P-1

VESTIBULE

T-9

B-1

P-2

CL-5

2069

1

A-518

1

A-535

1

A-516

1

A-266

1

A-265

1

A-264

1

A-263

1

A-262

CORRIDOR

AF-1/R-1

R-4

P-2

CL-1

C2006

LAB SUPPORT

AF-1/R-1

R-4

P-2

CL-1

LS2032

LAB SUPPORT

AF-1/R-1

R-4

P-2

CL-1

LS2034

LAB BENCHES

AF-1/R-1

-

-

CL-1

LB2044

CORRIDOR

AF-1/R-1

R-4

P-2

P-1

C2006

LOBBY

T-9

B-1

P-2

CL-5

2052

ALCOVE

AF-1/R-1

R-4

P-2

CL-1

LS2037

STAIR C

S.CONC.

R-4

P-2

CL-4/P-1

2051

ELEV. VESTIBULE

T-9

B-1

P-2

CL-5

2068

ELEV C1

R-3

-

PNL-3

-

C1

ELEV C2

R-3

-

PNL-3

-

C2

FIRE COMMAND

ROOM

2070

FLOOR FINISH LEGEND

ACCESS FLOORING

REFER TO FINISH TAG FOR SPECIFIC

FINISH MATERIALS

VCT TILE

CARPET TILE

TERRAZO FLOOR TILE

PORCELAIN TILE

VINYL ROLL

EPOXY

SEALED CONCRETE

GENERAL NOTES FOR FINISHES:

1. FINISH ABREVIATIONS TO BE USED AS A GUIDE TO

FINISH PLANS. SEE SPECIFICATIONS AND FINISH

SCHEDULE ON A-820.

2. ALL WALL AND FLOOR FINISHES TO MEET CODE

REQUIRED FLAME SPREAD RATINGS

3. PAINT ALL GYPSUM BOARD CEILING AND

UNDERSIDE OF SOFFITS P-X UNLESS OTHERWISE

NOTED

4. ALL INTERIORS OF DUCTS BEHIND EXPOSED

GRILLS, REGISTERS, DIFFUSERS AND AIR INTAKES

TO RECEIVE FLAT PAINT BLACK UNLESS CALLED

OUT AS ADJACENT ACCENT PAINT

5. ALL FLOOR MATERIAL CHANGES TO OCCUR AT

CENTERLINE OF DOOR LEAF UNLESS OTHERWISE

NOTED

6. PRIOR TO INSTALLATION OF WALL FINISH, ALL

WALLS SHALL HAVE HOLES AND CRACKS FILLED, BE

SANDED SMOOTH, CLEANED AND FREE OF ANY

IMPERFECTIONS IN PREPARATION TO ACCEPT

FINISH SCHEDULE THROUGHOUT UNLESS

OTHERWISE NOTED.

7. ALL INTERIOR ACCESS DOORS, VENTS, GRILLS,

FIN TUBE COVERS, FIRE HOSE CABINETS AND

SIMILAR TO BE PAINTED COLOR OF ADJACENT

SURFACE UNLESS OTHERWISE NOTED.

8. ALL INTERIOR COLUMNS TO BE PAINTED COLOR

OF ADJACENT SURFACE UNLESS OTHERWISE

NOTED.

9. WHERE CARPET OCCURS, USE STRAIGHT COVE

BASE UNLESS OTHERWISE NOTED.

10. INSIDE OF ELEVATOR HOSTWAYS TO RECEIVE 1

COAT OF LATEX PRIMER.

11. DOOR FINISH TO MATCH ARCHITECT'S SAMPLE.

ALL HOLLOW METAL DOOR FRAMES TO RECEIVE

PAINTABLE CAULKING AROUND FRAME AND

DRYWALL JOINT.

12. ALL HOLLOW METAL DOORS, DOOR FRAMES,

WINDOW FRAMES AND MISCELLANEOUS MILLWORK

SCHEDULED TO BE PAINTED. PAINT TO MATCH

ADJACENT WALL COLOR UNLESS OTHERWISE

NOTED. PAINT BOTH SIDES OF HOLLOW METAL

DOORS AND FRAMES. WHERE DOOR FRAME HAS

TWO COLORS, THE COLOR TO TERMINATE AT

INSIDE EDGE OF DOOR JAMB ON ROOM SIDE AS

TYPICAL.

13. ALL EXPOSED COMPONENTS OF OVERHEAD

DOORS, COILS, AND GRILLS TO HAVE ARCHITECT'S

APPROVED FINISH OF MANUFACTURER'S

SELECTION OR TO RECEIVE P-X AS NECESSARY

UNLESS OTHERWISE NOTED.

14. PAINT ALL EXPOSED NON STAINLESS STEEL

FERROUS METAL SURFACES EXPOSED AT STAIRS .

STRINGERS, RISERS, BALUSTRADES, HANDRAILS,

AND GRAUDRAILS TO BE PAINTED.

15. PAINT COLOR THROUGHTOUT ENTIRE PROJECT

TO BE FINALIZED BY OWNER AND ARCHITECT.

WALL

FINISH

FLOOR

FINISH

BASE

FINISH

CEILING

FINISH

FINISH DESIGNATION:

SECTOR D

8.50

6.50
4.50

NN

664.100

24" x 36"

BARD, RAO + ATHANAS

105 MADISION AVENUE, 10TH FL

NEW YORK, NY  10016

T. 212.840.0060

ONE LUX STUDIO

158 WEST 29TH STREET

NEW YORK, NY 10011

T. 212.201.5790

INTERIOR LIGHTING DESIGNER

E

D

DRAWING TITLE

PROJECT PHASE

©  2015  RAFAEL VINOLY ARCHITECTS PC

DRAWING NUMBER

DRAWING SIZE

DRAWING SCALE

ARCHITECTS PROJECT NUMBERDATEDESCRIPTIONREVMEP / FP ENGINEERSTRUCTURAL ENGINEERARCHITECT

CIVIL ENGINEER LANDSCAPE ARCHITECT SPECIFICATION CONSULTANT

DISCLAIMER

RAFAEL VINOLY ARCHITECTS

50 VANDAM STREET

NEW YORK, NY  10013

T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES

589 8TH AVENUE, 17TH FLOOR

NEW YORK, NY  10018

T. 212.691.3248

THORNTON TOMASETTI, INC.

744 BROAD STREET

NEWARK, NJ  07102

T. 973.286.6100

MATHEWS NIELSEN

120 BROADWAY, SUITE 1040

NEW YORK, NY 10271

T. 212.431.3609

LANGAN

21 PENN PLAZA 8TH FL

NEW YORK, NY 10001

T. 212 479 5400

THE ROCKEFELLER

UNIVERSITY

RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE

NO RESPONSIBILITY FOR ANY LIABILITY,

LOSS, COST, DAMAGE OR EXPENSE

ARISING FROM OR RELATING TO ANY USE

OF THIS DOCUMENT FOR ANY PURPOSE

OTHER THAN ITS INTENDED PURPOSE ON

THIS PROJECT.  THIS DOCUMENT IS TO BE

CONSIDERED IN CONJUNCTION WITH ALL

RELATED DOCUMENTATION. ANY

DISCREPANCIES IDENTIFIED IN THIS

DOCUMENT MUST BE REPORTED

IMMEDIATELY TO THE ARCHITECT

BEFORE PROCEEDING.  CONTRACTORS

MUST VERIFY ALL DIMENSIONS PRIOR TO

PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION

DOCUMENTS

DOB REV.

PROJECT NORTH

 1/8" = 1'-0"

A-162

SECTOR D - FINISH FLOOR PLAN -

LEVEL 2

.00

SCALE:  1/8" = 1'-0" 1
SECTOR D - FINISH FLOOR PLAN - LEVEL 2

D DESIGN DEVELOPMENT 27-FEB-15

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION

DOCUMENTS

21-DEC-15DOB SUBMISSION  RB 16DEC15

Sheet 91 of 315

121192761 ES740790751DEPT OF BLDGS Job Number Scan Code

APPROVED
Under Directive 2 of 1975

Date:

Shauqat Shaikh

04/20/2016



DN

9
8.50 8.758.25

10
9.25 9.50

9.75

10.25

10.45

C

A

B

D

E

HOL - OFFICE

AF-1/R-1

R-4

P-2

CL-4/P-1

2012

HOL - OFFICE

AF-1/R-1

R-4

P-2

CL-4/P-1

2013

IDF

AF-1/V-2

R-4

P-2

P-1

2057

ELEC

AF-1/V-1

R-4

P-2

CL-4/P-1

2059

COPY

AF-1/V-1

R-4

P-2

CL-1

2063

ALCOVE

AF-1/R-1

R-4

P-2

CL-1

LS2042

COLD ROOM

AF-1 / -

-

P-2

-

LS2039

LAB SUPPORT

AF-1 / -

-

P-2

-

LS2041

LAB SUPPORT

AF-1/R-1

R-4

P-2

CL-1

LS2047

BHW

SF-1

SF-1

P-2

P-1

2054

CL

AF-1/V-1

R-4

P-2

CL-1

2061 CL

AF-1/V-1

R-4

P-2

CL-1

2062

CL

AF-1/V-1

R-4

P-2

CL-1

2060

STORAGE

AF-1/V-1

R-4

P-2

CL-1

2064

CORRIDOR

AF-1/R-1

R-4

P-2

P-1

C2010

LOBBY

T-9

B-1

P-2

CL-5

2052

OPEN SPACE

AF-1/R-1

-

-

CL-1

OPEN SPACE

AF-1/R-1

-

-

CL-1

OPEN SPACE

AF-1/R-1

-

-

CL-1

WRITE-UP DESK

AREA

AF-1/R-1

R-4

P-2

CL-4/P-1

1

A-518

1

A-535

/
1

A
-1

6
2

1

A-523

JC

SF-1

SF-1

P-2

P-1

2056

ELEC

AF-1/V-1

R-4

P-2

CL-4/P-1

2065

WRITE-UP DESK

AREA

AF-1/R-1

R-4

P-2

CL-4/P-1

3017S

WRITE-UP DESK

AREA

AF-1/R-1

R-4

P-2

CL-4/P-1

3017R

W. TOILET ROOM

T-1

B-2

T-2

CL-4/P-1

2055

CORRIDOR

AF-1/R-1

R-4

P-2

CL-1

C2009

1

A-267

1

A-268

1

A-269

1

A-266

STAIR C

S.CONC.

R-4

P-2

CL-4/P-1

2051

CORRIDOR

AF-1/R-1

R-4

P-2

P-1

C2010

LAB SUPPORT

AF-1/R-1

R-4

P-2

CL-1

LS2043

ALCOVE

AF-1/R-1

R-4

P-2

CL-1

LS2044

ALCOVE

AF-1/R-1

R-4

P-2

CL-1

LS2046

LAB SUPPORT

AF-1/R-1

R-4

P-2

CL-1

LS2045

AUTOCLAVE

AF-1/R-1

R-4

P-2

CL-1

LS2040

C.U.

AF-1/R-1

R-4

P-2

CL-1

2058

VESTIBULE

AF-1/R-1

-

-

CL-1

ELEV. VESTIBULE

T-9

B-1

P-2

CL-5

2068

ELEV C1

R-3

-

PNL-3

-

C1

ELEV C2

R-3

-

PNL-3

-

C2

FLOOR FINISH LEGEND

ACCESS FLOORING

REFER TO FINISH TAG FOR SPECIFIC

FINISH MATERIALS

VCT TILE

CARPET TILE

TERRAZO FLOOR TILE

PORCELAIN TILE

VINYL ROLL

EPOXY

SEALED CONCRETE

GENERAL NOTES FOR FINISHES:

1. FINISH ABREVIATIONS TO BE USED AS A GUIDE TO

FINISH PLANS. SEE SPECIFICATIONS AND FINISH

SCHEDULE ON A-820.

2. ALL WALL AND FLOOR FINISHES TO MEET CODE

REQUIRED FLAME SPREAD RATINGS

3. PAINT ALL GYPSUM BOARD CEILING AND

UNDERSIDE OF SOFFITS P-X UNLESS OTHERWISE

NOTED

4. ALL INTERIORS OF DUCTS BEHIND EXPOSED

GRILLS, REGISTERS, DIFFUSERS AND AIR INTAKES

TO RECEIVE FLAT PAINT BLACK UNLESS CALLED

OUT AS ADJACENT ACCENT PAINT

5. ALL FLOOR MATERIAL CHANGES TO OCCUR AT

CENTERLINE OF DOOR LEAF UNLESS OTHERWISE

NOTED

6. PRIOR TO INSTALLATION OF WALL FINISH, ALL

WALLS SHALL HAVE HOLES AND CRACKS FILLED, BE

SANDED SMOOTH, CLEANED AND FREE OF ANY

IMPERFECTIONS IN PREPARATION TO ACCEPT

FINISH SCHEDULE THROUGHOUT UNLESS

OTHERWISE NOTED.

7. ALL INTERIOR ACCESS DOORS, VENTS, GRILLS,

FIN TUBE COVERS, FIRE HOSE CABINETS AND

SIMILAR TO BE PAINTED COLOR OF ADJACENT

SURFACE UNLESS OTHERWISE NOTED.

8. ALL INTERIOR COLUMNS TO BE PAINTED COLOR

OF ADJACENT SURFACE UNLESS OTHERWISE

NOTED.

9. WHERE CARPET OCCURS, USE STRAIGHT COVE

BASE UNLESS OTHERWISE NOTED.

10. INSIDE OF ELEVATOR HOSTWAYS TO RECEIVE 1

COAT OF LATEX PRIMER.

11. DOOR FINISH TO MATCH ARCHITECT'S SAMPLE.

ALL HOLLOW METAL DOOR FRAMES TO RECEIVE

PAINTABLE CAULKING AROUND FRAME AND

DRYWALL JOINT.

12. ALL HOLLOW METAL DOORS, DOOR FRAMES,

WINDOW FRAMES AND MISCELLANEOUS MILLWORK

SCHEDULED TO BE PAINTED. PAINT TO MATCH

ADJACENT WALL COLOR UNLESS OTHERWISE

NOTED. PAINT BOTH SIDES OF HOLLOW METAL

DOORS AND FRAMES. WHERE DOOR FRAME HAS

TWO COLORS, THE COLOR TO TERMINATE AT

INSIDE EDGE OF DOOR JAMB ON ROOM SIDE AS

TYPICAL.

13. ALL EXPOSED COMPONENTS OF OVERHEAD

DOORS, COILS, AND GRILLS TO HAVE ARCHITECT'S

APPROVED FINISH OF MANUFACTURER'S

SELECTION OR TO RECEIVE P-X AS NECESSARY

UNLESS OTHERWISE NOTED.

14. PAINT ALL EXPOSED NON STAINLESS STEEL

FERROUS METAL SURFACES EXPOSED AT STAIRS .

STRINGERS, RISERS, BALUSTRADES, HANDRAILS,

AND GRAUDRAILS TO BE PAINTED.

15. PAINT COLOR THROUGHTOUT ENTIRE PROJECT

TO BE FINALIZED BY OWNER AND ARCHITECT.

WALL

FINISH

FLOOR

FINISH

BASE

FINISH

CEILING

FINISH

FINISH DESIGNATION:

SECTOR E

8.50

6.50
4.50

NN

664.100

24" x 36"

BARD, RAO + ATHANAS

105 MADISION AVENUE, 10TH FL

NEW YORK, NY  10016

T. 212.840.0060

ONE LUX STUDIO

158 WEST 29TH STREET

NEW YORK, NY 10011

T. 212.201.5790

INTERIOR LIGHTING DESIGNER

E

D

DRAWING TITLE

PROJECT PHASE

©  2015  RAFAEL VINOLY ARCHITECTS PC

DRAWING NUMBER

DRAWING SIZE

DRAWING SCALE

ARCHITECTS PROJECT NUMBERDATEDESCRIPTIONREVMEP / FP ENGINEERSTRUCTURAL ENGINEERARCHITECT

CIVIL ENGINEER LANDSCAPE ARCHITECT SPECIFICATION CONSULTANT

DISCLAIMER

RAFAEL VINOLY ARCHITECTS

50 VANDAM STREET

NEW YORK, NY  10013

T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES

589 8TH AVENUE, 17TH FLOOR

NEW YORK, NY  10018

T. 212.691.3248

THORNTON TOMASETTI, INC.

744 BROAD STREET

NEWARK, NJ  07102

T. 973.286.6100

MATHEWS NIELSEN

120 BROADWAY, SUITE 1040

NEW YORK, NY 10271

T. 212.431.3609

LANGAN

21 PENN PLAZA 8TH FL

NEW YORK, NY 10001

T. 212 479 5400

THE ROCKEFELLER

UNIVERSITY

RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE

NO RESPONSIBILITY FOR ANY LIABILITY,

LOSS, COST, DAMAGE OR EXPENSE

ARISING FROM OR RELATING TO ANY USE

OF THIS DOCUMENT FOR ANY PURPOSE

OTHER THAN ITS INTENDED PURPOSE ON

THIS PROJECT.  THIS DOCUMENT IS TO BE

CONSIDERED IN CONJUNCTION WITH ALL

RELATED DOCUMENTATION. ANY

DISCREPANCIES IDENTIFIED IN THIS

DOCUMENT MUST BE REPORTED

IMMEDIATELY TO THE ARCHITECT

BEFORE PROCEEDING.  CONTRACTORS

MUST VERIFY ALL DIMENSIONS PRIOR TO

PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION

DOCUMENTS

DOB REV.

PROJECT NORTH

 1/8" = 1'-0"

A-163

SECTOR E - FINISH FLOOR PLAN -

LEVEL 2

.00

SCALE:  1/8" = 1'-0" 1
SECTOR E - FINISH FLOOR PLAN - LEVEL 2

LOWER LEVEL TERRACE

D DESIGN DEVELOPMENT 27-FEB-15

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION

DOCUMENTS

21-DEC-15DOB SUBMISSION  RB 16DEC15

Sheet 92 of 315

121192761 ES044724675DEPT OF BLDGS Job Number Scan Code

APPROVED
Under Directive 2 of 1975

Date:

Shauqat Shaikh

04/20/2016



1

A-307

3

4

2.75

3.25

3.50

3.75

4.25

4.50

4.75

C

A

B

D

E

WORKSTATIONS

CP-2

R-4

P-2

CL-1

3005

OFFICE

CP-1

R-4

P-2/IG-1

CL-1

3013
OFFICE

CP-1

R-4

P-2/IG-1

CL-1

3014

OFFICE

CP-1

R-4

P-2/IG-1

CL-1

3015

OFFICE

CP-1

R-4

P-2/IG-1

CL-1

3004OFFICE

CP-1

R-4

P-2/IG-1

CL-1

3003OFFICE

CP-1

R-4

P-2/IG-1

CL-1

3002

OFFICE

CP-1

R-4

P-2/IG-1

CL-1

3001

WORKSTATIONS

CP-2

R-4

P-2

CL-1

3016

WC

ST-1

ST-1

T-2

P-1

3018

OFFICE

WF-1

B-1

P-2

CL-1

3017

PANTRY

V-4

R-4

P-2

CL-1

3022

WAITING AREA

CP-2

R-4

P-2

CL-1

3020

STORAGE

V-4

R-4

P-2

CL-1

3019

CONFERENCE

CP-1

R-4

P-2

CL-1

3025

CL

V-4

R-4

P-2

CL-1

3010

COPY

CP-2

R-4

P-2

CL-1

3008

PANTRY

V-4

R-4

P-2

CL-1

3007

IDF

V-2

R-4

P-2

CL-1
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CP-1

R-4
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W. TOILET

T-6

B-2

T-2
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M. TOILET

T-6

B-2

T-2

P-1
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OFFICE

CP-1

R-4

P-2/IG-1

CL-1
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STORAGE

V-4

R-4
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WORKSTATIONS

CP-2

R-4
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CL-1

3012

CORRIDOR

V-4

R-4

P-2

CL-1

C3003

CORRIDOR

CP-2

R-4

P-2

CL-1

C3001

CORRIDOR

V-4

R-4

P-2

CL-1

C3002

VESTIBULE

T-10

B-1

P-2/IG-1

CL-1
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ENTRANCE

WOM-1

B-1
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CL-1
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COPY
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R-4

P-2

CL-1
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1
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1
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ELEV B1

V-1

R-5
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STAIR A

V-1

R-5

P-2

CL-1

3027

GENERAL NOTES FOR FINISHES:

1. FINISH ABREVIATIONS TO BE USED AS A GUIDE TO

FINISH PLANS. SEE SPECIFICATIONS AND FINISH

SCHEDULE ON A-820.

2. ALL WALL AND FLOOR FINISHES TO MEET CODE

REQUIRED FLAME SPREAD RATINGS

3. PAINT ALL GYPSUM BOARD CEILING AND

UNDERSIDE OF SOFFITS P-X UNLESS OTHERWISE

NOTED

4. ALL INTERIORS OF DUCTS BEHIND EXPOSED

GRILLS, REGISTERS, DIFFUSERS AND AIR INTAKES

TO RECEIVE FLAT PAINT BLACK UNLESS CALLED

OUT AS ADJACENT ACCENT PAINT

5. ALL FLOOR MATERIAL CHANGES TO OCCUR AT

CENTERLINE OF DOOR LEAF UNLESS OTHERWISE

NOTED

6. PRIOR TO INSTALLATION OF WALL FINISH, ALL

WALLS SHALL HAVE HOLES AND CRACKS FILLED, BE

SANDED SMOOTH, CLEANED AND FREE OF ANY

IMPERFECTIONS IN PREPARATION TO ACCEPT

FINISH SCHEDULE THROUGHOUT UNLESS

OTHERWISE NOTED.

7. ALL INTERIOR ACCESS DOORS, VENTS, GRILLS,

FIN TUBE COVERS, FIRE HOSE CABINETS AND

SIMILAR TO BE PAINTED COLOR OF ADJACENT

SURFACE UNLESS OTHERWISE NOTED.

8. ALL INTERIOR COLUMNS TO BE PAINTED COLOR

OF ADJACENT SURFACE UNLESS OTHERWISE

NOTED.

9. WHERE CARPET OCCURS, USE STRAIGHT COVE

BASE UNLESS OTHERWISE NOTED.

10. INSIDE OF ELEVATOR HOSTWAYS TO RECEIVE 1

COAT OF LATEX PRIMER.

11. DOOR FINISH TO MATCH ARCHITECT'S SAMPLE.

ALL HOLLOW METAL DOOR FRAMES TO RECEIVE

PAINTABLE CAULKING AROUND FRAME AND

DRYWALL JOINT.

12. ALL HOLLOW METAL DOORS, DOOR FRAMES,

WINDOW FRAMES AND MISCELLANEOUS MILLWORK

SCHEDULED TO BE PAINTED. PAINT TO MATCH

ADJACENT WALL COLOR UNLESS OTHERWISE

NOTED. PAINT BOTH SIDES OF HOLLOW METAL

DOORS AND FRAMES. WHERE DOOR FRAME HAS

TWO COLORS, THE COLOR TO TERMINATE AT

INSIDE EDGE OF DOOR JAMB ON ROOM SIDE AS

TYPICAL.

13. ALL EXPOSED COMPONENTS OF OVERHEAD

DOORS, COILS, AND GRILLS TO HAVE ARCHITECT'S

APPROVED FINISH OF MANUFACTURER'S

SELECTION OR TO RECEIVE P-X AS NECESSARY

UNLESS OTHERWISE NOTED.

14. PAINT ALL EXPOSED NON STAINLESS STEEL

FERROUS METAL SURFACES EXPOSED AT STAIRS .

STRINGERS, RISERS, BALUSTRADES, HANDRAILS,

AND GRAUDRAILS TO BE PAINTED.

15. PAINT COLOR THROUGHTOUT ENTIRE PROJECT

TO BE FINALIZED BY OWNER AND ARCHITECT.

WALL

FINISH

FLOOR

FINISH

BASE

FINISH

CEILING

FINISH

FINISH DESIGNATION:

FLOOR FINISH LEGEND

ACCESS FLOORING

REFER TO FINISH TAG FOR SPECIFIC

FINISH MATERIALS

VCT TILE

CARPET TILE

TERRAZO FLOOR TILE
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VINYL ROLL

EPOXY
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THE ARCHITECT / ENGINEER SHALL HAVE

NO RESPONSIBILITY FOR ANY LIABILITY,

LOSS, COST, DAMAGE OR EXPENSE

ARISING FROM OR RELATING TO ANY USE

OF THIS DOCUMENT FOR ANY PURPOSE

OTHER THAN ITS INTENDED PURPOSE ON

THIS PROJECT.  THIS DOCUMENT IS TO BE

CONSIDERED IN CONJUNCTION WITH ALL

RELATED DOCUMENTATION. ANY

DISCREPANCIES IDENTIFIED IN THIS

DOCUMENT MUST BE REPORTED

IMMEDIATELY TO THE ARCHITECT

BEFORE PROCEEDING.  CONTRACTORS

MUST VERIFY ALL DIMENSIONS PRIOR TO

PROCEEDING WITH ANY WORK.
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GENERAL NOTES FOR FINISHES:

1. FINISH ABREVIATIONS TO BE USED AS A GUIDE TO

FINISH PLANS. SEE SPECIFICATIONS AND FINISH

SCHEDULE ON A-820.

2. ALL WALL AND FLOOR FINISHES TO MEET CODE

REQUIRED FLAME SPREAD RATINGS

3. PAINT ALL GYPSUM BOARD CEILING AND

UNDERSIDE OF SOFFITS P-X UNLESS OTHERWISE

NOTED

4. ALL INTERIORS OF DUCTS BEHIND EXPOSED

GRILLS, REGISTERS, DIFFUSERS AND AIR INTAKES

TO RECEIVE FLAT PAINT BLACK UNLESS CALLED

OUT AS ADJACENT ACCENT PAINT

5. ALL FLOOR MATERIAL CHANGES TO OCCUR AT

CENTERLINE OF DOOR LEAF UNLESS OTHERWISE

NOTED

6. PRIOR TO INSTALLATION OF WALL FINISH, ALL

WALLS SHALL HAVE HOLES AND CRACKS FILLED, BE

SANDED SMOOTH, CLEANED AND FREE OF ANY

IMPERFECTIONS IN PREPARATION TO ACCEPT

FINISH SCHEDULE THROUGHOUT UNLESS

OTHERWISE NOTED.

7. ALL INTERIOR ACCESS DOORS, VENTS, GRILLS,

FIN TUBE COVERS, FIRE HOSE CABINETS AND

SIMILAR TO BE PAINTED COLOR OF ADJACENT

SURFACE UNLESS OTHERWISE NOTED.

8. ALL INTERIOR COLUMNS TO BE PAINTED COLOR

OF ADJACENT SURFACE UNLESS OTHERWISE

NOTED.

9. WHERE CARPET OCCURS, USE STRAIGHT COVE

BASE UNLESS OTHERWISE NOTED.

10. INSIDE OF ELEVATOR HOSTWAYS TO RECEIVE 1

COAT OF LATEX PRIMER.

11. DOOR FINISH TO MATCH ARCHITECT'S SAMPLE.

ALL HOLLOW METAL DOOR FRAMES TO RECEIVE

PAINTABLE CAULKING AROUND FRAME AND

DRYWALL JOINT.

12. ALL HOLLOW METAL DOORS, DOOR FRAMES,

WINDOW FRAMES AND MISCELLANEOUS MILLWORK

SCHEDULED TO BE PAINTED. PAINT TO MATCH

ADJACENT WALL COLOR UNLESS OTHERWISE

NOTED. PAINT BOTH SIDES OF HOLLOW METAL

DOORS AND FRAMES. WHERE DOOR FRAME HAS

TWO COLORS, THE COLOR TO TERMINATE AT

INSIDE EDGE OF DOOR JAMB ON ROOM SIDE AS

TYPICAL.

13. ALL EXPOSED COMPONENTS OF OVERHEAD

DOORS, COILS, AND GRILLS TO HAVE ARCHITECT'S

APPROVED FINISH OF MANUFACTURER'S

SELECTION OR TO RECEIVE P-X AS NECESSARY

UNLESS OTHERWISE NOTED.

14. PAINT ALL EXPOSED NON STAINLESS STEEL

FERROUS METAL SURFACES EXPOSED AT STAIRS .

STRINGERS, RISERS, BALUSTRADES, HANDRAILS,

AND GRAUDRAILS TO BE PAINTED.

15. PAINT COLOR THROUGHTOUT ENTIRE PROJECT

TO BE FINALIZED BY OWNER AND ARCHITECT.

WALL

FINISH

FLOOR

FINISH

BASE

FINISH

CEILING

FINISH

FINISH DESIGNATION:

FLOOR FINISH LEGEND

ACCESS FLOORING

REFER TO FINISH TAG FOR SPECIFIC

FINISH MATERIALS

VCT TILE

CARPET TILE

TERRAZO FLOOR TILE

PORCELAIN TILE

VINYL ROLL

EPOXY
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LOSS, COST, DAMAGE OR EXPENSE

ARISING FROM OR RELATING TO ANY USE

OF THIS DOCUMENT FOR ANY PURPOSE
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 1/8" = 1'-0"

A-225

BUILDING PLAN & ELEVATION -
ENTRANCE VESTIBULE & SITE
ELEVATOR CURTAIN WALL PANEL

.00

SCALE:  1/8" = 1'-0" 1BUILDING PLAN & ELEVATION - ENTRANCE VESTIBULE
SCALE:  1/8" = 1'-0" 2EWS-08 ELEVATION - WEST

SCALE:  1/8" = 1'-0" 7SITE ELEVATOR ELEV - EAST
SCALE:  1/8" = 1'-0" 8SITE ELEVATOR ELEV - NORTH

SCALE:  1/8" = 1'-0" 6SITE ELEVATOR ELEV - WEST

SCALE:  1/8" = 1'-0" 4BUILDING PLAN & ELEVATION - SITE ELEVATOR LEVEL 3

SCALE:  1/8" = 1'-0" 3BUILDING PLAN & ELEVATION - SITE ELEVATOR LEVEL 2

1 PROGRESS SET 30-OCT-15
2 PROGRESS SET ADD1 XX-NOV

SCALE:  1/8" = 1'-0" 5BUILDING PLAN & ELEVATION - SITE ELEVATOR ROOF LEVEL
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 3/32" = 1'-0"

A-230

ELEVATION / HALF BLOCKED
WINDOW LOCATIONS

.00

SCALE:  3/32" = 1'-0" 1ELEVATION AT SCHIST WALL SOUTH SHOWING BLOCKED WINDOWS

SCALE:  3/32" = 1'-0" 3ELEVATION AT SCHIST WALL SMITH HALL  SHOWING BLOCKED WINDOWS

SCALE:  3/32" = 1'-0" 2ELEVATION AT SCHIST WALL MECHANICAL ROOMS SHOWING BLOCKED WINDOWS

1 PROGRESS SET 30-OCT-15
2 DEMOLITION PACKAGE 7-DEC-15
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A-241

REVOLVING DOOR DETAILS

.00

1 CONSTRUCTION
DOCUMENTS

21-DEC-15

SCALE:  1/2" = 1'-0" 1AMPHITHEATER EWS-04 SET OUT PLAN - Callout 1

SCALE:  1/2" = 1'-0" 2EWS TYPE 5 - ENTRANCE E

SCALE:  1/2" = 1'-0" 3EWS TYPE 5 - WEST ENTRANCE

SCALE:  1/2" = 1'-0" 4EWS TYPE 6 - ENTRANCE

SCALE:  1/2" = 1'-0" 5EWS TYPE 6 - NORTH ENTRANCE
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SCALE:  3" = 1'-0" 2EWS TYPE 4 - REVOLVING DOOR SECTION DETAIL
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LEVEL 1
32' - 1 1/2"

LEVEL 2
52' - 8"

LEVEL C (BASE OF BUILDING)
25' - 0"

EXPANSION
JOINT

TOP OF EXISTING FLOORCONC SLAB

EXISTING SCHIST
PORTION WALL TO BE
REMOVED REFER TO
DWG DM-107

2 HOUR RATED
VESTIBULE

2 HOUR RATED
GYB BD CEILING AS REQ'D

1 1/2 HOUR RATED
DOOR AND GLAZING
PARTITION ASSEMBLY

METAL DECK
SLAB ASSEMBLY

PORTION OF EXISTING SCHIST
WALL TO REMAIN

NEW BUILDING

EXISTING BUILDING

8" CONCRETE CURB

SEAL WALL

METAL DECK SLAB
ASSEMBLY

T.O. SLAB LEVEL 2
51' - 4"

TO SLAB LEVEL 1
30' - 9 1/2"

A-386
3

A-386
4

8'
 - 

11
 3

/4
"

48' - 6"

ELEVATOR "D"
 PIT

ELEVATOR "D"

FILL VOID WITH
FOAM INSULATION

STEEL LINTEL REFER TO
STRUCTURAL
DRAWINGS S-900
SERIES

2
A-386

9.50

E

9.502
A-385 9.50

6'-0" X 8'-0" 1 1/2 HOUR
FIRE-RATED DOOR AND
GLAZING PARTITION
WALL SYSTEM

FLOOR WALL AND
CEILING EXPANSION
JOINT ASSEMBLIES

SP-01

SP-01

1 1/2 HOUR
RATED ROLL
UP DOOR

EXISTING HOSPITAL

10' - 2"

SCHIST
WALL

SCHIST
WALL

LEVEL 1
32' - 1 1/2"

TO SLAB LEVEL 1
30' - 9 1/2"

VAPOR BARRIER

EXPANSION JOINT ASSEMBLY

EXISTING SCHIST WALL

NEW FLOOR TBD 2 HOUR RATED EXPANSION JOINT FOAM

NEW FINISH FLOOR4" INSULATION AS SPECIFIED

STRUCTURAL BEAM
WITH FIRE PROOFING
REFER TO 1/A-008

GROUT LEVELING OF OPENING PRIOR
TO NEW CONSTRUCTION. METAL ANGLE
ANCHOR AND GROUT INTO EXISTING
SCHIST WALL

FIRE STOP

SLIP PAD

10 1/2" COMPOSITE
METAL DECK AND
CONCRETE SLAB
ASSEMBLY

ELEVATOR DOOR

ROLL UP DOOR

8" CONCRETE CURB

SEAL WALL

METAL DECK SLAB
ASSEMBLY

ELEVATOR "D"
 PIT

FILL VOID WITH
FOAM INSULATION

EQEQ

LEVEL 2
52' - 8"

T.O. SLAB LEVEL 2
51' - 4"

Hospital Level A
47' - 3 1/2"

48' - 6"

6" CURB AND WATER
PROOFING SEAL AFTER
DEMOLITOION OF CORNICE
PRIOR TO PLACEMENT OF LAB
SECTION

6"

8"
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D

.00

SCALE:  1/2" = 1'-0" 2CONNECTION SECTION ELEVATOR D1
SCALE:  1/4" = 1'-0" 1CONNECTION PLAN ELEVATOR D LOBBY
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LEVEL 1
32' - 1 1/2"

LEVEL 2
52' - 8"

T.O. SLAB LEVEL 2
51' - 4"

TO SLAB LEVEL 1
30' - 9 1/2"

EXPANSION
JOINT

CONC SLAB

8" CONCRETE CURB

SEAL WALL

METAL DECK SLAB
ASSEMBLY

ELEVATOR "C"
 PIT

FILL VOID WITH
FOAM INSULATION

EXISTING
WINDOW
ABANDONED
IN PLACE

EXISTING
SCHIST WALL

A-008
3 SIM

DEMO PORTION OF
SCHIST WALL

STEEL LINTEL REFER TO
STRUCTURAL DRAWINGS S-900
SERIES

7'
 - 

0"

HUNG CEILING AS
SCHEDULED

HOSPITAL
CONNECTION

LOBBY
C2

ELEV C2

EQEQ

1'
 - 

0"

2
A-513

1
A-513

3
A-535

2
A-3878.50

E

6'-0" X 8'-0" 1 1/2 HOUR
FIRE-RATED DOOR AND
GLAZING PARTITION
WALL SYSTEM

FLOOR WALL AND
CEILING EXPANSION
JOINT ASSEMBLIESS

SCHIST
WALL

SCHIST
WALL

SCHIST
WALL

FLOOR WALL AND
CEILING EXPANSION
JOINT ASSEMBLIESS

6'-0" X 8'-0" 1 1/2 HOUR
FIRE-RATED DOOR AND
GLAZING PARTITION
WALL SYSTEM

SCHIST WALL
BELOW

SCHIST
WALL
BELOW

8' - 5"

4 1/2" 5 1/2"

EQ EQ

ELEV C1 ELEV C2

EQ EQ

9' - 5"

STAIR C

SP-01

6B.2

6B.2

6B.2

6B.2
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6F
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6A
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6B.2

6B.26B.2
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LT-1

LT-1

LT-1

LEVEL 2
52' - 8"

LEVEL 3
74' - 6"

T.O. SLAB LEVEL 2
51' - 4"

LEVEL 3 PROMENADE
72' - 10 3/4"
TO SLAB LEVEL 3
72' - 0"

CAFETERIA PARAPET
91' - 11"

NURSES LEVEL 3

NURSES LEVEL 2

NURSES LEVEL 4

NURSES LEVEL 1

NURSES LEVEL A

47' - 3 1/2"

59' - 1 1/8"

72' - 3 1/2"

83' - 2 1/4"

94' - 2 1/4"

82' - 10"

20
' -

 2
 1

/4
"

11
' -

 5
"

10
' -

 8
 1

/4
"

21
' -

 1
0"

GUTTER TO AND
DRAINAGE TO BE
DETRMINEDNURSES

LEVEL 2
52' - 8"

LEVEL 3
74' - 6"

T.O. SLAB LEVEL 2
51' - 4"

LEVEL 3 PROMENADE
72' - 10 3/4"

TO SLAB LEVEL 3
72' - 0"

CAFETERIA PARAPET
91' - 11"

85' - 10 1/4"

HOSPITAL LEVEL 3

HOSPITAL LEVEL 2

HOSPITAL LEVEL 4

71' - 7 1/8"

95' - 5 7/8"

HOSPITAL LEVEL 1

58' - 10 5/8"

HOSPITAL LEVEL A

47' - 3 1/2"
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 - 

9 
3/

8"

21
' -

 1
0"

HOSPITAL

EXISTING
WINDOW SILL

GUTTER TO AND
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2" METAL DECK
5" INS-01

WM-01

EXPANSION JOINT

LEVEL 2
52' - 8"

LEVEL 3
74' - 6"

47' - 3 1/2"

HOSPITAL LEVEL 3

HOSPITAL LEVEL 2

HOSPITAL LEVEL 4

HOSPITAL LEVEL 1
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58' - 10 5/8"

71' - 7 1/8"

83' - 4 5/8"

95' - 5 7/8"

8'
 - 

9 
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48' - 6 1/2"

68' - 1 1/8"

GUTTER TO AND
DRAINAGE TO BE
DETRMINED

HOSPITAL

3051
W. TOILET3040

DINING ROOM

2062
VESTIBULE

1087
STORAGE

EXISTING
WINDOW SILL

48' - 8" FF

48' - 4 3/4" TOP OF EXISTING SLAB

2" METAL DECK
5" INS-01
WM-01

EXPANSION JOINT
HOSPITAL LEVEL 3
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47' - 3 1/2"

71' - 7 1/8"
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 - 
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EXISTING
WINDOW SILL

GUTTER TO AND
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2" METAL DECK
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A-481
2
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A-388

SECTION AT DINING / NURSES,
HOSPITAL / CONNECTIONS

.00

SCALE:  1/4" = 1'-0" 5SECTION AT DINING LEVEL 3 NURSES CONNECTION
SCALE:  1/4" = 1'-0" 1SECTION AT LEVEL 3 DINING HOSPITAL CONNECTION SOUTH

SCALE:  1/4" = 1'-0" 2SECTION AT DINING LEVEL 3 HOSPITAL CONNECTION EAST
SCALE:  1/4" = 1'-0" 3SECTION AT LEVEL 3 DINING HOSPITAL CONNECTION NORTH

SCALE:  1/4" = 1'-0" 4SECTION AT DINING LEVEL 3 SOUTH STACK CONNECTION EAST1

SCALE:  1/32" = 1'-0" 6DINING CONNECTIONS -KEY PLAN
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BUILDING ENCOSURE GENERAL NOTES

1. SEE A-810 AND A-811 EXTERIOR ENCLOSURE

SYSTEM AND MATERIAL SCHEDULE FOR THE LIST

ALL EXTERIOR BUILDING MATERIALS

2. SEE A-400 SERIES FOR EXTERIOR WALL SYSTEMS

3. SEE A-400 EWS SHEETS FOR THE BUILDING

ENVELOPE ENERGY PERFORMANCE CRITERIA
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OVERVIEW - ROOF
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NORTH PAVILION ROOF

RF-03

RF-04

LEVEL 3

LEVEL 3

LEVEL 3

LEVEL 3

NORTH TERRACE AT LEVEL 1

RF-06
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LEVEL 1
32' - 1 1/2"

12" CMU WALL

SHEAR WALL  - SEE STRUCT. DWGS

8" CONCRETE SLAB

COMPACTED
DRAINAGE FILL

WP-02

ST-01

AREA

WAY

WP-01

8" CONCRETE SLAB ON
GRADE SLOPE TO DRAIN

FLASHING

INS-01

PILE CAP SEE
STRUCTURAL
DRAWINGS

TO SLAB LEVEL 1
30' - 9 1/2"

WP-01

1
' -

 0
"

4" CONCRETE
HOUSEKEEPING SLAB

2' - 0"1' - 0" 1' - 0"

29' - 0"

EXISTING FLEXNER HALL
AND FOUNDATION

STEEL COLUMN
FOOTING

21' - 0" EXCAVATION LEVEL

5' - 2 1/4"

5
' -

 0
"

1' - 10"

INTEGRATED STRUCTURAL
FOUNDATION / FOOTING  -
SEE STRUCT. DWGS

27' - 0" EXCAVATION LEVEL

26' - 0"

31' - 8"

LEVEL 1
32' - 1 1/2"

LEVEL C (BASE OF BUILDING)
25' - 0"

TO SLAB LEVEL 1
30' - 9 1/2"

8" CONCRETE SLAB ON GRADE

WP-02

LOWER PORTION OF EXISTING
SCHIST WALL TO REMAIN

29' - 0"

CONCRETE CURB
- SEE STRUCT. DWGS

MECHANICAL

ROOM  "A"

EJ -01

INS-03

FOOTING
SEE STRUCT. DWGS

INS-03

4" HOUSEKEEPING PAD

4"

27' - 0" BEDROCK LOCATION TO BE

DETERMINED DETAILS TO BE

REVISED AS REQUIRED AFTER

CONFIRMATION OF EXTENTS OF

BEDROCK

LEVEL 1
32' - 1 1/2"

LEVEL C (BASE OF BUILDING)
25' - 0"

TO SLAB LEVEL 1
30' - 9 1/2"

MECHANICAL

ROOM  "A"

EJ -01

NOTCH IN
BEDROCK AS
REQUIRED

LOWER PORTION OF
EXISTING SCHIST WALL TO
REMAIN

INS-03

SEAL WALL

2 HR RATED WALL
TOP OF SCHIST WALL
TO BE REMOVED

2
' -

 0
"

13' - 0"

26' - 11 1/16"

BEDROCK

LOCATION TO BE

DETERMINED

DETAILS TO BE

REVISED AS

REQUIRED

AFTER

CONFIRMATION

OF EXTENTS OF

BEDROCK

BUILDING ENCOSURE GENERAL NOTES

1. SEE A-810 EXTERIOR ENCLOSURE SYSTEM AND
MATERIAL SCHEDULE FOR THE LIST ALL
EXTERIOR BUILDING MATERIALS

2. SEE A-400 SERIES FOR EXTERIOR WALL SYSTEMS
3. SEE A-400 EWS SHEETS FOR THE BUILDING

ENVELOPE ENERGY PERFORMANCE CRITERIA
LEVEL 1

32' - 1 1/2"

LEVEL C (BASE OF BUILDING)
25' - 0"

TO SLAB LEVEL 1
30' - 9 1/2"

MECHANICAL

ROOM A

WP-02

8" CONCRETE SLAB

1' COMPACTED
GRAVEL

INS-04

8" X 8" STEEL TUBES
FOR SMOKE STACKS

31' - 8"

29' - 0"

FOOTING REFER
TO STRUCTURAL
DRAWINGS

EXISTING
FLEXNER
HALL

CONCRETE ENCASED
STEEL COLUMN BEYOND

FOOTING FOR CONCRETE
ENCASED STEEL COLUMN
BEYOND

WP-02

A1 A2

7' - 3 1/8"

21' - 0" EXCAVATION LEVEL

8' - 8"

5' - 0"

5"

5' - 8"

1' - 7"

1' - 10" 1' - 10"

27' - 0" EXCAVATION LEVEL

9' - 1"

1
' -

 6
"

5
' -

 0
"

8' - 8"

TO SLAB LEVEL 1
30' - 9 1/2"

MECHANICAL ROOM "A"

EXISTING

PIPE

TUNNEL

Z4

WP-02

18" CONCRETE FOUNDATION
WALL - SEE STRUCT. DWGS

WP-01

DRAINAGE BOARD

8" CONCRETE SLAB

COMPACTED GRAVEL

INS-04 FILL VOID

MINIMUM
  2"

35' - 0"

STAIR BEYOND

1' - 6"

EXISTING PIPE
TUNNEL
FOUNDATION

INTEGRATED STRUCTURAL
FOUNDATION / FOOTING  -
SEE STRUCT. DWGS

EXCAVATED BEDROCK

26' - 11 15/16" EXCAVATION LEVEL

29' - 0"
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664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
NEW YORK, NY  10016
T. 212.840.0060

ONE LUX STUDIO
158 WEST 29TH STREET
NEW YORK, NY 10011
T. 212.201.5790

INTERIOR LIGHTING DESIGNER

E

D

DRAWING TITLE

PROJECT PHASE

©  2015  RAFAEL VINOLY ARCHITECTS PC

DRAWING NUMBER

DRAWING SIZE

DRAWING SCALE

ARCHITECTS PROJECT NUMBERDATEDESCRIPTIONREVMEP / FP ENGINEERSTRUCTURAL ENGINEERARCHITECT

CIVIL ENGINEER LANDSCAPE ARCHITECT SPECIFICATION CONSULTANT

DISCLAIMER

RAFAEL VINOLY ARCHITECTS
50 VANDAM STREET
NEW YORK, NY  10013
T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
21 PENN PLAZA 8TH FL
NEW YORK, NY 10001
T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-391

FOUNDATION AND
WATERPROOFING  DETAILS

.00

SCALE:  3/4" = 1'-0" 5SECTION AT MECHANiCAL A NORTH WALL

SCALE:  3/4" = 1'-0" 4SECTION DETAIL AT MECHANICAL ROOM "A" AND RIVER BUILDING AT ELEV 29'

SCALE:  3/4" = 1'-0" 1SECTION DETAIL AT MECHANICAL ROOM "A" AND RIVER BUILDING AT ELEV. 35'

SCALE:  3/4" = 1'-0" 2FOUDATION AND WATERPROOFING DETAIL AT MECHANICAL A NORTH

SCALE:  3/4" = 1'-0" 3MECH RM A FOUNDATION SECTION
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BUILDING ENCOSURE GENERAL NOTES

1. SEE A-810 EXTERIOR ENCLOSURE SYSTEM AND

MATERIAL SCHEDULE FOR THE LIST ALL

EXTERIOR BUILDING MATERIALS

2. SEE A-400 SERIES FOR EXTERIOR WALL SYSTEMS

3. SEE A-400 EWS SHEETS FOR THE BUILDING

ENVELOPE ENERGY PERFORMANCE CRITERIA

EXISTING

BUILDING

14" CONCRETE FOUNDATION

WALL - SEE STRUCT. DWGS

WP-01

DRAINAGE BOARD

STRUCTURAL SHEAR WALL -

SEE STRUCT. DWGS

STRUCTURAL FOUNDATION /

FOOTING  - SEE STRUCT.

DWGS

8" CONCRETE SLAB

ON GRADE

WP-02

DRAINAGE BOARD

1' - 10"

INS-01

FILL CAVITY

26' - 0"

MECHANICAL

ROOM  "B"

2" MIN

B5

WP-01

24' - 0"

EXCAVATED BEDROCK

22' - 6"

20' - 0"

LEVEL 1

32' - 1 1/2"

TO SLAB LEVEL 1

30' - 9 1/2"

EJ -01

LOWER EXISTING

SCHIST WALL TO

REMAIN

TOP OF EXISTING SCHIST WALL

TO BE DEMOLISH

INS- 03

INS- 03

WP-01

12" CONCRETE CURB SEE

STRUCTURAL DRAWINGS INTEGRATED STRUCTURAL

FOUNDATION / FOOTING  - SEE

STRUCT. DWGS
8" CONCRETE SLAB

E

A-008

2
SIM

WP-02

COMPACT GRAVEL

BEDROCK LOCATION TBD

25' - 11 7/8"

24' - 0" EXCAVATION LEVEL

WP-02

8
 1

/8
"

2 HR RATED WALL

NOTE:

THIS DETAIL TO BE DETERMINED

AFTER PROBE OF EXISTING ROCK

AND SCHIST WALL CONDITIONS

LEVEL 1

32' - 1 1/2"

TO SLAB LEVEL 1

30' - 9 1/2"

EXISTING

TUNNEL

FOOTING

14" CONCRETE FOUNDATION

WALL - SEE STRUCT. DWGS

WP-01

DRAINAGE BOARD

STRUCTURAL FOUNDATION

WALL - SEE STRUCT. DWGS

INTEGRATED STRUCTURAL

FOUNDATION / FOOTING  -

SEE STRUCT. DWGS

8" CONCRETE SLAB

ON GRADE

WP-02

INS-01 FILL CAVITY

MECHANICAL

ROOM  "B"

B5

EXCAVATED BEDROCK

MIN

2"

COMPACT GRAVEL

26' - 0"

26' - 4"

4" HEIGHT HOUSKEEPING PAD

EXISTING

BUILDING

14" CONCRETE FOUNDATION

WALL - SEE STRUCT. DWGS

DRAINAGE BOARD

STRUCTURAL SHEAR WALL

 - SEE STRUCT. DWGS

STRUCTURAL FOUNDATION

 - SEE STRUCT. DWGS

8" CONCRETE SLAB ON GRADE

COMPACTED

DRAINAGE FILL

WP-02

INS-04 FILL VOID

DRAINAGE BOARD

DRAINAGE BOARD

1' - 10"

MECHANICAL

ROOM "A"

A5

WP-01

WP-01

7"

1' - 2"

1' - 7"

MIN

2"

1' - 2"

35' - 0"

23' - 0" EXCAVATION LEVEL

33' - 0" EXCAVATION LEVEL

WP-02

14" CONCRETE

FOUNDATION WALL - SEE

STRUCT. DWGS

WP-01

DRAINAGE BOARD

8" CONCRETE SLAB

COMPACTED GRAVEL

INS-04 FILL VOID

EXISTING BUILDING

WELCH HALL

MECHANICAL

ROOM "A"
1' - 2"

32' - 11 9/16" EXCAVATION

INTEGRATED STRUCTURAL

FOUNDATION / FOOTING  -

SEE STRUCT. DWGS

WP-02

EXCAVATED BEDROCK

35' - 0"

LEVEL 1

32' - 1 1/2"

EXISTING

PIPE TUNNEL

Z4

14" CONCRETE

FOUNDATION WALL - SEE

STRUCT. DWGS

WP-01

DRAINAGE BOARD

1' - 2"

  MIN 2"

8" CONCRETE SLAB

COMPACTED GRAVEL

INS-04 FILL VOID

MECHANICAL ROOM "A"

INTEGRATED STRUCTURAL

FOUNDATION / FOOTING  -

SEE STRUCT. DWGS

WP-02

EXCAVATED BEDROCK

35' - 0 1/16"

1"

33' - 0" EXCAVATION LEVEL
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C

B
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THE ARCHITECT / ENGINEER SHALL HAVE

NO RESPONSIBILITY FOR ANY LIABILITY,

LOSS, COST, DAMAGE OR EXPENSE

ARISING FROM OR RELATING TO ANY USE

OF THIS DOCUMENT FOR ANY PURPOSE

OTHER THAN ITS INTENDED PURPOSE ON

THIS PROJECT.  THIS DOCUMENT IS TO BE

CONSIDERED IN CONJUNCTION WITH ALL

RELATED DOCUMENTATION. ANY

DISCREPANCIES IDENTIFIED IN THIS

DOCUMENT MUST BE REPORTED

IMMEDIATELY TO THE ARCHITECT

BEFORE PROCEEDING.  CONTRACTORS

MUST VERIFY ALL DIMENSIONS PRIOR TO

PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION

DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-392

FOUNDATION AND

WATERPROOFING DETAILS

.00

SCALE:  3/4" = 1'-0" 2
SECTION AT B5 COLUMN LINE

SCALE:  3/4" = 1'-0" 3
SECTION DETAIL AT MECH ROOM "B" AND RIVER BUILDING

SCALE:  3/4" = 1'-0" 6
MECHANICAL ROOM "B" FOUNDTATION DETAIL

SCALE:  3/4" = 1'-0" 1
SECTION AT A5 COLUMN LINE

SCALE:  3/4" = 1'-0" 5
SECTION AT A6 COLUMN LINE

SCALE:  3/4" = 1'-0" 4
WATERPROOFING SECTION AT COL. LINE Z4
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LEVEL 3

74' - 6"

LEVEL 2 +60'

60' - 1 5/8"

STAINLESS STEEL

EXPANSION FLASHING

WM-01

RF-03

T.O. SLAB LEVEL 3

72' - 0"

SP-01

MP-06

STAINLESS STEEL COPING

CAST STONE

CAST CONCRETE CURB

STAINLESS STEEL

FLASHING

LEVEL 3

74' - 6"

TO SLAB LEVEL 3

72' - 0"

STAINLESS STEEL

EXPANSION FLASHING

WM-01

RF-03

METAL SUPPORT

PLATE

RF-01

INS-01

INTEGRATED 11" X 22"

CONCRETE  BASE

LEVEL 3

74' - 6"

LEVEL 3 PROMENADE

72' - 10 3/4"

TO SLAB LEVEL 3

72' - 0"

STRUCTURAL SLAB

RETAINER WALL /

PARAPET

RF-03

PLANTER BEYOND

RF-02

3
' 
- 

8
"

PRECAST WALL

EXPANSION JOINT

STRUCTURAL STEEL

FASTENING REFER TO

STRUCTURAL DRAWINGS

2 HR RATED WALL

6B.2

LEVEL 3

74' - 6"

LEVEL 3 PROMENADE

72' - 10 3/4"

TO SLAB LEVEL 3

72' - 0"

RF-01

PRECASTS WALL ASSEMBLY

Z9

5
' 
- 

3
 1

/4
"

LEVEL 3

74' - 6"

LEVEL 3 PROMENADE

72' - 10 3/4"

TO SLAB LEVEL 3

72' - 0"

RF-03

STRUCTURAL SLAB

RETAINER WALL EDGING

RF-01

CAST STONE WALL

STANDING SEAM ROOF ASSEMBLY TO

MATCH STANDING SEAM WALLS

PROPER PROTECTION AND

STAGING REQUIRED ON

EXISTING ROOF ASSEMBLY. ALL

DAMAGE TO ROOFING

MEMBRANE TO BE REPAIRED

BY CONTRACTOR

5" INSULATION

WM-01

VAPOR BARIER

BACKER ROD

EXPANSION JOINT

MP -06

STAINLESS STEEL FLASHING

WM-01

BACKER ROD

RF-08

STAINLESS STEEL FLASHING

WM-01

DENSGLASS

CONCRETE CURB

8
"

SP-01

MP-05 SIDEWALL BEYOND

CURREGATED METAL DECK

LEVEL 3 PROMENADE

72' - 10 3/4"

RF-03

T.O. SLAB LEVEL 3

72' - 0"

STAINLESS

STEEL

FLASHING

EXPANSION

JOINT

LEVEL 2

52' - 8"

T.O. SLAB LEVEL 2

51' - 4"

48' - 6"

6" CURB AND WATER

PROOFING SEAL AFTER

DEMOLITION OF CORNICE

PRIOR TO PLACEMENT OF LAB

SECTION

 DEMOLITION OF CORNICE AS

REQUIRED

LAB SECTION AND WALL

ASSEMBLY

SEAL WALL CONSTRUCTED

AFTER PLACEMENT OF LAB

SECTION
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UNIVERSITY

RIVER BUILDING
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C

B
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THE ARCHITECT / ENGINEER SHALL HAVE

NO RESPONSIBILITY FOR ANY LIABILITY,

LOSS, COST, DAMAGE OR EXPENSE

ARISING FROM OR RELATING TO ANY USE

OF THIS DOCUMENT FOR ANY PURPOSE

OTHER THAN ITS INTENDED PURPOSE ON

THIS PROJECT.  THIS DOCUMENT IS TO BE

CONSIDERED IN CONJUNCTION WITH ALL

RELATED DOCUMENTATION. ANY

DISCREPANCIES IDENTIFIED IN THIS

DOCUMENT MUST BE REPORTED

IMMEDIATELY TO THE ARCHITECT

BEFORE PROCEEDING.  CONTRACTORS

MUST VERIFY ALL DIMENSIONS PRIOR TO

PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION

DOCUMENTS

DOB REV.

PROJECT NORTH

 3/4" = 1'-0"

A-393

ROOF DETAILS AND

WATERPROOFING 01

.00

SCALE:  3/4" = 1'-0" 1
DETAIL AND WATERPROOFING AT SMITH HALL ANNEX COL. LINE 2.75

SCALE:  3/4" = 1'-0" 4
DETAIL AND WATERPROOFING AT FLEXNER HALL COL. LINE 4.75

SCALE:  3/4" = 1'-0" 3
SITE STAIR 4 TOP SECTION

SCALE:  3/4" = 1'-0" 5
SITE STAIR 2 TOP SECTION

SCALE:  3/4" = 1'-0" 6
ROOF NURSES EGRESS PATH

SCALE:  3/4" = 1'-0" 2
DETAIL AND WATERPROOFING AT COL. LINE 3.75 SMITH HALL ANNEX ROOF

SCALE:  3/4" = 1'-0" 7
DETAIL AND WATERPROOFING SECTION AT NURSES COL. LINE 7.50

D DESIGN DEVELOPMENT 27-FEB-15

1 WATERPROOFING BID

PACKAGE

17-AUG-15

2 PROGRESS SET 30-OCT-15

3 CONSTRUCTION

DOCUMENTS

21-DEC-15

SCALE:  3/4" = 1'-0" 8
CONNECTION SECTION SCHIT WALL CURB DETAIL SKETCH SKA 204

DOB SUBMISSION RB 16DEC15
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STRUCTURAL
SLAB

LEVEL 3 PROMENADE
72' - 10 3/4"

4" HT x 12" WIDTH SCUPPPERS AS
REQUIRED WITH DRAINAGE AS SPECIFIED

RF-03

PLANTER
DRAIN
TO "Y"
COLUMN

EXTERIOR WALL
ASSEMBLY

T.O. SLAB LEVEL 3
72' - 0"

DRAINAGE FILTER AS
SPECIFIED

72' - 10 3/4"

5
"

RF-01

2
"

1
' -

 4
 3

/4
"

3
 3

/4
"

1" SETTING
BED

CAST STONE
WALL PIN TO
CONCRETE
BASE BEAM

5
"

1
"

5 3/4"5 1/4"

11"

11" x 22"
INTERGRATED
SLAB PADS AS
REQUIRED

BEAM
PINNED TO
11" X 22"
SLAB PAD

PITCH

STAINLESS STEEL PERFORATED
GRAVEL STOP EXTENSION

1
' -

 9
 1

/4
"

8 7/8"

REFER TO
LANDSCAPING
AND LIGHTING
DRAWINGS
OF DETAILS

LEVEL 3
74' - 6"

LEVEL 3 PROMENADE
72' - 10 3/4"

TO SLAB LEVEL 3
72' - 0"

RF-01

STRUCTURAL SLAB

EXTERIOR WALL
ASSEMBLY T.B.D

LEVEL 3
74' - 6"

LEVEL 3 PROMENADE
72' - 10 3/4"

TO SLAB LEVEL 3
72' - 0"

RF-03

INS-01

WM-01

5
"

PRECAST
AMPHITHEATER SEAT

BUILDING ENCOSURE GENERAL NOTES

1. SEE A-810 AND A-811 EXTERIOR ENCLOSURE
SYSTEM AND MATERIAL SCHEDULE FOR THE LIST
ALL EXTERIOR BUILDING MATERIALS

2. SEE A-400 SERIES FOR EXTERIOR WALL SYSTEMS
3. SEE A-400 EWS SHEETS FOR THE BUILDING

ENVELOPE ENERGY PERFORMANCE CRITERIA

T.0. SLAB OFFICE ROOF
88' - 9"

OFFICE PARAPET
89' - 9"

EXTERIOR METAL PANEL
WALL ASSEMBLY

RF-06

STRUCT. SLAB

STAINLESS
STEEL COPING

CAFETERIA PARAPET
91' - 11"

MP-05

LEVEL 3
74' - 6"

LEVEL 3 PROMENADE
72' - 10 3/4"

T.O. SLAB LEVEL 3
72' - 0"

STRUCTURAL SLAB

PLANTER DRAIN

CAST STONE WALL
TOP PIN TO
CONCRETE PAD

RF-01

1" SETTING BED

3
 3

/4
"

5
"

11" x 22"
INTERGRATED
SLAB PAD

STAINLESS STEEL
PERFORATED
GRAVEL STOP
EXTENSION

RF-03

7
 3

/4
"

1
"

1
' -

 9
 1

/4
"

REFER TO
LANDSCAPING
AND LIGHTING
DRAWINGS
OF DETAILS

5 1/4" 5 3/4"

LEVEL 3
74' - 6"

LEVEL 3 PROMENADE
72' - 10 3/4"

TO SLAB LEVEL 3
72' - 0"

2
"

72' - 10 3/4"

7
' -

 2
"

71' - 4 1/2" 2
' -

 0
"

2
' -

 0
"

2
' -

 0
"

64' - 2 1/2"

3' - 3 7/8" 2' - 9"

2' - 2 3/8" 1' - 1 5/8"

3
 1

/8
"

1
' -

 7
 1

/2
"

66' - 10 3/4"

68' - 10 3/4"

70' - 10 3/4"

72' - 10 3/4"

GUARD RAIL

69' - 8 1/2"

STEEL SUPPORT GUSSET

STEEL SUPPORT GUSSET

STEEL SUPPORT GUSSET

5" INSULATION

RF-01

CAST STONE STEPS

CAST CONCRETE

WM-01

2
' -

 5
 5

/8
"

2
' -

 0
"

1
' -

 8
"

2' - 9"

48' - 6"

BEARING PADS

EXISTING STONE CORNICE TO BE DEMOLISHED-
ACTUAL CONDITIONS MAY VARY (V.I.F)
NOTIFY ARCHITECT OF ANY DISCREPANCIES
UPON DISCOVERY

LOWER EXISTING SCHIST WALL TO REMAIN

RF-01

EXISTING  CONC. SLAB TO REMAIN

NEW CURB AND WATER PROOFING

WELCH HALL

EXPANSION
JOINT

STAINLESS
STEEL FLASHING
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DOB REV.

PROJECT NORTH

As indicated

A-394

ROOF DETAILS AND
WATERPROOFING 02

.00

SCALE:  3/4" = 1'-0" 1PROMENADE SECTION

SCALE:  3/4" = 1'-0" 3PROMENADE SECTION AT AMPHITHEATER

SCALE:  3/4" = 1'-0" 4AMPHITHEATER SECTION AT GREEN ROOF

SCALE:  3/4" = 1'-0" 5WATERPROOFING SECTION AT COL. LINE 9.50

1 WATERPROOFING BID
PACKAGE

17-AUG-15

2 PROGRESS SET 30-OCT-15

3 CONSTRUCTION
DOCUMENTS

21-DEC-15

SCALE:  3/4" = 1'-0" 2SECTION AT WALKWAY / HIGH SLAB

SCALE:  3/4" = 1'-0" 6AMPHITHEATER SECTION AT LEVEL 3 STEPS

SCALE:  3/4" = 1'-0" 7DETAIL SECTION AT WELCH HALL CONNECTION
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LEVEL 3

74' - 6"

TO SLAB LEVEL 3

72' - 0"

2
' 
- 

6
"

RF-02

INS-01

WM-01

CAFETERIA PARAPET

91' - 11"

LEVEL 2

52' - 8"

T.O. SLAB LEVEL 2

51' - 4"

RF-01

CONCRETE RAMP

TO GASSNER HALL

T.0. SLAB OFFICE ROOF

88' - 9"

OFFICE PARAPET

89' - 9"

RF-06

LEVEL 2

52' - 8"

T.O. SLAB LEVEL 2

51' - 4"

PRECAST STONE

STEPS BEYOND

WM-01

INS-01

PV-01
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OF THIS DOCUMENT FOR ANY PURPOSE

OTHER THAN ITS INTENDED PURPOSE ON

THIS PROJECT.  THIS DOCUMENT IS TO BE

CONSIDERED IN CONJUNCTION WITH ALL

RELATED DOCUMENTATION. ANY

DISCREPANCIES IDENTIFIED IN THIS

DOCUMENT MUST BE REPORTED

IMMEDIATELY TO THE ARCHITECT

BEFORE PROCEEDING.  CONTRACTORS

MUST VERIFY ALL DIMENSIONS PRIOR TO

PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION

DOCUMENTS

DOB REV.

PROJECT NORTH

 3/4" = 1'-0"

A-395

ROOF DETAILS AND

WATERPROOFING 03

.00

SCALE:  3/4" = 1'-0" 1
WATERPROOFING SECTION AT COL. LINE 8.00 - SOUTH PAVILION ROOF

SCALE:  3/4" = 1'-0" 2
WATERPROOFING SECTION AT SOUTH TERRACE

SCALE:  3/4" = 1'-0" 3
WATERPROOFING DETAIL AT NORTH PAVILION ROOF

SCALE:  3/4" = 1'-0" 4
WATERPROOFING SECTION NORTH PAVILION STAIR

1 WATERPROOFING BID

PACKAGE

17-AUG-15

2 PROGRESS SET 30-OCT-15

3 CONSTRUCTION

DOCUMENTS

21-DEC-15DOB SUBMISSION RB 16DEC15
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6"

STEEL ANCHOR BRACKET

6" THICK PRECAST PANEL

5/8" GYP BD AS REQUIRED

VAPOR BARRIER

INSULATION AS REQUIRED

INSULATION RETAINERS AS REQUIRE

1/2" AIR GAP

1"
6"

6" STEEL STUDS

1' - 3 5/8"

2"

CMU OR CAST CONCRETE WALL

STEEL ANCHOR BRACKET

6" THICK PRECAST PANEL

VAPOR BARRIER

2" RIGID INSULATION

INSULATION RETAINERS AS REQUIRE

1/2" AIR GAP

VARIES

1' - 9"

1"
6"

VARIES 2"
5/8"

2" THERMAL INSULATION

6" METAL STUD @ 16" O.C.

AIR AND WATER BARRIER

6" BATT INSULATION

6"

5/8"

2-LAYERS TYPE "X" GYP BD.

INTERIOR EXTERIOR

MAXIMUM 3/8" GAPS ACOUSTICALLY
SEAL BOTH SIDES POLYURETHANE
SPRAYFOAM

5/8" 2"

2- LAYERS 5/8" DENSGLASS

BACKER ROD

3
/8

"
VAPOR BARRIER

2 1/2" ROCKWOOL
INSULATION

2"6"5/8"

6" STEEL STUD

ANCHOR BRACKET

2 1/2"

MTL-03
FINISH
STANDING SEAM METAL PANEL

2 LAYERS 5/8" GYP BD

5/8"

5/8" DENSGLASS

WATER BARRIER

5/8"

VAPOR BARRIER

ANCHOR BRACKET

MTL-03
STANDING SEAM
FINISH METAL PANEL

2 1/2"

ATTACHEMENT SURFACE
CONDITIONS VARY

2 1/2" ROCKWOOL
INSULATION

2 1/2"6"5/8"

6" STEEL STUD

SC-01
FINISH STUCCO

2 LAYERS 5/8" GYP BD

5/8"

5/8" DENSGLASS

VAPOR BARRIER

5/8" 2"

1' - 0 3/8"

SUBSTRATE
CONDITIONS VARY

SC-02
FINISH STUCCO

2"
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LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
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PROJECT NORTH

 1 1/2" = 1'-0"

A-401

EXTERIOR WALL TYPE  DETAILS

.00

1 PROGRESS SET 30-OCT-15

SCALE:  1 1/2" = 1'-0" 1PC-03 PRECAST CONCRETE PANEL ASSEMBLY

SCALE:  1 1/2" = 1'-0" 2PC-04-PRECAST ON CAST CONCRETE WALL

SCALE:  1 1/2" = 1'-0" 3SP- 01 SEAL WALL

SCALE:  1 1/2" = 1'-0" 4MP- 05 2 HR RATED METAL PANEL WALL ASSEMBLY

SCALE:  1 1/2" = 1'-0" 5MP-06 METAL PANEL FINISH ASSEMBLY

SCALE:  1 1/2" = 1'-0" 6SC- 01 2 HR RATED STUCCO WALL ASSEMBLY

SCALE:  1 1/2" = 1'-0" 7SC- 02 STUCCO WALL LAMINATE
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DN

LEVEL 1
32' - 1 1/2"

T.O. SLAB LEVEL 2
51' - 4"

TO SLAB LEVEL 1
30' - 9 1/2"

A-402

2
SIM

BRACE AND CROSS
BRACING AS REQUIRED

SP-01

WATER PROOFING

BACKER ROD

POLYURETHANE SPRAY FOAM MAXIMUM
3/8" GAPS ACOUSTICALLY SEAL

4' WIDTH PRE ASSEMBLED PANELS.
( WATERPROOFING, EXTERIOR
INSULATION, DENSGLASS, 6" STUD. )

6" STEEL STUD

2" THERMAL INSULATION

2 LAYERS 5/8" DENSGLASS

2 LAYERS 5/8" GYP BD
AND 6" BATT INSULATION
( APPLIED AFTER PANEL
ASSEMBLY INSTALLATION )

SP-01

VAPOR BARRIER

0 0.500.75 1 1.25 1.50 1.75 2 2.25 2.50 2.75 3 3.25 3.50 3.75 4 4.25
4.50 4.75

5 5.25
5.50

5.75
6

6.25
6.50

6.75
7

7.25
7.50

7.75
8

8.25
8.50

8.75
9

9.25
9.50

9.75
10

10.2510.45

B

D

A B

C
D

E F
G

K

L

M N
O

P

R T

51' - 4 3/4"
24' - 0"

Z8
Z9

B1.7B2.5

S.5

0.550.570.60.7

C1C2

X

D.4

0 0.500.75 1

1.10

1.25 1.50 1.75

1.90

2 2.25 2.50 2.75 3 3.25 3.50 3.75 4 4.25 4.50
4.75

5 5.25
5.50

5.75
6

6.25
6.50

6.75
7

7.25
7.50

7.75
8

8.25
8.50

8.75
9

9.25
9.50

9.75
10

10.2510.45

B

D

A

C
D

E F

K

M

P Q
S

T

N

U

V

W

X

Y

Z
S

E
E

 7
/A

-2
1

4

Z8
Z9

B1.7B2.5

S.5

0.550.570.60.7

C1C2

X

INSULATION

2 LAYERS 5/8" GYP
BOARD

6" C H METAL STUDS
FASTENED INTO EXISTING
WOOD FRAME

EXISTING SCHIST
WALL

EXISTING
WINDOW
ABANDONED
IN PLACE

1" GYP BD LINER
PANELS

EXISTING SCHIST WALL

2 HR RATED
SEAL WALL

SP-01
INTERIOR
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LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-402

SEAL WALL DETAILS

.00

SCALE:  1/2" = 1'-0" 1SECTION AT FLEXNER HALL - 2 HOUR SEAL WALL

SCALE:  1 1/2" = 1'-0" 22 HOUR SEAL WALL / SECTION DETAIL

1 PROGRESS SET 30-OCT-15

2 FUTURE Date 22

SCALE:  1" = 50'-0" 3LEVEL 2 DIAGRAM WEST ELEVATION BUILDING ENVELOPE

SCALE:  1" = 50'-0" 4LEVEL 1 DIAGRAM WEST ELEVATION BUILDING ENVELOPE

REFER TO SHEET A-401
FOR ADDITIONAL SP-01  SEAL
WALL DETAILS

SCALE:  3/4" = 1'-0" 5TYPICAL SECTION THRU BLOCKED WINDOW

2
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2
A-411

1
A-417 7.7588.25

2
A-411

INTERIOR

EXTERIOR

 SEE A0 SERIES LEVEL 1 SLAB EDGE PLAN

EWS TYPE 1 MODULE

 SEE A0 SERIES LEVEL 1 SLAB EDGE PLAN

EWS TYPE 1 MODULE

 SEE A0 SERIES LEVEL 1 SLAB EDGE PLAN

EWS TYPE 1 MODULE
 SEE A0 SERIES LEVEL 1 SLAB EDGE PLAN

EWS TYPE 1 MODULE

STRUCTURAL GLAZED UNITIZED
CURTAIN WALL SYSTEM

GL-01

PTD ALUM. MULLION

A-419
1

7.7588.25

B

BUILDING ENCOSURE GENERAL NOTES
1. SEE A-810 AND A-811 EXTERIOR ENCLOSURE

SYSTEM AND MATERIAL SCHEDULE FOR THE LIST
ALL EXTERIOR BUILDING MATERIALS

2. SEE A-400 SERIES FOR EXTERIOR WALL SYSTEMS
3. SEE A-400 EWS SHEETS FOR THE BUILDING

ENVELOPE ENERGY PERFORMANCE CRITERIA

LEVEL 1
32' - 1 1/2"

LEVEL 2
52' - 8"

LEVEL C (BASE OF BUILDING)
25' - 0"

A-418
1

A B

MTL-02

GL-01

3' - 4"

Y COLUMN

MTL-02 PAINTED
ALUMINUM CLADDING
PANEL

Y COLUMN

PTD. ALUM. CURTAIN WALL
FRAMING

A-416
1.1' - 0 5/8"

1
A-419

1' - 8 1/4"3 
1/

2"

SEE A0 SLAB EDGE DWG

E.O.S.2 1/2"

7 1/4"

SPRAY ON FOAM INSULATION

3'
 - 

3"
3'

 - 
0"

14
' -

 3
 1

/2
"

3'
 - 

3"
3'

 - 
0"

1 
1/

2"
4'

 - 
3 

1/
2"

7'
 - 

6"
2'

 - 
3"

1 
1/

2"

THERMAL TRANSMITTANCE
U VALUE:
• FIXED GLAZING AND FRAMING AREA:

NO GRATER THAN 0.4 Btu/sq. ft. x h x degree f
(EWS-01, EWS-02, EWS- 04, EWS-05, EWS-06, EWS-07, EWS-08, EWS-09)

• FULL SPANDREL PANEL:
NO GRATER THAN 0.2 Btu/sq.ft. x h x degree f (EWS-03)

SHGC: FIXED GLAZING AND FRAMING AREA: NO GRATER THAN 0.35

BUILDING ENVELOPE ENERGY PERFORMANCE CRITERIA
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A-411

EXTERIOR WALL SYSTEM TYPE 1 AT
LEVEL 1 - RIVER CAMPUS PLAN,
ELEV & SECTION

.00

SCALE:  1/2" = 1'-0" 3EWS TYPE 1

SCALE:  1/2" = 1'-0" 1EWS TYPE 1

SCALE:  1/2" = 1'-0" 2EWS TYPE 1

1 PRELIMINARY BUILDING
ENCLOSURE PACKAGE

19-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
3 PROGRESS SET 30-OCT-15
4 PROGRESS SET ADD1 XX-NOV
5 CONSTRUCTION

DOCUMENTS
21-DEC-15
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A-412

EXTERIOR WALL SYSTEM TYPE 1 AT
LEVEL 1 - PERSPECTIVE VIEW

.00

SCALE: 1EWS TYPE 1

1 PRELIMINARY BUILDING
ENCLOSURE PACKAGE

19-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
3 PROGRESS SET 30-OCT-15
4 CONSTRUCTION

DOCUMENTS
21-DEC-15

SCALE: 2EWS TYPE 1 - SE CORNER
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BUILDING ENCOSURE GENERAL NOTES
1. SEE A-810 EXTERIOR ENCLOSURE SYSTEM AND

MATERIAL SCHEDULE FOR THE LIST ALL
EXTERIOR BUILDING MATERIALS

2. SEE A-400 SERIES FOR EXTERIOR WALL SYSTEMS
3. SEE A-400 EWS SHEETS FOR THE BUILDING

ENVELOPE ENERGY PERFORMANCE CRITERIA

THERMAL TRANSMITTANCE
U VALUE:
• FIXED GLAZING AND FRAMING AREA:

NO GRATER THAN 0.4 Btu/sq. ft. x h x degree f
(EWS-01, EWS-02, EWS- 04, EWS-05, EWS-06, EWS-07, EWS-08, EWS-09)

• FULL SPANDREL PANEL:
NO GRATER THAN 0.2 Btu/sq.ft. x h x degree f (EWS-03)

SHGC: FIXED GLAZING AND FRAMING AREA: NO GRATER THAN 0.35

BUILDING ENVELOPE ENERGY PERFORMANCE CRITERIA
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SCALE:  1/2" = 1'-0" 3EWS TYPE 1 AT LEVEL 1

SCALE:  1/2" = 1'-0" 1EWS TYPE 1 - TYP BAY
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EXTERIOR WALL SYSTEM TYPE 1 -
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SCALE:  1/2" = 1'-0" 2EWS TYPE 1B @ N TERRACE
SCALE:  1/2" = 1'-0" 1EWS TYPE 1A @ S TERRACE

SCALE:  1 1/2" = 1'-0" 3EWS TYPE 1A @ S TERRACE - Callout 1
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EXTERIOR WALL SYSTEM TYPE 1 -
DETAILS
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SCALE:  1 1/2" = 1'-0" 1EWS TYPE 1 - Callout 1

1 PROGRESS SET 30-OCT-15
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 1 1/2" = 1'-0"

A-419

EXTERIOR WALL SYSTEM TYPE 1 -
PLAN DETAILS

.00

SCALE:  1 1/2" = 1'-0" 6EWS TYPE 1 - CORNER NE
SCALE:  1 1/2" = 1'-0" 4EWS TYPE 1 - CORNER SE @ FL

SCALE:  1 1/2" = 1'-0" 2EWS TYPE 1 CORNER - GLASS

SCALE:  1 1/2" = 1'-0" 1EWS TYPE 1 - MULLION TYP
SCALE:  1 1/2" = 1'-0" 5EWS TYPE 1 - TYP BAY - Callout 1

SCALE:  1 1/2" = 1'-0" 3EWS TYPE 1 - ANCHOR @HANGER
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BUILDING ENCOSURE GENERAL NOTES
1. SEE A-810 EXTERIOR ENCLOSURE SYSTEM AND

MATERIAL SCHEDULE FOR THE LIST ALL
EXTERIOR BUILDING MATERIALS

2. SEE A-400 SERIES FOR EXTERIOR WALL SYSTEMS
3. SEE A-400 EWS SHEETS FOR THE BUILDING

ENVELOPE ENERGY PERFORMANCE CRITERIA

THERMAL TRANSMITTANCE
U VALUE:
• FIXED GLAZING AND FRAMING AREA:

NO GRATER THAN 0.4 Btu/sq. ft. x h x degree f
(EWS-01, EWS-02, EWS- 04, EWS-05, EWS-06, EWS-07, EWS-08, EWS-09)

• FULL SPANDREL PANEL:
NO GRATER THAN 0.2 Btu/sq.ft. x h x degree f (EWS-03)

SHGC: FIXED GLAZING AND FRAMING AREA: NO GRATER THAN 0.35

BUILDING ENVELOPE ENERGY PERFORMANCE CRITERIA
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As indicated

A-421

EXTERIOR WALL SYSTEM TYPE 2 AT
LEVEL 2 - RIVER CAMPUS PLAN,
ELEV & SECTION

.00

SCALE:  1/2" = 1'-0" 1EWS TYPE 2

SCALE:  1/2" = 1'-0" 3EWS TYPE 2
SCALE:  1/2" = 1'-0" 2EWS TYPE 2

1 PRELIMINARY BUILDING
ENCLOSURE PACKAGE

19-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
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A-422

EXTERIOR WALL SYSTEM TYPE 2 -
PERSPECTIVE VIEW

.00

SCALE: 1EWS TYPE 2

1 PRELIMINARY BUILDING
ENCLOSURE PACKAGE

19-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
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 1/2" = 1'-0"

A-423

EXTERIOR WALL SYSTEM TYPE 2 -
SECTIONS

.00

SCALE:  1/2" = 1'-0" 2EWS TYPE 2 - SECTION DIAGONAL GLAZING
SCALE:  1/2" = 1'-0" 1EWS TYPE 2 - SECTION AT SOUTH STAIR

SCALE:  1/2" = 1'-0" 3EWS TYPE 2 - SECTION THROUGH DOOR @ SOUTH ELEVATION
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BUILDING ENCOSURE GENERAL NOTES
1. SEE A-810 EXTERIOR ENCLOSURE SYSTEM AND

MATERIAL SCHEDULE FOR THE LIST ALL
EXTERIOR BUILDING MATERIALS

2. SEE A-400 SERIES FOR EXTERIOR WALL SYSTEMS
3. SEE A-400 EWS SHEETS FOR THE BUILDING
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PROJECT NORTH

 1 1/2" = 1'-0"

A-445

EXTERIOR WALL SYSTEM TYPE 4 -
DETAILS

.00

SCALE:  1 1/2" = 1'-0" 1EWS TYPE 4 - DETAIL 1

SCALE:  1 1/2" = 1'-0" 2EWS TYPE 4 - DETAIL 2

SCALE:  1 1/2" = 1'-0" 3EWS TYPE 4 - DETAIL 3

SCALE:  1 1/2" = 1'-0" 4EWS TYPE 4 - GLASS DOOR DETAIL
SCALE:  1 1/2" = 1'-0" 6EWS TYPE 4 - DETAIL 6

SCALE:  1 1/2" = 1'-0" 5EWS TYPE 4 @ BRIDGE - Callout 1
SCALE:  1 1/2" = 1'-0" 7EWS TYPE 4 @ BRIDGE - Callout 2

1 PRELIMINARY BUILDING
ENCLOSURE PACKAGE

19-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
3 PROGRESS SET 30-OCT-15
4 PROGRESS SET ADD1 XX-NOV

SCALE:  1 1/2" = 1'-0" 8EWS TYPE 4 @ CEILING DETAIL
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 3" = 1'-0"

A-446

EXTERIOR WALL SYSTEM TYPE 4 -
PLAN DETAILS

.00

SCALE:  3" = 1'-0" 3EWS TYPE 4 - PLAN DETAIL 1
SCALE:  3" = 1'-0" 1EWS TYPE 4 - PLAN DETAIL 2

SCALE:  3" = 1'-0" 5EWS TYPE 4 - PLAN DETAIL 4

1 PROGRESS SET 30-OCT-15

SCALE:  3" = 1'-0" 2EWS TYPE 4 - PLAN DETAIL ENTRANCE CORNER
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BUILDING ENCOSURE GENERAL NOTES
1. SEE A-810 EXTERIOR ENCLOSURE SYSTEM AND

MATERIAL SCHEDULE FOR THE LIST ALL
EXTERIOR BUILDING MATERIALS

2. SEE A-400 SERIES FOR EXTERIOR WALL SYSTEMS
3. SEE A-400 EWS SHEETS FOR THE BUILDING

ENVELOPE ENERGY PERFORMANCE CRITERIA

2
A-451

GL-03

EXTRUDED ALUM. CURTAIN WALL CAP

EXTRUDED ALUM. COPING

GL-03

ALUM. CURTAIN WALL SILL

STL COLUMN ENCLOSED BY PARTITION,
SEE A8 PARTITION SCHEDULE

RIGID THERMAL INSULATION

ROOFING MEMBRANE

LEVEL 3
74' - 6"
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OFFICE PARAPET
89' - 9"
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3

2
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A-457
3

STEEL COLUMN W/ INTUMESCENT PAINT,
COLOR TO BE DETERMINED BY ARCHITECT

EXTRUDED ALUM. CURTAIN WALL FRAMING

GL-03

THERMAL TRANSMITTANCE
U VALUE:
• FIXED GLAZING AND FRAMING AREA:

NO GRATER THAN 0.4 Btu/sq. ft. x h x degree f
(EWS-01, EWS-02, EWS- 04, EWS-05, EWS-06, EWS-07, EWS-08, EWS-09)

• FULL SPANDREL PANEL:
NO GRATER THAN 0.2 Btu/sq.ft. x h x degree f (EWS-03)

SHGC: FIXED GLAZING AND FRAMING AREA: NO GRATER THAN 0.35

BUILDING ENVELOPE ENERGY PERFORMANCE CRITERIA
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As indicated

A-451

EXTERIOR WALL SYSTEM TYPE 5 -
NORTH PAVILION PLAN, ELEV &
SECTION

.00

SCALE:  1/2" = 1'-0" 3EWS TYPE 5
SCALE:  1/2" = 1'-0" 2EWS TYPE 5

SCALE:  1/2" = 1'-0" 1EWS TYPE 5

1 PRELIMINARY BUILDING
ENCLOSURE PACKAGE

19-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
3 PROGRESS SET 30-OCT-15
4 PROGRESS SET ADD1 XX-NOV
5 CONSTRUCTION

DOCUMENTS
21-DEC-15
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A-452

EXTERIOR WALL SYSTEM TYPE 5 -
PERSPECTIVE VIEW

.00

SCALE: 1EWS TYPE 5

1 PRELIMINARY BUILDING
ENCLOSURE PACKAGE

19-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
3 PROGRESS SET 30-OCT-15

SCALE: 2EWS TYPE 5 - SE CORNER
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PROJECT NORTH

 1/2" = 1'-0"

A-453

EXTERIOR WALL SYSTEM TYPE 5 -
SECTIONS

.00

SCALE:  1/2" = 1'-0" 2EWS TYPE 5 @ CONFERENCE WALL SECTION
SCALE:  1/2" = 1'-0" 1EWS TYPE 5 ALT @ NORTH/SOUTH WALL SECTION

1 PROGRESS SET 30-OCT-15
2 PROGRESS SET ADD1 XX-NOV
3 CONSTRUCTION

DOCUMENTS
21-DEC-15

SCALE:  1/2" = 1'-0" 4EWS TYPE 5 @ GLASS DOOR
SCALE:  1/2" = 1'-0" 6EWS TYPE 5 @ METAL PANEL WALL SECTION

SCALE:  1/2" = 1'-0" 5EWS TYPE 5 @ METAL DOOR
SCALE:  1/2" = 1'-0" 3EWS TYPE 5 - WEST CURTAIN WALL
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A-455

EXTERIOR WALL SYSTEM TYPE 5 -
DETAILS

.00

SCALE:  1 1/2" = 1'-0" 1EWS TYPE 5 - DETAIL 1

SCALE:  1 1/2" = 1'-0" 2EWS TYPE 5 - DETAIL 3
SCALE:  1 1/2" = 1'-0" 4EWS TYPE 5 - DIAGONAL PANEL

1 PRELIMINARY BUILDING
ENCLOSURE PACKAGE

19-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
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DOCUMENTS
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SCALE:  1 1/2" = 1'-0" 5EWS TYPE 5 - CONFERENCE ROOM SILL DETAIL
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 1 1/2" = 1'-0"

A-456

EXTERIOR WALL SYSTEM TYPE 5 -
DETAILS

.00

1 PROGRESS SET 30-OCT-15
2 PROGRESS SET ADD1 XX-NOV
3 CONSTRUCTION

DOCUMENTS
21-DEC-15

SCALE:  1 1/2" = 1'-0" 8EWS TYPE 5 - HEADER SINGLE DOOR DETAIL

SCALE:  1 1/2" = 1'-0" 7EWS TYPE 5 - SILL SINGLE DOOR DETAIL

SCALE:  1 1/2" = 1'-0" 5EWS TYPE 5 - WEST HEADER DETAIL GLASS DOOR

SCALE:  1 1/2" = 1'-0" 4EWS TYPE 5 - WEST SILL DETAIL GLASS DOOR

SCALE:  1 1/2" = 1'-0" 6EWS TYPE 5 - DETAIL 7

SCALE:  1 1/2" = 1'-0" 2EWS TYPE 5 - WEST CURTAIN WALL - Callout 1

SCALE:  1 1/2" = 1'-0" 1EWS TYPE 5 - SILL WEST CURTAIN WALL

GL-03

EXTRUDED EWS-05 SILL MULLION

FLASHING

THERMAL INSULATION

SCALE:  1 1/2" = 1'-0" 9EWS TYPE 5 @ METAL PANEL AND METAL DOOR DETAIL
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PROJECT NORTH

 1 1/2" = 1'-0"

A-457

EXTERIOR WALL SYSTEM TYPE 5 -
PLAN DETAILS

.00

SCALE:  1 1/2" = 1'-0" 3EWS TYPE 5 - TYPICAL EAST
SCALE:  1 1/2" = 1'-0" 1EWS TYPE 5 - EAST CORNER

SCALE:  1 1/2" = 1'-0" 2EWS TYPE 5 - NORTH WEST CORNER

1 CONSTRUCTION
DOCUMENTS

21-DEC-15

SCALE:  1 1/2" = 1'-0" 4EWS TYPE 5 - SOUTH WEST CORNER
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BUILDING ENCOSURE GENERAL NOTES
1. SEE A-810 EXTERIOR ENCLOSURE SYSTEM AND

MATERIAL SCHEDULE FOR THE LIST ALL
EXTERIOR BUILDING MATERIALS

2. SEE A-400 SERIES FOR EXTERIOR WALL SYSTEMS
3. SEE A-400 EWS SHEETS FOR THE BUILDING

ENVELOPE ENERGY PERFORMANCE CRITERIA

LEVEL 3
74' - 6"

13
' -

 0
"

CAFETERIA PARAPET
91' - 11"

A-465
2

A-465
1

A-465
3

3' - 3 5/8"

9'
 - 

4"

LEVEL 3
74' - 6"

1
A-461

EXTRUDED ALUM COPING

INSULATED GLASS UNIT

ANODIZED ALUM. CURTAIN WALL CAP

INSULATED GLASS UNIT

JOINT

STL. COLUMN W/ INTUMESCENT PAINT,
COLOR TO BE DETERMINED BY ARCHITECT

ALUM. CURTAIN WALL SILL

PRECAST CONC. PAVER

CAFETERIA PARAPET
91' - 11"

RIGID THERMAL INSULATION
ROOFING SYSTEM

1
A-461A-466

2

A-466
4

ALUM. HORIZ. LOUVER ABOVE
JOINT

LAMINATED INSULATING GLASS

ALUM. CURTAIN WALL SILL BELOW

ALUM. HORIZ. FRAMING ABOVE

THERMAL TRANSMITTANCE
U VALUE:
• FIXED GLAZING AND FRAMING AREA:

NO GRATER THAN 0.4 Btu/sq. ft. x h x degree f
(EWS-01, EWS-02, EWS- 04, EWS-05, EWS-06, EWS-07, EWS-08, EWS-09)

• FULL SPANDREL PANEL:
NO GRATER THAN 0.2 Btu/sq.ft. x h x degree f (EWS-03)

SHGC: FIXED GLAZING AND FRAMING AREA: NO GRATER THAN 0.35

BUILDING ENVELOPE ENERGY PERFORMANCE CRITERIA
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A-461

EXTERIOR WALL SYSTEM TYPE 6 -
SOUTH PAVILION PLAN, ELEV &
SECTION

.00

SCALE:  1/2" = 1'-0" 1EWS TYPE 6
SCALE:  1/2" = 1'-0" 2EWS TYPE 6

SCALE:  1/2" = 1'-0" 3EWS TYPE 6

1 PRELIMINARY BUILDING
ENCLOSURE PACKAGE

19-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
3 PROGRESS SET 30-OCT-15
4 PROGRESS SET ADD1 XX-NOV
5 CONSTRUCTION

DOCUMENTS
21-DEC-15
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A-462

EXTERIOR WALL SYSTEM TYPE 6 -
PERSPECTIVE VIEW

.00

SCALE: 1EWS TYPE 6

1 PRELIMINARY BUILDING
ENCLOSURE PACKAGE

19-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
3 PROGRESS SET 30-OCT-15

SCALE: 2EXTERIOR WALL SYSTEMS TYPE 6 - PERPECTIVE

4 DOB SUBMISSION  RB 16DEC15

Sheet 205 of 315

121192761 ES411611906DEPT OF BLDGS Job Number Scan Code

APPROVED
Under Directive 2 of 1975

Date:

Shauqat Shaikh

04/20/2016



LEVEL 3
74' - 6"

ANODIZED ALUM. FRAME

ROOFING MEMBRANE

GL-03

MTL. PANEL

THERMAL INSULATION

VAPOUR BARRIER

A-465
5

A-485
5

9'
 - 

1"
2'

 - 
6 

5/
8"

EW
S-

06
 G

LA
SS

 P
AN

EL

12
' -

 8
 1

/4
"

3"
6 

7/
8"

2' - 3"

LEVEL 3
74' - 6"

CAFETERIA PARAPET
91' - 11"

A-465
6

A-465
7

7 
1/

2"
1'

 - 
6 

1/
8"

5"
6 

7/
8"

3'
 - 

1 
1/

2"
3"

M
TL

. P
AN

EL

8'
 - 

11
"

M
TL

. P
AN

EL

8'
 - 

3"

3' - 7 3/8"

LEVEL 3
74' - 6"

CAFETERIA PARAPET
91' - 11"

A-465
4

EW
S-

06
 G

LA
SS

 P
AN

EL

8'
 - 

3"
9'

 - 
8 

7/
8"

3' - 7 3/8"

5 
7/

8"

5 
1/

8"

6 
1/

4"
6 

7/
8"

5"
1'

 - 
6 

1/
8"

7 
1/

2"

9'
 - 

3"

NN
664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
NEW YORK, NY  10016
T. 212.840.0060

ONE LUX STUDIO
158 WEST 29TH STREET
NEW YORK, NY 10011
T. 212.201.5790

INTERIOR LIGHTING DESIGNER

E

D

DRAWING TITLE

PROJECT PHASE

©  2015  RAFAEL VINOLY ARCHITECTS PC

DRAWING NUMBER

DRAWING SIZE

DRAWING SCALE

ARCHITECTS PROJECT NUMBERDATEDESCRIPTIONREVMEP / FP ENGINEERSTRUCTURAL ENGINEERARCHITECT

CIVIL ENGINEER LANDSCAPE ARCHITECT SPECIFICATION CONSULTANT

DISCLAIMER

RAFAEL VINOLY ARCHITECTS
50 VANDAM STREET
NEW YORK, NY  10013
T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
21 PENN PLAZA 8TH FL
NEW YORK, NY 10001
T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1/2" = 1'-0"

A-463

EXTERIOR WALL SYSTEM TYPE 6 -
SECTIONS

.00

SCALE:  1/2" = 1'-0" 1ALT. EWS TYPE 6

1 PROGRESS SET 30-OCT-15
2 PROGRESS SET ADD1 XX-NOV
3 CONSTRUCTION

DOCUMENTS
21-DEC-15

SCALE:  1/2" = 1'-0" 2EWS TYPE 6 - SOUTH WEST
SCALE:  1/2" = 1'-0" 3EWS TYPE 6 - DOUBLE GLASS DOOR SECTION

DOB SUBMISSION  RB 16DEC15

Sheet 206 of 315

121192761 ES761250825DEPT OF BLDGS Job Number Scan Code

APPROVED
Under Directive 2 of 1975

Date:

Shauqat Shaikh

04/20/2016



GL-03

THERMAL INSULATION

ROOFING MEMBRANE

EXTRUDED EWS-06 WALL CAP

MTL. ROOFING CAP

FINISHED CEILING, SEE A1 RCP DWG.

2'
 - 

10
 7

/8
"

6 
1/

4"

WEST PARAPET CAFETARIA
87' - 5 1/4"

7"
5"

4'
 - 

5 
1/

8"

CEILING LEVEL
83' - 1/8"

2' - 3"

GL-03

EXTRUDED EWS-06 WALL CAP

GL-03

1' - 9"1' - 7"

4 
7/

8"

SOLAR SHADE

LEVEL 3
74' - 6"

10 7/8"

3"
6 

7/
8"

5"
1'

 - 
6 

1/
8"

7 
1/

2"

2"
1'

 - 
9 

1/
8"

7 
1/

2"

GL-03

EXTRUDED EWS-06 SILL MULLION

THERMAL INSULATION

ROOFING MEMBRANE

CAFETERIA PARAPET
91' - 11"

CEILING
86' - 11 1/8"

4'
 - 

11
 7

/8
"

3' - 7 3/8"

2' - 10"
GL-03

FINISHED CEILING, SEE A1 RCP DWG.

MTL. ROOFING CAP

EXTRUDED EWS-06 HEADER MULLION

SOLAR SHADE

ROOFING MEMBRANE

STRUCTURE STL. WITH SPRAY ON FIRE PROOFING,
SEE A0 FOR FIRE PROOFING SCHEDULE

MTL.FRAMING

2' - 11 5/8"

LEVEL 3
74' - 6"7 5/8"3 3/8"

3"

7 
1/

2"
1'

 - 
11

 1
/8

"
6 

7/
8"

0"

10 7/8"

2'
 - 

6"

ROOFING MEMBRANE

THERMAL INSULATION

MTL-02

EXTRUDED EWS-06 SILL MULLION

THERMAL INSULATION

CAFETERIA PARAPET
91' - 11"

MTL-02 AL
IG

N

THERMAL INSULATION

GYPSUM

FINISHED CEILING, SEE A1 RCP DWG.

EXTRUDED  EWS-06 TRANSOM MULLION

MTL-02

THERMAL INSULATION

1' - 9"1' - 7"

3 3/4" 4" 1' - 0 5/8"

7 3/4"

8'
 - 

10
 7

/8
"

CEILING LEVEL
83' - 1/8"

6 
1/

4"
5"

6"

3' - 7 3/8"

MTL-02

THERMAL INSULATION

EXTRUDED EWS-06 HEADER MULLION

MTL. ROOFING CAP

ROOFING MEMBRANE

8'
 - 

3"

2 1/8" 5 5/8"

STRUCTURE STL. WITH SPRAY ON FIRE PROOFING
SEE A0 FOR FIRE PROOFING SCHEDULE

LEVEL 3
74' - 6"

EXTRUDED EWS-06 TRANSOM MULION

GL-03

INSULATED GLASS DOOR

4 
7/

8"

1'
 - 

3 
3/

8"
2 

3/
4"

7'
 - 

3"
6 

7/
8"

5"
1'

 - 
6 

1/
8"

7 
1/

2"

1' - 9"1' - 7"

ALUM. THRESHOLD

AL
IG

N

10 7/8"

AL
IG

N

2"
1'

 - 
9 

1/
8"

7 
1/

2"
STL. PIVOT

GL-03

THERMAL INSULATION

ROOFING MEMBRANE

NN
664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
NEW YORK, NY  10016
T. 212.840.0060

ONE LUX STUDIO
158 WEST 29TH STREET
NEW YORK, NY 10011
T. 212.201.5790

INTERIOR LIGHTING DESIGNER

E

D

DRAWING TITLE

PROJECT PHASE

©  2015  RAFAEL VINOLY ARCHITECTS PC

DRAWING NUMBER

DRAWING SIZE

DRAWING SCALE

ARCHITECTS PROJECT NUMBERDATEDESCRIPTIONREVMEP / FP ENGINEERSTRUCTURAL ENGINEERARCHITECT

CIVIL ENGINEER LANDSCAPE ARCHITECT SPECIFICATION CONSULTANT

DISCLAIMER

RAFAEL VINOLY ARCHITECTS
50 VANDAM STREET
NEW YORK, NY  10013
T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
21 PENN PLAZA 8TH FL
NEW YORK, NY 10001
T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS
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 1 1/2" = 1'-0"

A-465

EXTERIOR WALL SYSTEM TYPE 6 -
DETAILS

.00

1 PRELIMINARY BUILDING
ENCLOSURE PACKAGE

19-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
3 PROGRESS SET 30-OCT-15
4 CONSTRUCTION

DOCUMENTS
21-DEC-15

SCALE:  1 1/2" = 1'-0" 5EWS TYPE 6 - WEST ELEVATION

SCALE:  1 1/2" = 1'-0" 2EWS TYPE 6 - MULLION

SCALE:  1 1/2" = 1'-0" 1EWS TYPE 6 - SILL DETAIL

SCALE:  1 1/2" = 1'-0" 3EWS TYPE 6 - TYP HEADER DETAIL

SCALE:  1 1/2" = 1'-0" 6EWS TYPE 6 - SILL DETAIL @ SOUTH WEST CORNER

SCALE:  1 1/2" = 1'-0" 7EWS TYPE 6 - METAL PANEL DETAIL  @ SOUTH WEST

SCALE:  1 1/2" = 1'-0" 4EWS TYPE 6 - HEADER GLASS DOOR1
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 1 1/2" = 1'-0"

A-466

EXTERIOR WALL SYSTEM TYPE 6 -
PLAN DETAILS

.00

SCALE:  1 1/2" = 1'-0" 2EWS TYPE 6 - Callout 1
SCALE:  1 1/2" = 1'-0" 1EWS TYPE 6 - Callout 2

SCALE:  1 1/2" = 1'-0" 5EWS TYPE 6 - CORNER SW

1 PROGRESS SET 30-OCT-15
2 PROGRESS SET ADD1 XX-NOV
3 CONSTRUCTION

DOCUMENTS
21-DEC-15
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As indicated

A-471

EXTERIOR WALL SYSTEM TYPE 7 -
ICC- PLAN, ELEV & SECTION

.00

SCALE:  1/2" = 1'-0" 2EWS TYPE 7
SCALE:  1/2" = 1'-0" 3EWS TYPE 7

SCALE:  1/2" = 1'-0" 1EWS TYPE 7

1 PRELIMINARY BUILDING
ENCLOSURE PACKAGE

19-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15
3 PROGRESS SET 30-OCT-15
4 CONSTRUCTION
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PERSPECTIVE VIEW
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SCALE: 1EWS TYPE 7
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ENCLOSURE PACKAGE
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SCALE: 2EWS TYPE 7 - SW CORNER
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PLAN, ELEV & SECTION

.00

SCALE:  1/2" = 1'-0" 1EWS TYPE 8

SCALE:  1/2" = 1'-0" 3EWS TYPE 8
SCALE:  1/2" = 1'-0" 2EWS TYPE 8- DOOR

SCALE:  1/2" = 1'-0" 4EWS TYPE 8 - SECTION AT VESTIBULE ENTRANCE
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BUILDING ENCOSURE GENERAL NOTES
1. SEE A-810 EXTERIOR ENCLOSURE SYSTEM AND

MATERIAL SCHEDULE FOR THE LIST ALL
EXTERIOR BUILDING MATERIALS

2. SEE A-400 SERIES FOR EXTERIOR WALL SYSTEMS
3. SEE A-400 EWS SHEETS FOR THE BUILDING

ENVELOPE ENERGY PERFORMANCE CRITERIA
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THERMAL TRANSMITTANCE
U VALUE:
• FIXED GLAZING AND FRAMING AREA:

NO GRATER THAN 0.4 Btu/sq. ft. x h x degree f
(EWS-01, EWS-02, EWS- 04, EWS-05, EWS-06, EWS-07, EWS-08, EWS-09)

• FULL SPANDREL PANEL:
NO GRATER THAN 0.2 Btu/sq.ft. x h x degree f (EWS-03)

SHGC: FIXED GLAZING AND FRAMING AREA: NO GRATER THAN 0.35

BUILDING ENVELOPE ENERGY PERFORMANCE CRITERIA
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A-491

EXTERIOR WALL SYSTEM TYPE 9 -
SITE ELEVATOR PLAN, ELEV &
SECTION
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SCALE:  1/2" = 1'-0" 3EWS TYPE 9 - WEST
SCALE:  1/2" = 1'-0" 4EWS TYPE 9 - LEVEL 2

SCALE:  1/2" = 1'-0" 2EWS TYPE 9

SCALE:  1/2" = 1'-0" 6EWS TYPE 9 - EAST
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FREIGHT ELEVATOR - D1

SITE
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A1
@ 6.75

ELECTRICAL POWER AND VENTILATION REQUIREMENTS AT 480 VOLT,
3 PHASE, 60 HERTZ

HYDRAULIC ELEVATORS (PER UNIT)

DESIGNATION CAPACITY &
SPEED

MOTOR
H.P.

FULL LOAD
RUNNING
AMPS

FULL LOAD
STARTING
AMPS

HEAT RELEASE
BTU/HR/UNIT

ICC PASSENGER A1
3,500# @ 100 FPM

PASSENGER ELEVATOR B1
3,500# @ 125 FPM

SERVICE ELEVATORS C1-
C2 & D1
5,000# @ 125 FPM

40

50
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140

160

195

290

25,500

33,500

48,000

B1 C1 C2 D1

CORE @ 3.5 CORE @ 8.5

ELEVATOR CLEAR OVERHEAD SPACE

CORE @ 9.5

ELEVATOR SCHEDULED TO STOP AT THIS FLOOR.
DOOR OPENS TOWARD PRIMARY SPACE

ELEVATOR SCHEDULED TO STOP AT THIS FLOOR.
DOOR OPENS TOWARD SECONDARY SPACE

ELEVATOR PIT

KEY:

LABORATORY - LEVEL 1
EL + 32'-1 1/2"

LABORATORY - LEVEL 2
EL + 52'-8"

PROMENADE - LEVEL 3
EL + 72'-10 3/4"

EXISTING BUILDING LEVEL B
EL + 34'-9 3/8"

NORTH PAVILION - LEVEL 3
EL + 74'-6"

S1

SITE @  7

AMPHITHEATER- LEVEL 2
EL + 50'-2"

DINING PAVILION - LEVEL 3
EL + 73'-11 1/8"
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A-500

VERTICAL TRANSPORTATION
SCHEDULE AND NOTES

.00

SCALE:  1" = 50'-0" 3ELEVATOR CORE DIAGRAM

Electrical and Mechanical Requirements:

I. THE ELECTRICAL CONDUIT, POWER FEEDERS AND GROUNDING CONDUCTORS BETWEEN
THE LOAD SIDE OF THE MAIN LINE DISCONNECT SWITCHES AND ELEVATOR CONTROL
EQUIPMENT.

2.  MEANS FOR DISCONNECTING THE MAIN POWER SUPPLY FOR EACH UNIT WHICH SHALL
BE LOCATED IN THE MACHINE ROOM. THE DISCONNECTING MEANS SHALL BE AN ENCLOSED,
EXTERNALLY OPERATED, FUSED MOTOR CIRCUIT SWlTCH OR CIRCUIT BREAKER CAPABLE
OF BEING LOCKED IN THE "OFF" ("OPEN") POSITION. PROVIDE PROPER GROUNDING IN
ACCORDANCE WITH ELECTRIC CODE.

3. ALL ELEVATORS ARE SPECIFIED WITH BATTERY OPERATED, BACK UP LOWERING DEVICES.
THE MAIN LINE DISCONNECTING MEANS FOR EACH ELEVATOR SHALL BE PROVIDED WITH A
MEANS TO DIFFERENTIATE BETWEEN NORMAL POWER FAILURE AND MANUAL OPERATION
OF THE DISCONNECT SWITCH.

4. SPRINKLER FIRE PROTECTIVE SYSTEMS PROVIDED INSIDE ANY GIVEN ELEVATOR
HOISTWAY, MACHINE ROOM OR ASSOCIATED MACHINERY SPACE SHALL BE EQUIPPED WITH
SOME MEANS TO DI SCONNECT THE MAIN LINE POWER SUPPLY FROM THE AFFECTED
ELEVATOR PRIOR TO ACTIVATION. THIS MEANS OF DI SCONNECT SHALL BE MANUALLY
RESET ONLY.

5. ONE SET OF NORMALLY OPEN, DRY ELECTRICAL CONTACTS (NO VOLTAGE PRESENT)
SUBJECT TO ACTIVATION BY FIRE SENSING DEVICES LOCATED IN THE ELEVATOR  MACHINE
ROOMS, THE HOISTWAYS, OR IN THE ELEVATOR LOBBY ON ANY LANDING OTHER THAN THE
DESIGNATED FIRE RECALL LANDING (MAIN FLOOR). THE CONTACTS SHALL BE WIRED TO AN
ELECTRICAL JUNCTION BOX LOCATED INSIDE EACH ELEVATOR MACHINE ROOM FOR FINAL
CONNECTION TO THE ELEVATOR CONTROL SYSTEMS BY THE ELEVATOR CONTRACTOR.
EACH WlRE SHALL BE CLEARLY LABELED WITH ITS CONTROL FUNCTION.

6. ONE SET OF NORMALLY CLOSED, DRY ELECTRICAL CONTACT (NO VOLTAGE PRESENT)
SUBJECT TO ACTIVATION FOLLOWING TRANSFER TO THE BUILDING EMERGENCY POWER
SUPPLY. ALSO, ONE SET OF NORMALLY CLOSED, DRY ELECTRICAL CONTACT (NO VOLTAGE
PRESENT) TO SIGNAL THE ELEVATOR SYSTEM THAT THE POWER SOURCE WILL TRANSFER
FROM EMERGENCY TO NORMAL SOURCE. IN ADDITION, AN ADJUSTABLE TI ME DELAY AT THE
AUTOMATIC TRANSFER SWITCH SHALL BE PROVIDED TO DELAY TRANSFER FROM
EMERGENCY TO NORMAL SOURCE. CONTACTS SHALL BE WIRED TO AN ELECTRICAL JUNCT
ION BOX LOCATED INSIDE EACH MACHINE ROOM FOR CONNECTION TO THE ELEVATOR
CONTROL EQUIPMENT BY THE ELEVATOR CONTRACTOR. THE DISCONNECTING MEANS PREV
I OUSLY SPECIFI ED, SHALL DISCONNECT THE ELEVATOR FROM BOTH THE EMERGENCY
(STANDBY POWER) AND THE NORMAL POWER SYSTEM.

7. FOR ELEVATOR NOS. CI -C2, PROVIDE A DEDI CATED  110 VOLT,  30 AMP  SINGLE  PHASE
POWER SUPPLY W ITH DISCONNECTING MEANS LOCATED INSIDE EACH MACHINE ROOM  TO
OPERATE THE GROUP SUPERVISORY SYSTEM.  THIS POWER SUPPLY MUST BE ARRANGED
SO AS NOT TO BE INTERRUPTED IN CASE OF A TRANSFER TO EMERGENCY POWER.
DISCONNECTING MEANS SHALL BE FULLY ENCLOSED, EXTERNALLY OPERATED, FUSED
CIRCUIT SWI TCH OR CIRCUIT BREAKER CAPABLE OF BEING LOCKED  IN THE "OPEN"
POSITION.

8. A SEPARATE 120VOLT, 15AMP POWER SUPPLY (ON EMERGENCY POWER CIRCUIT IF AVA I
LABLE) AND DISCONNECTING MEANS FOR EACH ELEVATOR LOCATED INSIDE THE MACHINE
ROOM TO OPERATE LIGHTING FIXTURES AND EXHAUST FAN UNITS INSIDE THE ELEVATOR
CAR.  THE FUSED DISCONNECT SWITCH OR CIRCUIT BREAKER SHALL BE CAPABLE OF BEING
LOCKED IN THE "OPEN" POSITION. THE DISCONNECTING MEANS SHALL BE LABELED TO
IDENTIFY THE APPROPRIATE ELEVATOR NUMBER AND MARKED "CAR LIGHTS".

9. SEPARATE 120 VOLT, 15 AMP POWER SUPPLY (ON EMERGENCY POWER CIRCUIT IF
AVAILABLE) AND DISCONNECTING MEANS FOR EACH ELEVATOR LOCATED INSIDE THE
MACHINE ROOM TO OPERATE THE AUXILIARY ELEVATOR DEVICES ON THE CAR. THE FUSED
DISCONNECT SWITCH OR CIRCU IT BREAKER SHALL BE CAPABLE OF BEING LOCKED IN THE
"OPEN" POSITION. THE DISCONNECTING MEANS SHALL BE LABELED TO IDENTIFY THE
APPROPRJATE ELEVATOR NUMBER AND MARKED "AUX ILIARY CAR DEVI CES".

10. PERMANENT LIGHTING FIXTURES AND 120 VOLT (GFCI PROTECTED) DUPLEX
RECEPTACLES INSIDE EACH MACHINE ROOM. ILLUMINATION SHALL BE NO LESS THAN 19-
FOOT CANDLES AT FLOOR LEVEL. A LIGHT CONTROL SWITCH MUST BE PROVIDED
IMMEDIATELY ADJACENT TO THE MACHINE ROOM ENTRANCE DOOR ON THE LOCK-JAMB
SIDE OF THE ACCESS DOOR.

11. A 120 VOLT DUPLEX (GFCI TYPE) RECEPTACLE AND A PERMANENT LIGHTING FIXTURE
EQUIPPED WITH PROTECTIVE GUARD FOR EACH ELEVA TOR PIT. ILLUMINATION SHALL BE NO
LESS THAN 100 LX (10-FOOT CANDLES) AT THE PIT FLOOR AND AT A PIT PLATFORM IF
PROVIDED. A LIGHT CONTROL SWITCH MUST BE PROVIDED AND SO POSITIONED AS TO BE
READILY ACCESSIBLE FROM THE PIT ENTRANCE DOOR OR ACCESS LADDER.

12. A DEDICATED 120 VOLT, 15 AMP SINGLE POWER SUPPLY AND DISCONNECTING MEANS
INSIDE EACH MACHINE ROOM TO OPERATE ACCESS CARD READER DEVICES IN ALL
ELEVATORS AND RELATED CARD READER CONTROL EQUIPMENT. THE DISCONNECTING
MEANS SHALL BE FULLY ENCLOSED, EXTERNALLY OPERATED, FUSED OR FURNISHED WITH
CIRCUIT BREAKERS, AND ARRANGED TO BE LOCKED IN THE "OPEN" POSITION.  ALSO,
ACCESS CARD READER DEVICES SHALL BE PROVIDED FOR INSTALLATION BY THE ELEVATOR
CONTRACTOR IN THE ELEVATOR CAR OPERATION STATIONS. ELECTRICAL WIRING
CONNECTING BETWEEN THE CARD READER MASTER CONTROL STATION LOCATED IN THE
MACHINE ROOM AND THE ELEVATOR CONTROL EQU IPM ENT SHALL BE PROVIDED BY THE
ELEVATOR CONTRACTOR.

13. 120 VOLTS, 1 PHASE, 60 HERTZ, 15A DUPLEX OUTLET (ON EMERGENCY POWER CIRCUIT,
IF AVAILABLE) IN SECURITY OFFICE FOR ELEVATOR REMOTE MONITOR AND CONTROL
STATION.

14.  A 2" EMPTY CONDUIT SHALL BE PROVIDED BETWEEN EACH ELEVATOR OR GROUP OF
ELEVATORS AND REMOTE CONTROL PANEL AS LOCATED BY THE ARCHITECT. WIRING AND
CONNECTIONS SHALL BE PROVIDED BY THE ELEVATOR CONTRACTOR.

15. CLOSED CIRCUIT TV CAMERA (IF REQUIRED) IN EACH ELEVATOR CAB ENCLOSURE AND
CONDUIT AND WIRING WITH FINAL CONNECTIONS TO THE BUILDING SECURITY SYSTEMS.
THE ELEVATOR CONTRACTOR SHALL PROVIDE POWER SOURCE ON TOP OF EACH CAR AND
WIRING FROM THE SECURITY ITEMS IN THE CAB TO A TERMINAL STRIP LOCATED IN
ELEVATOR MACHINE ROOM.

16. TELEPHONE COMMUNICATION WIRING TERMINATING IN A JUNCTION BOX LOCATED IN
EACH ELEVATOR MACHINE ROOM AND ADJACENT TO ELEVATOR REMOTE CONTROL AND
MONITOR PANEL.

17. PROVIDE A DEDICATED OUTSIDE TELEPHONE LINE PER GROUP OF ELEVATORS IN THE
MACHINE ROOM IF ELEVATORS ARE REMOTELY MONITORED BY ELEVATOR COMPANY.

18. 120 VOLTS, 1 PHASE, 60 HERTZ, 15A DUPLEX (ON EMERGENCY POWER CIRCUIT, IF
AVAILABLE) IN MACHINE ROOM FOR INTERCOMMUNICATIONS SYSTEM.

19. 120 VOLTS, 1 PHASE, 60 HERTZ, 15A DUPLEX OUTLET (ON EMERGENCY POWER CIRCUIT,
IF AVAILABLE) FOR ELEVATOR REMOTE MONITOR AND CONTROL PANEL(S) AND ADDITIONAL
DUPLEX OUTLETS OF THE SAME SPECIFICATIONS FOR EACH INTERCOM MASTER STATION.

20. PROVIDE SPEAKERS FOR INSTALLATION IN EACH ELEVATOR IN ADDITION TO SYSTEMS
WIRING AS REQUIRED, TERMINATING IN THE MACHINE ROOM OF EACH ELEVATOR.

21. ELEVATOR HOISTWAY VENTILATION TO OUTER AIR (MIN. OF 3.0 SQ. FT FREE AREA OR 3-
1/2 PERCENT OF THE AREA OF EACH HOISTWAY WHICHEVER IS GREATER) NOT LESS THAN
1/3 PERMANENTLY OPEN AND THE BALANCE AUTOMATICALLY OPENED BY A DAMPE R.

22. DRAINS OR PERMANENT SUMP PUMPS IN PITS TO PREVENT ACCUMULATION OF WATER.

23. FIRE EXTINGUISHER IN EACH MACHINE ROOM.

24. ADEQUATE VENTILITION FOR ELEVATOR MACHINE ROOM, INCLUDING A MEAS TO
MAINTAIN TEMPERATURE RANCE OF 55° TO 95°F WITH RELATIVE HUMINITY NOT EXCEDING
95% NON-CONDENSING. THE TEMPERATURE AND HUMIDITY RANCE SHALL BE
PERMANENTLY POSTED IN MACHINE ROOM. PROVIDE VENTILATION DIRECTLY TO THE
OUTSIDE AIR NATUALLY OR MECHANICALLY, IN ACCORDANCE APPENDIX K OF NYC.

25. OTHER EQUIPMENT SUCH AS PIPES, CONDUITS, DUCTS, COMMUNICATION DEVICES,
ETC., NOT USED IN CONNECTION WITH THE OPERATION OF THE ELEVATOR SYSTEM ARE
NOT ALLOWED TO BE LOCATED, PASS THROUGH THE MACHINE ROOM, CONTROL ROOM,
MACHINE SPACE, HOISTWAY OR PITS.

26. WHEN FIRE SERVICE ELEVATO R IS REQU IRED BY CODE, PROVI DE HOISTWAY LIGHTING
THAT IS ACTIVATED BY FIREFIGHTERS' EMERGENCY OPERATION. THE  ENTIRE  HEIGHT OF
THE HOISTWAY SHALL  BE  ILLUMINATED AT NOT LESS  TH AN 1FOOT-CANDLE  (11 LUX)  AS
MEASURED  FROM  THE TOP  OF THE  CAR OF  EACH  FIRE  SERVICE  ACCESS ELEVATOR.

ARCHITECTURAL AND STRUCTURAL REQUIREMENTS:

1. RATED MACHINE ROOM, PIT AND SECONDARY AREA ACCESS DOORS WITH AUTOMATIC
CLOSING DEVICE AND SELF-LATCHING LOCK MECHANISMS THAT MAY BE OPENED FROM
THE INSIDE WITHOUT A KEY.

2. PROTECTING HOISTWAY AND MACHINE ROOMS DURING CONSTRUCTION.

3. STRUCTURAL SUPPORTS FOR RAIL BRACKETS (14’-0” INTERVALS, MAXIMUM).
INTERMEDIATE AND DIVIDER BEAMS, AND MACHINE SUPPORT BEAMS.

4. MACHINE ROOM SLAB, CONCRETE SLAB, ELEVATOR PIT, SUPPORTS FOR BUFFERS, SILL
RECESSES/SUPPORTS, DRAINS, SUMP PITS, SUMP PUMPS AND GRATING COVERS.

5. ACCESS LADDER AND/OR INSPECTION PLATFORMS IN THE GRATING COVERS.

6. GROUTING NEW ENTRANCE SILLS AND FRAMES.

7. PATCHING, REPAIRING AND INSTALLATION OF MASONRY AND/OR DRY WALL FOR PLUMB,
SMOOTH AND LEGAL ELEVATOR HOISTWAYS. WALLS OF HOISTWAYS, WHERE ENTRANCES
ARE PROVIDED, SHALL BE FABRICATED AFTER ELEVATOR HAVE BEEN INSTALLED.

8. BARRICADES TO PROTECT THE HOISTWAY OPENING DURING THE PERIOD OF
INSTALLATION OF ELEVATOR EQUIPTMENT.

9. PROTECTION OF EACH HOISTWAY ENTRANCE HEAD AND SIDE JAMB WITH PLYWOOD
AFTER INSTALLATION WHILE CONSTRUCTION WORK IS IN PROGRESS.

10. CONTINUOUS SILL SUPPORTS FOR THE FULL WIDTH OF EACH HOISTWAY OPENING WITH
RECESS LOCATED NOR MORE THAN 2 INCHES FROM THE ELVATOR CAR SILL PLUMB LINE.

11. WATERPROOFING FOR ELEVATOR PITS, AS NECESSARY, AFTER SETTING OF ALL PUT
SUPPORTING STEEL AND RAIL INSERTS.

12. PROVIDE EACH WALK-IN PIT ENTRANCE DOOR WITH A SIGN READING “DANGER
ELEVATOR PIT” (OR THE EQUIVALENT THEREOF) AND INCLUDE VISION PANEL(S) THAT IS
GLAZED WITH CLEAR WIRED GLASS NOT LESS THAN ¼” THICK, WILL REJECT A BALL 6” IN
DIAMETER, AND HAVE AN AREA NOT MORE THAN 47 IN2

13. PROVIDE ACCESS TO THE ELEVATOR MACHINE LEVELS AND/OR ROOM BY MEANS OF
STAIRWAY CONSTRUCTED OF NON-COMBUSTIBLE MATERIAL AT AN ANGLE NOT TO EXCEED
60° FROM HORIZONTAL. STAIRWAYS SHALL BE PROVIDED IN LIEU OF STRAIGHT LADDERS
AND SHALL BE FURNISHED WITH HANDRAILS (42” HIGHT) ON EXPOSED SIDES.

14. INSIDE THE HOISTWAY, PROVIDE 75° BEVEL GUARDS ON TOP SIDES OF ALL
PROJECTIONS, RECESSES OR SETBACKS OVER 2” EXCEPT ON SIDES USED FOR LOADING
OR UNLOADING.

15. FIRE EXTINGUISHER IN EACH MACHINE ROOM.

16. MAIN LINE LOCATION SIGNAGE. A PERMANENT SIGN MUST BE LOCATED ON OR
ADJACENT TO THE PHASE 1KEY SWITCH. THE SIGN MUST INDICATE THE LOCATION OF THE
MAINLINE DISCONNECT SWITCHES FOR THAT BANK OF ELEVATORS. LETTERING MUST BE A
MINIMUM OF 6MM HIGH IN RED OR A COLOR CONTRASTING WITH A RED BACKGROUND.
(NEW YORK CITY ONLY)

17. AN APPROVED PICTORIAL SIGN OF A STANDARDIZED DESIGN SHALL BE POSTED
ADJACENT TO EACH ELEVATOR CALL STATION ON ALL FLOORS INSTRUCTING OCCUPANTS
TO USE THE EXIT STAIRWAYS AND NOT TO USE TH E ELEVATORS IN CASE OF FIRE.  THE
SIGN SHALL READ:  "IN FIRE EMERGENCY, DO NOT USE ELEVATOR. USE EXIT STAIRS". THE
EMERGENCY SIGN SHALL NOT BE REQUIRED FOR ELEVATORS THAT ARE PART OF AN
ACCESS IBLE MEANS OF EGRESS COMPLYING SECTION I007.4

SCALE:  1" = 50'-0" 4ELEVATOR RISER DIAGRAM 9.29.2015

1 EXCAV. AND FOUND. PERMIT 5-JAN-15
2 ELEVATOR PACKAGE 30-JAN-15
3 DESIGN DEVELOPMENT 27-FEB-15
4 DOB SUBMISSION 12-MAR-15
5 DOB SUBMISSION 31-JULY-15
6 E&F ADDENDUM 1 31-JULY-15
7 DOB SUBMISSION 20-AUG-15
8 PROGRESS SET 30-OCT-15
9 DOB SUBMISSION -RB 16-DEC-15
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As indicated

A-511
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.00

SCALE:  1/4" = 1'-0" 4LEVEL 3 SITE ELEVATOR  PLAN (ELEVATOR A1)

SCALE:  3/16" = 1'-0" 5SITE ELEVATOR SECTION
SCALE:  3/16" = 1'-0" 6SITE ELEVATOR ELEVATION

SCALE: 8SITE ELEVATOR ISOMETRIC EAST VIEW

SCALE:  1/4" = 1'-0" 2INTERMEDIATE LANDING AT AMPHITHEATRE

SCALE:  1/4" = 1'-0" 1LEVEL 1 ELEVATOR (ELEVATOR A1)
SCALE:  1/4" = 1'-0" 3LEVEL 2 ELEVATOR (ELEVATOR A1)

D

D

SCALE:  1/4" = 1'-0" 7SITE ELEVATOR ELEVATION
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 1/4" = 1'-0"

A-512

FLOOR PLANS AND SECTIONS

ELEVATOR B1

.00

SCALE:  1/4" = 1'-0" 2
ELEVATOR - B1 - SECTION B

SCALE:  1/4" = 1'-0" 1
ELEVATOR - B1 - SECTION A

SCALE:  1/4" = 1'-0" 5
ELEVATOR PLAN - LEVEL 2 -

SCALE:  1/4" = 1'-0" 3
ELEVATOR PLAN - LEVEL C -

1 ELEVATOR PACKAGE 30-JAN-15

2 DESIGN DEVELOPMENT 27-FEB-15

3 PROGRESS SET 30-OCT-15

SCALE:  1/4" = 1'-0" 4
LEVEL 1 - Callout 3

SCALE:  1/4" = 1'-0" 6
LEVEL 2 - Callout 3

4      DOB SUBMISSION  RB                17DEC15

Sheet 220 of 315

121192761 ES342864493DEPT OF BLDGS Job Number Scan Code

APPROVED
Under Directive 2 of 1975

Date:

Shauqat Shaikh

04/20/2016



3

A-513

2

A-513

1

A-513

7' - 9 1/8" 5 7/8" 8' - 2 1/8"

2' - 2 1/8" 4' - 0" 3' - 4" 4' - 0" 2' - 11"

16' - 5 1/4"

1
1

' -
 9

"

3

A-513

2

A-513
1

A-513

2' - 7 5/8" 4' - 0" 2' - 10 1/2" 4' - 0" 2' - 11"

1' - 8 5/8" 4' - 0" 2' - 10 1/2" 4' - 0" 2' - 11 3/8"

16' - 5 1/8"

1
1

' -
 9

"

3

A-513

2

A-513

1

A-513

3' - 7 3/4" 4' - 0" 2' - 10 1/2" 4' - 0" 2' - 11"

1
1

' -
 9

"

17' - 5 1/4"

LEVEL 1
32' - 1 1/2"

LEVEL 2
52' - 8"

LEVEL 3
74' - 6"

T.0. SLAB OFFICE ROOF
88' - 9"

LEVEL C (BASE OF BUILDING)
25' - 0"

STREET LEVEL
5' - 5"

2

A-513

1

A-513

16' - 5 5/8"

4
2

' -
 4

 1
/2

"

1
4

' -
 3

"
2

1
' -

 1
0

"

LEVEL D
7' - 0"

ELEV C2

C2

ELEV C1

C1

LEVEL 1
32' - 1 1/2"

LEVEL 2
52' - 8"

LEVEL 3
74' - 6"

T.0. SLAB OFFICE ROOF
88' - 9"

LEVEL C (BASE OF BUILDING)
25' - 0"

STREET LEVEL
5' - 5"

3

A-513

4
2

' -
 4

 1
/2

"

2
1

' -
 1

0
"

1
4

' -
 3

"

OFFICE PARAPET
89' - 9"

GRADE CONNECTION
48' - 8"

LEVEL D
7' - 0"

2
0

' -
 6

 1
/2

"
4

' -
 6

"

LEVEL 1
32' - 1 1/2"

LEVEL 2
52' - 8"

LEVEL 3
74' - 6"

LEVEL C (BASE OF BUILDING)
25' - 0"

STREET LEVEL
5' - 5"

3

A-513

T
O

T
A

L
 T

R
A

V
E

L

4
2

' -
 4

 1
/2

"

2
1

' -
 1

0
"

2
6

' -
 8

 1
/2

"

OFFICE PARAPET
89' - 9"

LEVEL D
7' - 0"

2
0

' -
 6

 1
/2

"

4
' -

 6
"

3

A-513

2

A-513

1

A-513

PIT DRAIN

1
1

' -
 1

1
"

NN

664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
NEW YORK, NY  10016
T. 212.840.0060

ONE LUX STUDIO
158 WEST 29TH STREET
NEW YORK, NY 10011
T. 212.201.5790

INTERIOR LIGHTING DESIGNER

E

D

DRAWING TITLE

PROJECT PHASE

©  2015  RAFAEL VINOLY ARCHITECTS PC

DRAWING NUMBER

DRAWING SIZE

DRAWING SCALE

ARCHITECTS PROJECT NUMBERDATEDESCRIPTIONREVMEP / FP ENGINEERSTRUCTURAL ENGINEERARCHITECT

CIVIL ENGINEER LANDSCAPE ARCHITECT SPECIFICATION CONSULTANT

DISCLAIMER

RAFAEL VINOLY ARCHITECTS
50 VANDAM STREET
NEW YORK, NY  10013
T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
21 PENN PLAZA 8TH FL
NEW YORK, NY 10001
T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1/4" = 1'-0"
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FLOOR PLANS AND SECTIONS
ELEVATOR C1 & C2

.00

SCALE:  1/4" = 1'-0" 5ELEVATOR C1-C2 - LEVEL 1

SCALE:  1/4" = 1'-0" 6ELEVATOR C1-C2 - LEVEL 2

SCALE:  1/4" = 1'-0" 7ELEVATOR C1-C2 - LEVEL 3

SCALE:  1/4" = 1'-0" 3ELEVATOR C1-C2 - SECTION A
SCALE:  1/4" = 1'-0" 2ELEVATOR C1 - SECTION B

SCALE:  1/4" = 1'-0" 1ELEVATOR C2 - SECTION B

SCALE:  1/4" = 1'-0" 4ELEVATOR C1-C2 - LEVEL C (PIT)

W12X40 HOISTWAY BEAM
SPAN 16'-4"

W12X40 HOISTWAY BEAM
SPAN 16'-4"

W12X40 HOISTWAY BEAM
SPAN 16'-4"
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 1/4" = 1'-0"
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FLOOR PLANS AND SECTIONS
ELEVATOR D1

.00

SCALE:  1/4" = 1'-0" 4ELEVATOR D1 - LEVEL 1

SCALE:  1/4" = 1'-0" 5ELEVATOR D1 - LEVEL 2

SCALE:  1/4" = 1'-0" 2ELEVATOR D1 - SECTION A
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SCALE:  1/4" = 1'-0" 1WALL SECTION - THRU MECH C - Callout 1

SCALE:  1" = 1'-0" 2STAIR "C" SIDE SECTION - Callout 1
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TYPICAL STAIR DETAILS

.00

SCALE:  1 1/2" = 1'-0" 1DETAIL AT STAIR BASE
SCALE:  1 1/2" = 1'-0" 3STAIR DETAIL @ LANDING

SCALE:  1 1/2" = 1'-0" 2STAIR DETAIL @ TOP OF INTERMEDIATE LANDING

SCALE:  1" = 1'-0" 5STAIR "C" SIDE SECTION - GRADE CONNECTION

SCALE:  1" = 1'-0" 6STAIR "C" SIDE SECTION - TYP.

SCALE:  1" = 1'-0" 7PRECAST CONCRETE DETAIL

SCALE:  1" = 1'-0" 8STAIR SECTION

SCALE:  1 1/2" = 1'-0" 4STAIR DETAIL W/ RAILING RETURN @ LANDING

D DESIGN DEVELOPMENT 27-FEB-15
E DOB SUBMISSION 31-JULY-15
1 E&F ADDENDUM 1 31-JULY-15
2 METAL STAIR PACKAGE 14-SEPT-15
3 DOB SUBMISSION 01-OCT-15
4 PROGRESS SET 30-OCT-15
5      DOB SUBMISSION  RB                16DEC15

Sheet 243 of 315

121192761 ES621070840DEPT OF BLDGS Job Number Scan Code

APPROVED
Under Directive 2 of 1975

Date:

Shauqat Shaikh

04/20/2016



1 
1/

2"
1 

1/
2"

 " 8

1 
1/

2"
1 

1/
2"

VA
R

IE
S

5"

HANDRAIL

GUARDRAIL
STAIR TREAD

1/2"

3" 1" 11"

4"

STRINGER BELOW

1'-0"H
AN

D
R

AI
L

2'
-1

0"

6 
7/

8"

1' - 0" MIN.

1/2" X 1/2" STEEL BAR
HANDRAIL SUPPORT

3" CONC. FILL OVER 14
GA. DECK

STEEL CHANNEL,
EXTEND TO ADJACENT
C CHANNEL
STRINGERS-
SECURE AS REQUIRED

STL. ANGLE

1 1/2" DIA. PIPE RAIL

2'
 - 

10
" H

AN
D

R
AI

L

1'
-3

"

SEE PLAN FOR WALL
TYPE

2X4 BLOCKING SECURE TO
STUD WALL AS REQ'D FOR
PROPER SECUREMENT

3 3/4"

5"

5"

1 1/2"
1 1/2"

2"

2"
1 

1/
2"

1 
1/

2"

11"

HANDRAIL

GUARDRAIL

3 1/4"

1 
1/

2"

9/
16

"
15

/1
6"

ABRASIVE INSERT

7/
8"

EMBEDDED COMPONENT

ANCHOR

NOTES:
BASIS OF DESIGN IS METAL STAIR, FINISH RAIL AND
GUARDRAIL SYSTEMS FROM WORTHINGTON METAL
FABRICATORS

BASIS OF DESIGN: BALCO DST-330

1'
-3

"
1"

3 1/4"

(T
YP

.)

4"

STEEL CHANNEL,
EXTEND TO ADJACENT

C CHANNEL
STRINGERS-

SECURE AS REQUIRED

STEEL STAIRS

1" DIA. PIPE RAIL

1 1/2" X 1/2" STEEL BAR

1 1/2" DIA. PIPE RAIL

1 1/2" X 1/2" STEEL BAR

1'
-3

"
1"

3 1/4"

(T
YP

.)

4"

4"

WELD TO STRINGER AS
REQ'D

1'-0"

6 
7/

8"

9 5/8"

IMBED RAIL 2" MIN.
INTO CONC. STAIR

PROVIDE INTERMEDIATE
SUPPORT POSTS @ 10'-0"
O,.C,

NN
664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
NEW YORK, NY  10016
T. 212.840.0060

ONE LUX STUDIO
158 WEST 29TH STREET
NEW YORK, NY 10011
T. 212.201.5790

INTERIOR LIGHTING DESIGNER

E

D

DRAWING TITLE

PROJECT PHASE

©  2015  RAFAEL VINOLY ARCHITECTS PC

DRAWING NUMBER

DRAWING SIZE

DRAWING SCALE

ARCHITECTS PROJECT NUMBERDATEDESCRIPTIONREVMEP / FP ENGINEERSTRUCTURAL ENGINEERARCHITECT

CIVIL ENGINEER LANDSCAPE ARCHITECT SPECIFICATION CONSULTANT

DISCLAIMER

RAFAEL VINOLY ARCHITECTS
50 VANDAM STREET
NEW YORK, NY  10013
T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
21 PENN PLAZA 8TH FL
NEW YORK, NY 10001
T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-541

TYPICAL STAIR DETAILS

.00

SCALE:  1 1/2" = 1'-0" 1ENLARGED HANDRAIL PLAN DETAIL 1
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SCALE:  1 1/2" = 1'-0" 3STAIR DETAIL-HANDRAIL

SCALE:  1 1/2" = 1'-0" 2ENLARGED HANDRAIL PLAN DETAIL 2
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TYP. LIGHT SWITCH, PHONE, AND HAND
SANITIZER MOUNTING LOCATIONS.

(GANG TOGETHER W/ MULTIPLE SWITCH
COVER PLATE IF TWO OR ORE

SWITCHES)

ELECTRICITY
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TYP. CLINICAL SINK EQUIPMENT LAYOUT
EXAM RM. SINKS U.O.N. (O.H. AT RIGHT-
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OR SURFACE

EXAM ROOM
MIRROR SEE
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STATION
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MOP RACK
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FURNITURE
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ACCESSORIES ABOVE SINK
TOILET PAPER DISPENSER, NURSE
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THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1/4" = 1'-0"

A-607

LEVEL 1 OFFICE TYPICAL - PLANS,
RCP AND ELEVATIONS

.00

SCALE:  1/4" = 1'-0" 1LEVEL 1- TYP. OFFICE FLOOR PLAN

SCALE:  1/4" = 1'-0" 4LEVEL 1- TYP. OFFICE - SOUTH ELEVATION

SCALE:  1/4" = 1'-0" 5LEVEL 1- TYP. OFFICE - NORTH ELEVATION

SCALE:  1/4" = 1'-0" 6LEVEL 1- TYP. OFFICE - WEST ELEVATION

SCALE:  1/4" = 1'-0" 7LEVEL 1- TYP. OFFICE - EAST ELEVATION

SCALE:  1/4" = 1'-0" 2LEVEL 1- TYP. OFFICE REFLECTED CEILING PLAN

NOTE:
1) ALL LOOSE FURNITURE BELOW TO THE  F& E PACKAGE.
2) ALL DISPLAY/ SHELVES TO BE INCLUDED IN F&E PACKAGE.

D DESIGN DEVELOPMENT 27-FEB-15

E DESIGN DEVELOPMENT 04-APR-15

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15

SCALE:  1/4" = 1'-0" 3LEVEL 1- TYP. OFFICE FURNITURE PLAN

LINEAR DIFFUSERLINEAR DIFFUSER

NOTE:
1) REFER TO A-810 FOR INTERIOR GLAZING INFORMATION.
2) REFER TO A-820 FOR ROOM FINISHES.
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DISCLAIMER
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T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
21 PENN PLAZA 8TH FL
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THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C
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A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1/4" = 1'-0"

A-608

LEVEL 2 OFFICE TYPICAL- PLAN RCP
AND ELEVATIONS

.00

D DESIGN DEVELOPMENT 27-FEB-15

1 CONSTRUCTION
DOCUMENTS

21-DEC-15

SCALE:  1/4" = 1'-0" 1LEVEL 2- TYP. OFFICE FLOOR PLAN

SCALE:  1/4" = 1'-0" 2LEVEL 2- TYP. OFFICE REFLECTED CEILING PLAN

SCALE:  1/4" = 1'-0" 3LEVEL 2- TYP. OFFICE FURNITURE PLAN

NOTE:
1) ALL LOOSE FURNITURE BELOW TO THE  F& E PACKAGE.
2) ALL DISPLAY/ SHELVES TO BE INCLUDED IN F&E PACKAGE.

NOTE:
1) REFER TO A-810 FOR INTERIOR GLAZING INFORMATION.
2) REFER TO A-820 FOR ROOM FINISHES.

SCALE:  1/4" = 1'-0" 4LEVEL 2- TYP. OFFICE- SOUTH ELEVATION

SCALE:  1/4" = 1'-0" 5LEVEL 2- TYP. OFFICE- NORTH ELEVATION

SCALE:  1/4" = 1'-0" 6LEVEL 2- TYP. OFFICE- EAST ELEVATION

SCALE:  1/4" = 1'-0" 7LEVEL 2- TYP. OFFICE- WEST ELEVATION

LINEAR DIFFUSERLINEAR DIFFUSER
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CIVIL ENGINEER LANDSCAPE ARCHITECT SPECIFICATION CONSULTANT

DISCLAIMER

RAFAEL VINOLY ARCHITECTS
50 VANDAM STREET
NEW YORK, NY  10013
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ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
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NEW YORK, NY 10271
T. 212.431.3609

LANGAN
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NEW YORK, NY 10001
T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C
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A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-613

COMMON AREA - ELEVATIONS

.00

SCALE:  1/4" = 1'-0" 2LEVEL 1COMMON AREA ELEVATION 01

SCALE:  1/4" = 1'-0" 4LEVEL 1 COMMON AREA ELEVATION 03

SCALE:  1/4" = 1'-0" 3LEVEL 1 COMMON AREA ELEVATION 02

SCALE:  1/4" = 1'-0" 5LEVEL 1 COMMON AREA ELEVATION 04

SCALE:  1/4" = 1'-0" 6LEVEL 1 COMMON AREA ELEVATION 05

SCALE:  1/8" = 1'-0" 1LEVEL 1 FLEXIBLE COMMON AREA ENLARGED PLAN

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15

NOTE:
1) REFER TO A-810 FOR INTERIOR GLAZING INFORMATION.
2) REFER TO A-820 FOR ROOM FINISHES.
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RIVER BUILDING
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-614

COMMON AREA - ELEVATIONS

.00

SCALE:  1/4" = 1'-0" 2LEVEL 2 COMMON AREA ELEVATION 01

SCALE:  1/4" = 1'-0" 3LEVEL 2 COMMON AREA ELEVATION 02

SCALE:  1/4" = 1'-0" 6LEVEL 2 COMMON AREA ELEVATION 05

SCALE:  1/4" = 1'-0" 4LEVEL 2 COMMON AREA ELEVATION 03

SCALE:  1/4" = 1'-0" 5LEVEL 2 COMMON AREA ELEVATION 04

SCALE:  1/8" = 1'-0" 1LEVEL 2 COMMON AREA ENLARGED PLAN

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15

AF-2

NOTE:
1) REFER TO A-810 FOR INTERIOR GLAZING INFORMATION.
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LOSS, COST, DAMAGE OR EXPENSE

ARISING FROM OR RELATING TO ANY USE

OF THIS DOCUMENT FOR ANY PURPOSE
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THIS PROJECT.  THIS DOCUMENT IS TO BE
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LEVEL 1 KITCHENETTE - PLAN, RCP
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.00

SCALE:  1/4" = 1'-0" 3
LEVEL 1 KITCHENETTE ELEVATION 011

SCALE:  1/4" = 1'-0" 4
LEVEL 1 KITCHENETTE ELEVATION 02

SCALE:  1/4" = 1'-0" 5
LEVEL 1 KITCHENETTE ELEVATION 03

SCALE:  1/4" = 1'-0" 1
LEVEL 1 KITCHENETTE ENLARGED PLAN

SCALE:  1/4" = 1'-0" 2
LEVEL 1 KITCHENETTE RCP

D DESIGN DEVELOPMENT 27-FEB-15

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION

DOCUMENTS

21-DEC-15
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.00
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SCALE:  1/4" = 1'-0" 7LEVEL 1 COPY ROOM B ELEVATION 01

SCALE:  1/4" = 1'-0" 8LEVEL 1 COPY ROOM B ELEVATION 02

SCALE:  1/4" = 1'-0" 9LEVEL 1 COPY ROOM B ELEVATION 03

SCALE:  1/4" = 1'-0" 10LEVEL 1 COPY ROOM B ELEVATION 04

SCALE:  1/4" = 1'-0" 6LEVEL 1 COPY ROOM B ENLARGED PLAN
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SCALE:  1/4" = 1'-0" 1LEVEL 1 COPY ROOM A ENLARGED PLAN
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SCALE:  1/4" = 1'-0" 1
LEVEL COPY ROOM A ENLARGED PLAN

SCALE:  1/4" = 1'-0" 2
LEVEL 2 COPY ROOM A ELEVATION 01

SCALE:  1/4" = 1'-0" 3
LEVEL 2 COPY ROOM A ELEVATION 02

SCALE:  1/4" = 1'-0" 4
LEVEL 2 COPY ROOM A ELEVATION 03

SCALE:  1/4" = 1'-0" 5
LEVEL 2 COPY ROOM A ELEVATION 04

SCALE:  1/4" = 1'-0" 6
LEVEL 2 COPY ROOM B ENLARGED PLAN

SCALE:  1/4" = 1'-0" 7
LEVEL 2 COPY ROOM B ELEVATION 01

SCALE:  1/4" = 1'-0" 8
LEVEL 2 COPY ROOM B ELEVATION 02

SCALE:  1/4" = 1'-0" 9
LEVEL 2 COPY ROOM B ELEVATION 03

SCALE:  1/4" = 1'-0" 10
LEVEL 2 COPY ROOM B ELEVATION 04
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1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION

DOCUMENTS
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SCALE:  1/4" = 1'-0" 1
ELEVATION 1 AT GRADE CONNECTION

SCALE:  1/4" = 1'-0" 2
ELEVATION 2 AT GRADE CONNECTION

SCALE:  1/4" = 1'-0" 3
ELEVATION 3 AT GRADE CONNECTION

SCALE:  1/4" = 1'-0" 4
ELEVATION 4 AT GRADE CONNECTION
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LEVEL 1 WC ENLARGED PLAN
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LEVEL 1 WC ELEVATION 01
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SCALE:  1/4" = 1'-0" 10
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SCALE:  1/4" = 1'-0" 11
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SCALE:  1/4" = 1'-0" 12
LEVEL 2 WC ELEVATION 04
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SCALE:  1/4" = 1'-0" 13
LEVEL 1 JANITOR'S CLOSET ENLARGED PLAN
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 1/4" = 1'-0"
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LEVEL 3 NORTH PAVILION TOILET

ROOM PLANS &  ELEVATIONS

.00

SCALE:  1/4" = 1'-0" 1
LEVEL 3 NORTH PAVILION TOILET ROOM ENLARGED PLAN

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION

DOCUMENTS

21-DEC-15

SCALE:  1/4" = 1'-0" 11
LEVEL 3 NORTH PAVILION PRES. WC ENLARGED PLAN

SCALE:  1/4" = 1'-0" 12
LEVEL 3 NORTH PAVILION PRES. WC RCP

SCALE:  1/4" = 1'-0" 2
LEVEL 3 NORTH PAVILION TOILET ROOM RCP

SCALE:  1/4" = 1'-0" 3
LEVEL 3 NORTH PAVILION TOILET ROOM ELEVATION 01

SCALE:  1/4" = 1'-0" 4
LEVEL 3 NORTH PAVILION TOILET ROOM ELEVATION 02

SCALE:  1/4" = 1'-0" 5
LEVEL 3 NORTH PAVILION TOILET ROOM ELEVATION 03

SCALE:  1/4" = 1'-0" 6
LEVEL 3 NORTH PAVILION TOILET ROOM ELEVATION 04

SCALE:  1/4" = 1'-0" 7
LEVEL 3 NORTH PAVILION TOILET ROOM ELEVATION 05

SCALE:  1/4" = 1'-0" 8
LEVEL 3 NORTH PAVILION TOILET ROOM ELEVATION 06

SCALE:  1/4" = 1'-0" 9
LEVEL 3 NORTH PAVILION TOILET ROOM ELEVATION 07

SCALE:  1/4" = 1'-0" 10
LEVEL 3 NORTH PAVILION TOILET ROOM ELEVATION 08

SCALE:  1/4" = 1'-0" 13
LEVEL 3 NORTH PAVILION PRES. WC ELEVATION 01

SCALE:  1/4" = 1'-0" 14
LEVEL 3 NORTH PAVILION PRES. WC ELEVATION 03

SCALE:  1/4" = 1'-0" 15
LEVEL 3 NORTH PAVILION PRES. WC ELEVATION 02

SCALE:  1/4" = 1'-0" 16
LEVEL 3 NORTH PAVILION PRES. WC ELEVATION 04
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SCALE:  1/4" = 1'-0" 2
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I-1010AI-1002CI-1002D

WIRELESS ACCESS POINT
DIRECTIONAL SPEAKERS

RECESSED SPEAKERS
RECESSED VIDEO

CONFERICING CAMERA

RECESSED AV PANEL

WOOD PANEL FINISH

ICC AUDITORIUM LEVEL 1
35'-7"

1.05

11
'-6

"14
'-0

"

1'-7 3/4"

OPERABLE PARTITION

OPERABLE BLINDS

SUBWOOFER

MOTORIZED VIDEO CONF. CAMERA

ICC AUDITORIUM LEVEL 1
35'-7"

R SQPMKJ ONL

11'-0 1/16" 13'-2 3/16" 3'-9 3/4" 2'-2" 24'-8 1/4" 1'-1 3/4" 5'-8 1/8" 16'-9 7/8" 5'-6"

84'-0"

11
'-6

"

OPERABLE BLINDS OPERABLE BLINDS

SUBWOOFERMOTORIZED VIDEO
CONF. CAMERA MOTORIZED VIDEO CONF. CAMERA

SUBWOOFER SUBWOOFER

DIRECTIONAL SPEAKERS

ICC AUDITORIUM LEVEL 1
35'-7"

1.05

1'-7 3/4"

11
'-6

"

OPERABLE PARTITION

OPERABLE BLINDS

SUBWOOFER

MOTORIZED VIDEO CONF. CAMERA

ICC AUDITORIUM LEVEL 1
35'-7"

0.50 0.55 0.57

1'-1 3/4" 9'-1 7/16" 5'-7 11/16"

5 7/8" 5'-1 3/4"

11
'-6

"

1'-8 7/16"3'-2 1/2"

P-2

2'
-2

"

7'
-0

"

WALL BASE

OPEN

ICC AUDITORIUM LEVEL 1
35'-7"

RST

8'-0 1/16" 8'-5 3/8" 5'-4"

11
'-6

"

RECEPTION
I-1000

S.5

P-2

WALL BASE

7'
-0

"

1'-9 5/8"

6" X 6" ADA
BOLLARD

ICC AUDITORIUM LEVEL 1
35'-7"

S T

3'-9" 16'-5 7/16" 8 3/8"

1'
-0

"
12

'-1
 1

/1
6"

RECEPTION
I-1000

S.5
8'

-0
"

I-1000B

11
'-6

"

WALL BASE

1'-8 3/4"
5'-0"

ICC AUDITORIUM LEVEL 1
35'-7"

11
'-6

"

I-1000A

0.550.570.6

WALL BASE

6"9'-1 7/16"5'-7 11/16"5 1/8"

15'-2 1/4"

7'
-0

 1
/8

"
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DOCUMENTS

DOB REV.

PROJECT NORTH

 1/4" = 1'-0"

A-672

ICC - INTERIOR ELEVATIONS

.00

SCALE:  1/4" = 1'-0" 1INTERACTIVE CONFERENCE CENTER - NORTH ELEVATION

SCALE:  1/4" = 1'-0" 3INTERACTIVE CONFERENCE CENTER - EAST ELEVATION

SCALE:  1/4" = 1'-0" 2INTERACTIVE CONFERENCE CENTER - SOUTH ELEVATION

SCALE:  1/4" = 1'-0" 4INTERACTIVE CONFERENCE CENTER - WEST ELEVATION
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ICC AUDITORIUM LEVEL 1
35'-7"

RS Q P MO N L

5'-6" 16'-9 7/8" 5'-8 1/8" 1'-1 3/4" 24'-8 1/4" 2'-2" 3'-9 3/4"

P-2 P-2

59'-9 3/4"

11
'-6

"

I-1005I-1006A

WALL BASE WALL BASE

1'-9 5/8"

P-2

ICC AUDITORIUM LEVEL 1
35'-7"

R SQPM ONL

3'-9 3/4" 2'-2" 24'-8 1/4" 1'-1 3/4" 5'-8 1/8" 16'-9 7/8" 5'-6"

59'-9 3/4"

I-1009AI-1009C I-1009B I-1008C I-1008A

P-2 P-2

3'-2 11/16" 2'-11 3/4"

11
'-6

"

I-1008B

3'-2 1/16" 5'-0" 1'-1 13/16" 5'-0" 1'-1 13/16" 5'-0"

10"9 3/4"

5'-0" 1'-1 7/16" 5'-0" 1'-1 7/16" 5'-0"

WALL BASE
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 1/4" = 1'-0"

A-674

ICC - SECTIONS
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SCALE:  1/4" = 1'-0" 1
ICC- BUILDING SECTION 1

SCALE:  1/4" = 1'-0" 2
ICC- BUILDING SECTION 2
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CONTINUOUS CAULK TRACK AT GYP

VINYL TOP SEAL

OPERABLE PARTITION PANEL. FABRIC AND
WOOD VENEER ON MDFFINSH, TO MATCH
INTERIOR WALL PANELS (SEE SCHEDULE)

ACT CEILING ASSEMBLY,
AS SCHEDULED

STEEL TRACK PAINTED OFF-WHITE

INSULATION FILLED CAVITY

L3X3X1/4  KICKER EACH
END OF HANGER
BP3 SCOPE

L3X3X1/4 @ 4'-0"
BP3 SCOPE

L4X4X1/4X6" @ 4'-0"
BP3 SCOPE

CONTINUOUS W8X31
BP3 SCOPE
REFER TO S4133 STRUCTURAL
DRAWINGS

STEEL PLATE AS PER MANUFACTURER

.50" DIA. X 9" LONG HANGER RODS BY MFR

ALIGN

5 3/4"

4 1/2"

1'-1 5/8"

1'-0 1/2"
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 3" = 1'-0"

A-675

ICC - DETAILS

.00

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS
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SCALE:  3" = 1'-0" 1OPERABLE PARTITION DETAIL

SCALE:  3" = 1'-0" 2ICC- INTERIOR - OPERABLE PARTITION/COLUMN/ENCLOSURE CONNECTION

SCALE:  3" = 1'-0" 3ICC- INTERIOR - OPERABLE PARTITION/HALLWAY DOOR CONNECTION

DOB SUBMISSION RB 16DEC15

Sheet 274 of 315

121192761 ES867192236DEPT OF BLDGS Job Number Scan Code

APPROVED
Under Directive 2 of 1975

Date:

Shauqat Shaikh

04/20/2016



HOLD GWB. 1/2" OFF SLAB AND PROVIDE ACOUSTICAL
SEALANT, EACH SIDE AT STC 40 PARTITIONS (SEE
SCHEDULE)

ONE LAYER 5/8" GWB ON EACH SIDE WHERE WALL TILE OCCURS
REPLACE 5/8" GWB WITH 5/8" CEMENT BOARD

METAL STUDS

ACOUSTIC, 3" SOUND ATTENUATION
INSULATION AT STC 40 PARTITIONS (SEE
SCHEDULE)

LINE OF CEILING - SEE REFLECTED CEILING PLANS

DEFLECTION TRACK SYSTEM - MECH. FASTENED TO STRUCTURE
ABOVE

PARTITION
TYPE

STUD
TYPE

STUD
SPACING

LIMITING HGT.
BASED ON: L/240

U.L.
ASSEMBLY

STC
RATING

METAL TRACK MECH. FASTENED TO SLAB

6 
" M

IN
. A

T 
PA

R
TI

AL
 H

EI
G

H
T

.

6" - 20 GA.

PARTITION
WIDTH

16" 0.C. 24'-6" OR LESS 7 1/4" U419. 40

SEE SCHEDULE

6A

RAISED ACCESS FLOOR

HOLD GWB. 1/2" OFF SLAB

ONE LAYER 5/8" GWB
WHERE WALL TILE OCCURS REPLACE 5/8" GWB WITH 5/8" CEMENT
BOARD

METAL STUDS OR CHANNELL, SEE SCHEDULE FOR TYPE

LINE OF CEILING - SEE REFLECTED CEILING PLANS

DEFLECTION TRACK SYSTEM - MECH. FASTENED TO STRUCTURE
ABOVE

PARTITION
TYPE

TYPE SPACING LIMITING HGT.
BASED ON: L/240

U.L.
ASSEMBLY

STC
RATING

METAL TRACK MECH. FASTENED TO SLAB

6"
 M

IN
.

PARTITION
WIDTH

N.A. N.A.

PROVIDE WALL FURRING BRACKET AS REQUIRED FOR
PARTITIONS EXCEEDING LIMITING HEIGHT OF STUD, NOT TO
EXCEED 48” VERTICALLY, SEE SCHEDULE

STUD, 6” - 20 GA. 16” 0.C. 23’-11” OR LESS 6 5/8”6F

N.A. N.A.STUD, 2 5/8' - 20 GA. 16” 0.C. 10'-0” OR LESS 3 1/4
”

2F

RAISED ACCESS FLOOR

HOLD GWB. 1/2" OFF SLAB AND PROVIDE FIRE RATED
ACOUSTIC SEALANT, EACH SIDE

TWO LAYERS OF 5/8" TYPE "X"GWB BOTH SIDES
WHERE WALL TILE OCCURS PROVIDE 1/2" CEMENT BOARD
OVER FACE LAYER

METAL STUDS

3" SOUND ATTENUATION INSULATION

LINE OF CEILING - SEE REFLECTED CEILING PLANS

DEFLECTION TRACK AND JOINT SYSTEM
MECH. FASTENED TO STRUCTURE ABOVE
UL 2079 TEST STANDARDS FOR BUILDING JOINTS
FILL METAL DECK VOIDS
FIRE STOP CAULKING BOTH SIDES

PARTITION
TYPE

STUD
TYPE

STUD
SPACING

LIMITING HGT.
BASED ON: L/240

U.L.
ASSEMBLY

STC
RATING

METAL TRACK MECH. FASTENED TO SLAB

PARTITION
WIDTH

SEE SCHEDULE

6" - 20 GA. 16" 0.C. 24'-6" OR LESS >50U4196B.2 8 1/2"

  8 1/2"

RAISED ACCESS FLOOR

HOLD GWB. 1/2" OFF SLAB AND PROVIDE FIRE RATED
ACOUSTIC SEALANT, EACH SIDE

ONE LAYERS 5/8" TYPE "X"GWB
WHERE WALL TILE OCCURS PROVIDE 1/2" CEMENT BOARD
OVER FACE LAYER

METAL "C-H" STUDS

MIN. 3" SOUND ATTENUATION INSULATION

LINE OF CEILING - SEE REFLECTED CEILING PLANS

DEFLECTION TRACK AND JOINT SYSTEM
MECH. FASTENED TO STRUCTURE ABOVE
UL 2079 TEST STANDARDS FOR BUILDING JOINTS
FILL METAL DECK VOIDS
FIRE STOP CAULKING BOTH SIDES

PARTITION
TYPE

STUD
TYPE

STUD
SPACING

LIMITING HGT.
BASED ON: L/240

U.L.
ASSEMBLY

STC
RATING

METAL "J" RUNNER MECH. FASTENED TO SLAB

PARTITION
WIDTH

6.S1

SEE SCHEDULE

ONE LAYER 1" GYPSUM LINER PANEL

SHAFT

6" - 20 GA. 24" 0.C. 24'-6" OR LESS 7 5/8" _U437

RAISED ACCESS FLOOR

HOLD GWB. 1/2" OFF SLAB AND PROVIDE ACOUSTICAL
SEALANT, EACH SIDE AT STC 40 PARTITIONS (SEE
SCHEDULE)

ONE LAYER 5/8" GWB ON EACH SIDE WHERE WALL TILE OCCURS
REPLACE 5/8" GWB WITH 5/8" CEMENT BOARD

METAL STUDS

ACOUSTIC, 3" SOUND ATTENUATION
INSULATION AT STC 40 PARTITIONS (SEE
SCHEDULE)

LINE OF CEILING - SEE REFLECTED CEILING PLANS

DEFLECTION TRACK SYSTEM - MECH. FASTENED TO STRUCTURE
ABOVE

PARTITION
TYPE

STUD
TYPE

STUD
SPACING

LIMITING HGT.
BASED ON: L/240

U.L.
ASSEMBLY

ACOUSTICALLY SEAL AT FULL HEIGHT STC 40 PARTITIONS, EACH
SIDE. (SEE SCHEDULE)

STC
RATING

METAL TRACK MECH. FASTENED TO SLAB

6" - 20 GA.

PARTITION
WIDTH

16" 0.C. 24'-6" OR LESS 7 1/4" U419. 40

SEE SCHEDULE

6A.1

RAISED ACCESS FLOOR

RAISED ACCESS FLOOR

1/2' GLASS

PARTITION
TYPE

WIDTH FIRE RATING LIMITING HGT. U.L.
ASSEMBLY

STC
RATING

4DG

HOLLOW SOLID INT. EXT.

4" N.A. -- _ -- N.A. _

LINE OF CEILING, SEE REFLECTED CEILING PLANS

FASTEN TO UNDERSIDE OF SLAB
BRACING AND CROSS BRACING AS
REQUIRED

FRAMELESS GLASS WALL SYSTEM

B.O.D DORMA PURE
FRAMELESS GLASS WALL SYSTEM
WITH DORMA BEYOND HARDWARE
ASSEMBLY

3" SOUND ATTENUATION INSULATION

DEFLECTION TRACK SYSTEM AND JOINT SYSTEM
MECH. FASTENED TO STRUCTURE ABOVE
UL 2079 TEST STANDARDS FOR BUILDING JOINTS
FILL METAL DECK VOIDS
FIRESTOP CAULKING BOTH SIDES

PARTITION
TYPE

STUD
TYPE

STUD
SPACING

U.L.
ASSEMBLY

STC
RATING

PARTITION
WIDTH

METAL STUDS

LINE OF CEILING - SEE REFLECTED
CEILING PLANS

ONE LAYER 5/8" TYPE "X" GWB EACH SIDE
WHERE WALL TILE OCCURS PROVIDE
1/2" CEMENT BOARD OVER FACE LAYER

FOR DIM.

SEE PLANS
-

LIMITING HGT.
BASED ON: L/240

AIR SPACE

HOLD GWB. 1/2" OFF RAISED FLOORING AND PROVIDE
FIRE RATED ACOUSTICAL SEALANT, EACH SIDE

METAL TRACK MECH. FASTENED TO RAISED FLOORING

U420 45VARIES6" - 20 GA. 16" 0.C. 23'-11" OR LESS VARIES6H

24" MIN. 24" MIN.

6"
M

IN
.

4" SOUND ATTENUATION BLANKET OVER PARTITION /
CEILING

COLUMN BRACING BEYOND

SECONDARY SLAB

HOLD GWB. 1/2" OFF FLOOR AND PROVIDE ACOUSTICAL
SEALANT, EACH SIDE

ONE LAYER 5/8" GWB ON EACH SIDE

METAL STUDS

INSULATION ACOUSTIC, SOUND
ATTENUATION OR THERMAL

4"METAL STUD BOX BEAM

PARTITION
TYPE

STUD
TYPE

STUD
SPACING

LIMITING HGT.
BASED ON: L/240

U.L.
ASSEMBLY

4A 3-5/8" - 20 GA. 16" 0.C.

ACOUSTICALLY SEAL

STC
RATING

N.A. 40

METAL TRACK MECH. FASTENED TO SPECIFIED FLOORING
SYSTEM

PARTITION
WIDTH

4 7/8"

SEE SCHEDULE

10'-0" OR LESS

1" DEEP U-CHANNEL

1/2" CLEAR LAMINATED GLASS

RAISED ACCESS FLOOR

XX.XXX

DEPTH OF WALL NOMINAL
STUD MASONRY
1 1-5/8" 4 4"
2 2-1/2" 6 6"
3 3-5/8" 8 8"
4 4" 10 10"
6 6" 12 12"
8 8"

CONSTRUCTION TYPE
A STUD 1 LAYER OF GYPSUM
B STUD 2 LAYERS OF GYPSUM
C CHASE
F FURRING
M MASONRY
S SHAFT WALL

DESCRIPTIVE MODIFIERS
A ACOUSTIC INSULATION
C CEMENT BOARD
E EPOXY FINISH (TROWELED)
H HIGH IMPACT GWB
P PARTIAL HEIGHT
M MESH SECURITY WIRE
MP METAL PANELS SYSTEM
R REINFORCED
S SMOKE BARRIER
SH SHIELDING (EMF)
SP SMOKE PARTITION
T THERMAL INSULATION
V VAPOR BARRIER
W WATERPROOF
X EXTRA GWB
Z Z CLIP

FIRE RATING
1 1 HOUR
2 2 HOUR
3 3 HOUR
4 4 HOUR

X

NN
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LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1 1/2" = 1'-0"

A-700

PARTITION TYPES

Sheet 62 of 63
.00

SCALE:  1 1/2" = 1'-0" 66A METAL STUD PARTITION ( NOT RATED )

SCALE:  1 1/2" = 1'-0" 3(F) FURRING NON RATED METAL STUD PARTITION
SCALE:  1 1/2" = 1'-0" 46B.2 METAL STUD PARTITION (TWO HOUR-RATED)

SCALE:  1 1/2" = 1'-0" 16S.1 SHAFT WALL (ONE HOUR-RATED)

SCALE:  1 1/2" = 1'-0" 56A.1 METAL STUD PARTITION (1 HOUR-RATED)
SCALE:  1 1/2" = 1'-0" 7FRAMELESS GLASS WALL SYSTEM

SCALE:  1 1/2" = 1'-0" 2NON-RATED BRACING CAVITY METAL WALL PARTITION

SCALE:  1 1/2" = 1'-0" 8NON RATED METAL STUD PARTITION

D DESIGN DEVELOPMENT 27-FEB-15
E DOB SUBMISSION - RB 01-OCT-15
1 PROGRESS SET 30-OCT-15

4A 4DG 6A 6A.1

6B.2 6F 6H 6S.1
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HOLD GWB. 1/2" OFF SLAB AND PROVIDE FIRE RATED
ACOUSTIC SEALANT, EACH SIDE

ONE LAYER 5/8" TYPE "X"GWB
WHERE WALL TILE OCCURS PROVIDE 1/2" CEMENT BOARD
OVER FACE LAYER

METAL "C-H" STUDS

LINE OF CEILING - SEE REFLECTED CEILING PLANS

DEFLECTION TRACK AND JOINT SYSTEM
MECH. FASTENED TO STRUCTURE ABOVE
UL 2079 TEST STANDARDS FOR BUILDING JOINTS
FILL METAL DECK VOIDS
FIRE STOP CAULKING BOTH SIDES

PARTITION
TYPE

STUD
TYPE

STUD
SPACING

LIMITING HGT.
BASED ON: L/240

U.L.
ASSEMBLY

STC
RATING

METAL "J" RUNNER MECH. FASTENED TO SLAB

PARTITION
WIDTH

6S.2 6" - 20 GA. 24" 0.C. 18'-10" OR LESS 7 1/4" NAU415

STAIR

ONE LAYER 1" GYPSUM LINER PANEL

2

RAISED ACCESS FLOOR

HOLD GWB. 1/2" OFF SLAB AND PROVIDE FIRE RATED
ACOUSTIC SEALANT, EACH SIDE

ONE LAYER 5/8" TYPE "X"GWB
WHERE WALL TILE OCCURS PROVIDE 1/2" CEMENT BOARD
OVER FACE LAYER

METAL "C-H" STUDS

LINE OF CEILING - SEE REFLECTED CEILING PLANS

DEFLECTION TRACK AND JOINT SYSTEM
MECH. FASTENED TO STRUCTURE ABOVE
UL 2079 TEST STANDARDS FOR BUILDING JOINTS
FILL METAL DECK VOIDS
FIRE STOP CAULKING BOTH SIDES

PARTITION
TYPE

STUD
TYPE

STUD
SPACING

LIMITING HGT.
BASED ON: L/240

U.L.
ASSEMBLY

STC
RATING

METAL "J" RUNNER MECH. FASTENED TO SLAB

PARTITION
WIDTH

6S.3 2 1/2" - 20 GA. 24" 0.C. 12'-2" OR LESS 3 1/2" NAU415 A

STAIR

ONE LAYER 1" GYPSUM LINER PANEL

2

RAISED ACCESS FLOOR

3" SOUND ATTENUATION INSULATION

DEFLECTION TRACK SYSTEM AND JOINT SYSTEM
MECH. FASTENED TO STRUCTURE ABOVE
UL 2079 TEST STANDARDS FOR BUILDING JOINTS
FILL METAL DECK VOIDS
FIRESTOP CAULKING BOTH SIDES

PARTITION
TYPE

STUD
TYPE

STUD
SPACING

U.L.
ASSEMBLY

STC
RATING

PARTITION
WIDTH

METAL STUDS

LINE OF CEILING - SEE REFLECTED
CEILING PLANS

ONE LAYER 5/8" GWB EACH SIDE
WHERE WALL TILE OCCURS PROVIDE 1/2" CEMENT BOARD
OVER FACE LAYER-
USE WATER PROOF G.B. IN WET AREAS
(BATHROOMS)
(SEE FINISH SCHEDULE)

FOR DIM.

REFER TO PLANS
-

LIMITING HGT.
BASED ON: L/240

AIR SPACE

STEEL RUNNER BRACING, NOT TO EXCEED
VERTICAL SPACING OF 48" O.C.

HOLD GWB. 1/2" OFF RAISED FLOORING AND PROVIDE
FIRE RATED ACOUSTICAL SEALANT, EACH SIDE

METAL TRACK MECH. FASTENED TO RAISED FLOORING

U420 45VARIES(2) 6" - 20 GA. 16" 0.C. 23'-11" OR LESS VARIES11A

STEEL RUNNER BRACING, AT 10'-0" A.F.F. FOR
SOUND ATTENUATION BLANKET SUPPORT

24" MIN. 24" MIN.

6
"M

IN
.

4" SOUND ATTENUATION BLANKET OVER PARTITION /
CEILING

METAL STUDS

RESTROOM SIDE

RESTROOM
SIDE

NOTE: FOR SINGLE WALL HUNG TOILETS PROVIDE 8
1/2" WALL CAVITY.
FOR BACK TO BACK WALL HUNG TOILETS PROVIDE
17" CLEAR WALL CAVITY.

RAISED ACCESS FLOOR

HOLD GWB. 1/2" OFF FLOOR AND PROVIDE ACOUSTICAL
SEALANT, EACH SIDE

ONE LAYER 5/8" GWB ON EACH SIDE

METAL STUDS BEYOND

INSULATION ACOUSTIC, SOUND
ATTENUATION OR THERMAL

 6" METAL STUD BOX BEAM

PARTITION
TYPE

STUD
TYPE

STUD
SPACING

LIMITING HGT.
BASED ON: L/240

U.L.
ASSEMBLY

12A (2) 3-5/8" - 20 GA. 16" 0.C.

STC
RATING

N.A. 40

METAL TRACK MECH. FASTENED TO SPECIFIED FLOORING
SYSTEM

PARTITION
WIDTH

1'- 3 1/4"

SEE SCHEDULE

10'-0" OR LESS

1" DEEP U-CHANNEL

1/2" CLEAR LAMINATED GLASS

1 1/8" 1 1/8"

RAISED ACCESS FLOOR

GENERAL NOTES:

1. ALL PARTITIONS ARE TO BE ERECTED FULL HEIGHT TO STRUCTURAL SLAB
ABOVE UNLESS OTHERWISE NOTED.

2. AT HEAD OF FIRE RATED WALL PARTITIONS, PROVIDE FIRE RESISTIVE JOINT
MEETING UL 2079 TEST STANDARDS FOR BUILDING JOINTS TO PROVIDE FIRE
RATING EQUAL TO THAT OF PARTITION.

3. PROVIDE STUD SPACING AS CALLED FOR IN PARTITION TYPE.

4. PROVIDE 3" SOUND ATTENUATION FIRE BLANKET INSULATION (SAFB).

5. ALL DIMENSIONS SHOWN IN PARTITION TYPES ARE TO BE FACE OF GWB.

6. DRYWALL SHOULD NOT MAKE CONTACT WITH PERIMETER WALLS, FLOORS, OR
CEILINGS. LEAVE MINIMUM 1/8" GAP AROUND ENTIRE PERIMETER AND SEAL WITH
NON-HARDENING ACOUSTICAL CAULK.

7. CABLE TRAYS ARE TO BE PACKED TIGHTLY WITH INSULATION ONCE CABLES
ARE PULLED. PENETRATIONS TO BE SEALED AS REQUIRED TO MAINTAIN
REQUIRED FIRE RATING.

8. PARTITIONS TO BE CONSTRUCTED WITH APPROPRIATE STUD GAUGE BASED ON
LIMITING HEIGHT.

9. HOLD GWB OFF FLOOR 1/2" TO PREVENT WICKING. PROVIDE CONTINUOUS NON
-HARDENING ACOUSTICAL CAULKING BEADS ON EACH SIDE OF THE BOTTOM STUD
RUNNER AT THE THREE-WAY INTERSECTION BETWEEN THE RUNNER, FLOOR AND
DRYWALL.

10. MULTIPLE LAYER OF GYPSUM BOARD ARE TO BE APPLIED WITH STAGGERED
JOINTS.

11. ELECTRICAL SWITCHES, OUTLETS, AND AV/IT BOXES ARE TO RECEIVE OUTLET
BOX BARRIER PAD FOR ALL PARTITIONS SURROUNDING THE FOLLOWING TYPE
SPACES: MULTI-PURPOSE, CONFERENCE, WORKROOM, OFFICE & OFFICE SUITE,
CLASSROOMS, CASEROOM, MEETING, WAITING, STAFF LOUNGE, TOILET,
MECHANICAL, ELECTRICAL, AND ELEVATOR MACHINE ROOM.

12. ALL FIRE RATED PARTITIONS SHALL NE LABELED ACCORDING TO THEIR
RATING. THE RATING OF THE PARTITION SHALL BE INDICATED BY STENCILED RED
LETTERS, 4" HIGH MIN. AND 1/2" STROKE. FIRE RATING SHALL BE LABELED JUST
ABOVE THE FINISHED CEILING, OR AT 10'-0" AFF. FOR SPACES WITHOUT FINISHED
CEILING. THE LABELING SHALL BE AT INTERVALS OF NOT MORE THAN 10'-0" APART
AND PROVIDED AT LEAST TWICE ON EACH PARTITION.

13. ALL VOIDS AND PENETRATIONS IN FIRE RATED PARTITIONS ARE TO BE SEALED
AS REQUIRED TO MAINTAIN CONTINUOUS FIRE RATING.

14. COORDINATE WALL CLADDING TYPE AND LOCATION WITH FINISH PLANS AND
INTERIOR ELEVATIONS. VERIFY CLADDING THICKNESS APPROPRIATE DETAIL.

15. MOISTURE/ MOLD RESISTANCE GWB TO BE PROVIDED AT ALL WALLS OF
TOILET ROOMS WELL AS ALL WET WALL LOCATIONS LENGTH OF WALL RO A
HEIGHT OF 12" MIN. ABOVE. AT SHOWER WALLS PROVIDE MOISTURE/MOLD
RESISTANT GWB FULL HEIGHT OF PARTITIONS.

16. WHERE TILE OCCURS AT RATED PARTITIONS, USE MOISTURE/MOLD
RESISTANT GWB AND PROVIDE 1/2" CEMENT BOARD OVER FACE LAYER. AT NON-
RATED PARTITIONS, REPLACE FACE LAYER GWB W/ 5/8" CEMENT BOARD.

17. AT SMOKE PARTITIONS PROVIDE SMOKE RESISTANT DOORS, SAFETY GLAZING
AS REQUIRED, AND SMOKE STOPPING.
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1 1/2" = 1'-0"

A-701

PARTITION TYPES

Sheet 63 of 63
.00

SCALE:  1 1/2" = 1'-0" 3STAIR /ELEVATOR SHAFT WALL (1 HOUR RATED)

SCALE:  1 1/2" = 1'-0" 2STAIR /ELEVATOR SHAFT WALL (1 HOUR RATED)

SCALE:  1 1/2" = 1'-0" 1NON-RATED PLUMBING CAVITY WALL PARTITION

SCALE:  1 1/2" = 1'-0" 4NON RATED METAL STUD  PARTITION

PARTITION NOTES:

1.   UNLESS NOTED OTHERWISE ALL METAL STUDS SHALL BE 20 GAUGE MIN.

2.   PARTITION THICKNESS INDICATED ARE MINIMUM.

3.   USE WATER RESISTANT GYPSUM BOARD AT ALL WALLS IN UTILITY ROOMS, JANITOR
CLOSETS AND OTHER WET AREAS.  PROVIDE CEMENT BACKER BOARD AT ALL WALLS TO
RECEIVE CERAMIC/PORCELAIN TILE.

4.   USE 12 GA. BACKING PLATES IN LIEU OF WD. BLOCKING AT HANDRAILS, GRAB BARS AND
OTHER WALL MOUNTED ITEMS.

5.   ALL FIRE RATED PARTITION DESIGN NUMBERS ARE U.L. DESIGN AND SHALL CONFORM TO
THE LISTED DESIGN.

6.   ALL FIRE CODE GYPSUM BOARD SHALL BE FIRE CODE TYPE AS LISTED IN THE U.L.
DESIGN DESCRIPTION FOR THE NOTED FIRE RATED ASSEMBLY.

7.   ALL PARTITIONS AT STORAGE ROOMS, REGARDLESS OF SIZE, SHALL BE FIRE STOPPED
AND SMOKE STOPPED. FIRE AND SMOKE STOPPING SHALL BE TIGHT TO BEAMS, JOINTS, ETC.
AS REQUIRED TO MAINTAIN CONTINUITY OF WALL CONSTRUCTION

8.   USE FIRESTOP FULL PARTITION THICKNESS, DRESS WITH SMOKE STOP @ FIRE RATED
PARTITION.

9.   CLOSE ALL WALLS, PARTITIONS, ENCLOSURES, ETC. TIGHT TO ADJOINING
CONSTRUCTION, INCLUDING BUT NOT LIMITED TO, BEAMS, JOISTS, ETC.

10.  FILL ALL PIPE PENETRATION OF FLOORS WITH PREFORMED RESILIENT FILLER, USE
FIRESTOP FULL PARTITION THICKNESS, DRESS WITH SMOKE STOP @ FIRE RATED
PARTITION.

11.   FOR INTERIOR MASONRY WALL, PROVIDE #4 CONT. REINFORCE @ 48" O.C. (MAX.)
VERTICALLY.  IN ADDITION, PROVIDE REINFORCE @ EACH WALL CORNER, WALL OPEN'G, AND
END OF WALL.

12.  SEISMIC BRACING REQUIRED FOR SUSPENDED CEILING SYSTEMS.

D DOB SUBMISSION 20-AUG-15

E DOB SUBMISSION - RB 01-OCT-15

1 PROGRESS SET 30-OCT-15

11A2S.36S.2

12A

2     DOB SUBMISSION  RB                16DEC15
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PARTN TYPE WIDTH

VARIES VARIES

RATED PARTN
AS SCHED

1
TYP. PIPE/CONDUIT THRU CONC/CMU RATED WALL

SCALE : 3" = 1'-0"

2
TYP. PIPE/CONDUIT THRU RATED GYP BD  PARTITION

SCALE : 3" = 1'-0"

3
TYP. PIPE/CONDUIT THRU RATED CONC. FLOOR

SCALE : 3" = 1'-0"

4
TYP. PLASTIC PIPE THRU RATED CONC/CMU WALL

SCALE : 3" = 1'-0"

5
TYP. PLASTIC PIPE THRU RATED GYP BD PARTN

SCALE : 3" = 1'-0"

6
TYP. PLASTIC PIPE THRU RATED CONC. FLOOR

SCALE : 3" = 1'-0"

7
CABLE BUNDLE THRU CONC/CMU RATED PARTN

SCALE : 3" = 1'-0"

8
TYP. CABLE TRAY THRU RATED GYP BD PARTN

SCALE : 3" = 1'-0"

9
TYP.MET DUCT FIRE DAMPER THRU RATED GYP BD PARTN

SCALE : 3" = 1'-0"

10
TYP. "J" BOX @ RATED GYP BD PARTN

SCALE : 3" = 1'-0"

11
TYP. DUCT FIRE DAMPER THRU RATED CMU WALL

SCALE :  1 1/2" = 1'-0"

METAL SLEEVE WHERE
REQUIRED BY
CONTRACT
DOCUMENTS

FIRE RATED SEALANT
AND PACKING - DEPTH
AS REQ'D BY RATED
ASSEMBLY

ANNULAR SPACE PER
RATED ASSEMBLY

METAL PIPE

FILL AROUND SLEEVE
IN MASONRY
CONSTRUCTION W/
CEMENT MORTAR

MASONRY

CONCRETE

RATING NO:
MAX 3 HR,

UL C-AJ-1017, OR EQ

FIRE
RATED
SEALANT

HOSE CLAMP

FIBERGLASS
INSUL, AS SCHED

OVERLAP AS
REQ'D BY RATED

PLASTIC PIPE
(TYPE VARIES)

WIRE TIE

INTUMESCENT
WRAP STRIPS

PIPE COLLAR,
ATTACH TO WALL
AS REQ'D BY RATED
ASSEMBLY
RATING NO:
MAX 2 HR,

UL C-AJ-2001, OR EQ

PATCH AROUND
SLEEVE IN
MASONRY W/
CEMENT MORTAR

MASONRY

CONCRETE

FILL AROUND SLEEVE
IN MASONRY
CONSTRUCTION W/
CEMENT MORTAR

INSULATED CABLE OR
CABLE BUNDLE W/
AGGREGATE
CROSS-SECTION
COMPLYING W/ % OF
WALL OPNG PER THE
RATED ASSEMBLY

ANNULAR SPACE PER
RATED ASSEMBLY

FIRE RATED SEALANT,
PACK AROUND CABLES
AS REQ'D PER THE
RATED ASSEMBLY

METAL SLEEVE WHERE
REQUIRED

RATING NO:
MAX 3 HR, UL

C-AJ-3030, OR EQ

FIRE SAFING INSUL
PACKING MATERIAL

CMU WALL

CONCRETE

FIRE RATED SEALANT

@

RATED PARTITION

RATED
PARTITION AS

SCHEDULED

ANNULAR SPACE

PER

RATED ASSEMBLY

METAL PIPE / CONDUIT

GYPSUM BOARD AND
METAL STUD PARTITION

RATING NO:
MAX 4 HR,

UL W-L-1001, OR EQ

PIPE COLLAR,
ATTACH TO RATED
PARTN AS REQ'D BY
RATED ASSEMBLY

INTUMESCENT WRAP
STRIP

PLASTIC PIPE
(TYPE VARIES)

FIRE RATED SEALANT

GYPSUM BOARD AND
METAL STUD
PARTITION

OVERLAP AS
REQ'D BY
RATED
ASSEMBLY

HOSE CLAMP

FIBERGLASS
INSUL, AS SCHED

RATING NO:
MAX 2 HR,

UL W-L-2002, OR EQ

RATING NO:
MAX 2 HR, UL W-L-4004, OR

EQ

INTUMESCENT SHEET

INSULATED CABLES AND
STEEL TRAY

BED CABLE IN FIRE RATED
SEALANT, PER THE RATED
ASSEMBLY

INTUMESCENT WRAP
STRIP AT PERIMETER OF
CABLE TRAY

FIRE RATED SEALANT

RATED PARTN TYPE AS
SCHEDULED

RATED PARTITION, AS
SCHEDULED

ACOUSTICAL INSUL AS
SCHEDULED

TELEPHONE OR
ELECTRICAL COVER
PLATE

CONTINUOUS  ACOUS
SEALANT  AROUND TEL &
MET ELEC OUTLET BOX

MOLDABLE FIRE-
STOPPING AROUND
TELEPHONE OR  ELEC
OUTLET BOX

FILL BEHIND THE BOX
WITH FIRE BLANKET
INSULATION

ANNULAR SPACE AS
REQ BY RATED
ASSEMBLY

MIN 1/2" FIRE RATED
SEALANT AND PACKING @
FIRE RATED FLOOR
STRUC

FIRE RATED CONC OR
METAL DECK FLR STRUC

METAL PIPE OR CONDUIT
RISER

RATING NO:
MAX 3 HR,

UL C-AJ-1017, OR EQ

METAL SLEEVECORED HOLE

PIPE DIA

AS SCHED

TYP PIPE SUPPORT
BRACKET

PIPE INSULATION WHERE
INDICATED

METAL PIPE SLEEVE

MAXIMIZE ANNULAR
SPACE AS PERMITTED BY
RATED ASSEMBLY UP TO
INSULATION THICKNESS

FIRE RATED SEALANT
DEPTH AS REQ'D BY RATED
ASSEMBLY

CONCRETE FLOOR
STRUCTURE

INTUMESCENT WRAP
STRIPS AS REQ'D BY RATED
ASSEMBLY

HOSE CLAMP

PIPE COLLAR, ATTACH TO
CONC FLOOR AS REQ'D BY
RATED ASSEMBLY

RATING NO:
MAX 2 HR,

UL C-AJ-2001, OR EQ

TIE WIRE

FIRE
RATED
SEALANT

FILL ANNULAR SPACE
W/ HYDRAULIC
CEMENT

PLASTIC
PIPE (TYPE
VARIES)

CORED HOLE METAL
SLEEVE

FIBERGLASS INSUL, AS
SCHED

UL COMPLYING STL
ANGLE FRAME, ATTACH
TO FIRE DAMPER
SLEEVE W/ UL
COMPLYING
FASTENERS @ 2'-0" OC,
MIN TWO PER SIDE ALL
AROUND

FIRE DAMPER,
CONNECTION
AND DUCT-SEE
MECH
DRAWINGS

ATTACH STL
ANGLE FRAME
TO RATED
WALL W/UL
COMPLYING EB,
PER RATED
ASSEMBLY
CMU
PARTITION
AS
SCHEDULED

DBL MET STUD
PERIMETER FRAMING

FIRE RATED SEALANT

FIRE DAMPER SLEEVE
AND UNIT

MET DUCTWORK

UL COMPLYING
PERIMETER METAL
SUPPORT ANGLE, BOTH
SIDES OF PARTN,
OVERLAP PARTN OPNG
1" MIN, ATTACH AS REQ'D
BY RATED ASSEMBLY

PROVIDE OPEN GAP
PER SMACNA
STANDARDS
RATING NO:
MAX 2 HR,

UL W-L-7008, OR EQ

NN
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DESIGN DEVELOPMENT
NOT FOR CONSTRUCTION

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

DOB REV.

PROJECT NORTH

 3" = 1'-0"

A-702

FIREPROOFING AND PENETRATION
DETAILS

.00

1 PROGRESS SET 30-OCT-15

2     DOB SUBMISSION  RB                16DEC15

Sheet 277 of 315

CONSTRUCTION
DOCUMENTS

121192761 ES461393929DEPT OF BLDGS Job Number Scan Code

APPROVED
Under Directive 2 of 1975

Date:

Shauqat Shaikh

04/20/2016



1
TYP. INSUL. PIPE THRU RATED GYP. BD PARTN

SCALE : 3" = 1'-0"

2
TYP. INSUL. CABLE BUNDLE THRU RATED CONC. FLOOR

SCALE : 3" = 1'-0"

3
TYP. CABLE TRAY THRU CONC/CMU RATED WALL

SCALE : 3" = 1'-0"

4
ACCOUSTICAL PARTITION PENETRATION DETAILS - ACOUSTICAL

SCALE : 3" = 1'-0"

RATING NO:
3 HR UL C-AJ-4003,

OR EQ

INTUMESCENT SHEET

INSULATED CABLES AND
STEEL TRAY

BED CABLE IN FIRE RATED
SEALANT, PER THE RATED
ASSEMBLY

INTUMESCENT WRAP
STRIP AT PERIMETER OF
CABLE TRAY

FIRE RATED SEALANT

CONCRETE

O
P
N
G
 
P
E
R

R
A
T
E
D
 
A
S
S
E
M
B
L
Y

CMU
WALL, AS
SCHED

OPNG PER

RATED ASSEMBLY

INSULATED CABLE OR
CABLE BUNDLE W/
AGGREGATE CROSS
SECTION COMPLYING W/
% OF FLR OPNG PER THE
RATED ASSEMBLY

FIRE RATED SEALANT,
PACK AROUND CABLES
AS REQ'D PER THE RATED
ASSEMBLY

CONCRETE FLOOR
STRUCTURE

METAL SLEEVECORED HOLE

FIRE SAFING INSUL
PACKING MATERIAL

RATING NO:
MAX 3 HR,

UL C-AJ-3030, OR EQ

FIRE RATED SEALANT @
RATED PARTITION

RATED
PARTITION AS

SCHEDULED

ANNULAR SPACE PER
RATED ASSEMBLY

METAL PIPE

GYPSUM BOARD AND
METAL STUD PARTITION,
AS SCHED
RATING NO:
MAX 1 HR,

UL W-L-1133, OR EQ

UL COMPLYING
FIBERGLASS PIPE INSUL,
MAX 2" THICK, W/
ALL-SERVICE JACKET

PENETRATIONS OF ACOUSTICAL PARTITIONS BY, CONDUIT, CABLE, PIPES ETC. SHALL BE

ACOUSTICALLY SEALED AS SHOWN.  ANY GAP LARGER THAN 1/2" SHALL BE COVERED WITH

GYPSUM BOARD, LAPPED A MINIMUM OF 2" AND SCREWED BEFORE USING ACOUSTICAL

SEALANT.  CABLE TRAYS SHOULD NOT PENETRATE SLAB-TO-SLAB PARTITIONS.  A CONDUIT

SLEEVE SHOULD BE USED AT SUCH PENETRATIONS AND SEALED AS SHOWN ON THIS

DETAIL.

FLEXIBLE DUCT, PIPE, CONDUIT, ETC. CONNECTIONS SHOULD BE INCORPORATED

BETWEEN ROOMS WHERE RESILIENTLY ISOLATED FLOORS, WALLS OR CEILING LIDS

OCCUR.

CLOSED CELL
POLYURETHANE FOAM
OR FIRE RATED
SILICONE FOAM

CONDUIT SLEEVE

CLOSED CELL
POLYURETHANE FOAM OR
FIRE RATED SILICONE FOAM

1/2" CLEAR
(TYP.)

MULTIPLE CONDUIT

SINGLE CONDUIT, CABLE OR PIPE

SIMILAR FOR DOUBLE
STUD PARTITION

SIMILAR FOR SINGLE
STUD PARTITION

1/8" CLEAR TYP.
(CONDUIT
OR PIPE SHALL NOT
CONTACT WALL)

1/8" CLEAR TYP.
(CONDUIT OR PIPE
SHALL NOT CONTACT
WALL)

ACOUSTICAL SEALANT

SLEEVE W/MULTIPLE CABLES

UL W-L-1094

UL W-L-1224

UL W-L-1242
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BUTT GLAZED JOINT WITH SEALANT

5/8" GYP. BD. OVER
3 5/8" MTL. STUDS OVER
5/8" GYP. BD.

B

C

B

PROVIDE ACOUTICAL SEALANT
BETWEEN HOL OFFICES AND
ADJECENT SPACES (TYP.)

1
5

'-
7

 1
/8

"

1'-2 3/8"

9 1/2"

MULLION AND WALL

FOR INFORMATION PERTAINING TO THE
CURTAIN WALLS YSTEM- REFER TO THE
A-400 SERIES DRAWINGS

1
5

'-
2

 1
/4

"

3.25

C

B

1
5

'-
6

 3
/1

6
"

1'-3 1/4"

FP-02

1" THK. (MIN)
CEMENTITIOUS SPRAY ON
FIREPROOFING

5/8 " THK. GYP WALL
BD OVER 3 5/8" MTL
STUDS
@ 16" O.C.- (TYP.
BOTH SIDES)

BRACING COLUMN-
REFER TO STRUCTURAL
DRAWINGS FOR APPROX.
SIZING
-

HOL - OFFICE ?

BRACING COLUMN-
REFER TO STRUCTURAL
DRAWINGS FOR APPROX.
SIZING
-

FP-02

1" THK. (MIN)
CEMENTITIOUS SPRAY ON
FIREPROOFING

PROVIDE ACOUTICAL
SEALANT BETWEEN HOL
OFFICES AND ADJECENT
SPACES (TYP.)
-

FOR INFORMATION
PERTAINING TO THE
CURTAIN WALLS YSTEM-
REFER TO THE A-400
SERIES DRAWINGS

BRACING COLUMN-
REFER TO STRUCTURAL
DRAWINGS FOR APPROX.
SIZING
-

FP-02

1" THK. (MIN)
CEMENTITIOUS SPRAY ON
FIREPROOFING

PROVIDE BREAK METAL AT
BACK SIDE AND EDGE AS
DEPICTED
-

D

E

6" MTL STUDS
@ 16" O.C.-

BRACING COLUMN- REFER
TO STRUCTURAL
DRAWINGS FO APPROX.
SIZING
-

FP-02

1" THK. (MIN)
CEMENTITIOUS SPRAY ON
FIREPROOFING

FP-02

1 1/2" THK. (MIN)
CEMENTITIOUS SPRAY ON
FIREPROOFING

STRUCTURAL COLUMN-
REFER TO STRUCTURAL
DRAWINGS FO APPROX.
SIZING
-

5/8" G.W.B. ON
2 1/2" MTL STUDS

EXISTING BUILDING

ELEC

6" MTL STUDS
@ 16" O.C.-

BRACING COLUMN- REFER
TO STRUCTURAL
DRAWINGS FO APPROX.
SIZING
-

1 HOUR RATED WALL

FP-02

1" THK. (MIN)
CEMENTITIOUS SPRAY ON
FIREPROOFING

BRACING COLUMN- REFER
TO STRUCTURAL
DRAWINGS FO APPROX.
SIZING
-

5/8" G.W.B. ON
6" MTL STUDS

2.75

E

1'-11 1/4"

FP-02

1" THK. (MIN)
CEMENTITIOUS
SPRAY ON
FIREPROOFING

STRUCTURAL COLUMN-
REFER TO STRUCTURAL
DRAWINGS FO APPROX.
SIZING
-

5/8" G.W.B. ON
2 1/2" MTL STUDS

EXISTING BUILDING

2
'-
2

 1
/8

"

2
 7

/1
6

"

5/8" G.W.B. ON
3 5/8" MTL STUDS

4.25

E

FP-02

1" THK. (MIN)
CEMENTITIOUS SPRAY ON
FIREPROOFING

STRUCTURAL COLUMN-
REFER TO STRUCTURAL
DRAWINGS FO APPROX.
SIZING
-

5/8" G.W.B. ON
2 1/2" MTL STUDS

EXISTING BUILDING

2
 7

/1
6

"

4.75

E

FP-02

1" THK. (MIN)
CEMENTITIOUS SPRAY ON
FIREPROOFING

STRUCTURAL COLUMN-
REFER TO STRUCTURAL
DRAWINGS FO APPROX.
SIZING
-

5/8" G.W.B. ON
2 1/2" MTL STUDS

1'-10 7/16"

EXISTING BUILDING

1
'-
1
1

 1
/1

6
"

6.25

D

E

5/8" G.W.B. ON
2 1/2" MTL STUDS

8

A-710

6" MTL STUDS
@ 16" O.C.-

BRACING COLUMN- REFER
TO STRUCTURAL
DRAWINGS FO APPROX.
SIZING
-

FP-02

1" THK. (MIN)
CEMENTITIOUS SPRAY ON
FIREPROOFING

V
A

R
IE

S
1

'-
2

 1
/2

"

FP-02

1 1/2" THK. (MIN)
CEMENTITIOUS SPRAY ON
FIREPROOFING

STRUCTURAL COLUMN-
REFER TO STRUCTURAL
DRAWINGS FO APPROX.
SIZING
-

5/8" G.W.B. ON
2 1/2" MTL STUDS

2
'-
7

 5
/8

"

2'-2 7/16"

EXISTING BUILDING

S
E

A
L

 W
A

L
L

 A
S

S
E

M
B

L
Y

6" MTL STUDS
@ 16" O.C.-

6" MTL STUDS
@ 16" O.C.-

1
8

'-
1

 1
/1

6
"

1'-5 7/16"

1'-10 7/16"

5/8" THK. GYP. WALL BD OVER
3 5/8" MTL STUDS
@ 16" O.C.-

BRACING COLUMN- REFER
TO STRUCTURAL
DRAWINGS FO APPROX.
SIZING
-

FP-02

1" THK. (MIN)
CEMENTITIOUS SPRAY ON
FIREPROOFING

FP-02

1" THK. (MIN)
CEMENTITIOUS SPRAY ON
FIREPROOFING

BRACING COLUMN- REFER
TO STRUCTURAL
DRAWINGS FO APPROX.
SIZING
-

2

A-263

2

A-264

3

A-264

2

A-265

3

A-265

2

A-266

2

A-267

2

A-268

2

A-269

1

A-262

2

A-262

2

A-261

4

A-261

3

A-266

3

A-267

3

A-268

5/8" THK. GYP WALL
BD

2 1/2"  HEAVY GA. METAL STUD

RAISED FLOORING
SYSTEM

3" VARIES-SEE SUMMARY

4 5/16"

NN

664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
NEW YORK, NY  10016
T. 212.840.0060

ONE LUX STUDIO
158 WEST 29TH STREET
NEW YORK, NY 10011
T. 212.201.5790

INTERIOR LIGHTING DESIGNER

E

D

DRAWING TITLE

PROJECT PHASE

©  2015  RAFAEL VINOLY ARCHITECTS PC

DRAWING NUMBER

DRAWING SIZE

DRAWING SCALE

ARCHITECTS PROJECT NUMBERDATEDESCRIPTIONREVMEP / FP ENGINEERSTRUCTURAL ENGINEERARCHITECT

CIVIL ENGINEER LANDSCAPE ARCHITECT SPECIFICATION CONSULTANT

DISCLAIMER

RAFAEL VINOLY ARCHITECTS
50 VANDAM STREET
NEW YORK, NY  10013
T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
21 PENN PLAZA 8TH FL
NEW YORK, NY 10001
T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1" = 1'-0"

A-710

ENLARGED DETAILS
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SCALE:  1" = 1'-0" 5Callout of SECTOR B - FLOOR PLAN - LEVEL 1

SCALE:  1" = 1'-0" 4TYPICAL HOL COLUMN ENCLOSURE

SCALE:  1" = 1'-0" 1Callout (3) of SECTOR B - FLOOR PLAN - LEVEL 1

SCALE:  1" = 1'-0" 3Callout (4) of SECTOR B - FLOOR PLAN - LEVEL 1

SCALE:  1" = 1'-0" 2Callout (5) of SECTOR B - FLOOR PLAN - LEVEL 1
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2
' -

 6
"

4
' -

 0
"

BC-2 LIGHT
WOOD "ASH"
BASE
CABINETS
(TYP.)

(B-1) BASE
VERTICAL SERVICE
MODULE

CT-2 LIGHT ASH
WOOD
COUNTERTOP
BASE CABINET
SUPPORT
BRACKETS

WHITE ANODIZED
ALUM. TOP SHELF
(TYP.)

1
' -

 3
"

2' - 0" 2' - 0"

2' - 0"

TILE &
VSM

SURFACE MOUNTED
OUTLET/DATA ENCLOSURE

BOX- FINISH TO MATCH
VSM FINISH AS REQ'D

(TYP.)

A-731

1

B4 (BASE) VSM
BLADE

B4 (BASE) VSM
BLADE

B4 (BASE) VSM
BLADE

A-731

2

E-1(BASE) VSM
TERMINATION
ADAPTER (TYP.)

WRITE-UP DESK "T"

CONFIGURATION

A-731

1

B4 (BASE) VSM
BLADE

B4 (BASE) VSM
BLADE

B4 (BASE) VSM
BLADE

A-731

2

E-1(BASE) VSM
TERMINATION
ADAPTER (TYP.)

WRITE-UP DESK "+"PLUS

CONFIGURATION

WRITE-UP DESK "+

2" PLUS

CONFIGURATION

SURFACE MOUNTED
OUTLET/DATA

ENCLOSURE BOX- FINISH
TO MATCH VSM FINISH AS

REQ'D  (TYP.)

TILE &
VSM

POWER
CONDUIT
(NORMAL)

EMERGENCY
POWER
CONDUIT (CPO)

DATA CIRCUIT

PD3 VSM BLADE

PD3 VSM BLADE

EMERGENCY
POWER
CONDUIT (CPO)

DATA CIRCUIT

POWER
CONDUIT
(NORMAL)

G1 VSM BLADE

3
'-
1

1
 1

5
/1

6
"

4
'-
0

"
4

'-
0

"
4

'-
0

"

1
6

'-
0

"

2'-6"

2' - 6 3/4"

TILE & VSM

TILE &
VSM

TILE &
VSM

TILE &
VSM

TILE &
VSM

2'-6"

2' - 6 3/4"

TILE & VSM

TILE &
VSM

B-4 (BASE)

NOTES:
1. END ADAPTER CONNECTORS LENGTHS VARY BETWEEN SYSTEMS.  IT IS
THE RESPONSIBILITY OF THE CONTRACTOR TO COORDINATE
LENGTH/HEIGHTS AND LOCATION OF END ADAPTERS WITHIN SPECIFIED
SYSTEMS.
2. WRITE UP DESK TO RECEIVE - POLYURETHANE LACQUER "SCRATCH
RESISTANT FINISH."
3. STEEL BASE PLATE AT WRITE-UP DESKS TO BE 1'-1'WX1'-1"WX 1/4" THK.
GALV.

E-1 (TERMINATION
ADAPTER) TYP.

SEE NOTE:1

S2 SPINE VSM

CT-3 LIGHT WOOD
COUNTERTOP-

COLOR: ASH (TYP.)

TS-1 WHITE ANODIZED
ALUM. TOP (TYP.)

3

-

4

A-720

P/D 3
(BASE)

P/D 3
(BASE)

B1
(BASE)

B1
(BASE)

P/D 3
(BASE)

P/D 3
(BASE)

B1
(BASE)

B1
(BASE)

B4
(BASE)

B4
(BASE)

B4
(BASE)

B4
(BASE) S1

(SPINE)

S1
(SPINE)

S2 SPINE

S2 SPINE

B-4 (BASE)

WRITE-UP "T"
CONFIGURATION

WRITE-UP "+2"
CONFIGURATION

WRITE-UP "+"
CONFIGURATION

WRITE-UP "+2"
CONFIGURATION

WRITE-UP "T"
CONFIGURATION

1
'-
3

 7
/8

"
2

'-
6

"

4'-0" 4'-0" 4'-0" 4'-0"

SPECIFIED
DISTRIBUTION
BOX

B1 "BASE"PD3 "BASE"

B4 "BASE"

TILE &
VSM

TILE &
VSM

TILE &
VSM

TILE &
VSM

BC-2 LIGHT
WOOD "ASH"

BASE
CABINETS

BC-2 LIGHT
WOOD "ASH"
BASE
CABINETS

BC-2 LIGHT
WOOD "ASH"
BASE
CABINETS

B4 "BASE" 4
' -

 0
"

TOP OF VSM BLADE
/PANEL SYSTEM

TILE &
VSM

CT-1 EPOXY RESIN/
PHENOLIC RESIN

COUNTERTOP-
COLOR: LIGHT

GREY (TYP.)

BC-2 LIGHT
WOOD "ASH"
BASE
CABINETS

PD3 "BASE"

HORIZONTAL
TOP SHELVING

TACKABLE
SURFACE

SOLID PANEL

BC-2 LIGHT
WOOD "ASH"
BASE
CABINETS

16'-0"

WP-7 WP-7 WP-7 WP-7

WP-8WP-8WP-8WP-8

GENERAL NOTES:

1. CONTRACTOR TO COORDINATE CONDUIT SIZING &
CONNECTIONS. SUBMIT SAMPLES INCLUDING CONNECTIONS AND
ALL ASSOCIATED MECHANISMS FOR COMPLETE SYSTEM TO
ARCHITECT FOR APPROVAL.
2. FOR ALL CONDUITS, MANUFACTURER SHALL MODIFY WALL TO
ALLOW CONDUIT ACCESS AS REQUIRED.
3. ALL CABINET HEIGHTS ARE INDICATED WITH THE ADJUSTABLE
GLIDES TURNED SO THAT THE CABINET IS IN THE LOWEST
POSSIBLE POSITION.
4.  PROVIDE REMOVABLE BOTTOM PANEL IN SINK BASE CABINETS.

3
'-
8
 1

5
/1

6
"

3
'-
9

"
3

'-
9

"
3

'-
9

"

1
5

'-
0

"

2'-6"

2' - 6 3/4"

TILE & VSM

TILE &
VSM

TILE &
VSM

TILE &
VSM

TILE &
VSM

2'-6"

2' - 6 3/4"

TILE & VSM

TILE &
VSM

B-4 (BASE)

NOTES:
1. END ADAPTER CONNECTORS LENGTHS VARY BETWEEN SYSTEMS.  IT IS
THE RESPONSIBILITY OF THE CONTRACTOR TO COORDINATE
LENGTH/HEIGHTS AND LOCATION OF END ADAPTERS WITHIN SPECIFIED
SYSTEMS.
2. WRITE UP DESK TO RECEIVE - POLYURETHANE LACQUER "SCRATCH
RESISTANT FINISH."
3. STEEL BASE PLATE AT WRITE-UP DESKS TO BE 1'-1'WX1'-1"WX 1/4" THK.
GALV.

E-1 (TERMINATION ADAPTER) TYP.
SEE NOTE:1

S2 SPINE VSM

CT-3 LIGHT WOOD
COUNTERTOP-

COLOR: ASH (TYP.)

TS-1 WHITE ANODIZED
ALUM. TOP (TYP.)

3

-

4

A-720

P/D 3
(BASE)

P/D 3
(BASE)

B1
(BASE)

B1
(BASE)

P/D 3
(BASE)

P/D 3
(BASE)

B1
(BASE)

B1
(BASE)

B4
(BASE)

B4
(BASE)

B4
(BASE)

B4
(BASE) S1

(SPINE)

S1
(SPINE)

S2 SPINE

S2 SPINE

B-4 (BASE)

WRITE-UP "T"
CONFIGURATION

WRITE-UP "+2"
CONFIGURATION

WRITE-UP "+"
CONFIGURATION

WRITE-UP "+2"
CONFIGURATION

WRITE-UP "T"
CONFIGURATION
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SCALE:  3/4" = 1'-0" 2TYPICAL FUME HOOD  AT LAB SUPPORT

SCALE:  3/4" = 1'-0" 1TYPICAL LAB SUPPORT MODULE

SCALE:  3/4" = 1'-0" 3LAB SUPPORT SINK MODULE

SCALE:  3/4" = 1'-0" 4LAB SUPPORT CASEWORK MODULE

SCALE:  1/4" = 1'-0"
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COLD ROOM ENLARGED PLANS
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D DESIGN DEVELOPMENT 27-FEB-15
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SCALE:  1/4" = 1'-0" 1COLD ROOM LS1004/1005

SCALE:  1/4" = 1'-0" 2WALL CR VSM SINGLE LS 1011

SCALE:  1/4" = 1'-0" 3WALL CR VSM SINGLE LS 1026

SCALE:  1/4" = 1'-0" 4COLD ROOM LS1032/1033

SCALE:  1/4" = 1'-0" 5VSM CR VSM 1 level 1

SCALE:  1/4" = 1'-0" 6VSM CR WALL BACK TO BACK

SCALE:  1/4" = 1'-0" 7VSM CR WALL 2022/2023

SCALE:  1/4" = 1'-0" 8VSM CR WALL staggered
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 3/8" = 1'-0"

A-725

VSM "OPEN LAB AREA" ALTERNATES

.00

SCALE:  3/8" = 1'-0" 1
LAB BENCH ADD ALTERNATE #2

SCALE:  3/8" = 1'-0" 2
LAB BENCH ADD ALTERNATE #3

SCALE:  3/8" = 1'-0" 3
LAB BENCH ADD ALTERNATE #4

SCALE:  3/8" = 1'-0" 4
LAB BENCH ADD ALTERNATE #5

NOTE:

FOR ALTERNATE # 1-

REFER TO A-735 CASEWORK QUANTITIES FOR ALTERNATE LINE

ITEM.
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SCALE:  12" = 1'-0" 3ENLARGED VSM PD2/PD3

SCALE:  12" = 1'-0" 2ENLARGED PD 1
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CUT ON ACCESS

FLOOR TILE

STEEL ANCHOR PLATE

STEEL ANCHOR PLATE

VSM / TILE

VSM / TILE

QUICK CONNECT STEM AND BODY WITH DOUBLE END SHUT OFF-
NOTE: END COUPLING TO BE AT DISTIBUTION BOX LOCATION.

PEDESTAL BASE PLATE- GLUED
TO THE CONCRETE SLAB

CONCRETE SLAB
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(SUPPLIED BY VSM MANUF.)
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SUBMIT SAMPLE END ADAPTER FOR
APPROVAL.

SPECIFIED VSM
SYSTEM- REFER TO
ENLARGED DETAILS
FOR ACTUAL VSM
TYPE.

3/4"

1
 3

/8
"

CONTRACTOR TO PROVIDE
VSM ADAPTER FOR PANEL
INSTALLATION,
CONTRACTOR TO ENSURE
FLUSH FINISH AS
DEPICTED.

NEOPRENE SEAL FOR
ACOUSTICAL AND
MECHANICAL
SEPERATATION

SPECIFIED WP-1 PANEL
SYSTEM. SECURE TO VSM
ADAPTER AS REQ'D

NOTE:
1. PANEL TO VSM ADAPTER SHOWN IS
DIAGRAMMATIC, SELECTED MANUF. TO
SUBMIT SAMPLE TRANSITIONAL ADAPTER
FOR APPROVAL.

1
 3

/8
"

4

GENERAL NOTES:

1.CONSOLIDATION "DISTRIBUTION BOXES" MODULAR ELECTRICAL
COMPONENTS LINE WITH AIR & VACUUM CONNECTIONS MAY NOT
BE IN THE IMMEDIATE VICINITY OF THE BASE OF EACH VSM. VS.
MANUF. TO SUPPLY SUFFICIENT CABLE LENGTH FOR EACH UTILITY
LINE TO REACH THE NEAREST CONNECTION.
2. BASE BID: VSM MOUNTED TO CONCRETE DECK SLAB.
ALTERNATE: VSM MOUNTED TO ACCESS FLOOR PANEL SEE A- 737 &
A- 738.
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DOCUMENTS

DOB REV.

PROJECT NORTH

A-731

CASEWORK COMPONENT SHEET

.00

SCALE:  3" = 1'-0" 6VSM FLOOR MOUNTING LAYOUT

SCALE:  3" = 1'-0" 5VSM ANCHORAGE TO STRUCTURAL SLAB DETAIL

SCALE:  1" = 1'-0" 4VSM ENLARGED ISOMETRIC DETAIL AT BASE

SCALE:  12" = 1'-0" 1ENLARGED SPINE PLAN

SCALE:  12" = 1'-0" 2VSM TERMINATION ADAPTER E-1

SCALE:  12" = 1'-0" 3VSM PANEL SECUREMENT DETAIL

SCALE:  3/16" = 1'-0" 8VSM SPINE 1 AT BASE

SCALE:  3/16" = 1'-0" 7VSM SPINE 2 AT MIDDLE/TOP

SCALE:  3/16" = 1'-0" 9VSM SPINE 3 AT TOP
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1
' -

 1
 3

/4
"

ALUM. STRIP  WITHIN
CHANNEL FOR
ADJUSTABLE CONNECTION
OF SHELF TO VSM (TYP.)

CORRUGATED ALUM.
SHELF
FINISH: WHITE ANODIZED

SPECIFIED PANEL SYSTEM

1/2" 5" 6 1/2" 1/2"5"6 1/2"

1/2" 5" 6 1/2" 1/2"5"6 1/2"

1' - 0" 1' - 0"

LED SHELF TASK LIGHT
ALUM. BRACKET- FINISH TO
MATCH VSM SYSTEM. BRACKETS
BY VSM MANF. LED LIGHTING BY
OTHERS. VSM MANUF TO
COORDIANTE SPECIFIED LED
LIGHT STRIP WITH DESIGN
INTENT AND ENCLOSURE.

NOTES:
1.  SELECTED VERTICAL SERVICE MODULE (VSM) MANUF.
TO PROVIDE SHELF BRACKET ABLE TO ACCOMMODATE
SELECTED LIGHT FIXTURE (BY OTHERS).

SHELF LIGHTING OPTIONS:
BASIS OF DESIGN
"TUNELIGHT 2" BY FEELUX
ALTERNATES:
1. LED TASK "LARC6" 24VDC LED LIGHT BAR, BY GM
LIGHTING
2. ZIPONE LED 707 "MAGNET MOUNTED" LINEAR LIGHT
FIXTURE BY VODE

LENGTH TO BE COORDINATED WITH FLOOR PLANS/ SHELF
LENGTH/ LIGHTING MANUF. PRODUCT LINE.

ALUM. GUARDRAIL AT FRONT
AND SIDES OF SHELVES

A-731

3

A-731

3

A-731

2

A-731

2

A-731

1
A-731

1

3

A-732

ALUM. STRIP  WITHIN
CHANNEL FOR

ADJUSTABLE CONNECTION
OF SHELF TO VSM (TYP.)

RECESSED CHANNEL FOR
ATTACHMENT OF COUNTER,

SHELVES, AND TASK
LIGHTING  (TYP.)

6'-0"+/-

EQ.

1" (TYP.)

EQ. EQ.

1
' -

 0
"

1
' -

 0
"

SH-1 WHITE ANODIZED
ALUM. SHELVING(TYP.)

SH-1 WHITE ANODIZED
ALUM. SHELVING(TYP.)

ALUM. GUARDRAIL AT FRONT
AND SIDES OF SHELVES

ALUM. GUARDRAIL AT FRONT
AND SIDES OF SHELVES

LINE OF LED SHELF TASK
LIGHT BELOW

A-731

2

1
' -

 1
 3

/4
"

1
' -

 1
 3

/4
"

1/4" EQ. 1/4" EQ. 1/4" EQ. 1/4"

1
/2

"

CORRUGATED ALUM.
SHELF

FINISH: WHITE ANODIZED

2
' -

 2
"

DRAWER PULL HANDLE

FINGER PULL

DRAWER

CABINET DOOR

SELF CONCEALED HINGES

CABINET PULL HANDLE

1
' -

 7
"

5
"

2
"

2
' -

 2
"

BREAD BOARD

DRAWER

PULL HANDLE

CABINET DOOR

DRAWER PULL HANDLE

FINGER PULL

DRAWER

FILE CABINET DRAWER

CABINET PULL HANDLE

DRAWER

BREAD BOARD

DRAWER

PULL HANDLE

FILE CABINET
DRAWER

1
' -

 2
"

5
"

5
"

2
 1

/4
"

1
" 

(T
Y

P
.)

CASE WORK (OPTION A)CASE WORK (OPTION B)

1' - 6"1' - 4"

9
 1

/4
"

1
'-
1

 1
/8

"

E
Q

E
Q

PROVIDE FLUSH
ACCESS PANEL IN
POWER DIST.
ENCLOSURE FOR
DATA CONNECTION

CT-2 LIGHT ASH
WOOD
COUNTERTOP

METAL FRAMING
BELOW
COUTNERTOP

RECESSED SLOTS FOR
COUNTERTOP HEIGHT
ADJUSTMENT

7
 1

/2
"

ADJUSTABLE METAL
SUPPORT FOR BENCH
COUNTERTOP
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As indicated

A-732

ENLARGED CASEWORK DETAILS

.00

SCALE:  3" = 1'-0" 3ENLARGED TASK LIGHTING/ SHELF DETAIL

SCALE:  1 1/2" = 1'-0" 1LABORATORY CASEWORK DETAIL-PLAN AT SHELVING

SCALE:  1 1/2" = 1'-0" 2LAB SUPPORT CASEWORK DETAIL-TASK LIGHT/ SHELF

SCALE:  1 1/2" = 1'-0" 5LABORATORY CASEWORK- ELEVATIONS/ SECTIONS

SCALE:  3/16" = 1'-0" 8OVERHEAD SHELF  BENCH LIGHT FIXTURE WITH LIGHTING, 6'-0"LX1'-4"D

SCALE:  3" = 1'-0" 4WRITE UP DESK A ENLARGED ELEVATION
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D

D

CPC

D D

D DD

CPC

CPC

CRITICAL POWER CIRCUIT
POWER CIRCUIT

DATA CIRCUIT
VACUUM PIPE
COMPRESSED AIR PIPE

CRITICAL POWER CIRCUIT

POWER CIRCUIT
DATA CIRCUIT

VACUUM PIPE
COMPRESSED AIR PIPE

TYPICAL DISTRIBUTION BOX SHALL CONTAIN 8 NORMAL L520 OUTLETS AND 4 EMERGENCY L520
OUTLETS. THE NORMAL AND EMERGENCY OUTLETS MUST BE SEPARATED INSIDE THE BOX. THE
DISTRIBUTION BOX MUST BE U.L. CERTIFIED.
VSM MANUF. MUST SUPPLY A SAMPLE DISTRIBUTION BOX FOR APPROVAL.
IT IS THE RESPONSIBILTY OF THE VSM MANUF TO ENSURE ALL DISTRUBUTION BOXES CAN
RECEIVE ALL COMMON VARIATIONS OF TYPICAL LAYOUTS.

COMPRESSED AIR AND  VACUUM
(TYP.) FOR TWO BLADES.

RUN DIRECTLY TO DIST. BOX
PROVIDE 15'-0" LONG CONDUIT

FOR  FLEXIBILITY -
SEE GENERAL GAS PIPE FITTING

NOTES

GENERAL GAS PIPE FITTING NOTES:
TECHNICAL GAS PIPE AND FITTINGS (OR CORROSIVE LAB GASES)
1. TECHNICAL PIPING (AIR & VACUUM) SHALL BE WELDED, DRAWN AND ANNEALED TYPE 304L
STAINLESS STEEL, TUBE 16 GA. THICKNESS; POLISHED I. MIN 25RA GRADE FINISH, MILL FINISH
OD.
2. FITTINGS SHALL BE TYPE 316 STAINLESS STEEL, SOCKET WELD ENDS CONFORMING TO
ANSI B31.1 AND B31.2 OR SWAGE-LOCK, GYROLOCK, OR PARTER TUBE FITTINGS. FITTINGS AND
PIPE TO BE ONE MANUFACTURER TO ASSURE PROPER FIT AND SYSTEM CONFORMANCE.
3. JOINTS SHALL BE FIELD FABRICATED BY ORBITAL WELDING METHOD, SOCKET WELDED,
EITHER FLANGED OR SWAGE CONNECTIONS TO VALVES, EQUIPMENT AND WHERE INDICATED
ON THE CONTRACT DRAWINGS. SWAGE STYLE FITTINGS ARE TO BE FABRICATED PER
MANUFACTURER'S INSTRUCTIONS.
4. WHERE PIPING RUNS THROUGH CONCRETE, PROVIDE 2" PVC SLEEVE AND PROVIDE A "Z"-
BEND (TWO [2] 90° OFFSETS).

COMPRESSED AND AIR
VACUUM

(TYP. ) FOR TWO BLADES.

COMPRESSED AIR AND
VACUUM (TYP. FOR 3) FOR

TWO BLADES.

COMPRESSED AIR AND
VACUUM

(TYP.)
RUN DIRECTLY TO DIST. BOX

PROVIDE 15'-0" LONG CONDUIT
FOR  FLEXIBILITY

DISTRIBUTION BOX NOTES:
1 .DISTRIBUTION BOX SHALL CONTAIN 8 NORMAL L520 OUTLETS AND 4 EMERGENCY L520 OUTLETS.
THE NORMAL AND EMERGENCY OUTLETS MUST BE SEPARATED INSIDE THE BOX. THE
DISTRIBUTION BOX MUST BE U.L. CERTIFIED.
VSM MANUF. MUST SUPPLY A SAMPLE DISTRIBUTION BOX FOR APPROVAL.
IT IS THE RESPONSIBILTY OF THE VSM MANUF TO ENSURE ALL DISTRUBUTION BOXES CAN
RECEIVE ALL COMMON VARIATIONS OF TYPICAL LAYOUTS.

COMPRESSED AIR AND
VACUUM

(TYP. FOR 3)

2 NORMAL
0 EMERGENCY

(TYPICAL)

DENOTES DATA LINE,
WHICH SHALL RUN DIRECTLY TO THE
IDF ROOM.

HOL OFFICE

HOL OFFICE

GENERAL NOTE:
1. PLAN SHOWN IS DIAGRAMMATIC, IT IS ONLY SHOWN FOR DESIRED COMPONENT CONFIGURATION.
IT IS THE RESPONSIBILITY OF THE CONSTRACTOR TO ENSURE DESIGN INTENT IS MET.

PLAN SHOWN IS SHOWN FOR DESIGN INTENT, VSM MANUF IS RESPONSIBLE FOR COORDINATION OF
ADEQUATE DISTRUBTION FOR DESIRES DESK CONFIGURATIONS.

D D D D

DD D D

2NORMAL
1 EMERGENCY

(TYPICAL)

1 NORMAL
1 EMERGENCY

(TYPICAL)

2 NORMAL
1 EMERGENCY

(TYPICAL)

TYPICAL DISTRIBUTION
BOX LAYOUT AT BENCH

LOCATIONS

12'-0" TYPICAL @ ALL DISTRIBUTION BOX

D D DD D

4NORMAL
2 EMERGENCY

(TYPICAL)

2 NORMAL
1 EMERGENCY

(TYPICAL)

4NORMAL
2 EMERGENCY

(TYPICAL)

TOTAL: 6 NORMAL
3 EMERGENCY
(TYP. FOR BENCHES AT 10'-0"
SPACING)
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 1/4" = 1'-0"

A-733

ENLARGED
"DIAGRAMMATIC"PARTIAL POWER,
DATA & GASES DISTRIBUTION PLAN

.00

SCALE:  1/4" = 1'-0" 1ENLARGED  "DIAGRAMMATIC" PARTIAL POWER, DATA, GAS
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TOP OF
RAISED FLOOR

TOP OF
COUNTERTOP

TOP OF VSM
BLADE G1

TOP OF VSM
BLADE B2/ TOP OF
BENCH A & B

TOP OF VSM
BLADE B3/TOP OF
LAB SUPPORT

TOP OF
COUNTERTOP

TOP OF VSM
BLADE PD1

EMR
(CPO)

STANDARD
OUTLET
(POWER)

TOP OF VSM BLADE B2/
TOP OF BENCH A & B

TOP OF
RAISED FLOOR

TOP OF VSM BLADE B3/
TOP OF LAB SUPPORT

TOP OF
COUNTERTOP

TOP OF VSM
BLADE PD 2

EMR
(CPO)

STANDARD
OUTLET
(NORMAL
POWER)

TELE/DATA
OUTLET

TOP OF VSM BLADE
B2/TOP OF BENCH A & B

TOP OF RAISED
FLOOR

TOP OF VSM BLADE B3/TOP
OF LAB SUPPORT

COMPRESSED
AIR

VACUUM

STANDARD
OUTLET
(NORMAL
POWER)

STANDARD
OUTLET

( NORMAL
POWER)

TELE/DATA
OUTLET

TOP OF
COUNTERTOP

TOP OF VSM
BLADE PD 3

TOP OF WRITE-
UP DESK A

TOP OF
RAISED FLOOR

5
' -

 4
"

STANDARD
OUTLET
(NORMAL
POWER)

TELE/DATA
OUTLET

1
' -

 0
"

3
' -

 0
"

1
' -

 4
"

SPARE-PROVIDE
CAP AS REQ'D FOR
UNUSED TAPS-
MATCH SPECIFIED
FINISH

G1 VSM  BLADE ELEVATIONS

SIDE ASIDE B

PD1 VSM  BLADE ELEVATIONS

SIDE ASIDE B

PD2 VSM BLADE ELEVATIONS

SIDE ASIDE B

PD3 VSM BLADE ELEVATIONS

SIDE ASIDE B

STANDARD
OUTLET
(NORML
POWER)

TELE/DATA
OUTLET

TELE/DATA OUTLET
CIRCUIT-"HOMERUN"-
RUN DIRECT TO
IDF ROOM

"FLEXIBLE"
SPECIAL GAS
CONDUIT- RUN
DIRECT TO
DISTIBUTION
BOX

"FLEXIBLE" VACUUM
CONDUIT- RUN
DIRECT TO
DISTIBUTION BOX

"FLEXIBLE"
COMPRESSED
AIR CONDUIT-
RUN DIRECT TO
DISTIBUTION
BOX

NORMAL
POWERCONDUIT- 4
OUTLETS PER EVERY
L520 (MAX)- RUN
DIRECT TO
DISTIBUTION BOX

EMERGENCY POWER
CIRCUIT "CONDUIT"- 2
(CPO) OUTLETS PER
EVERY L520 (MAX)- RUN
DIRECT TO
DISTIBUTION BOX
"WHERE APPLICABLE"

TELE/DATA OUTLET
CIRCUIT-"HOMERUN"
-RUN DIRECT TO
IDF ROOM

NORMAL
POWERCONDUIT- 4
OUTLETS PER EVERY
L520 (MAX)- RUN
DIRECT TO
DISTIBUTION BOX

EMERGENCY POWER
CIRCUIT "CONDUIT"-
2 (CPO) OUTLETS PER
EVERY L520 (MAX)- RUN
DIRECT TO
DISTIBUTION BOX
"WHERE APPLICABLE"

TELE/DATA OUTLET
CIRCUIT-"HOMERUN"
-RUN DIRECT TO
IDF ROOM

NORMAL
POWERCONDUIT- 4
OUTLETS PER EVERY
L520 (MAX)- RUN
DIRECT TO
DISTIBUTION BOX

RECESSED
SLOT TO
ATTACH
COUNTERS,
SHELVES, TASK
LIGHT TO VSM
BLADE, SEE
NOTE 1

RECESSED
SLOT TO
ATTACH
COUNTERS,
SHELVES, TASK
LIGHT TO VSM
BLADE, SEE
NOTE 1

RECESSED
SLOT TO
ATTACH
COUNTERS,
SHELVES, TASK
LIGHT TO VSM
BLADE, SEE
NOTE 1

RECESSED
SLOT TO
ATTACH
COUNTERS,
SHELVES, TASK
LIGHT TO VSM
BLADE, SEE
NOTE 1

NOTES:
1.  ALL VSM BLADES TO BE PROVIDED WITH ELECTRICAL
CONTACT STRIP AT RECESSED SLOT FOR ADJUSTABLE LED
TASK LIGHTING AT WORK STATIONS AND LABORATORY BENCH
AND LAB SUPPORT BENCHES (TYP.).
2. ELECTRICAL CONTACT STRIP SHALL NOT EXCEED 8'-0" A.F.F.
(TYP.)

( @ 8' - 0" ) ( @ 8' - 0" ) ( @ 8' - 0" )

( @ 10' - 0" ) ( @ 10' - 0" ) ( @ 10' - 0" )

( @ WRITE-UP DESK ) ( @ WRITE-UP DESK ) ( @ WRITE-UP DESK )

LEGEND

POWER OUTLET

DATA OUTLET

COMPRESSED AIR PIPE

VACUUM PIPE

OVERHEAD OUTLETOH

UNDER COUNTER OUTLETUC

CRITICAL POWER OUTLET ONLY AT

VSM AT SUPPORT LABORATORY

CPO

NORMAL CIRCUIT #N#

CRITICAL POWER  CIRCUIT ONLY AT

VSM AT SUPPORT LABORATORY

POWER CIRCUIT

DATA CIRCUIT
CPC

POWERING SUMMERY:

SUMMARY
P/D 1: (2) NORMAL PLUGS, (1) EMERGENCY PLUG
P/D 2: (2) NORMAL PLUGS, (1) EMERGENCY PLUG
P/D 3: (1) NORMAL PLUG

X: (2) P/D 2 = (4) NORMAL PLUGS, (2) EMERGENCY PLUG
T: (1) P/D 2 = (2) NORMAL PLUGS, (1) EMERGENCY PLUG
L: (1) P/D 1 = (2) NORMAL PLUGS, 1 EMERGENCY PLUG
Y: (3) P/D 3: = (3) NORMAL PLUGS

NN
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A-734

VSM BLADES, P/D 1, P/D 2, G1, G2,L
B1, B2, AND POWER DISTRIBUTION
ELEVATIONS

.00

SCALE:  1 1/2" = 1'-0" 1VSM ELEVATION POWER, GAS, & DATA DISTRIBUTION
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RAISED ACCESS FLOOR

PEDESTAL BASE PLATE

GLUED TO CONCRETE SLAB

THREADED EXPANSION BOLTS FOR

ANCHORING AND LEVELING OF VSM

SILICONE JOINT SEAL

TO BE APPLIED BEFORE

PANELITE PANELS

INSTALLATION

STEEL BASE PLATE SCREWED TO

VSM

RAISED FLOOR TILE CONNECTED

TO VSM

T.O. WORK SURFACE

CPC

1.4 VSM BLADE P/D 1 1.8 VSM BLADE G 1

1.10 VSM BLADE B 1

1.11 VSM BLADE B 2

1.10 VSM BLADE B 1

1.11 VSM BLADE B 2

A

A

RAISED ACCESS FLOOR

PEDESTAL BASE PLATE

GLUED TO CONCRETE SLAB

THREADED EXPANSION
BOLTS FOR ANCHORING
AND LEVELING OF VSM

SILICONE JOINT SEAL
TO BE APPLIED BEFORE
PANELITE PANELS
INSTALLATION

STEEL BASE
PLATE
SCREWED TO
VSM

RAISED FLOOR TILE CONNECTED

TO VSM

CPC

T.O. WORK SURFACE

1.9 VSM BLADE G 1

1.4 VSM BLADE P/D 1

1.10 VSM BLADE B 1

1.10 VSM BLADE B 1

1.11 VSM BLADE B 2

1.11 VSM BLADE B 2

1.4 VSM BLADE P/D 1

1.10 VSM BLADE B 1

1.11 VSM BLADE B 2

CPC

CPC

CPC

A
A

SILICONE JOINT SEAL

TO BE APPLIED BEFORE

PANELITE PANELS

INSTALLATION

RAISED FLOOR TILE CONNECTED

TO VSM

T.O. WORK SURFACE

1.9 VSM BLADE G 2

1.5 VSM BLADE P/D 2

1.10 VSM BLADE B 1

1.10 VSM BLADE B 1

1.11 VSM BLADE B 2

1.11 VSM BLADE B 2

1.11 VSM BLADE B 2

1.9 VSM BLADE G 1

(BEHIND)

1.5 VSM BLADE P/D 2

1.10 VSM BLADE B 1

1.10 VSM BLADE B 1
(BEHIND)

1.11 VSM BLADE B 2

RAISED ACCESS FLOOR

PEDESTAL BASE PLATE

GLUED TO CONCRETE SLAB
THREADED EXPANSION
BOLTS FOR ANCHORING
AND LEVELING OF VSM

STEEL BASE
PLATE
SCREWED TO
VSM

1.3 VSM SPINE 3

1.2 VSM SPINE 2

1.1 VSM SPINE 1

LEGEND

POWER OUTLET

DATA OUTLET

COMPRESSED AIR PIPE

VACUUM PIPE

OVERHEAD OUTLETOH

UNDER COUNTER OUTLETUC

CRITICAL POWER OUTLET ONLY AT

VSM AT SUPPORT LABORATORY

CPO

NORMAL CIRCUIT #N#

CRITICAL POWER  CIRCUIT ONLY AT

VSM AT SUPPORT LABORATORY

POWER CIRCUIT

DATA CIRCUIT
CPC

POWERING SUMMERY:

SUMMARY
P/D 1: (2) NORMAL PLUGS, (1) EMERGENCY PLUG
P/D 2: (2) NORMAL PLUGS, (1) EMERGENCY PLUG
P/D 3: (1) NORMAL PLUG

X: (2) P/D 2 = (4) NORMAL PLUGS, (2) EMERGENCY PLUG
T: (1) P/D 2 = (2) NORMAL PLUGS, (1) EMERGENCY PLUG
L: (1) P/D 1 = (2) NORMAL PLUGS, 1 EMERGENCY PLUG
Y: (3) P/D 3: = (3) NORMAL PLUGS
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A-735

VSM BLADES, P/D 1, P/D 2, G1, G2,L
B1, B2, AND VSM SPINES
PERSPECTIVE VIEW

.00

SCALE:  3/16" = 1'-0" 1TWO BLADE VSM

SCALE:  3/16" = 1'-0" 2THREE BLADE VSM

SCALE:  3/16" = 1'-0" 3FOUR BLADE VSM

SCALE:  3/16" = 1'-0" 4VSM SPINE TYPES
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 12" = 1'-0"

A-736

VSM CASEWORK QUANTITIES

.00

SCALE:  12" = 1'-0" 1
VSM CASE WORK QUANTITIES

FOR ALTERNATES OPEN LAB AREA 2,3,4 &5, REFER TO SHEET A-725 "VSM ALTERNATES.
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PEDESTAL FOR
ACCESS FLOOR TILE

OUTLINE OF 2'-0"X2'-0"
ACCESS FLOOR TILE

VSM BASE PLATE
WELDED TO STEEL
RAISED FLOORING

ASSEMBLY " ALL
AROUND

STEEL ANCHOR PLATE

VSM / TILE

VSM / TILE

QUICK CONNECT STEM AND BODY WITH DOUBLE END SHUT OFF-
NOTE: END COUPLING TO BE AT DISTRIBUTION BOX LOCATION.

PEDESTAL BASE PLATE- GLUED
TO THE CONCRETE SLAB

CONCRETE SLAB

PRE-ENGINEERED, MULTI-CIRCUIT
MODULAR ELECTRICAL COMPONENT
(SUPPLIED BY VSM MANUF.)

TWIST LOCK L520 ELECTRICAL CONDUIT
TO DIST. BOX (TYP.)

COMPRESSED AIR & VACUUM
CONDUIT TO DIST. BOX (TYP.)

CAT 6A DATA CABLING DIRECT TO IDF ROOM.
PROVIDE THERMOPLASTIC INSULATED SOLID
CONDUCTORS, FORMED INTO FOUR
INDIVIDUALLY TWIST-PAIRS AND ENCLOSED BY
A THERMOPLASTIC JACKET

VERTICAL SERVICE
MODULE (VSM

SYSTEM)

SILICONE JOINT SEAL

SPECIFIED FLOORING  ABOVE ACCESS

CALCIUM SULFATE PANEL

1
' -

 4
"

NOTE: CONSOLIDATIONS "DISTRIBUTION BOXES"
MODULAR ELECTRICAL COMPONENTS AND GAS LINE
CONNECTIONS MAY NOT BE IN THE IMMEDIATE VICINITY
OF THE BASE OF EACH VSM. VSM MANUF. TO SUPPLY
SUFFICIENT CABLE LENGTH FOR EACH UTILITY LINE TO
REACH THE NEAREST CONNECTION.

1'-0" X 1'-0" X 1/4" THK STEEL
PLATE (GALV.)

VSM WELDED TO STEEL FLOORING SYSTEM ( ALL AROUND)

PEDESTAL FOR
ACCESS FLOOR TILE

OUTLINE OF 2'-0"X2'-0"
ACCESS FLOOR TILE

OUTLINE  OF WATER
CUT ON FINISH FLOOR

TILE

STEEL ANCHOR PLATE
WELDED TO STEEL
RAISED FLOORING

SYSTEM

VSM / TILE

VSM / TILE

STEEL 2"X2"X1/4"
ANCHOR PLATE

BELOW

PEDESTAL BASE PLATE- GLUED
TO THE CONCRETE SLAB

CONCRETE SLAB

PRE-ENGINEERED, MULTI-CIRCUIT
MODULAR ELECTRICAL COMPONENT
(SUPPLIED BY VSM MANUF.)

3/8"DIA. X 9-3/4" LONG GALV. HILTI HIT-Z STEEL BOLT
W/ THREADED ROD CONNECTION W/ BOTTOM
LEVELING NUT WITH WASHERS.
NOTE:  STEEL ANCHOR PLATE TOP BE BOLTED TO
BASE OF STEEL RAISED FLOOR PAN
(M8X60 HEX.IN SCREWS X 16) OR APPROVED EQUAL)

VERTICAL SERVICE
MODULE (VSM

SYSTEM)

SILICONE JOINT SEAL

SPECIFIED FLOORING  ABOVE ACCESS

CALCIUM SULFATE PANEL

1
' -

 4
"

NOTE: CONSOLIDATIONS "DISTRIBUTION BOXES"
MODULAR ELECTRICAL COMPONENTS AND GAS LINE
CONNECTIONS MAY NOT BE IN THE IMMEDIATE VICINITY
OF THE BASE OF EACH VSM. VSM MANUF. TO SUPPLY
SUFFICIENT CABLE LENGTH FOR EACH UTILITY LINE TO
REACH THE NEAREST CONNECTION.

STEEL BOLTS WELDED TO
BASE PLATE (TYP.)

STEEL 2"X2"X1/4"  ANCHOR PLATE

TWIST LOCK L520 ELECTRICAL CONDUIT
TO DIST. BOX (TYP.)

COMPRESSED AIR  & VACUUM TO
DIST. BOX (TYP.)

CAT 6A DATA CABLING DIRECT TO IDF ROOM.
PROVIDE THERMOPLASTIC INSULATED SOLID
CONDUCTORS, FORMED INTO FOUR
INDIVIDUALLY TWIST-PAIRS AND ENCLOSED BY
A THERMOPLASTIC JACKET
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LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 3" = 1'-0"

A-737

ALTERNATE VSM MOUNTING
DETAILS

.00

SCALE:  3" = 1'-0" 2"ALTERNATE" ENLARGED LABORATORY VSM AT TILE

SCALE:  3" = 1'-0" 1"ALTERNATE" VSM ANCHORAGE TO RAISED FLOORING (OPTION #1)

SCALE:  3" = 1'-0" 4ENLARGED LABORATORY VSM AT TILE "OPTION 2"

SCALE:  3" = 1'-0" 3VSM ANCHORAGE TO STRUCTURAL SLAB DETAIL (OPTION 2)
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PEDESTAL FOR
ACCESS FLOOR TILE

OUTLINE OF 2'-0"X2'-0"
ACCESS FLOOR TILE

INTEGRAL STEEL  "ACCESS FLOOR"
PLATE - TO HAVE  PRESET HOLES TO

ACCEPT VSM SYSTEM WITH THREADED
RODS AT BASE  AND CONDUIT SYSTEM-AS

DEPICTED

VSM / TILE

VSM / TILE

3/8"DIA. X 9-3/4" LONG GALV. HILTI HIT-Z STEEL BOLT W/
THREADED ROD CONNECTION FACTORY WELDED TO

VSM BASE W/ BOTTOM LEVELING NUT WITH WASHERS
(ASSEMBLED IN-FIELD)

FACTORY DRILLED  HOLES FOR CONDUIT/ STEEL
BOLT ACCEPTANCE (TYP.)- MANUF. TO VERIFY ACTUAL

CONDUIT DIA. - PRIOR TO ORDERING  FLOORING

8"

1 3/8" 1 3/8" 2 3/4"
1 3/8" 1 3/8"

8"

QUICK CONNECT STEM AND BODY WITH DOUBLE END SHUT OFF-
NOTE: END COUPLING TO BE AT DISTRIBUTION BOX LOCATION.

PEDESTAL BASE PLATE- GLUED
TO THE CONCRETE SLAB

CONCRETE SLAB

PRE-ENGINEERED, MULTI-CIRCUIT
MODULAR ELECTRICAL COMPONENT
(SUPPLIED BY VSM MANUF.)

TWIST LOCK L520 ELECTRICAL CONDUIT
TO DIST. BOX (TYP.)

COMPRESSED AIR & VACUUM TO
DIST. BOX (TYP.)

CAT 6A DATA CABLING DIRECT TO IDF ROOM.
PROVIDE THERMOPLASTIC INSULATED SOLID
CONDUCTORS, FORMED INTO FOUR
INDIVIDUALLY TWIST-PAIRS AND ENCLOSED BY
A THERMOPLASTIC JACKET

PROVIDE  SPARE CONNECTION

VERTICAL SERVICE
MODULE (VSM

SYSTEM)

SILICONE JOINT SEAL

SPECIFIED FLOORING  ABOVE ACCESS

CALCIUM SULFATE PANEL

1
' -

 4
"

NOTE: CONSOLIDATIONS "DISTRIBUTION BOXES"
MODULAR ELECTRICAL COMPONENTS AND GAS LINE
CONNECTIONS MAY NOT BE IN THE IMMEDIATE VICINITY
OF THE BASE OF EACH VSM. VSM MANUF. TO SUPPLY
SUFFICIENT CABLE LENGTH FOR EACH UTILITY LINE TO
REACH THE NEAREST CONNECTION.

PROVIDE VSM SLEEVE  IN
RAISED FLOORING ASSEMBLY-
FACTORY SUPPLIED

VSM WELDED TO STEEL FLOORING SYSTEM ( ALL AROUND)

1
 3

/4
"

3
 3

/4
"

2
 1

/8
"

PROVIDE THRU BOLTS W/
NUTS, BOLTS AND WASHERS-
VSM BLADE "INSERTS" HOLES
SHALL CORRESPOND TO
RAISED FLOORING "SLEEVE"
INSERTS- AS DEPICTED

PEDESTAL FOR
ACCESS FLOOR TILE

OUTLINE OF 2'-0"X2'-0"
ACCESS FLOOR TILE

OUTLINE  OF WATER
CUT ON FINISH FLOOR

TILE

VSM / TILE

VSM / TILE

ACCESS FLOOR TILE
VSM INSERT

EQ EQ EQ EQ

BOLT
(TYP.)

BOLT

1
 1

/2
" 

F
L

O
O

R
IN

G
 I
N

S
E

R
T

FOR  OPTION #4- VSM
MANUF. SHALL

COORDINATE  VSM
INSERT WITH FLOORING

MANUF. FOR DESIRED
DESIGN INTENT

PEDESTAL BASE PLATE- GLUED
TO THE CONCRETE SLAB

CONCRETE SLAB

PRE-ENGINEERED, MULTI-CIRCUIT
MODULAR ELECTRICAL COMPONENT
(SUPPLIED BY VSM MANUF.)

3/8"DIA. X 9-3/4" LONG GALV. HILTI HIT-Z STEEL BOLT W/
THREADED ROD CONNECTION FACTORY WELDED TO
VSM BASE W/ BOTTOM LEVELING NUT WITH WASHERS
(FOR IN-FIELD ASSEMBLY)

VERTICAL SERVICE MODULE
(VSM SYSTEM)

SILICONE JOINT SEAL

SPECIFIED FLOORING  ABOVE ACCESS

CALCIUM SULFATE PANEL

1
' -

 4
"

NOTE: CONSOLIDATIONS "DISTRIBUTION BOXES"
MODULAR ELECTRICAL COMPONENTS AND GAS LINE
CONNECTIONS MAY NOT BE IN THE IMMEDIATE VICINITY
OF THE BASE OF EACH VSM. VSM MANUF. TO SUPPLY
SUFFICIENT CABLE LENGTH FOR EACH UTILITY LINE TO
REACH THE NEAREST CONNECTION.

FACTORY WELDED STEEL BOLTS TO VSM FOR IN
FIELD INSERTION AT PRE DRILL HOLES IN ACCESS
FLOORING (TYP.)

TWIST LOCK L520 ELECTRICAL CONDUIT
TO DIST. BOX (TYP.)

COMPRESSED AIR & VACUUM TO
DIST. BOX (TYP.)

CAT 6A DATA CABLING DIRECT TO IDF ROOM.
PROVIDE THERMOPLASTIC INSULATED SOLID
CONDUCTORS, FORMED INTO FOUR
INDIVIDUALLY TWIST-PAIRS AND ENCLOSED BY
A THERMOPLASTIC JACKET

FACTORY-DRILLED HOLED FOR STEEL BOLT
ACCEPTANCE
(TYP.)

SPECIFIED FLOOR FINISH
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 3" = 1'-0"

A-738

ALTERNATE VSM MOUNTING
DETAILS
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SCALE:  3" = 1'-0" 2"ALTERNATE" ENLARGED LABORATORY VSM AT TILE (OPTION #3)

SCALE:  3" = 1'-0" 3"ALTERNATE" VSM ANCHORAGE TO RAISED FLOORING (OPTION #4)

SCALE:  3" = 1'-0" 4ENLARGED LABORATORY VSM PLAN AT TILE "OPTION 4"

SCALE:  3" = 1'-0" 1"ALTERNATE" VSM ANCHORAGE TO RAISED FLOORING (OPTION #3)
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CARPET

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

SEAM LINE
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1/8"
THICK

METAL
ANGLE

CONTINUOUS REDUCER STRIP
TO ALIGN UNDER DOOR. COLOR
TO MATCH BASE, U.O.N.

CARPET

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)
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 U
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CU

T(
TY

P)

T.O.C

CONCRETE FLOOR

CONTINUOUS REDUCER
STRIP TO ALIGN UNDER
DOOR. COLOR TO
MATCH BASE, U.O.N.

CARPET

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

VCT

5/
8"

 U
ND

ER
CU

T(
TY

P)

T.O.C

VCT

CERAMIC TILE

WATER RESISTANT MEMBRANE

ADA COMPLIANT STONE THRESHOLD

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

5/
8"

 U
ND

ER
CU

T(
TY

P)

T.O.C

CONTINUOUS REDUCER STRIP TO
ALIGN UNDER DOOR. COLOR TO
MATCH BASE, U.O.N.

CERAMIC TILE
BULLNOSE

CERMAIC TILE

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

VS

T.O.C

CARPET CERAMIC TILE

WATER RESISTANT MEMBRANE

ADA COMPLIANT STONE THRESHOLD

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

5/
8"

 U
ND

ER
CU

T(
TY

P)

T.O.C

V
S

SEALED CONC

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

SEAM LINE

T.O.C

CONTINUOUS REDUCER
STRIP TO
ALIGN UNDER DOOR.
COLOR TO
MATCH BASE, U.O.N.CONCRETE SLAB

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

VCT
FLOORING

CONTINUOUS
REDUCER STRIP TO
ALIGN UNDER DOOR.
COLOR TO
MATCH BASE, U.O.N.

5/
8"

 U
ND

ER
CU

T(
TY

P)

T.O.C

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

VS VCT

CONTINUOUS FLEXIBLE
TRANSITION TO ALIGN
UNDER
DOOR. COLOR TO MATCH
BASE,U.O.N.

5/
8"

 U
ND

ER
CU

T(
TY

P)

T.O.C

ALUM. ACOUSTIC SADDLE

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)FLOOR
FINISH

VARIES
SEE

FINISH
SCHEDUL

E
FLOOR FINISH
VARIES SEE
FINISH SCHEDULE

1/
4"

 U
ND

ER
CU

T

T.O.C

CARPET
CARPET

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

CARPET
SEPARA

TOR

5/
8"

 U
ND

ER
CU

T(
TY

P)

T.O.C

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

SEALED CONCRETE

S.STL.SADDLE

T.O.C

S.STL. SADDLE W/THERMAL BREAK

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

EXTERIOR
CONCRETE

FLOOR FINISH
VARIES SEE
FINISH SCHEDULE

1/
2"

 U
ND

ER
CU

T

T.O.C

STONE / TERRAZZO

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

CARPET

1/8" THICK METAL ANGLE

5/
8"

 U
ND

ER
CU

T(
TY

P)

T.O.C

VS VS

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

SEAM LINE

5/
8"

 U
ND

ER
CU

T(
TY

P)

T.O.C

STONE / TERRAZZO

FRAME
(SEE DOOR SCHEDULE)

DOOR
(SEE DOOR SCHEDULE)

STONE / TERRAZZO

ZINC DIVISION SHIM

5/
8"

 U
ND

ER
CU

T(
TY

P)

T.O.C

STONE / TERRAZZO

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

CERAMIC TILE

5/
8"

 U
ND

ER
CU

T(
TY

P)

T.O.C

CONTINUOUS
REDUCER STRIP TO
ALIGN UNDER DOOR.
COLOR TO
MATCH BASE, U.O.N.

VCT VCT

FRAME (SEE DOOR SCHEDULE)

DOOR (SEE DOOR SCHEDULE)

SEAM LINE
5/

8"
 U

ND
ER

CU
T(

TY
P)

T.O.C

SET IN MASTIC

2X6 WT F.R. SLEEPER
12" O.C.

2 LAYERS FIRE RESISTANT PLYWOOD
SCREWED+GLUED FINISH AS REQUIRED

T.O.C
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LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 3" = 1'-0"

A-740

FLOORING & TRANSITION DETAILS

.00

SCALE:  3" = 1'-0" 5CARPET TO CARPET THRESHOLD DETAIL SECTION

SCALE:  3" = 1'-0" 6CARPET TO CONCRETE SLAB THRESHOLD DETAIL SECTION

SCALE:  3" = 1'-0" 7CARPET TO VCT THRESHOLD DETAIL SECTION

SCALE:  3" = 1'-0" 9VCT TO CERAMIC TILE STONE THRESHOLD DETAIL SECTION1

SCALE:  3" = 1'-0" 8CERAMIC TILE TO VS THRESHOLD DETAIL SECTION

SCALE:  3" = 1'-0" 10CERAMIC TILE TO CARPET STONE THRESHOLD DETAIL SECTION

SCALE:  3" = 1'-0" 1CONCRETE TO CONCRETE THRESHOLD DETAIL SECTION

SCALE:  3" = 1'-0" 2VCT TO CONCRETE SLAB THRESHOLD DETAIL SECTION1

SCALE:  3" = 1'-0" 4VS TO VCT THRESHOLD DETAIL SECTION1

SCALE:  3" = 1'-0" 19SILL @ ACOUSTIC DOOR1

SCALE:  3" = 1'-0" 18SILL @ CARPET TO CARPET1

SCALE:  3" = 1'-0" 17SILL @ EGRESS / EXTERIOR1

SCALE:  3" = 1'-0" 16SILL @ EXTERIOR DOOR1

SCALE:  3" = 1'-0" 14STONE / TERRAZZO TO CARPET THRESHOLD DETAIL SECTION1

SCALE:  3" = 1'-0" 12VS TO VS THRESHOLD DETAIL SECTION1

SCALE:  3" = 1'-0" 11STONE / TERRAZZO TO STONE / TERRAZZO THRESHOLD DETAIL SECTION1

SCALE:  3" = 1'-0" 13CERAMIC TILE TO STONE / TERRAZZO THRESHOLD DETAIL SECTION

SCALE:  3" = 1'-0" 3VCT TO VCT THRESHOLD DETAIL SECTION1

SCALE:  3" = 1'-0" 15RAISED FLOOR DETAIL SECTION1

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15DOB SUBMISSION RB 16DEC15
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2
'-
0

"

2'-0"

"L" FACTORY CUTOUT IN TILE

FOR 2 BLADE VSM

SILICONE JOINT SEAL

TO BE APPLIED AT EDGES

1 5/8"

5
 7

/1
6

"

1
 5

/8
" 7

 1
/1

6
"

7 1/16"

2'-0"

2
'-
0

"

"T" FACTORY CUTOUT IN TILE

FOR 3 BLADE VSM

SILICONE JOINT SEAL

TO BE APPLIED AT EDGES

1 5/8"

5
 7

/1
6

"

1
 5

/8
"

1
'-
0

 1
/2

"

5 7/16"

2'-0"

2
'-
0

"

"+" FACTORY CUTOUT IN TILE

FOR 4 BLADE VSM

SILICONE JOINT SEAL

TO BE APPLIED AT EDGES

1 7/16"

1
 7

/1
6

"

1 7/16"

1
 7

/1
6

"

4
 5

/8
"

4
 5

/8
"4 5/8"

4 5/8"

2
'-
0

"

2'-0"

"L" FIELD CUT IN TILE

FOR 2 BLADE VSM

NEOPRENE SEAL

TO BE APPLIED AT ALL EDGES

ADDITIONAL PEDESTALS REQUIRED

1 5/8"

7
 1

/1
6

"

7 1/16"

5 7/16"

1
 5

/8
"

5
 7

/1
6

"

2'-0"

2
'-
0

"

"T" FIELD CUT IN TILE

FOR 3 BLADE VSM

NEOPRENE SEAL

TO BE APPLIED AT ALL EDGES

ADDITIONAL PEDESTALS REQUIRED

1 5/8"

1
'-
0

 1
/2

"1
 5

/8
"

5 7/16"

5
 7

/1
6

"
5

 7
/1

6
"

2'-0"

2
'-
0

"

1 7/16"

4
 5

/8
"

1
 7

/1
6

"

4
 5

/8
"

4 5/8"

4 5/8"

"+" FIELD CUT IN TILE

FOR 4 BLADE VSM

NEOPRENE SEAL

TO BE APPLIED AT ALL EDGES

ADDITIONAL PEDESTALS REQUIRED
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STRUCTURAL SLAB

FIRE-RATED
PARTITION

R-1 FLOOR FINISH

R-4 WALL BASE

MECHANICAL ROOM SIDE
(BY OTHERS)

LAB SIDE

EXPOSED CONC.

R-4 WALL BASE
SEAL ALL JOINTS

2'-0"

2
'-
0

"

INTERLOCKING RUBBER TILE (R-1)
(TO BE ADHERED WITH RELEASABLE
ADHESIVE, FIELD APPLIED BY OTHERS)

ACCESS FLOORING (AF-1)  BELOW

PARTITION

RAISED FLOOR
W/ R-1 FINISH
(BOTH SIDES)

R-4 WALL BASE
(BOTH SIDES)

1
'-
4

"

TILE FLOOR  (T-1)

STRUCTURAL SLAB

CURB

PARTITION

R-1 FINISH
TO BE ADHERED W/
RELEASABLE ADHESIVE

R-4 WALL BASE

LAB SIDE BATHROOM SIDE
(BY OTHERS)

1
'-
4

 1
/1

6
"

ACCESS FLOOR PANEL
CUT TO WITHIN 1/16"
OF WALL

PEDESTAL ASSEMBLY

A-744

9

BA

GL-01 INSULATED
GLASS

STL. ANCHOR PLATE

INS-01 RIGID
INSULATION

STL. COVER PLATE

3
"

STEEL SHEET

2' - 6"

3' - 4"

1' - 9"

3
"

ALUMINUM SOLAR
SHADE FIN

R-01 RUBBER TILE

PERIMETER PEDESTAL

A B

GL-01 INSULATED
GLAZING

ALUMINUM SOLAR
SHADE FIN

STL. ANCHOR PLATE

INS-01 RIGID
INSULATION

STL. COVER PLATE

3
"

STEEL SHEET

3' - 4"

1' - 9"

RAIL BRACKET COORDINATE W/
ELEV. MANUF.

RAISED FLOOR PEDESTAL

 RAISED FINISHED FLOOR
SYSTEM

REFER TO STRUCTURAL
DRAWINGS FOR FURTHER
INFORMATION

1
'-
3
 1

5
/1

6
"

6" C-H ELEV. SHAFT WALL-
REFER TO WALL TYPES.

6" C-H ELEV. SHAFT WALL-
REFER TO UNDERSIDE OF

FLOOR DECKING-
REFER TO WALL TYPES

LINE OF WALL BEYOND- REFER
TO WALL TYPES

ELEV. DOOR JAMB

ELEV. THRESHOLD PLATE

FLOORING SUPPORT ANGLE
(CONT.) DOOR OPEN'G ONLY

RAISED FLOOR PEDESTAL

FINISHED FLOOR

ELEVATOR
DOOR

BOT. TRACK OF WALL TO REST
UPION CONC. CURB AS
DEPICTED

SILL ASSEMBLY BY ELEV.
MANUF.

CONC.  SILL CONTINOUS-
AT DOOR LOCATION ONLY

REFER TO STRUCTURAL
DRAWINGS FOR FURTHER
INFORMATION

8"

1
'-
3
 1

5
/1

6
"

1
'-
1

 3
/1

6
"

A-745

4

FLOOR FINISH AS SCHED

EDGE OF FLOOR FINISH
ALIGNS WITH EDGE OF
ACCESS FLOOR PANEL.  TINY
CHAMFER AT EDGE OF FLOOR
FINISH TO PROVIDE MATERIAL
PROTECTION

ACCESS FLOOR PANEL
AS SCHED

FULL DEPTH EDGE BANDING FOR MATERIAL
PROTECTION

GASKET

STEEL PEDESTAL HEAD

ATTACH PEDESTAL BASE
PLATE TO CONCRETE SLAB
WITH ADHESIVE

STEEL PEDESTALATTACH PEDESTAL BASE
PLATE TO CONCRETE SLAB

WITH ADHESIVE

PARTITION AS SCHED

GAP BETWEEN PANEL AND
WALL TO BE COVERED BY

BASE

CONC. SLAB AND
SUPPORTING CONC.

PERIMETER WALL

ACCESS FLOOR PANEL
AND TILE, AS SCHED

CUT TO SIZE

PERIMETER HEAD SHOULD
BE LOCATED AS CLOSE AS

POSSIBLE TO THE EDGE OF
PANEL

ATTACH PEDESTAL BASE
PLATE TO CONC SLAB W/

ADHESIVE

PERIMETER CAULK
BEAD SEAL AT SLAB

LINE

CONCRETE SLAB

TOPPING SLAB. REFER TO
STRUCTURAL DRAWINGS.

ALIGN

FACE OF WALL

TOC

GASKET TO PREVENT WATER SEEPAGE, PROVIDE
ADHESIVE ON ONE SIDE ONLY TO MAINTAIN

ACCESSIBILITY OF ACCESS FLOOR PANEL

ACCESS FLOOR PANEL AND TILE, AS
SCHED CUT TO SIZE

STEEL STRINGER SYSTEM, AS SCHED

ATTACH PEDESTAL BASE
PLATE TO CONC SLAB

W/ADHESIVE

CONCRETE SLAB

ACCESS FLOOR PANEL AND
TILE,
CUT TO SIZE

GAP BETWEEN PANEL AND
WALL TO BE COVERED BY
BASE

ELASTIC JOINT

SEALING TAPE

PERIMETER HEAD
SHOULD BE LOCATED AS
CLOSE AS POSSIBLE TO
THE EDGE OF PANEL

PERIMETER CAULK BEAD SEAL
AT SLAB LINE

CONCRETE SLAB

ATTACH PEDESTAL BASE PLATE
TO CONC SLAB W/ ADHESIVE

PARTITION AS SCHED

FACE OF WALL
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As indicated

A-744

ACCESS FLOORING DETAILS

.00

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15

SCALE:  3" = 1'-0" 11ACCESS FLOOR DETAIL - STRINGER

SCALE:  3" = 1'-0" 9ACCESS FLOOR DETAIL- CONDITION AT RESTROOM

SCALE:  3" = 1'-0" 10ACCESS FLOOR DETAIL- CONDITIONAT "WET" AREAS

SCALE:  3" = 1'-0" 12ACCESS FLOOR DETAIL-PERIMETER STRINGER
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MILLWORK AS SCHED

1" X 1" X 1/8" MET ANGLE
SUPPORT ATTACH AT EVERY

1'-6" O.C.

RECESSED BASE AT
MILLWORK

ACCESS FLOOR PANEL AND
TILE, AS SCHED CUT TO SIZE

STEEL STRINGER SYSTEM,
AS SCHED

ATTACH PEDESTAL BASE
PLATE TO CONC SLAB

W/ADHESIVE

CONTINUOUS BLOCKING

MILLWORK BOLTED W/ WASHER AND
1/2"-13 NUT TIGHTEN TO UNDER SIDE
OF ACCESS FLOOR PANEL
CONCRETE SLAB

10
 1

3/
16

"

POLISHED CONCRETE FINISH, AS SCHED

S.S. TRANSITION STRIP
ELASTIC JOINT AND SEALING TAPE

DIRECT-GLUE CARPET WITH BACKING

ACCESS PANEL, AS SCHED

STEEL PEDESTAL HEAD

STEEL PEDESTAL

ATTACH PEDESTAL BASE
PLATE TO CONCRETE SLAB
WITH ADHESIVE

CONCRETE SLAB

GALVANIZED STEEL ANGLE

0'
-1

6"
 F

IN
IS

H
ED

 F
LO

O
R

 H
EI

G
H

T

TYP ELEVATOR DOOR SILL

ELASTIC JOINT AND SEALING TAPEACCESS FLOOR PANEL AND TILE,
CUT TO SIZE

ACCESS FLOOR PANEL
AND TILE, AS SCHED

STEEL STRINGER SYSTEM, AS
SCHED

ATTACH PEDESTAL BASE PLATE
TO CONC SLAB W/ADHESIVE

PERIMETER HEAD
SHOULD BE LOCATED

AS CLOSE AS POSSIBLE
TO THE EDGE OF PANEL

FIRE-RATED PERIMETER CAULK BEAD
SEAL AT SLAB LINE

CONCRETE SLAB

ALIGN
8" CLEAR

2" X 2" X  1/8" STEEL
ANGLE FOR

SUPPORT, ATTACH
W/ MIN #8 SELF-TAP

SM SCREWS @ 12"
OC

TOC

WET GLAZE - SILICONE SEALANT

ALUMINUM METAL FRAME

BLOCKING AS REQUIRED

CARPET AS SCHED

CONCRETE SLAB

ATTACH PEDESTAL BASE PLATE TO CONC SLAB W/ADHESIVE

STEEL STRINGER SYSTEM, AS SCHED

CARPET AS SCHED

ACCESS FLOOR PANEL
AS SCHED

ACCESS FLOOR PANEL AND TILE
AS SCHED

ELASTIC JOINT AND SEALING TAPE

COLUMN COVER BASE
BENT STAINLESS STEEL
SHEET LAMINATED TO
1/4" MDF SUBSTRATE

COLUMN COVER AS SCHED

ALIGN

PERIMETER HEAD
SHOULD BE
LOCATED AS
CLOSE AS
POSSIBLE TO THE
EDGE OF PANEL

CONCRETE SLAB

FIRE-RATED
PERIMETER

CAULK BEAD
SEAL AT SLAB

LINE

TOC

PARTN TYPE AS SCHED

ACCESS FLOOR PANEL,
CUT TO SIZE (FROM 5-1/4"
TO 1-1/2" W)

BASE, AS SCHED
1/8" BENT STEEL PLATE,
MOUNT FLUSH W/ ACCESS
FLOOR @ OPNG LESS THAN
1-1/2"W
1-1/2"x1-1/2"x 1/8" BENT STEEL
PLATE, ATTACH W/MIN #8 SELF-
TAP SM SCREWS @ 12" OC
MET STUD ANCHOR BRACKET

STEEL STRINGER SYSTEM, AS SCHED

STEEL PEDESTAL ASSEMBLY

ATTACH PEDESTAL BASE
PLATE TO CONC SLAB
W/ADHESIVE

ACCESS FLOOR PANEL

ACCESS FLOOR PANEL

ALIGN

5 1/4" OR LESS

Low FFH PosiLock™ pedestal with perimeter adaptor

Ramp threshold (joins top of ramp to access floor)

PosiLock™ swivel head with perimeter
adaptor and standard base assembly
(stud and tube cut as required)

NN
664.100

24" x 36"

BARD, RAO + ATHANAS
105 MADISION AVENUE, 10TH FL
NEW YORK, NY  10016
T. 212.840.0060

ONE LUX STUDIO
158 WEST 29TH STREET
NEW YORK, NY 10011
T. 212.201.5790

INTERIOR LIGHTING DESIGNER

E

D

DRAWING TITLE

PROJECT PHASE

©  2015  RAFAEL VINOLY ARCHITECTS PC

DRAWING NUMBER

DRAWING SIZE

DRAWING SCALE

ARCHITECTS PROJECT NUMBERDATEDESCRIPTIONREVMEP / FP ENGINEERSTRUCTURAL ENGINEERARCHITECT

CIVIL ENGINEER LANDSCAPE ARCHITECT SPECIFICATION CONSULTANT

DISCLAIMER

RAFAEL VINOLY ARCHITECTS
50 VANDAM STREET
NEW YORK, NY  10013
T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES
589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
T. 212.691.3248

THORNTON TOMASETTI, INC.
744 BROAD STREET
NEWARK, NJ  07102
T. 973.286.6100

MATHEWS NIELSEN
120 BROADWAY, SUITE 1040
NEW YORK, NY 10271
T. 212.431.3609

LANGAN
21 PENN PLAZA 8TH FL
NEW YORK, NY 10001
T. 212 479 5400

THE ROCKEFELLER
UNIVERSITY
RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065

C

B

A

1 2 3 4 5 6 7

DESIGN DEVELOPMENT
NOT FOR CONSTRUCTION

THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

DOB REV.

PROJECT NORTH

As indicated

A-745

ACCESS FLOORING DETAILS

.00

SCALE:  3" = 1'-0" 1ACCESS FLOOR DETAIL-CONDITION AT MILLWORK

SCALE:  3" = 1'-0" 2ACCESS FLOOR DETAIL- TRIP STRIP TRANSITION BETWEEN CARPET AND BARE ACCESS PANEL

SCALE:  3" = 1'-0" 4ACCESS FLOOR DETAIL - CONDITION AT ELEVATOR DOOR

SCALE:  3" = 1'-0" 3ACCESS FLOOR DETAIL- CONDITION AT INTERIOR GLAZING WALL

SCALE:  3" = 1'-0" 5ACCESS FLOOR DETAIL- CONDITION AT COLUMN

1 CONSTRUCTION
DOCUMENTS

21-DEC-15

SCALE:  3" = 1'-0" 6ACCESS FLOOR PERIMETER DETAIL AT FIRE RATED PARITION

SCALE:  1 1/2" = 1'-0" 7RAMP ASSEMBLY AT ACCESS FLOORING

DOB SUBMISSION RB 16DEC15
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2'
-1

0"

1 
1/

2"
2'

-3
"

2'
-2

"

2" X 2" X 3/16" STEEL ANGLE
BRACKETS EACH SIDE OF
LAVS AND VANITY ENDS,
3'-0" O.C. MAX

#10 SMS  @ 6
1/2" O.C. TO
STUDS

LAVATORY, SEE PLUMBING

#10 SMS @ 6 1/2" O.C.
TO BACKING @ END WALLS

COUNTERTOP, EDGE & BACKSPLASH

SILICONE SEALANT, CONT

1/8

4"

3'-0" MAX3'-0" MAX

3'
-0

" 
M

A
X

SUPPORT
BRACKET
BELOW, PER
.

15

A-751

.

PARTITION AS
SCHEDULED, WHERE
OCCURS

CABINET DOOR WHERE
OCCURS

A-751

4

1 
1/

2"

OVERALL BASE CAB DEPTH

ALIG
N

CABINET DOOR
WHERE OCCURS

ADJUSTABLE SHELF,
SECURE WITH CLIPS

ALL EXPOSED SURFACES TO
HAVE PLASTIC LAMINATE, TYP

PREDRILL FOR ADJUSTABLE
SHELVING, 1" O.C. TYPICAL

A-751

6

NOTE:
CONTRACTOR OPTION:
USE EITHER DETAIL 16
OR 21; BOTH ARE NOT
REQUIRED

A-751

5

NOMINAL UPPER CABINET DEPTH

3/
4"

2"

ADJUSTABLE SHELF,
SECURE WITH CLIPS

CABINET LINER, TYP

ALL EXPOSED SURFACES TO
HAVE PLASTIC LAMINATE, TYP

CABINET DOOR WHERE OCCURS

PREDRILL FOR ADJUSTABLE
SHELVING, 1" O.C. TYP

LIGHT FIXTURE WHERE OCCURS,
SEE ELECTRICAL DRAWINGSA-751

9

NOMINAL CABINET DEPTH

3/
4"

CEILING FINISH

FILLER PANEL FOR SLOPING
DUST TOP, SEE DETAIL 11/A8501

CONTINUOUS SCRIBE
STRIP AT ENDS,
WHERE OCCURS

CABINET DOOR WHERE OCCURS

PANEL SUPPORT, AS REQUIRED

A-751

13

1 1/2" MIN

3" MAX

CABINET END

CABINET DOOR / FACE

SCRIBE STRIP HOOK

SCRIBE STRIP

ADJACENT WALL

COUNTER ABOVE

1"

TO
 C

OR
NE

R

2"
 M

IN
3"

CABINET DOOR, WHERE
OCCURS

#10 SMS @ 8" O.C.

1/4"Ø EXPANSION BOLT @ 16"
O.C.

1 1/2" X 1 1/2" CONT 12
GAUGE
TYP @ BEHIND TOE
SPACE ONLY

4"
   

 U
.O

.N
.

BASE, SEE FINISH SCHEDULE

FINISHED FLOOR

ALIGN

(5) #10 SMS @ 16" O.C. &
MIN 3" FROM EACH END

BACKING PLATE

FACE OF WALL ASSEMBLY

WALL FINISH

(5) #10 SMS @ 16"
O.C. &
MIN 3" FROM EACH
END

BACKING PLATE

FACE OF WALL ASSEMBLY

FACE OF WALL ASSEMBLY

INTEGRALSOLID SURFACE
BACKSPLASH

#12 SMS @ 16" O.C.
MIN 3" FROM EACH END

BACKING PLATE

4"

1/8"  RADIUS EASED EDGE

1/8"  RADIUS EDGE

SILICONE SEALANT, CONT

1/8"  RADIUS EASED EDGE

#12 SMS @ 16" O.C.
 MIN 3" FROM EACH SIDE

FACE OF WALL ASSEMBLY

#12 SMS @ 16" O.C.
MIN 3" FROM EACH SIDE

PRESSURE TREATED
CABINET BASE SUPPORT

BACKING PLATE

FACE OF
CABINET

KNOB DRAWER
PULL DP4 W/
BRUSHED
STAINLESS STL.
FINISH BY
MOCKETT. TYP.

3/
4"

1 1/8"

1/2"

1 
1/

2"

P. LAM. OVER 3/4"
PLYWOOD

ALIG
N

1/
2"

1 1/2"

9 
1/

2"

16 GA. S/STL.
COUNTERTOP

1"

U.
O.

N.

8 
1/

2"

1" 45.0000000°

1/
8"

1/4"

1/8" RAD.
EDGE R 1/2"

SEALANT,
CONT.

FACE OF
WALL

S/STL. CLIP
MACHANICALLY
ATTACHED TO
FRAMING

FASCI
A

FOR
ADDITIONA
L NOTES
AND
DIMENSION
S SEE

NN
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-751

MILLWORK STANDARDS

.00

SCALE:  1" = 1'-0" 15CASEWORK SECTION - TYPICAL VANITY1

SCALE:  1/2" = 1'-0" 1SUPPORT @ CORNER CONDITION/PLAN VIEW

SCALE:  1 1/2" = 1'-0" 8CASEWORK - TYPICAL COUNTERTOP @ BASE CABINET1

SCALE:  1 1/2" = 1'-0" 3TYPICAL BASE @ BASE CABINET2

SCALE:  1 1/2" = 1'-0" 7CASEWORK - UNDERCABINET LIGHT1

SCALE:  1 1/2" = 1'-0" 12FILLER PANEL @ CEILING1

SCALE:  6" = 1'-0" 14CASEWORK PLAN DETAIL - SCRIBE STRIP

SCALE:  3" = 1'-0" 6CASEWORK - BASE CABINET ANCHORAGE2

SCALE:  3" = 1'-0" 9WALL HUNG CABINET ANCHORAGE/BOTTOM2

SCALE:  3" = 1'-0" 13WALL HUNG CABINET ANCHORAGE/TOP2

SCALE:  3" = 1'-0" 4BASE CABINET ANCHORAGE/COUNTERTOP1

SCALE:  3" = 1'-0" 5BASE CABINET ANCHORAGE/BASE2

SCALE:  12" = 1'-0" 10CASEWORK - TYPICAL PULL

SCALE:  6" = 1'-0" 11CASEWORK DETAIL - P.LAM COUNTER EDGE

SCALE:  3" = 1'-0" 2LAB CASEWORK- LAB SINK DETAIL1

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-152 DOB SUBMISSION RB 16DEC15
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3/4" MDF W/ PLASTIC
LAMINATE  FINISH.
CONSTRUCTION &
FINISH PER W.I.
GRADE SPECIFIED

 PULL, TYP.

VARIES - SEE ELEVATION TAG

6 
1/

4"

1/
4"

CL

5"

1/2" REVEAL TO
ALIGN WITH
ADJACENT
DRAWER COVER

SINK - SEE
PLUMBING DWG.

HOT WATER PIPE
INSULATION COVER

(2) NO 1/4 SMS @
16" O.C. @ BASE
CABINET

OMIT AT
ACCESSIBL
E SINK

6"

FAUCET

FOR ADDITIONAL
NOTES &
DIMENSIONS,
SEE

U.
O.

N.
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0" DRAWER
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SE
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4"
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6"
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.

1/
4"
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.

7

A-752

A-753

2

2'
-1

0"
  U

.O
.N

.

FOR
ADDITIONAL
NOTES &
DIMENSINONS
SEE 7

A-752

U.O.N.

1'-8 3/4"

2"
EQ

.

U.
O.

N.

2'
-6

"

EQ
.

1/
4"

2"

BASE BEYOND,
SEE SCHEDULE

3/4" MDF W/ PLASTIC
LAMINATE FINISH.
CONSTRUCTION AND
FINISH PER W.I.
GRADE SPECIFIED

STAINLESS STEEL
PULL, TYP.

COUNTERTOP AND
SPLASH
(SEE FINISH
SCHEDULE)

4"
SE

E 
DE

TA
IL

S

3/4" PLYWOOD
W/ PLASTIC
LAMINATE FINISH
ADJUSTABLE
SHELF, TYP. U.O.N.

LINE BORE, TYP.

(2) NO 1/4 SMS @
16" O.C. @ BASE
CABINET

FOR BASE CAB.
ANCHORAGE, SEE

2'
-1

0"
   

 U
.O

.N
.

4"

3

A-751
SEE INTERIOR ELEVATIONS

1"

2 
1/

2"

TASKLIGHT WHERE
OCCURES - SEE
ELECTRICAL AND
INTERIOR ELEVATIONS
FOR LOCATION.

SE
E 
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OR

 E
LE

V
A
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S

SEE ELEVATION
FOR CAP.
CONDITION,
WHERE OCCURS

1/
2"

1/2" REVEAL

A-753

1

FAUCET AS SCHEDULED

PARTITION AS SCHEDULED

SOLID SURFACE AS BACK SPLASH

DROP IN ADA SINK AS SCHEDULED

P. LAM OVER 3/4"
PLYWOOD ON ALL

SIDES OF PANEL

DRAIN TRAP
INSTALLED

PARALLEL TO
PARTITION

P. LAM FACED 1/2"
PLYWOOD BACK

PANEL

P. LAM OVER 3/4"
PLYWOOD ON ALL

SIDES OF
REMOVABLE PANEL

FASTENED TO
CABINET W/ Z-CLIP

AS REQURIED

WALL BASE AS
SCHEDULED

6"

9"
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2'
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"
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589 8TH AVENUE, 17TH FLOOR
NEW YORK, NY  10018
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RIVER BUILDING
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 1 1/2" = 1'-0"

A-752

MILLWORK DETAILS

.00

SCALE:  1 1/2" = 1'-0" 2CASEWORK SECTION - TYPE 156 - W/SINK

SCALE:  1 1/2" = 1'-0" 6CASEWORK SECTION - TYPE 254

SCALE:  1 1/2" = 1'-0" 3CASEWORK SECTION - TYPE 100

SCALE:  1 1/2" = 1'-0" 4CASEWORK SECTION - TYPE 223

SCALE:  1 1/2" = 1'-0" 5CASEWORK SECTION - TYPE 162

SCALE:  1 1/2" = 1'-0" 7CASEWORK SECTION - TYPE 222

SCALE:  1 1/2" = 1'-0" 8CASEWORK SECTION - TYPE 301

SCALE:  1 1/2" = 1'-0" 1CASEWORK SECTION - TYPE 141M

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15DOB SUBMISSION RB 16DEC15
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SEE ELEVATION TAG

3/4" M.D.F.
W/ PLASTIC
LAMINATE  FINISH.
CONSTRUCTION
AND FINISH PER
W.I.C GRADE
SPECIFIED

1 3/8" MAX.
DIAMETER
S.S. METAL ROD

FOR ADDITIONAL
NOTES AND
DIMENSIONS SEE
DETAIL

8

A-753

LOCK - WHERE REQUIRED
(SEE ELEVATIONS)

1/4" TEMPERED GLASS PANEL

REMOVABLE STOP

FOR ADDITIONAL NOTES &
DIMENSIONS SEE

8

A-753

SEE INTERIOR ELEVATIONS

FOR ADDITIONAL
NOTES &
DIMENSIONS SEE

9

A-753

3'
-3

"

VARIES - SEE ELEVATION TAG

3'
-4

 3
/4

"

PULL, TYP.

3/4" MDF W/
PLASTIC LAMINATE
FINISH.
CONSTRUCTION
AND FINISH PER
W.I. GRADE
SPECIFIED

3/4" PLYWOOD
W/ PLASTIC
LAMINATE FINISH
ADJUSTABLE
SHELF, TYP. U.O.N.

LINE BORE, TYP.

LOCK - WHERE REQUIRED
(SEE ELEVATIONS)

SEE
FOR BASE
AHCHOR, TYP.

(4) NO 1/4 SMS @
16" O.C. @ UPPER
CABINET

BACKING PLATE

1/
4"

4"

FIXED SHELF

3

A-751

3/4" PLYWOOD
W/ PLASTIC
LAMINATE FINISH
ADJUSTABLE
SHELF, TYP. U.O.N.

LINE BORE,
TYP.

SE
E 

IN
TE

RI
OR

 E
LE

V
A

TI
ON

S

INDUSTRIAL GRADE
PARTICLE BOARD
SIDES COMPLYING
WITH PREMIUM GRADE
FLUSH CABINET

3/4" P.LAM. STOP

DRAWER INTERIOR TO
BE MELAMINE U.O.N.

3/4" P.LAM. DRAWER
FRONT OR FIXED APRON

1/2" SOLID SURFACE ON SILICON
ADHERENT ON 1/2" PLYWOOD

SOLID SURFACE EASED EDGE

1"

3 /4 "

3/4" P.LAM. STOP

MAGNETIC CATCH

3/4" P.LAM. CABINET DR.

1/2" SOLID SURFACE ON SILICON

ADHERENT ON 1/2" PLYWOOD

SOLID SURFACE EASED EDGE

1"

1/2" SOLID SURFACE ON SILICON
ADHERENT ON 1/2" PLYWOOD

EASE CORNER EDGE

3/4" WD. VEN. CABINET DR.

FIN. WALL

P. LAM SHELF.

1'-0"

TASK LIGHT

ANGLED
ALUMINUM

PROVIDE
SOLID
BLOCKING AT
METAL STUD
FRAMING

NN
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-753

MILLWORK DETAILS

.00

SCALE:  1 1/2" = 1'-0" 6CASEWORK SECTION - TYPE 501

SCALE:  1 1/2" = 1'-0" 7CASEWORK SECTION - TYPE 408

SCALE:  1 1/2" = 1'-0" 8CASEWORK SECTION - TYPE 402

SCALE:  1 1/2" = 1'-0" 9CASEWORK SECTION - TYPE 434

SCALE:  1 1/2" = 1'-0" 5CASEWORK SECTION - TYPE 400 - ADJUSTABLE

SCALE:  6" = 1'-0" 2COUNTERTOP - EDGE PROFILE 3

SCALE:  6" = 1'-0" 1COUNTERTOP - EDGE PROFILE 4

SCALE:  6" = 1'-0" 4COUNTERTOP - EDGE PROFILE 6

SCALE:  1 1/2" = 1'-0" 3CASEWORK SECTION - TYPE 542

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
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FACE OF WALL
BEYOND

SHADOW MOLDING

ACOUSTICAL PANEL
CEILING

16 GA. BENT STL
PLATE ANGLE

STEEL ANGLE
ANCHORED TO
WALL AT BOTH
SIDES

SLIP JOINT

FIXED JOINT

ALIG
N

SMS AS REQUIRED, TYP

METAL STUD
BRACING

METAL STUD

5/8" GYP BD, TYP

NOTE:
FOR MORE
INFORMATION,
SEE

FOR
BRACING
ATTACHMEN
T TO SLAB
ABOVE - SEE
SI
DRAWINGS

10

A-772

8

A-772

W.
O.

ACT FINISH AS
SCHEDULED.
CENTER LIGHT ON
CEILING TILE.

LT-03 / LT-03D.

HANGER WIRE

PROVIDE 12 GA SLACK HANGER WIRES
@ 2 DIAGONAL CORNERS OF ALL
ITEMS LESS THAN 56 LBS; AT ITEMS
GREATER THAN 56 LBS, SECURE
WITH 12 GA HANGER WIRES @ 4 CORNERS

ACOUSTICAL PANEL CEILING TILE

MAIN RUNNER
RECESSED FLUORESCENT LIGHT FIXTURE

PROVIDE 12 GA SLACK HANGER WIRES
@ 2 DIAGONAL CORNERS OF ALL
ITEMS LESS THAN 56 LBS; AT ITEMS
GREATER THAN 56 LBS, SECURE
WITH 12 GA HANGER WIRES @ 4 CORNERS

5/8" GYP BD

RECESSED FLUORESCENT LIGHT
FIXTURE

PERIMETER
CEILING GRID AT
LIGHT FIXTURE -
DROP INTO CEILING
PANEL

CROSS RUNNER  -
TYP.

LIGHT FIXTURE

LEVEL 2

52'-8"

LEVEL 2
52' - 8"

T.O. SLAB LEVEL 2
51' - 4"

GRADE CONNECTION
48' - 8"

B
CA B

T.O. SLAB LEVEL 2
51' - 4"

GRADE CONNECTION
48' - 8"

B
CA B

158.43°

2'-1 1/16"

46'-2"

42'-1 1/2"

4
'-
0

 1
/2

"

21
.5
7°
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A-771

CEILING SYSTEMS & DETAILS

.00

SCALE:  3" = 1'-0" 4ACT to ACT TRANSITION AT  INTERSECTION

SCALE:  3" = 1'-0" 1GYP BD SOFFIT1

SCALE:  3" = 1'-0" 5CEILING DETAIL - LT-03 / LT-03D

SCALE:  3" = 1'-0" 3SECTION OF TYPICAL LIGHT FIXTURE/DIFFUSER SUSPENSION

SCALE:  3" = 1'-0" 6SECTION AT TYPICAL LIGHT FIXTURE IN GYP BD CEILING1

SCALE:  3" = 1'-0" 2LIGHT FIXTURE SUPPORT DETAIL1

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15

SCALE:  1/2" = 1'-0" 8TYPICAL 2ND FL., GYP. CLG. SECTION @ PERIMETER

SCALE:  1/2" = 1'-0" 7TYPICAL 1ST FL., GYP. CLG. SECTION @ PERIMETER Copy 1
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8" MAX 8" MAX

HANGER WIRE, 12 GA MIN
DRILL HOLE FOR HANGER
WIRESLIP JOINT

POP RIVET

ACOUSTICAL PANEL
CEILING

2" MAX

5'-
6" 

MA
X

8" 
MIN

3"
1"

PROVIDE (2) #10-16 X
1/2"
SELF TAPPING
SCREWS INTO
COMPRESSION POSTSSESMIC
BRACING
1/4" MACHINE E
BOLT

RIGID CONDUIT
RECEIVER, MEMBER "B"

NOTCH END OF
CONDUIT TO SEAT
AGAINST CEILING
SYSTEM

ACOUSTICAL PANEL CEILING
- U.O.N.

12 GA.
HANGER
WIRE IN
CONDUIT

AT CONTRACTOR'S OPINION, USE 2
1/2"X 20 GA STUD W/ 1 3/8" FLANGES
(250S137-33) COMPRESSION POST
WITH (2) #10 SMS TO MAIN TEE AND (2)
PDF SPACED AT 4" O.C. TO DECK
ABOVE

45
DEG1"

COMPRESSIO
N POST
MEMBER "A"

#10-12 SELF TAPPING
SCREW

STRUCTURE (BOTTOM OF
METAL DECK)

2" MAX

5
A-772

METAL STUD,
SEE FLOOR PLAN &
PARTITION SCHEDULE

5/8" GYP BD

METAL STUD,
SEE FLOOR PLAN &
PARTITION SCHEDULE

5/8" GYP
BD

FOR SLAB
ATTACHMENT,

FOR SLAB
ATTACHMENT,

A

B

METAL
JOISTS

METAL
JOISTS

METAL STUD,
SEE FLOOR PLAN
&
PARTITION
SCHEDULE

5/8" GYP BD

FOR SLAB
ATTACHMENT,

METAL STUD,
SEE FLOOR PLAN &
PARTITION SCHEDULE

5/8" GYP
BD

FOR SLAB
ATTACHMENT,

A

B

METAL
JOISTS

METAL
JOISTS

5/8" GYP BD,
TYP

FURRING
CHANNEL,
TYP

HANGER WIRE, TYP

5/8" GYP BD
STRIP - W.O.,
(AT RATED GYP
BD CEILING)
1 1/2"  GYP BD
SCREWS
@ 24" O.C. ALONG
ONE
SIDE OF JOINT - W.O.,
(AT RATED GYP BD
CEILING)

VINYL CONTROL JOINT

1 3/4" 1 3/4"

3 1/2"

FASCIA
MOLDING

POP RIVET - THIS
SIDE ONLY

CHANNEL
MOLDING

1"  CLR

ACOUSTICAL PANEL
CEILING

2"MAX

45
°

45
°

45
°

45
°

NOTE:
REFER TO CEILING
SUSPENSION NOTES
ON SHEET A8401

COMPRESSION POST,
ONE EVERY 96 S.F.
MAX. EA. WAY

SLOT END OF TUBE
TO FIT OVER MAIN
TEE

CROSS TEE

12 GA. SPLAY WIRE
(4) BRACING IN
PLANE OF EACH
RUNNER. ALL WIRES
SECURED TO
RUNNERS APPROX.
2" FROM
INTERSECTION
STRUCTURAL MAIN
TEE

MEMBER
"A"
MEMBER
"B"

MAX.
LENGTH

MEMBER
"A"

MEMBER
"B"

Kl/
r

Kl
/r5'-6" 1" O.D.

EMT
15
720

0
7'-0" 1 1/4" O.D.

EMT
15
6

20
0

1 1/4" O.D.
EMT1 1/4" O.D.

EMT

COMPRESSION POST
SCHEDULE

ALIG
N SUSPENDED ACOUSTICAL

PANEL CEILING TILE

3/4" MIN

5/8" GYP BD. - TYP
A

B

A

EDGE CONDITION AT RECESSED
SPLINE CEILING TILES IN TYP.
ICU AND ACU PATIENT ROOMS

EDGE CONDITION AT TEGULAR
CEILING TILES  - TYP. - U.O.N.

CEILING  GRID
PERIMETER CLIP
HANGER WIRE

1/2"

1/2
"

1/4"

1/4
"

8" MAX.

8" MAX

SHADOW MOLDING

CEILING  GRID
PERIMETER CLIP
HANGER WIRE

SHADOW MOLDING

ACOUSTICAL PANEL
CEILING TILE WITH
RECESSED SPLINE EDGE

ACOUSTIVAL PANEL
CEILING TILE WITH
TEGULAR EDGE

SUSPENDED T
GRID

SUSPENDED T
GRID

2' X 2' ACT CEILING AS
SCHEDULED
CENTER SPRINKLER ON
CEILING TILE

CONCEALED SPRINKLER

PAINTED GWB FINISH
CEILING AS SCHEDULED

CONCEALED
SPRINKLER

2' X 2' ACT CEILING AS
SCHEDULED. CENTER
SMOKE DETECTOR ON
CEILING TILE

SMOKE DETECTOR
PAINTED GWB FINISH CEILING
AS SCHEDULED

SMOKE
DETECTOR

N
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.
 3" = 1'-0"

A-772

CEILING SYSTEMS & DETAILS

.00

 3" = 1'-0" 6ACOUSTICAL PANEL CEILING AT EXPOSED T GRID

 3" = 1'-0" 13ACOUSTIC CEILING SEISMIC RESTRAINT

 3" = 1'-0" 10TYPICAL GYP BD CEILING PERIMETER (Non-Rated Partition)1

 3" = 1'-0" 7TYPICAL GYP BD CEILING PERIMETER (RATED PARTITION)1

 3" = 1'-0" 12CONTROL JOINT @ GYP BD CEILING

 3" = 1'-0" 9ACOUSTICAL PANEL CEILING EXPANSION AT TEGULAR TILES

 3" = 1'-0" 5SEISMIC BRACING

 3" = 1'-0" 14ACOUSTICAL TILE TO GYP BD TRANSITION

 3" = 1'-0" 8SUSPENDED CEILING GRID PERIMETER CONNECTION1

 3" = 1'-0" 4TYPICAL CEILING DETAIL - CONCEALED SPRINKLER IN ACT CEILING1
 3" = 1'-0" 3TYPICAL CEILING DETAIL - CONCEALED SPRINKLER IN GWB CEILING1

 3" = 1'-0" 2TYPICAL CEILING DETAIL - SMOKE DETECTOR IN ACT CEILING1
 3" = 1'-0" 1TYPICAL CEILING DETAIL - SMOKE DETECTOR IN GWB CEILING1
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2"

2"

CONTINUOUS EXTRUDED
ALUMINUM RETAINER

GALVANIZED HEAT SHIELD

FEATHERED JOINT CEMENT

1 HR. FIRE BARRIER ASSEMBLY

5/8" GWB,  SEE PARTITION
SCHEDULE.

ACROVYN HIGH IMPACT
VINYL ACRYLIC EXTRUSION

STEEL STUDS, SEE
PARTITION SCHEDULE

BUGLE HEAD DRYWALL
SCREW, STAGGERED 9" O.C.

2"

2"

CONTINUOUS EXTRUDED
ALUMINUM RETAINER

GALVANIZED HEAT SHIELD

FEATHERED JOINT CEMENT

2 HR. FIRE BARRIER ASSEMBLY

TWO LAYERS 5/8" GWB.

ACROVYN HIGH IMPACT
VINYL ACRYLIC EXTRUSION

STEEL STUDS, SEE
PARTITION SCHEDULE

BUGLE HEAD DRYWALL
SCREW STAGGERED 9" O.C.

CONTINUOUS EXTRUDED
ALUMINUM RETAINER

FEATHERED JOINT CEMENT

SPONGE NEOPRENE

BUGLE HEAD DRYWALL
SCREW, STAGGERED 9" O.C.

5/8" GWB, SEE PARTITION
SCHEDULE

STEEL STUDS, SEE
PARTITION SCHEDULE

2"

ACROVYN HIGH IMPACT
EXTRUSION

SEE PARTITION SCHEDULE

VARIES

SURFACE MOUNTED STAINLESS
STEEL CORNER GUARD

5/8" GWB, SEE PARTITION
SCHEDULE

STEEL STUDS, SEE
PARTITION SCHEDULE

2"

SEE PARTITION SCHEDULE

VARIES

SURFACE MOUNTED STAINLESS
STEEL CORNER GUARD

2"

2"

5/8" GWB, SEE PARTITION
SCHEDULE

STEEL STUDS, SEE
PARTITION SCHEDULE

2"

2"

CONTINUOUS EXTRUDED
ALUMINUM RETAINER

FEATHERED JOINT CEMENT

5/8" GWB,  SEE PARTITION
SCHEDULE.

ACROVYN HIGH IMPACT
EXTRUSION

STEEL STUDS, SEE
PARTITION SCHEDULE

BUGLE HEAD DRYWALL
SCREW, STAGGERED 9" O.C.

DRYWALL TAPE

FEATHERED JOINT
CEMENT

FINISH WALL MATERIAL
SEE FINISH SCHEDULE &
ELEVATION.

BLACK ACROVYN GASKET

SCHEDULED BASE

ACROVYN 2" RECESSED
GUARD

ACROVYN TOP CAP

CONTINUOUS EXTRUDED
ALUMINUM RETAINER

STEEL STUDS, SEE
PARTITION SCHEDULE.

1 
1/

8"

4 
13

/1
6"

6"

STEEL STUD

G.W.B.

ACROVYN 4000 COVER (24U031xxx)
ACROVYN CHAMELEON (24U682xxx)

REGRIND BUMPER
CUSHION (24U804108)

1 1/2" ALUMINUM
RETAINER CLIP
(24F234001)

#10 X 1 1/2" PH PAN HD SMS
W/ FLAT WASHER,
AF-6 PLASTIC ANCHORS
16" O.C. MAX

1 1/4"

ACROVYN 4000 COVER
(23U523xxx)

ACROVYN CHAMELEON
(23U523xxx)

ALUMINUM RETAINER (24A315000)

#6 X 1 5/8" BUGLE HEAD SMS
16" O.C. MAX.

STEEL STUD

G.W.B.

1"

1"

2"

CONTINUOUS ALUMINUM WALL
GUARD W/ POWDER COATED METAL
FINISH .080" (2mm)

1/4" -20 X 5" HEX HEAD
SCREW W/ PHILLIPS HEAD
SLOT

CONTINUOUS ALUMINUM HANDRAIL
W/ POWDER COATED METAL FINISH
.080" (2mm)

STAINLESS STEEL MTG. BRACKET &
PLASTIC  BASE W/ POWDER COATED
METAL FINISH

1/4" -20 X 3/4" HEX HEAD BOLT
W/ SERRATED FLANGE NUTT

STAINLESS STEEL MTG. BRACKET &
PLASTIC  BASE W/ POWDER COATED
METAL FINISH

1 1/2"1 1/2"

WALL MOUNT CLIP (24M042000)

#10 X 1-1/2" PH PAN HEAD SMS
AF-6 PLASTIC ANCHORS 16"
[406.4mm] O.C. MAX

WOOD PROFILE (24W225XXX)

STEEL STUD, SEE PARTITION SCHEDULE

STAINLESS STEEL COVER (24F081994)

GWB. SEE PARTITION AND FINISH
SCHEDULE

1"

1 
3/

8"
2 

3/
4"

5 
1/

2"

G.W.B.  SEE PARTITION AND FINISH
SCHEDULE

#10 X 1-1/2" PH PAN HEAD SMS
AF-6 PLASTIC ANCHORS 16" O.C. MAX

REGRIND BUMPER CUSHION (24U804108)

STEEL STUD, SEE PARTITION SCHEDULE

1" ALUMINUM RETAIN CLIP
(24F089001)

ACROVYN 4000 COVER (24U803XXX)
ACROVYN CHAMELEON (24U922XXX)

1"
3"5"

1 1/16"

FO
R 

FI
EL

D 
V

A
RI

A
TI

ON

2"

WAINSCOT
TRIM

INSTALLED WITH WATER
BASE MASTIC ADHESIVE

ACROVYN
WALL COVERING

WALL BASE

FLO
OR

NN
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C
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

As indicated

A-780

WALL PROTECTION DETAILS

.00

SCALE:  6" = 1'-0" 2CG-02 1-HOUR RATED CORNER GUARD DETAIL

SCALE:  6" = 1'-0" 3CG-03 2-HOUR RATED CORNER GUARD DETAIL

SCALE:  6" = 1'-0" 5CG-05 FLUSH CASED CORNER GUARD DETAIL

SCALE:  6" = 1'-0" 6CG-06 SURFACE-MOUNTED CASED CORNER GUARD

SCALE:  6" = 1'-0" 4CG-04 SURFACE-MOUNTED CORNER GUARD

SCALE:  6" = 1'-0" 1CG-01 FLUSH CORNER GUARD DETAIL

NOTE:
DETAILS SHOW SINGLE 5/8" GYP. BY
CONTRACTOR. VERIFY PARTITION TYPES ON
PLANS FR CONDITION WHERE DOUBLE
OCCURS ON THE EXTERIOR FACE.
(UNBALANCED)

SCALE:  3" = 1'-0" 7CORNER GUARD ASSEMBLY AXON

SCALE:  6" = 1'-0" 10CR - CHAIR RAIL SCR-48N

SCALE:  6" = 1'-0" 12RR - CRASH RAIL FR-270

SCALE:  6" = 1'-0" 11HR - HANDRAIL - 3500MM

SCALE:  6" = 1'-0" 8BG - BUMPER GUARD

SCALE:  6" = 1'-0" 9BR - BUMPER RAIL

SCALE:  6" = 1'-0" 13WP - WALL PROTECTION1
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NO RESPONSIBILITY FOR ANY LIABILITY,

LOSS, COST, DAMAGE OR EXPENSE
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OF THIS DOCUMENT FOR ANY PURPOSE
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THIS PROJECT.  THIS DOCUMENT IS TO BE
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RELATED DOCUMENTATION. ANY

DISCREPANCIES IDENTIFIED IN THIS
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PROCEEDING WITH ANY WORK.
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DOCUMENTS
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PROJECT NORTH

A-810

EXTERIOR ENCLOSURE SYSTEMS

AND MATERIAL SCHEDULE

.00

1 DESIGN DEVELOPMENT 27-FEB-15

2 WATERPROOFING BID

PACKAGE

17-AUG-15

3 PROGRESS SET 30-OCT-15

4 CONSTRUCTION

DOCUMENTS
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Sheet 304 of 315

121192761 ES221207588DEPT OF BLDGS Job Number Scan Code

APPROVED
Under Directive 2 of 1975

Date:

Shauqat Shaikh

04/20/2016



PAVERS

PAVER PEDESTALS

MINIMUM 5"

INSUALTION

DRAINAGE MATT

ROOFING

MEMBRANE

STRUCTURAL SLAB
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U
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5
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S2
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UTILITY PAVERS

MINIMUM 5"

INSUALTION

DRAINAGE MATT

ROOFING

MEMBRANE

STRUCTURAL SLAB

REFER TO

STRUCTURAL

DRAWINGS

M
IN
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U

M

5
"

V
A

R
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2
"

HYDROTECH

LITETOP

INTENSIVE MEDIA

MINIMUM 5"

INSUALTION

DRAINAGE MATT

ROOFING

MEMBRANE

STRUCTURAL SLAB

REFER TO

STRUCTURAL

DRAWINGS

M
IN

IM
U

M

5
"

2" MULCH

SYSTEM FILTER

FABRIC

GARDEN DRAIN

GR30 FILLED WITH

LIGHTWEIGHT

EXPANDED

AGGREGATE

ROOT BARRIER

2
"

V
A

R
IE

S

LIGHTWEIGHT SOIL

MIX FOR SLOPING

PLANTERS

MINIMUM 5"

INSUALTION

DRAINAGE MATT

ROOFING

MEMBRANE

STRUCTURAL SLAB

REFER TO

STRUCTURAL

DRAWINGS

M
IN

IM
U

M

5
"

2" MULCH

SYSTEM FILTER

FABRIC WRAP UP

SIDES OF PLANTER

GRAVEL FOR

DRAINAGE

2
"

CONCRETE BASE

V
A

R
IE

S
4

"

MINIMUM 5"

INSUALTION

SINGLE PLY ROOFING

MEMBRANE

STRUCTURAL SLAB

REFER TO

STRUCTURAL

DRAWINGS

M
IN

IM
U

M

5
"

ROOF BOARD

WATER PROOFING

MEMBRANE

5" INSULATION

STANDING SEAM

METAL PANELS TO

MATCH WALL PANEL

SYSTEM

CURRUGATED

METAL DECK

M
IN

IM
U

M

5
 5

/8
"VAPOR BARRIER

WATER PROOFING

MEMBRANE

5
/8

"
5/8" DENSGLASS

INTENSIVE GREEN

ROOF PLANTING

SOIL MIX

DRAINAGE MATT

ROOFING

MEMBRANE

STRUCTURAL SLAB

REFER TO

STRUCTURAL

DRAWINGS

SOD PLANTING

SYSTEM FILTER
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CODE DESCRIPTION SPEC 
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LOCATION MANUFACTURER PRODUCT #/NAME COLOR/FINISH/SHEEN DIMENSIONS REMARKS

AF-1 ACCESS FLOOR TILE - BARE 

PANEL

096900 LABS

STORAGE ROOMS

IT TOOMS

TATE ACCESS FLOOR, INC CON CORE- CC1500 - POSI-LOCK 

UNDERSTRUCTURE 

BARE PAINTED FINISH 24" X 24" X 1-5/8" DEEP -BARE PANEL FOR FIELD INSTALLATION OF 

FINISH 

AF-2 ACCESS FLOOR TILE - 

TERRAZZO TILE TOP FINISH

KITCHENETS TATE ACCESS FLOOR, INC CON CORE- CC1500 - POSI-LOCK 

UNDERSTRUCTURE  WITH 

APPLIED NURRAZZO TILE

NURAZZO TILE TOP FINISH

COLOR: TBD

24" X 24" 

B-1 WOOD BASE -CONNECTING LOBBIES/ 

VESTIBULES

-SOUTH PAVILION

-NORTH PAVILION

CONTRACTOR SOLID WOOD BASE FINISHED TO LOOK LIKE 

SOLID MAPLE 

4" HIGH - REFER TO RVA DRAWINGS FOR 

DIMENSIONS 

B-2 ALUMINUM TRIM TOILET ROOMS SCHLUTER SYSTEMS DILEX-AHK / - PHK ANODIZED ALUMINUM 3/8" RADIUS PROFILE 

CARPET

CP-1 CARPET TILE 096813 NORTH PAVILION - 

OFFICES/CONFERENCE 

ROOMS

J+J INVISION SOCIAL TBD 24" X 24" TILE -TO BE INSTALLED WITH RELEASABLE 

ADHESIVE 

CP-2 CARPET TILE 096813 NORTH PAVILION 

CIRCULATION/OPEN 

WORKSTATIONS

J+J INVISION SOCIAL TBD 24"x24" TILE -TO BE INSTALLED WITH RELEASABLE 

ADHESIVE 

CP-3 CARPET TILE (OPTION) HOL OFFICES MOHAWK CARPET INSEAM TBD 12" X 36" TILE -TO BE INSTALLED WITH RELEASABLE 

ADHESIVE 

CL-1 ACOUSTICAL CEILING TILE 095113 LAB /

CONFERENCE ROOMS /

ARMSTRONG ULTIMA LAY IN TILE 

W/ SILOHUETTE XL 9/16" BOLT 

SLOT-1/8" REVEAL 

WHITE 24" X 24" X 1"

CL-2 CLEANABLE CEILING TILE 095113 KITCHEN /

SERVERY

ARMSTRONG CLEAN ROOM FL 

W/ 15/16" SUSPENSION SYSTEM 

WHITE 24" X 24" X .5"

CL-3 SEAMLESS ACOUSTICAL 

PLASTER

123553 INTERACTIVE 

CONFERENCE CENTER

FELLERT EVEN BETTER - 1" WHITE SILK (SMOOTH FINISH)

CL-4 GYPSUM BOARD CEILING OFFICES USG GYPSUM BOARD CEILING -TAPE, SPACKLE & PAINT 5/8" THK GYP BOARD ASSEBLY

CL-5 ACOUSTICAL METAL TILE CONNECTING LOBBIES-

VESTIBULES

ARMSTRONG METAL WORKS - SNAP 

IN(CONCEALED SUSPENSION)

-COLOR: NATURAL MAPLE 

-PERFORATION: M15 WITH 

ADDED 1" FIBERGLASS INFILL 

PANEL

24" X 24" 

CO-1 COUNTERTOP - ZODIAQ QUARTZ 123661 CAFETERIA - SERVERY DUPONT - ZODIAZ ZODIAQ SNOW REFER TO RVA DWGS

CO-2 COUNTERTOP - ZODIAQ QUARTZ 123661 TOILET ROOMS - DUPONT - ZODIAQ ZODIAQ GRAPHITE REFER TO RVA DWGS FOR DIMENSIONS 

AND LOCATIONS.

CO-3 COUNTERTOP - DURCON 123553 LAB BENCHES DURCON DURCON EPOXY RESIN GRAY 

TIER II

1" THICK

REFER TO RVA DRAWINGS FOR 

DIMENSIONS OF COUNTERS AND 

LOCATIONS
CO-4 COUNTERTOP - ENGINEERED 

STONE

KITCHENETTES CEASARSTONE CLASSICO COLLECTION 4001 FRESH CONCRETE 3/4" THICK SLABS 

-REFER TO RVA DRAWINGS FOR 

DIMENSIONS OF COUNTER

COUNTER TO HAVE MITERED EDGE

WOM-1 ENTRANCE WALK-OFF GRILLE 124816 VESTIBULE C/S GROUP GRIDLINE 2 STAINLESS STEEL STAINLESS STEEL

INTERIOR GLAZING

IG-1 CLEAR GLASS - LAMINATED 088010 LAB / OFFICES / 

CONFERENCE ROOM 

PARTITIONS

GALAXY GLASS LOW IRON - CLEAR GLASS LOW IRON 10MM THICK 

IG-2 LAMINATED GLASS - WITH 

CUSTOM ETCHES PATTER 

(OPTION)

088010 LAB / OFFICES / 

CONFERENCE ROOM 

PARTITIONS

GALAXY GLASS CUSTOM ETCHED PATTERN LOW IRON WIT 10MM 

IG-3 LAMINATED GLASS W/ COLOR 

INTERLAYER

088010 ELEVATOR CABS GALAXY GLASS COLOR INTERLAYER CUSTOM WHITE 4MM

IG-4 BACK-PAINTED GLASS 088010 TOILET ROOMS - 

BACKSLASH 

GOLDRAY SOLID COATING COLOR TBD 3MM

LM-1 LAMINATE 064023 COPY ROOMS WILSONART TBD MATTE REFER TO RVA DRAWINGS FOR 

DIMENSIONS AND LOCATIONS.

LM-2 LAMINATE 064023 CAFETERIA SERVERY 

MILLWORK 

WILSONART TBD MATTE REFER TO RVA DRAWINGS FOR 

DIMENSIONS AND LOCATIONS.

LM-3 LAMINATE KITCHENETTES WILSONART TBD MATTE REFER TO RVA DRAWINGS FOR 

DIMENSIONS AND LOCATIONS.

METAL

MT-1 STAINLESS STEEL CONTRACTOR BRUSHED STAINLESS STEEL #4 BRUSHED STAINLESS STEEL 

#4

REFER TO RVA DRAWINGS FOR 

DIMENSIONS AND LOCATIONS.

THICKNESS - VARIES AS PER 

APPLICATION

MIRROR

MR-1 ARCHITECTURAL MIRROR 088300 TOILET ROOMS CARVART 01-00-R 01-00-R 3MM THICK - REFER TO RVA DRAWINGS 

FOR DIMENSIONS 

PAINT

P-1 PAINT - INTERIOR 099100 PAINTED CEILINGS - 

THROUGHOUT

BENJAMIN MOORE AURA WATERBORNE INTERIOR 

PAINT

TBD LEVEL 4 FINISH / MATTE

P-2 PAINT - INTERIOR 099100 PAINTED WALLS 

THROUGHOUT

BENJAMIN MOORE REGAL SELECT TBD LEVEL 4 FINISH / EGGSHELL

P-3 PAINT - INTERIOR 099100 ACCENT COLOR WALL 

AT INTERACTIVE 

CONFERENCE CENTER

BENJAMIN MOORE REGAL SELECT TBD LEVEL 4 FINISH / EGGSHELL

P-4 PAINT - INTERIOR 099100 CAFETERIA - FOOD 

PREP AREAS

SHERWIN WILLIAMS EPOXY PAINT TBD WASHABLE / SCRUBABLE 

P-5 PAINT - WALLS TOILET ROOMS BENJAMIN MOORE REGAL SELECT TBD LEVEL 4 FINISH / EGGSHELL

WALL PANELS

PNL-1 WOOD ACOUSTICAL PANEL 098415 INTERACTIVE 

CONFERENCE CENTER

DECOUSTICS

GREGORY CIRULNICK 

(212) 265-8400

MADERO - QUADRILLO 

QPP 19 1-1/8" 

QUADRILLO MAPLE - TYPE 10 REFER TO RVA DRAWINGS FOR 

DIMENSIONS 

PNL-2 WOOD VENEER 064023 -MILLWORK

-WALL PANELING 

FETZER ARCHITECTURAL 

WOODWORK

QUARTER CUT MAPLE - SELECT 

GRADE.

CLEAR SATIN FINISH 40%  

CLOSED PORE

SATIN FINISH 40% - CLOSED PORE -WOOD VENEER FLITCHES MUST BE FREE 

OF KNOTS. 

PNL-3 CUSTOM DECORATIVE METAL 

PANEL 

ELEVATOR CABS CONTRACTOR CUSTOM SHAPE - STAINLESS STEEL TYPE 316L BEAD BLASTED STAINLESS STEEL FINISH -REFER TO ELEVATOR CAB BID PACKAGE 

FOR PANEL DESIGN 

THE ROCKEFELLER UNIVERSITY - RIVER BUILDING 

INTERIOR FINISH SCHEDULE LEGEND

CEILING FINISH

COUNTERTOP

ENTRANCE MAT

LAMINATE

ACCESS FLOORING

BASE

CODE DESCRIPTION SPEC 

SECTION

LOCATION MANUFACTURER PRODUCT #/NAME COLOR/FINISH/SHEEN DIMENSIONS REMARKS

THE ROCKEFELLER UNIVERSITY - RIVER BUILDING 

INTERIOR FINISH SCHEDULE LEGEND

RUBBER FLOOR

R-1 RUBBER TILE 096500 LABS / OFFICES / 

MEETING ROOMS

JOHNSONITE

Karen LEVEY-LYNCH

(917)797 5697

MICROTONE -SPECKLED 

RUBBER TILE 

COLOR TBS

RICE PAPER FINISH

24" X 24" X 1/8" -TO BE INSTALLED WITH RELEASABLE 

ADHESIVE. 

R-2 CODE NOT USED

R-3 RUBBER TILE 096500 ELEVATOR JOHNSONITE

Karen LEVEY-LYNCH

(917)797 5697

ROUNDEL TILE 63 BURNT UMBER

RICE PAPER FINISH

24" X 24" x 1/8" 

R-4 RUBBER BASE 096500 THROUGHOUT JOHNSONITE

Karen LEVEY-LYNCH

(917)797 5697

TIGHTLOCK WALL BASE TBD 4" HIGH 

SPECIAL FINISH 

SF-1 EPOXY FLOOR COATING -CONDENSING UNIT 

ROOMS 

-MECHANICAL ROOMS

STONHARD STONCLAD STEEL GREY N/A - REFER TO RVA DRAWINGS FOR 

DIMENSIONS OF ROOMS

STONE

ST-1 STONE TILE NORTH PAVILION - 

PRESIDENT'S 

RESTROOM

EUROPEAN GRANITE & 

MARBLE 

TILE

T-1 PORCELAIN TILE - FLOOR 093100 TOILET ROOMS DALTILE

SHEA MONTGOMERY 

(205)616-6196

UNITY ASHGREY P405

UNPLISHED 

12" X 24" X 3/8" -GROUT TO BE SELECTED BY ARCHITECT

-GROUT JOINT RECOMMENDED  1/8"

-USE RECOMMENDED GROUT RELEASE 

WHEN GROUTING.

T-2 CERAMIC WALL TILE 093100 TOILET ROOMS DALTILE

SHEA MONTGOMERY 

(205)616-6196

MODERN DIMENSIONS ARTIC WHITE 0790

MATTE FINISH 

4-1/4" X 12-3/4" X 5/16" THICK -GROUT TO MATCH TILE COLOR

-GROUT JOINT RECOMMENDED  1/16"

T-3 TERRAZZO FLOOR TILE 093100 CAFETERIA /

SERVERY 

TREND-Q / DALTILE 

SHEA MONTGOMERY 

(205)616-6196

TREND-Q ENGINEERED 

SURFACES

617 - 48" X 48'' x 1/4" -GROUT TO BE SELECTED BY ARCHITECT

T-4 CERAMIC WALL TILE 093100 CAFETERIA - FOOD 

PREP AREA

DALTILE

SHEA MONTGOMERY 

(205)616-6196

SEMI-GLOSS WALL TILE GLAZED SEMI-GLOSS

ARTIC WHITE

3" X 6" X 5/16" THICK -EPOXY GROUT TO BE SELECTED BY 

ARCHITECT

-GROUT JOINT RECOMMENDED  1/16"

T-5 PORCELAIN TILE - FLOOR 093100 INTERACTIVE 

CONFERENCE CENTER

ATLAS CONCORDE 24" X 24" X 3/8" THICK -GROUT TO BE SELECTED BY ARCHITECT

-GROUT JOINT RECOMMENDED  1/8"

T-6 PORCELAIN TILE - FLOOR NORTH PAVILION - 

RESTROOMS

ATLAS CONCORDE 12" X 24" X 3/8" THICK -GROUT TO BE SELECTED BY ARCHITECT

-GROUT JOINT RECOMMENDED  1/8"

T-7 GLASS TILE DINING PAVILION - 

SERVERY ACCENT 

WALLS

NEMO TILE VISCAYA GLASS TBD 4"x16" -GROUT TO BE SELECTED BY ARCHITECT

-GROUT JOINT RECOMMENDED  1/8"

T-8 CERAMIC WALL TILE BACKSPLASH - 

KITCHENETTES

ROYAL MOSA MOSA COLORS TBD 6" X 12" -GROUT TO BE SELECTED BY ARCHITECT

T-9 FRITZTILE CONNECTING 

LOBBIES/VESTIBULES

FRITZTILE CLASSIC TERRAZZO 

COLLECTION

TBD 12"X 12" 

T-10 TERRAZZO FLOOR TILE NORTH PAVILION - 

LOBBY

TREND-Q 616 PERLA BIANCA 24" X 24"X 1/4" THICK -GROUT TO BE SELECTED BY ARCHITECT

-GROUT JOINT RECOMMENDED  1/8"

PRT-1 TOILET PARTITION 102113 TOILET ROOMS - HADRIAN CEILING HUNG PARTITIONS BRUSHED STAINLESS STEEL CEILING HUNG PARTITION.

 DOOR TO HAVE 9" CLEARANCE FROM 

FLOOR TO BOTTOM OF DOOR

USE ALL STAINLESS STEEL HARDWARE 

VINYL

V-1 VCT 096500 STORAGE ROOMS 

IT ROOMS

MANNINGTON COMMERCIAL TOUCHSTONE TBS 12" x 12" 

V-2 ANTI STATIC VINYL TILE 096500 IDF ROOMS ROPPE ESD VINYL TILE - STATIC 

CONTROL TILE 

750 - CUMULUS WHITE 24"X24" X 1/8"

V-3 VINYL ROLL 096500 KITCHEN ALTRO STRONGHOLD 30 DOLPHIN K3010 3MM THICK 

ROLL LENGTH: 49'

ROLL WIDTH: 6'-7"

-HEAT WELDED SEAMS

-CARRY ROLL UP WALLS TO CREATE 

INTEGRATED COVE

V-4 VCT OFFICE PAVILION - 

STORAGE AREAS

JOHNSONITE TEXTILE VCT TBD 12" X 12" 

WT-1 MOTORIZED SHADE / BLACKOUT 

& SOLAR SHADE COMBO

122413 AROUND PERIMETER 

FOR CURTAIN WALL 

MECHO SHADE ELECTRO/3 DOUBLE SHADE #20 

BRACKET SYSTEM 

ECOVEIL - COLOR TBD REFER TO RVA DRAWINGS FOR 

LOCATIONS AND DIMENSIONS

-TO BE INSTALLED IN CEILING POCKET AT 

PERIMITER OF CURTAIN WALL

WT-2 MOTORIZED SHADE - SOLAR 

(ONLY)

122413 AROUND PERIMETER 

FOR CURTAIN WALL 

MECHO SHADE ELECTRO/1 EXTENDED DRIVE-

END BRACKET 

ECOVEIL - COLOR TBD REFER TO RVA DRAWINGS FOR 

LOCATIONS AND DIMENSIONS

-TO BE INSTALLED IN CEILING POCKET AT 

PERIMITER OF CURTAIN WALL  

WF-1 WOOD FLOOR PRESIDENT'S OFFICE JUNKERS BLACK OAK - SOLID STAINED 

OAK - CLASSIC STYLE

ULTRA MATTE URETHANE 3/4" THICK - THONG & GROOVE

WOOD FLOOR

WINDOW TREATMENT

PARTITION

CODE DESCRIPTION IMAGE LOCATION MANUFACTURER PRODUCT #/NAME SIZE/DIMENSIONS COLOR/FINISH MINIMUM PERFORMANCE 
REQUIREMENTS

ADDITIONAL ITEMS / NOTES

PF-1 TOILET FEMALE & MALE 
TOILET ROOMS

TOTO CT708EV H: 12-3/4"
L: 24 7/8"

01 COTTON 1.28 GPF - ADA 
COMPLIANT

FLUSHOMETER - 
TET3LN#31#SS

THE ROCKEFELLER UNIVERSITY - RIVER BUILDING
PLUMBING FIXTURE LIST

TOILET ROOMS L: 24-7/8"
W: 15-3/8"

COMPLIANT TET3LN#31#SS

PF-2 URINAL MALE TOILET 
ROOMS

TOTO UT105UV#01 H: 38-5/8"
L: 12-1/4"
W: 14"

01 COTTON .125 GPF - ADA 
COMPLIANT

FLUSHOMETER - 
TEU2UN11#SS

PF-3 FAUCET TOILET ROOMS TOTO HELIX - TEL5LC10R
THERMAL MIXING

H:6-5/8"
W: 1"
D: 4-15/16"

POLISHED 
CHROME 

0.5 GPM - ADA COMPLIANT

PF-4 UNDERMOUNT TOILET ROOMS TOTO RENDEZVOUS W: 19-3/16" 01 COTTON N/A ADA COMPLIANT
SINK UNDERCOUNTER 

LAVATORY 
D: 16-3/16"
H: 7-3/8"

PF-5 UNDERMOUNT 
SINK 

PANTRY /
LAB SINKS

ELKAY ELU1814PD L: 19-1/2"
D: 15-1/2" 
H: 9-3/8" 

STAINLESS 
STEEL 

N/A

PF-6 PANTRY FAUCET PANRTY ELKAY ALLURE - LK7921SSS
DECK MOUNTED

H: 13-3/4"
D: 8" 

STAINLESS 
STEEL 

2.2 GPM

PF-7 WATER ELKAY LZWS-EDFPBM117K STAINLESS ADA COMPLIANT
FOUNTAIN - ADA SWIRLFLO FOUNTAIN 

& BOTTLE FILLING 
STATION 

STEEL 

PF-8 MOP SINK JANITOR'S 
CLOSET

ZURN Z1996-24 HIGH DENSITY 
COMPOSITE - 
WHITE

MOP HANGER: Z1996-MH

PR-9 WALL 
MOUNTED 
SERVICE SINK 
FAUCET

JANITOR'S 
CLOSET

CHICAGO 
FAUCETS

521-GN2AE3ABCP 
WITH # E3JKABCP 
AERATOR

CHROME 
PLATED

2.2 GPM (8.3 L/MIN)

CODE DESCRIPTION IMAGE SPEC SECTION LOCATION MANUFACTURER PRODUCT #/NAME SIZE/DIMENSIONS COLOR/FINISH NOTES

AC-1 PARTITION 

MOUNTED 

TOILET SEAT-

COVER & TOILET 

PAPER 

DISPENSER

LOCKER 

ROOM TOILET 

PARTITIONS

BOBRICK B-3471 - PARTITION 

MOUNTED TOILET 

SEAT-COVER & 

TOILET PAPER 

DISPENSER

W: 17-3/16"

H: 30-5/8"

D: 4-5/16"

SATIN SATINLESS 

STEEL

THE ROCKEFELLER UNIVERSITY - RIVER BUILDING

ACCESSORIES SCHEDULE

AC-2 ADA TOILET 

SEAT COVER / 

TOILET PAPER 

DISPENSER 

/SANITARY 

NAPKIN 

DISPOSAL

FEMALE 

TOILET 

ROOMS

BOBRICK B-3571 W: 17-3/16"

H: 30-5/8"

D: 4-5/16"

SATIN STAINLESS 

STEEL

AC-3 HOOKS AT BACK 

OF PARTITION 

DOOR

TOILET 

ROOMS

BOBRICK B-542 DIA: 1-15/16"

D: 1-1/16"

SATIN STAINLESS 

STEEL

AC-4 36" ADA GRAB ALL TOILET BOBRICK B-5806 x 36 DIA: 1-1/4", L: 36" SATIN SATINLESS AC-4 36" ADA GRAB 

BAR

ALL TOILET 

ROOMS

BOBRICK B-5806 x 36 DIA: 1-1/4", L: 36" SATIN SATINLESS 

STEEL

AC-5 42" ADA GRAB 

BAR

ALL TOILET 

ROOMS

BOBRICK B-5806 x 42 DIA: 1-1/4", L: 42" SATIN SATINLESS 

STEEL

AC-6 PAPER TOWEL 

DISPENSER & 

RECEPTACLE

ALL TOILET 

ROOMS

BOBRICK B-36903 W: 13"

H: 31-1/8" 

D: 3-5/8" (RECESS)

SATIN STAINLESS 

STEEL

AC-7 HAND DRYERS ALL TOILET 

ROOMS

DYSON AIRBLADE V HAND 

DRYER AB12 (Sprayed 

nickel) 25887-01 

W: 9-1/4"

H: 15-1/2"

D" 4"

SPRAYED NICKEL

AC-8 LAVATORY ALL TOILET BOBRICK B-8226 RECESSED H: 14-5/8" POLISHED STAINLESS AC-8 LAVATORY 

MOUNTED SOAP 

DISPENSER

ALL TOILET 

ROOMS

BOBRICK B-8226 RECESSED H: 14-5/8"

D: 6"

DIA: 2-1/16"

POLISHED STAINLESS 

STEEL

AC-9 RECESSED 

BABY 

CHANGING 

STATION

PUBLIC 

TOILET 

ROOMS

BOBRICK KB110-SSRE 

HORIZONTAL 

RECESSED MOUNTED 

BABY CHANGING 

STATION

W: 37"

H: 23"

D: 4"

SATIN STAINLESS 

STEEL

TUNG
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S
E

E
 S

C
H

E
D

U
L

E

3
'-
2

"

FLUSH DOOR (WD OR

HM AS SCHEDULED)

SEE SCHEDULE

NOTE:

PROVIDE HARDWARE, SECURITY & OPERATION DEVICES, AND FIRE &

SOUND RATINGS PER DOOR & HARDWARE SCHEDULE.

S
E

E
 S

C
H

E
D

U
L

E

3
'-
2

"

FLUSH DOOR (WD OR

HM AS SCHEDULED)

SEE SCHEDULE

EQ EQ

NOTE:

PROVIDE HARDWARE, SECURITY & OPERATION DEVICES, AND FIRE &

SOUND RATINGS PER DOOR & HARDWARE SCHEDULE.

S
E

E
 S

C
H

E
D

U
L

E

3
'-
2

"

FLUSH DOOR HM

SEE SCHEDULE

NOTE:

PROVIDE HARDWARE, SECURITY & OPERATION DEVICES, AND FIRE &

SOUND RATINGS PER DOOR & HARDWARE SCHEDULE.

NOTE: ALL GLASS VISION PANELS TO BE FIRE GLASS AT FIRE RATED

DOORS

GLASS VISION PANEL
5 1/2"7"

3
'-
7

"
2

'-
6

"

S
E

E
 S

C
H

E
D

U
L

E

3
'-
2

"

FLUSH DOOR HM

SEE SCHEDULE

EQ EQ

NOTE:

PROVIDE HARDWARE, SECURITY & OPERATION DEVICES, AND FIRE &

SOUND RATINGS PER DOOR & HARDWARE SCHEDULE.

NOTE: ALL GLASS VISION PANELS TO BE FIRE GLASS AT FIRE RATED

DOORS

5 1/2"7"

3
'-
7

"
2

'-
6

"

GLASS VISION PANEL

S
E

E
 S

C
H

E
D

U
L

E

3
'-
2

"

FLUSH DOOR (WD OR

HM AS SCHEDULED)

SEE SCHEDULE

NOTE:

PROVIDE HARDWARE, SECURITY & OPERATION DEVICES, AND FIRE &

SOUND RATINGS PER DOOR & HARDWARE SCHEDULE.

5
' 
- 

8
"

6
"

6"2' - 0"6"

GLASS

1
0

"

S
E

E
 S

C
H

E
D

U
L

E

3
'-
2

"

SEE SCHEDULE

EQ EQ

NOTE:

PROVIDE HARDWARE, SECURITY & OPERATION DEVICES, AND FIRE &

SOUND RATINGS PER DOOR & HARDWARE SCHEDULE.

FLUSH DOOR (WD OR

HM AS SCHEDULED)

5
' 
- 

8
"

2' - 0"

GLASS

2' - 0" 6"6" 6"6"

1
0

"
6

"

S
E

E
 S

C
H

E
D

U
L

E

NOTE:

PROVIDE HARDWARE, SECURITY & OPERATION DEVICES, AND FIRE &

SOUND RATINGS PER DOOR & HARDWARE SCHEDULE.

SEE SCHEDULE

S
E

E
 S

C
H

E
D

U
L

E

3
'-
2

"

FLUSH HM EXTERIOR DOOR

SEE SCHEDULE

NOTE:

PROVIDE HARDWARE, SECURITY & OPERATION DEVICES, AND FIRE &

SOUND RATINGS PER DOOR & HARDWARE SCHEDULE.

S
E

E
 S

C
H

E
D

U
L

E

3
'-
2

"

GL-01

SEE SCHEDULE

NOTE:

PROVIDE HARDWARE, SECURITY & OPERATION DEVICES, AND FIRE &

SOUND RATINGS PER DOOR & HARDWARE SCHEDULE.

ST. ST. SHOE

GL-01

NOTE:

PROVIDE HARDWARE, SECURITY & OPERATION DEVICES, AND FIRE &

SOUND RATINGS PER DOOR & HARDWARE SCHEDULE.

3
'-
2

"

S
E

E
 S

C
H

E
D

U
L

E

SEE SCHEDULE

ST.ST. SHOE

NN

664.100

24" x 36"

BARD, RAO + ATHANAS

105 MADISION AVENUE, 10TH FL

NEW YORK, NY  10016

T. 212.840.0060

ONE LUX STUDIO

158 WEST 29TH STREET

NEW YORK, NY 10011

T. 212.201.5790

INTERIOR LIGHTING DESIGNER

E

D

DRAWING TITLE

PROJECT PHASE

©  2015  RAFAEL VINOLY ARCHITECTS PC

DRAWING NUMBER

DRAWING SIZE

DRAWING SCALE

ARCHITECTS PROJECT NUMBERDATEDESCRIPTIONREVMEP / FP ENGINEERSTRUCTURAL ENGINEERARCHITECT
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DISCLAIMER

RAFAEL VINOLY ARCHITECTS

50 VANDAM STREET

NEW YORK, NY  10013

T. 212.924.5060  F. 212.924.5858

ROBERT SCHWARTZ ASSOCIATES

589 8TH AVENUE, 17TH FLOOR
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T. 212.691.3248
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744 BROAD STREET

NEWARK, NJ  07102
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120 BROADWAY, SUITE 1040

NEW YORK, NY 10271

T. 212.431.3609

LANGAN
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T. 212 479 5400

THE ROCKEFELLER

UNIVERSITY

RIVER BUILDING
1228 YORK AVENUE, NEW YORK NY 10065
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THE ARCHITECT / ENGINEER SHALL HAVE

NO RESPONSIBILITY FOR ANY LIABILITY,

LOSS, COST, DAMAGE OR EXPENSE

ARISING FROM OR RELATING TO ANY USE

OF THIS DOCUMENT FOR ANY PURPOSE

OTHER THAN ITS INTENDED PURPOSE ON

THIS PROJECT.  THIS DOCUMENT IS TO BE

CONSIDERED IN CONJUNCTION WITH ALL

RELATED DOCUMENTATION. ANY

DISCREPANCIES IDENTIFIED IN THIS

DOCUMENT MUST BE REPORTED

IMMEDIATELY TO THE ARCHITECT

BEFORE PROCEEDING.  CONTRACTORS

MUST VERIFY ALL DIMENSIONS PRIOR TO

PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION

DOCUMENTS

DOB REV.

PROJECT NORTH

 3/8" = 1'-0"

A-830

DOOR TYPES

.00

SCALE:  3/8" = 1'-0" 04
DOOR TYPE 04 SINGLE DOOR

SCALE:  3/8" = 1'-0" 05
DOOR TYPE 05 DOUBLE DOORS

SCALE:  3/8" = 1'-0" 06
DOOR TYPE 06 SINGLE DOOR W/ VISION PANEL

SCALE:  3/8" = 1'-0" 07
DOOR TYPE 07 DOUBLE DOORS W/ VISION PANEL

SCALE:  3/8" = 1'-0" 09
DOOR TYPE 09 SINGLE GL DOOR W/ 6" RAILING

SCALE:  3/8" = 1'-0" 10
DOOR TYPE 10 DOUBLE GL DOORS W/ 6" RAILING

SCALE:  3/8" = 1'-0" 11
DOOR TYPE 11 ROLL- UP DOOR

SCALE:  3/8" = 1'-0" 01
DOOR TYPE 01 EXTERIOR SINGLE DOOR EWS-1

SCALE:  3/8" = 1'-0" 03
DOOR TYPE 03 EXTERIOR SINGLE DOOR EWS-3

SCALE:  3/8" = 1'-0" 02
DOOR TYPE 02 EXTERIOR DOUBLE DOORS EWS-2

D DESIGN DEVELOPMENT 27-FEB-15

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION

DOCUMENTS

21-DEC-15

NOT USED
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HEAD DETAIL, REFER
TO DOOR SCHEDULE

JAMB DETAIL, REFER
TO DOOR SCHEDULE
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SEE SCHEDULE

4" ALUM. BOTTOM
RAIL

4" ALUM. TOP RAIL-
ABOVE ACT CEILING
FOR CONCEALMENT

LINE OF CLG FINISH
(SEE SCHEDULE)

REFER TO PLANS

EQ. SEE SCHEDULE EQ.

ST. ST. TRANSOM /
DOOR PIVOT SUPPORT

S
E

E
 S

C
H

E
D

U
L

E
2

" 2" 2"SEE SCHEDULE

-

-

-

-

HEAD DETAIL, REFER
TO DOOR SCHEDULE

JAMB DETAIL, REFER
TO DOOR SCHEDULE

4" ALUM. BOTTOM
RAIL

4" ALUM. TOP RAIL-
ABOVE ACT CEILING
FOR CONCEALMENT

LINE OF CLG FINISH
(SEE SCHEDULE)

REFER TO PLANS

EQ EQ. SEE SCHEDULE

ST. ST. TRANSOM /
DOOR PIVOT SUPPORT
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

 3/8" = 1'-0"

A-831

DOOR FRAME TYPES

.00

SCALE:  3/8" = 1'-0" F1DOOR FRAME TYPE F1

SCALE:  3/8" = 1'-0" F3DOOR FRAME TYPE F3

SCALE:  3/8" = 1'-0" F4DOOR FRAME TYPE F4

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15

SCALE:  3/8" = 1'-0" F2DOOR FRAME TYPE F2

SCALE:  3/8" = 1'-0" F5DOOR FRAME TYPE F5
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

A-832

DOOR SCHEDULE

.00

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15

LEVEL 1 1000 1000 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1001 1001 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1002 LA1001 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1003 1003 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1004 LA1001 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1005 LA1001 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1006 LA1001 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1007 LA1001 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1008A 1008 04 3'-0" 5'-0" 3/8" Glass CR07 NONE

LEVEL 1 1008B 1008 04 3'-0" 5'-0" 3/8" Glass CR07 NONE

LEVEL 1 1008C 1008 04 3'-0" 7'-0" 3/8" Glass CR07 NONE

LEVEL 1 1008D 1008 04 2'-11
3/4"

7'-0" 3/8" Glass CR07 NONE

LEVEL 1 1009 1009 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1010 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1011 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1012 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1013 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1014 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1015 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1016 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1017 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

LEVEL 1 1018 1018 05 6'-0" 7'-0" 1 3/4" 08

LEVEL 1 1019 1019 05 6'-0" 7'-0" 1 3/4" 08

LEVEL 1 1020 1020 05 6'-0" 7'-0" 1 3/4" 08

LEVEL 1 1021A 1021 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

LEVEL 1 1021B 1021 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

LEVEL 1 1022 LS1022 9 3'-6" 7'-0" 1 3/4" WD NONE

LEVEL 1 1022A 1022 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

LEVEL 1 1022B 1022 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

LEVEL 1 1023 LA1001 0" 0" - N/A

LEVEL 1 1024 C1003 04 3'-0" 7'-0" 1 3/4" HM 02 45 MIN.

LEVEL 1 1025 C1003 04 3'-0" 7'-0" 1 3/4" HM 02 45 MIN.

LEVEL 1 1026 C1002 04 3'-0" 7'-0" 1 3/4" HM 09 45 MIN.

LEVEL 1 1027 1028 04 3'-0" 7'-0" 1 3/4" HM 01 45 MIN.

LEVEL 1 1028 C1001 0" 0" - N/A

LEVEL 1 1029 1029 0" 0" - N/A

LEVEL 1 1030A 15 2'-8" 7'-0" 1 3/4" HM PTD 11 1HR

LEVEL 1 1030B 17 3'-0" 7'-0" 1 3/4" HM 12 1.5HR

LEVEL 1 1030C 18 3'-0" 7'-0" 1 3/4" HM CR02 1.5HR

LEVEL 1 1031 16 3'-6" 7'-0" 1 3/4" PTD 01A 1HR

LEVEL 1 1032 16 3'-6" 7'-0" 1 3/4" 1 1HR

LEVEL 1 1033 C1004 10III 3'-0" 7'-0" 1 3/4" HM CR02 CR 1HR

LEVEL 1 1034 C1004 04 3'-6" 7'-0" 1 3/4" HM 09 NONE

LEVEL 1 1035 1035 04 3'-6" 7'-0" 1 3/4" HM 09 NONE

LEVEL 1 1036 1036 04 3'-6" 7'-0" 1 3/4" HM 09 NONE

LEVEL 1 1037 1037 04 3'-0" 7'-0" 1 3/4" HM 09 45 MIN.

LEVEL 1 1038A 1038 05 5'-0" 7'-0" 1 3/4" 04

LEVEL 1 1038B 1038 05 5'-0" 7'-0" 1 3/4" 04

LEVEL 1 1039A 1039 05 5'-0" 7'-0" 1 3/4" 04

LEVEL 1 1039B 1039 05 5'-0" 7'-0" 1 3/4" 04

LEVEL 1 1040A 1040 05 5'-0" 7'-0" 1 3/4" 04

LEVEL 1 1040B 1040 05 5'-0" 7'-0" 1 3/4" 04

DOOR

From
Room:

Number
To Room:
Number Type Mark

DOOR

Door
Material

Door
Finish

DETAIL
HEAD

DETAIL
JAMB

DETAIL
SILL Frame Type

Hardware
Set

ACCESS
CONTROLS Fire RatingNUMBER WIDTH HEIGHT

THIC
KNES

S

HOSPITAL BLDG LEVEL B

1086A 17 3'-0" 7'-0" 1 3/4" HM 14
14
15A

1.5HR

1086B 17 3'-0" 7'-0" 1 3/4" HM 15 1.5HR

1086E 20 3'-0" 7'-0" 1 3/4" HM 16 2HR

ICC AUDITORIUM LEVEL 1

2095 I-1007 05 5'-0" 7'-0" 1 3/4"

2096 I-1007 05 5'-0" 7'-0" 1 3/4"

I-1002C I-1002 I-1001 05 3'-2" 11'-6" 2 1/4" WD 20 NONE

I-1002D I-1002 I-1001 05 3'-2" 11'-6" 2 1/4" WD 20 NONE

I-1003 I-1001 I-1003 04 3'-0" 7'-0" 1 3/4" HM 05 45 MIN.

I-1004 I-1001 I-1004 04 3'-0" 7'-0" 1 3/4" HM 05 45 MIN.

I-1005 I-1005 I-1001 04 4'-0" 11'-6" 2 1/4" WD 19 45 MIN.

I-1006 I-1007 I-1006 10GGG 3'-0" 7'-0" 1 3/4" HM 01A 2HR

I-1006A I-1006 I-1001 05 3'-2" 12'-0" 2 1/4" WD 18 45 MIN.

I-1007 I-1001 I-1007 06 3'-0" 7'-0" 1 3/4" WD 01 NONE

I-1008A I-1001 I-1008 05 5'-0" 7'-0" 1 3/4" 04A

I-1008B I-1001 I-1008 05 5'-0" 7'-0" 1 3/4" 04A

I-1008C I-1001 I-1008 05 5'-0" 7'-0" 1 3/4" 04B

I-1009A I-1009 I-1001 05 5'-0" 7'-0" 1 3/4" 04B

I-1009B I-1009 I-1001 05 5'-0" 7'-0" 1 3/4" 04B

I-1009C I-1009 I-1001 05 5'-0" 7'-0" 1 3/4" 04B

I-1010B I-1010 I-1002 04 4'-0" 11'-6" 2 1/4" WD 05C 45 MIN.

I-1010C I-1007 I-1010 04 3'-0" 7'-0" 1 3/4" WD 05 NONE

LEVEL 1

1086C 17 3'-0" 7'-0" 1 3/4" HM 11A 1.5HR

1086D 17 3'-0" 7'-0" 1 3/4" HM 11A 1.5HR

1087 1087 04 3'-0" 7'-0" 1 3/4" 01 NONE

DOOR From
Room:

Number
To Room:
Number Type Mark

DOOR

Door
Material

Door
Finish

DETAIL
HEAD

DETAIL
JAMB

DETAIL
SILL Frame Type

Frame
Material Finish

Hardware
Set

ACCESS
CONTROLS Fire RatingNUMBER WIDTH HEIGHT

THICK
NESS

LEVEL 1

1040A 1040 C1006 05 5'-0" 7'-0" 1 3/4" 04

1040B 1040 C1006 05 5'-0" 7'-0" 1 3/4" 04

1041A 1041 C1006 05 5'-0" 7'-0" 1 3/4" 04

1041B 1041 C1006 05 5'-0" 7'-0" 1 3/4" 04

1042A 1042 C1006 05 5'-0" 7'-0" 1 3/4" 04

1042B 1042 C1006 05 5'-0" 7'-0" 1 3/4" 04

1043A 1043 C1006 05 5'-0" 7'-0" 1 3/4" 04

1043B 1043 C1006 05 5'-0" 7'-0" 1 3/4" 04

1044 C1004 1044 04 3'-6" 7'-0" 1 3/4" HM HM 09 NONE

1045 C1004 1045 04 3'-6" 7'-0" 1 3/4" HM HM 09 NONE

1046 C1007 1046 09 3'-0" 7'-0" 1 3/4" WD 13 NONE

1047 C1007 1047 04 3'-0" 7'-0" 1 3/4" HM 09 45 MIN.

1048 C1007 1048 04 3'-0" 7'-0" 1 3/4" HM 09 45 MIN.

1050 C1008 1050 07 3'-0" 7'-0" 1 3/4" WD 17 45 MIN.

1051 C1008 1051 04 3'-0" 7'-0" 1 3/4" HM 06 45 MIN.

1052 C1004 1052 04 3'-0" 7'-0" 1 3/4" HM CR03 CR 45 MIN.

1053 C1004 1053 04 3'-0" 7'-0" 1 3/4" HM 09 45 MIN.

1054 1054 C1004 10JJJ 3'-6" 7'-0" 1 3/4" HM 09 1HR

1055 1055 C1004 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

1056 C1004 1056 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

1057A 1057 C1009 05 5'-0" 7'-0" 1 3/4" 04

1057B 1057 C1009 05 5'-0" 7'-0" 1 3/4" 04

1058A 1058 C1009 05 5'-0" 7'-0" 1 3/4" 04

1058B 1058 C1009 05 5'-0" 7'-0" 1 3/4" 04

1059A 1059 C1009 05 5'-0" 7'-0" 1 3/4" 04

1059B 1059 C1009 05 5'-0" 7'-0" 1 3/4" 04

1060A 1060 C1009 05 5'-0" 7'-0" 1 3/4" 04

1060B 1060 C1009 05 5'-0" 7'-0" 1 3/4" 04

1061 1064 1061 04 3'-0" 7'-0" 1 3/4" HM 02 45 MIN.

1062 C1011 1062 04 3'-0" 7'-0" 1 3/4" HM 01 45 MIN.

1063 C1011 1063 04 3'-0" 7'-0" 1 3/4" HM 01 45 MIN.

1064 1064 10 3'-0" 7'-0" 1 3/4" WD CR02 CR 45 MIN.

1066 21 3'-0" 7'-0" 1 3/4" HM PTD 11 1HR

1067 1068 1067 04 3'-0" 7'-0" 1 3/4" HM 01 45 MIN.

1068 C1012 1068 0" 0" - N/A

1069 1064 1069 04 3'-0" 7'-0" 1 3/4" HM 02 45 MIN.

1070 C1013 1070 05 6'-0" 7'-0" 1 3/4" 08

1071 1071 0" 0" - N/A

1072 C1013 1072 04 3'-6" 7'-0" 1 3/4" HM CR03 CR NONE

1073 C1013 1073 10JJJ 3'-6" 7'-0" 1 3/4" HM 09 1HR

1074A 1074 C1014 05 5'-0" 7'-0" 1 3/4" 04

1074B 1074 C1014 05 5'-0" 7'-0" 1 3/4" 04

1075A 1075 C1014 05 5'-0" 7'-0" 1 3/4" 04

1075B 1075 C1014 05 5'-0" 7'-0" 1 3/4" 04

1076 C1015 1076 04 3'-6" 7'-0" 1 3/4" HM 01 NONE

1077 C1015 1077 10JJJ 3'-6" 7'-0" 1 3/4" HM 09A 1HR

1078 1078 C1016 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

1079 1079 C1016 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

1080 1080 C1016 04 3'-0" 7'-0" 1 3/4" HM 01 45 MIN.

2108 LA1001 OS1000 04 3'-0" 7'-0" 3/8" Glass NONE

B1-1 71 1HR

OS1000 01 3'-0 1/4" 9'-10
1/4"
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

A-833

DOOR SCHEDULE

.00

1 PROGRESS SET 30-OCT-15

2 CONSTRUCTION
DOCUMENTS

21-DEC-15

C2003A C2003 LA2000 10 3'-0" 7'-0" 1 3/4" WD CR02 CR 45 MIN.

C2003B C2001 C2003 07 3'-0" 7'-0" 1 3/4" HM CR02 CR 45 MIN.

C2003C C2005 C2003 07 3'-0" 7'-0" 1 3/4" HM CR02 CR 45 MIN.

C2003D 17 3'-0" 7'-0" 1 3/4" HM 12 1.5HR

C2005 C2005 06 3'-6" 7'-0" 1 3/4" WD CR01 CR NONE

C2006 C2006 07 3'-0" 7'-0" 1 3/4" WD CR04 CR 45 MIN.

C2007 C2006 C2007 04 3'-6" 7'-0" 1 3/4" WD CR03A CR NONE

C2008 C2008 06 3'-6" 7'-0" 1 3/4" WD CR06 CR NONE

LEVEL 2

2000 2000 LA2000 04 3'-0" 7'-0" 3/8" Glass NONE

2001 LA2000 2001 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

2002 2002 LA2000 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

2003 LA2000 2003 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

2004 LA2000 2004 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

2004 LS2004 C2001 04 3'-6" 7'-0" 1 3/4" WD NONE

2005 LA2000 2005 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

2006 LA2000 2006 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

2014 2014 C2000 04 3'-0" 7'-0" 1 3/4" HM 01 45 MIN.

2016 C2000 2016 04 3'-6" 7'-0" 1 3/4" HM HM 09 NONE

2017 C2001 2017 04 3'-6" 7'-0" 1 3/4" HM 09B NONE

2018 C2001 2018 04 3'-6" 7'-0" 1 3/4" HM HM 09B NONE

2019 C2001 2019 05 6'-0" 7'-0" 1 3/4" 03

2020 C2001 2020 05 6'-0" 7'-0" 1 3/4" 03

2021A C2001 2021A 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

2024 2024 C2001 0" 0" - N/A

2025 C2003 2025 04 3'-0" 7'-0" 1 3/4" HM 02 45 MIN.

2026 C2003 2026 04 3'-0" 7'-0" 1 3/4" HM 02 45 MIN.

2027 15 2'-8" 7'-0" 1 3/4" HM PTD HM 1HR

2027 LA2000 2027 0" 0" - HM PTD 14 N/A

2028 LA2000 2028 0" 0" - HM PTD N/A

2030 2030 C2005 04 3'-6" 7'-0" 1 3/4" HM HM CR03A CR NONE

2031 C2005 2031 04 3'-6" 7'-0" 1 3/4" HM HM 09 NONE

2032 2032 C2005 04 3'-6" 7'-0" 1 3/4" HM 09 NONE

2034 2034 C2005 04 3'-6" 7'-0" 1 3/4" HM 09 NONE

2035 C2005 2035 04 3'-6" 7'-0" 1 3/4" HM 09 NONE

2036 2036 C2005 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

2037 2037 C2005 04 3'-0" 7'-0" 1 3/4" WD CR05A CR NONE

2038 C2005 2038 04 3'-6" 7'-0" 1 3/4" HM 09 NONE

2038A LA2000 04 3'-0" 7'-0" 3/8" Glass IG-X CR07 CR NONE

2038B LA2001 04 3'-0" 7'-0" 3/8" Glass CR07 CR NONE

2039 2039 C2005 10III 3'-0" 7'-0" 1 3/4" HM 01 1HR

2042 04 3'-0" 7'-0" 1 3/4" HM 01 45 MIN.

2043 04 3'-0" 7'-0" 1 3/4" HM 06 45 MIN.

2044 2044 04 3'-0" 7'-0" 1 3/4" HM 06 45 MIN.

2045 2045 04 3'-0" 7'-0" 1 3/4" HM 01 45 MIN.

2046 04 3'-0" 7'-0" 1 3/4" HM 01 45 MIN.

2047 2047 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

2048 2052 2048 04 3'-0" 7'-0" 1 3/4" HM 02 45 MIN.

2049 C2007 2049 04 3'-6" 7'-0" 1 3/4" HM 09 NONE

2050 C2007 2050 04 3'-6" 7'-0" 1 3/4" HM 09 NONE

2051A 15 2'-8" 7'-0" 1 3/4" HM 11 1HR

2055 2052 2055 04 3'-0" 7'-0" 1 3/4" HM 02 45 MIN.

2056 2056 04 3'-0" 7'-0" 1 3/4" HM 01 45 MIN.

2057 2057 04 3'-0" 7'-0" 1 3/4" HM CR05A CR 45 MIN.

2059 2059 10LLL 3'-0" 7'-0" 1 3/4" HM CR02 2HR

2060A 2060 C2009 05 6'-0" 7'-0" 1 3/4" 04

2060B 2060 C2009 05 6'-0" 7'-0" 1 3/4" 04

2061A 2061 C2009 05 6'-0" 7'-0" 1 3/4" 04

2061B 2061 C2009 05 6'-0" 7'-0" 1 3/4" 04

2062A 2062 C2009 05 6'-0" 7'-0" 1 3/4" WD 04

2062B 2062 C2009 05 6'-0" 7'-0" 1 3/4" WD 04

2063 LA2001 2063 0" 0" - HM PTD N/A

2065 2065 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

2065B 02 6'-0" 7'-0" CR08

2106 LA2000 04 3'-0" 7'-0" 3/8" Glass NONE

2107 LA2000 04 3'-0" 7'-0" 3/8" Glass NONE

A1-2A 58 1HR

B1-2 71 1HR

DOOR

From
Room:

Number
To Room:
Number Type Mark

DOOR

Door
Material Door Finish

DETAIL
HEAD

DETAIL
JAMB

DETAIL
SILL Frame Type

Frame
Material Finish

Hardware
Set

ACCESS
CONTROL

S Fire RatingNUMBER WIDTH HEIGHT

THIC
KNES

S

LEVEL 1

C1003A C1003 LA1001 10 3'-0" 7'-0" 1 3/4" WD CR02 CR 45 MIN.

C1003B C1001 C1003 07 3'-0" 7'-0" 1 3/4" HM CR02 CR 45 MIN.

C1003C C1004 C1003 07 3'-0" 7'-0" 1 3/4" HM CR02 CR 45 MIN.

C1007 C1004 C1007 06 3'-6" 7'-0" 1 3/4" WD CR03A NONE

C1008 C1004 C1008 06 3'-6" 7'-0" 1 3/4" WD CR03A NONE

C1008B 1088 19 3'-0" 7'-0" 1 3/4" 2HR

C1009 C1009 C1011 04 3'-0" 7'-0" 1 3/4" HM CR05A CR 45 MIN.

LS1000 LS1000 LA1001 0" 0" - N/A

LS1001 LA1001 LS1001 0" 0" - N/A

LS1002 LS1002 LS1000 9 3'-6" 7'-0" 1 3/4" WD NONE

LS1003 LS1003 LS1000 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1004 LS1004 LS1001 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1005 LS1005 LS1001 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1006 LS1006 LA1001 0" 0" - N/A

LS1007 LS1007 LS1006 9 3'-6" 7'-0" 1 3/4" WD NONE

LS1008 LS1008 LA1001 10BBB 0" 0" - N/A

LS1009 LS1009 LA1001 10BBB 0" 0" - N/A

LS1010 LS1010 LA1001 0" 0" - N/A

LS1011 LS1011 LA1001 0" 0" - N/A

LS1012 LS1012 LS1010 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1013 LS1013 LS1010 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1014 LS1014 LS1011 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1015 LA1001 LS1015 0" 0" - N/A

LS1016 LS1016 LS1015 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1017 LS1017 LA1001 0" 0" - N/A

LS1018 LS1018 LS1017 04 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1019 LA1001 LS1019 10DDD 0" 0" - N/A

LS1020 LA1001 LS1020 0" 0" - N/A

LS1021 LS1021 LS1020 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1023 LA1001 LS1023 0" 0" - N/A

LS1024A LS1024 LS1023 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1024B LS1024 C1004 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1025A LS1025 LS1023 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1025B LS1025 C1004 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1026 LS2026 LA1001 0" 0" - N/A

LS1027A LS1027 LS2026 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1027B LS1027 C1004 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1028 LS1028 LA1001 0" 0" - N/A

LS1029 LS1029 C1004 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1030 LS1030 C1004 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1031 LS1031 C1004 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1032 LS1032 C1004 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1033 LS1033 0" 0" - N/A

LS1034 LS1034 10DDD 0" 0" - N/A

LS1035 LS1035 0" 0" - N/A

LS1036 LS1036 0" 0" - N/A

LS1037 LS1037 LS1035 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1038 LS1038 LS1036 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1039 LS1039 0" 0" - N/A

LS1040 LS1040 0" 0" - N/A

LS1041 LS1041 LS1039 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1042 LS1042 LS1040 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1043 LS1043 0" 0" - N/A

LS1044 LS1044 LS1043 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1045 LS1045 10AAA 0" 0" - N/A

LS1046 LS1046 10BBB 0" 0" - N/A

LS1047 LS1047 9 3'-6" 7'-0" 1 3/4" WD NONE

LS1048 LS1048 0" 0" - N/A

LS1049 LS1049 LS1048 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1050 LS1050 9 3'-6" 7'-0" 1 3/4" WD NONE

LS1051 LS1051 9 3'-6" 7'-0" 1 3/4" WD NONE

LS1052 LS1052 9 3'-6" 7'-0" 1 3/4" WD NONE

LS1053 LS1053 0" 0" - N/A

LS1054 LS1054 LS1053 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS1055 LA1002 9 3'-6" 7'-0" 1 3/4" WD NONE
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THE ARCHITECT / ENGINEER SHALL HAVE
NO RESPONSIBILITY FOR ANY LIABILITY,
LOSS, COST, DAMAGE OR EXPENSE
ARISING FROM OR RELATING TO ANY USE
OF THIS DOCUMENT FOR ANY PURPOSE
OTHER THAN ITS INTENDED PURPOSE ON
THIS PROJECT.  THIS DOCUMENT IS TO BE
CONSIDERED IN CONJUNCTION WITH ALL
RELATED DOCUMENTATION. ANY
DISCREPANCIES IDENTIFIED IN THIS
DOCUMENT MUST BE REPORTED
IMMEDIATELY TO THE ARCHITECT
BEFORE PROCEEDING.  CONTRACTORS
MUST VERIFY ALL DIMENSIONS PRIOR TO
PROCEEDING WITH ANY WORK.

LOCATION PLANARCHITECT / ENGINEER SEAL

CONSTRUCTION
DOCUMENTS

DOB REV.

PROJECT NORTH

A-834

DOOR SCHEDULE

3041C 3041 3042 04 3'-0" 7'-0" 1 3/4" HM test test 05B 45 MIN.

C3003C 04 3'-0" 7'-0" 1 3/4" EX-01 NONE

C3000B 09 3'-0" 7'-0" 1 3/4" WD CR05A CR NONE

C3001 09 3'-0" 7'-0" 1 3/4" WD CR05A CR NONE

C3002 10HHH 3'-0" 7'-0" 1 3/4" WD 01 1HR

C3003A 04 3'-0" 7'-0" 1 3/4" WD test test 05 NONE

C3003B 3020 C3003 04 3'-0" 7'-0" 1 3/4" HM 05 45 MIN.

3041C 3041 3042 04 3'-0" 7'-0" 1 3/4" HM test test 05B 45 MIN.

C3003C 04 3'-0" 7'-0" 1 3/4" EX-01 NONE

C3000B 09 3'-0" 7'-0" 1 3/4" WD CR05A CR NONE

C3001 09 3'-0" 7'-0" 1 3/4" WD CR05A CR NONE

C3002 10HHH 3'-0" 7'-0" 1 3/4" WD 01 1HR

C3003A 04 3'-0" 7'-0" 1 3/4" WD test test 05 NONE

C3003B 3020 C3003 04 3'-0" 7'-0" 1 3/4" HM 05 45 MIN.

3041C 3041 3042 04 3'-0" 7'-0" 1 3/4" HM test test 05B 45 MIN.

C3003C 04 3'-0" 7'-0" 1 3/4" EX-01 NONE

C3000B 09 3'-0" 7'-0" 1 3/4" WD CR05A CR NONE

C3001 09 3'-0" 7'-0" 1 3/4" WD CR05A CR NONE

C3002 10HHH 3'-0" 7'-0" 1 3/4" WD 01 1HR

C3003A 04 3'-0" 7'-0" 1 3/4" WD test test 05 NONE

C3003B 3020 C3003 04 3'-0" 7'-0" 1 3/4" HM 05 45 MIN.

LEVEL 3

3000 C3000 3000 04 3'-0" 6'-3" 3/8" Glass GL01 NONE

3001 C3000 3001 04 3'-0" 7'-0" 3/8" Glass GL01 NONE

3002 C3000 3002 04 3'-0" 6'-3" 3/8" Glass GL01 NONE

3003 C3000 3003 04 3'-0" 6'-3" 3/8" Glass GL01 NONE

3004 C3000 3004 04 3'-0" 6'-3" 3/8" Glass GL01 NONE

3027A 3027 24 5'-4" 7'-0" 2" 11A 1HR

3041A 3042 3041 04 3'-0" 7'-0" 1 3/4" HM test test 05B 45 MIN.

3041B 04 3'-0" 7'-0" 1 3/4" WD test test 05B NONE

3041C 3041 3042 04 3'-0" 7'-0" 1 3/4" HM test test 05B 45 MIN.

3043 C3004 3043 04 3'-0" 7'-0" 1 3/4" HM test test 01 45 MIN.

3044 3044 C3004 04 3'-0" 7'-0" 1 3/4" HM test test 01A 45 MIN.

3045 3045 C3004 04 3'-0" 7'-0" 1 3/4" HM 05 45 MIN.

3046 3046 3045 04 3'-0" 7'-0" 1 3/4" HM test test CR05 CR 45 MIN.

3048 C3004 3048 04 3'-0" 7'-0" 1 3/4" HM 06 45 MIN.

3049 C3004 3049 04 3'-0" 7'-0" 1 3/4" HM 01 45 MIN.

3050 3042 3050 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

3051 3051 04 3'-0" 7'-0" 1 3/4" HM test test 05 45 MIN.

3052 3052 04 3'-0" 7'-0" 1 3/4" HM test test 05 45 MIN.

3053 3053 05 3'-0" 7'-0" 1 3/4" HM test test 16A 45 MIN.

B1-3 43 71 1HR

LEVEL 3 DINING FF

3006 04 3'-0" 7'-0" 1 3/4" WD 05A NONE

3007 09 3'-0" 7'-0" 1 3/4" WD 05A NONE

3010 3010 3009 10LL 3'-0" 7'-0" 2" 05A

3011B 3030 3011 10KKK 6'-0" 7'-0" 2" 14 CR 1HR

3017 04 3'-0" 7'-0" 1 3/4" WD 05A NONE

3018 04 3'-0" 7'-0" 1 3/4" WD test test 06A NONE

3019 3019 C3003 04 3'-0" 7'-0" 1 3/4" HM 01 45 MIN.

3023 3023 C3001 05 6'-0" 7'-0" 1 3/4" 03

3024 3024 3030 10KKK 6'-0" 7'-0" 2" TGP01 1HR

3025 3025 3030 10KKK 6'-0" 7'-0" 2" TGP01 1HR

3026 C3002 3026 04 3'-0" 7'-0" 1 3/4" HM CR05A CR 45 MIN.

3027 3027 C3002 10GGG 3'-0" 7'-0" 1 3/4" HM 10 2HR

3028B 3028 3028 04 3'-0" 7'-0" 1 3/4" HM 02 45 MIN.

3029B 3029 3029 04 3'-0" 7'-0" 1 3/4" HM 02 45 MIN.

DOOR

From
Room:

Number
To Room:
Number Type Mark

DOOR

Door
Material Door Finish

DETAIL
HEAD

DETAIL
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DETAIL
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Material Finish
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THIC
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S

LEVEL 2

LS2001 LS2001 C2001 04 3'-6" 7'-0" 1 3/4" WD HM PTD 07 NONE

LS2002 LS2002 LA2000 0" 0" - HM PTD N/A

LS2005 LS2005 LS2002 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS2006 LS2006 LA2000 0" 0" - HM PTD N/A

LS2007 LS2007 LS2006 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS2008 LS2008 LA2000 0" 0" - HM PTD N/A

LS2009 LS2009 LS2008 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS2010 LA2000 LS2010 0" 0" - HM PTD N/A

LS2012 LA2000 LS2012 0" 0" - HM PTD N/A

LS2014 LS2014 C2005 04 3'-6" 7'-0" 1 3/4" WD HM PTD 07 NONE

LS2015 LS2015 LA2000 0" 0" - HM PTD N/A

LS2017 LS2017 C2005 04 3'-6" 7'-0" 1 3/4" WD HM PTD 07 NONE

LS2020 LA2000 LS2020 0" 0" - HM PTD N/A

LS2022 LS2022 LA2000 0" 0" - HM PTD N/A

LS2024A LA2000 LS2024 0" 0" - HM PTD N/A

LS2024B LA2000 LS2024 0" 0" - HM PTD N/A

LS2027 LA2000 LS2027 0" 0" - HM PTD N/A

LS2028 LS2028 LS2027 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS2029 LA2000 LS2029 0" 0" - HM PTD N/A

LS2030 LS2030 LS2029 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS2031 LS2031 LA2001 0" 0" - HM PTD N/A

LS2032 LS2032 LS2031 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS2033 LS2033 LA2001 0" 0" - HM PTD N/A

LS2034 LS2034 LS2033 9 3'-6" 7'-0" 1 3/4" WD NONE

LS2037 LA2001 LS2037 0" 0" - HM PTD N/A

LS2038 LS2038 LS2037 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS2040 LS2040 LA2001 9 3'-6" 7'-0" 1 3/4" WD HM PTD NONE

LS2042 LA2001 LS2042 0" 0" - HM PTD N/A

LS2043 LS2043 LS2042 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

LS2044 LA2001 LS2044 0" 0" - HM PTD N/A

LS2046 LA2001 LS2046 0" 0" - HM PTD N/A

LS2047 LS2047 LS2046 9 3'-6" 7'-0" 1 3/4" WD 07 NONE

1 DOB SUBMISSION RB 16DEC15
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VARIES- SEE PARTITION TYPE

H1
HEAD @ 1 LAYER GYP. BD. WALL

3" = 1'-0"

H14
HEAD  @ 2 LAYER GWB WALL - FLUSH

3" = 1'-0"
H2

HEAD @ GYP. BD. WALL

3" = 1'-0"

H3
HEAD @ LEVEL 2 CAFE

3" = 1'-0"

FULLY GROUT WHEN RATED

DOOR VARIES
REFER TO DOOR
SCHEDULE

INSULATION AS
REQUIRED
AT PARTITION TYPE

"Z" DRYWALL MOLDING 18A -
CAULK
REVEAL PRIOR TO
INSTALLATIONMETAL STUD  AS
REQUIRED
AT PARTITION TYPE

HOLLOW METAL DOOR FRAME

HEAD ANCHOR

FULLY GROUT WHEN RATED

DOOR VARIES
REFER TO DOOR
SCHEDULE

INSULATION AS
REQUIRED
AT PARTITION TYPE

LAMINATE FACING WHERE
OCCURS

"Z" DRYWALL MOLDING 18A -
CAULK
REVEAL PRIOR TO
INSTALLATION

METAL STUD  AS
REQUIRED
AT PARTITION TYPE

HOLLOW METAL DOOR FRAME

HEAD ANCHOR

FULLY GROUT WHEN RATED

DOOR VARIES
REFER TO DOOR
SCHEDULE

INSULATION AS
REQUIRED
AT PARTITION TYPE

2 LAYER OF 5/8" GWB ON ONE SIDE

METAL STUD  AS
REQUIRED
AT PARTITION TYPE

HOLLOW METAL DOOR FRAME

HEAD ANCHOR

FULLY GROUT WHEN RATED

DOOR VARIES
REFER TO DOOR
SCHEDULE

INSULATION AS
REQUIRED
AT PARTITION TYPE

1 LAYER OF 5/8" GWB ON
EACH SIDE
METAL STUD  AS
REQUIRED
AT PARTITION TYPE

HOLLOW METAL DOOR FRAME

HEAD ANCHOR

H5
HEAD @ GLASS TRANSOM

3" = 1'-0"

H10
HEAD @ FURRED GWB CONCRETE WALL

3" = 1'-0"

STRUCTURAL CONCRETE WALL

H4
HEAD @ FURRED GWB CONCRETE WALL - FLUSH

3" = 1'-0"

H9
JAMB @ GYP. BD. WALL WITH ADJUSTABLE GASKET

3" = 1'-0"

H6
HEAD @ INTERIOR GLAZED WALL

3" = 1'-0"

H7
HEAD @ INTERIOR GLAZED WALL

3" = 1'-0"

FLUSH RECESSED
ELECTRIC
DOOR CONTACT.  SEE
SECURITY

H8
HEAD @ INTERIOR AUTOMATIC DOOR OPERATOR - ADA

3" = 1'-0"

FULLY GROUT WHEN RATED

DOOR VARIES
REFER TO DOOR
SCHEDULE

INSULATION AS
REQUIRED
AT PARTITION TYPE

1 LAYER OF 5/8" GWB ON EACH SIDE

METAL STUD  AS
REQUIRED
AT PARTITION TYPE

HOLLOW METAL DOOR FRAME

HEAD ANCHOR

SCREWS INTO  METAL SHIM

WALL MOUNTED
OVERHEAD
AUTOMATIC DOOR
OPERATOR.
LOCATED ON ROOM SIDE
OF
DOOR.

H11
HEAD @ GLASS DOOR IN FULL-HEIGHT GLASS PARTITION

3" = 1'-0"

INSULATION AS
REQUIRED
AT PARTITION TYPE

1 LAYER OF 5/8" GWB ON EACH SIDE

METAL STUD  AS
REQUIRED
AT PARTITION TYPE

H13
JAMB @ 2 LAYER GWB WALL AND PERFORMANCE HALL WOOD PANELS - FLUSH

3" = 1'-0"

HOLLOW METAL DOOR FRAME

METAL STUD  AS
REQUIRED
AT PARTITION TYPE

JAMB ANCHOR

"Z" DRYWALL MOLDING 18A -
CAULK
REVEAL PRIOR TO INSTALLATION

FULLY GROUTED

DOOR VARIES
REFER TO DOOR
SCHEDULE

FRAME OVERLAPS G.W.B.

WOOD PANELS
SEE AUDITORIUM
DRAWINGS
FOR DETAILS
1/2" REVEAL
PAINTED
TO MATCH FRAME

(GA-1) ACOUSTIC SEAL (WHERE
OCCURS)

NOTE: FOR HEAD AT
AUTOMATIC
OPERATION
(WHERE OCCURS)
ALSO SEE
DETAIL H22/A8222.

(GA-2)
WHERE
OCCURS

GLASS AS SCHEDULED

HOLLOW METAL FRAME AS SCHEDULED

(GA-1) ACOUSTIC SEAL (WHERE OCCURS)

DOOR VARIES
REFER TO DOOR
SCHEDULE

(GA-2)
WHERE
OCCURS

NOTE: FOR HEAD AT
AUTOMATIC
OPERATION
(WHERE OCCURS)
ALSO SEE
DETAIL H22/A8222.

ALUMINUM FRAME AS SCHEDULED

ALUMINUM GLAZED DOOR AS SCHEDULED

(GA-2) ACOUSTICAL SEAL WHERE OCCURS

ALUMINUM FRAME AS SCHEDULED

ALUMINUM GLAZED DOOR AS SCHEDULED

(GA-1) ACOUSTICAL SEAL
WHERE
OCCURS - SEE SCHEDULE

(GA-2) ACOUSTICAL
SEAL
WHERE OCCURS -
SEE
SCHEDULE

ALUMINUM
FRAME
AS SCHEDULED

ALUMINUM GLAZED
DOOR
AS SCHEDULED

(GA-2) ACOUSTICAL SEAL
WHERE OCCURS - SEE
SCHEDULE

ALUMINUM GLAZED DOOR AS
SCHEDULED

NOTE: FOR HEAD AT
AUTOMATIC
OPERATION
(WHERE OCCURS)
ALSO SEE
DETAIL H22/A8222.

(GA-2) ACOUSTICAL SEAL
WHERE OCCURS - SEE
SCHEDULE

(GA-2) ACOUSTICAL SEAL
(ZERO
INT'L MODEL 770) WHERE
OCCURS - SEE SCHEDULE

HOLLOW METAL FRAME AS SCHEDULED

DOOR VARIES
REFER TO DOOR
SCHEDULE

FULLY GROUT WHEN RATED

(GA-2) ACOUSTICAL SEAL (ZERO
INT'L
MODEL 7770) WHERE OCCURS -
SEE
SCHEDULE

(GA-2) ACOUSTICAL
SEAL
ZERO INT'L MODEL 770

PUBLIC SIDE

FURRING- SEE PARTITION TYPE

8'-0"

HOLLOW METAL FRAME AS SCHEDULED

FULLY GROUT WHEN RATED

METAL SHIMS AS REQUIRED

GWB RETURNS TO CONCEAL DOOR
FRAME.
PROVIDE EDGE MOLDING.
1/8" GAP + SEALANT

DOOR POSITION VARIES WITH SWING DIRECTION

PUBLIC SIDEROOM SIDE

H12
HEAD @ STC 49 DOOR AND FRAME

3" = 1'-0"

FULLY GROUT FRAME

INSULATION AS
REQUIRED
AT PARTITION TYPE

2 LAYER OF 5/8" GWB ON
EACH SIDE
METAL STUD  AS
REQUIRED
AT PARTITION TYPE

SOUND RATED DOOR +
FRAME
ASSEMBLY. REFER TO
SCHEDULE.

HEAD ANCHOR

PERFORMANCE HALL VESTIBULE

METAL BLOCKING AS REQUIRED

NONCOMBUSTIBLE BLOCKING

A
L
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N

A
L
IG

N

A
L
IG

N

A
L
IG
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J1
JAMB @ 1 LAYER GYP. BD. WALL

3" = 1'-0"

J2
JAMB @ GYP. BD. WALL

3" = 1'-0"

HM DOOR FRAME

J3
JAMB @ 1 LEVEL 2 CAFE

3" = 1'-0"

HOLLOW METAL DOOR FRAME

JAMB ANCHOR

SEE DOOR
SCHEDULE
FOR HARDWARE

METAL STUD  AS
REQUIRED
AT PARTITION TYPE

FULLY GROUT WHEN RATED

INSULATION AS
REQUIRED
AT PARTITION TYPE

FULLY GROUT WHEN RATED

INSULATION AS
REQUIRED
AT PARTITION TYPE

METAL STUD  AS
REQUIRED
AT PARTITION TYPE

DOOR VARIES
REFER TO DOOR
SCHEDULE

DOOR VARIES
REFER TO DOOR
SCHEDULE

SEE DOOR SCHEDULE
FOR
HARDWARE

ACOUSTICAL SEAL
(GA-1)
WHERE OCCURS PER
SCHEDULE

HOLLOW METAL DOOR FRAME

INSULATION AS
REQUIRED
AT PARTITION TYPE

METAL STUD  AS
REQUIRED
AT PARTITION TYPE

JAMB ANCHOR

"Z" DRYWALL MOLDING 18A -
CAULK
REVEAL PRIOR TO
INSTALLATIONSEE DOOR SCHEDULE
FOR
HARDWARE
DOOR VARIES
REFER TO DOOR
SCHEDULE

FULLY GROUT WHEN RATED

J4
JAMB @ FURRED GWB CONCRETE WALL

3" = 1'-0"

DOOR POSITION VARIES
PER
SWING DIRECTION.
REFER TO
DOOR SCHEDULE

HOLLOW METAL
DOOR
FRAME

JAMB ANCHOR

SEALANT BOTH
SIDES
SEE WALL RATING
FOR
SEALANT TYPE

SEE DOOR
SCHEDULE
FOR HARDWARE

ACOUSTICAL SEAL

FULLY GROUT WHEN RATED

PAINTED GWB

J5
JAMB @ INTERIOR GLAZED WALL

3" = 1'-0"

J6
JAMB @ FULL HEIGHT GLASS WALL

3" = 1'-0"

J7
TYPICAL JAMB @ GYP. BD. WALL WITH ADJUSTABLE GASKET (GA-2)

3" = 1'-0"

ACOUSTICAL
GASKET
SYSTEM  (GA-2)
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R
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E
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T
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N

 T
Y

P
E

ADJUSTING SCREW

J8
HEAD @ STC 49 DOOR AND FRAME

3" = 1'-0"

HOLLOW METAL DOOR FRAME

JAMB ANCHOR

FLUSH ELECTRIC DOOR
STRIKE
WHERE OCCURS REFER
TO
SECURITY

METAL STUD  AS
REQUIRED
AT PARTITION TYPE

FULLY GROUT WHEN RATED

INSULATION AS
REQUIRED
AT PARTITION TYPE

DOOR VARIES
REFER TO DOOR
SCHEDULE

ACOUSTICAL SEAL (GA-1)

J10
JAMB @ STRIKE SIDE WITH FLUSH ELECTRIC STRIKE

3" = 1'-0"

HARDWARE VARIES
REFER TO DOOR
SCHEDULE

GWB RETURNS TO CONCEAL
DOOR
FRAME.  PROVIDE EDGE
MOLDING.

DOOR STOP TO
RESTRICT
SWING TO 90
DEGREES

METAL SHIMS AND
FRAMING AS
REQ'D

PUBLIC SIDE

ROOM SIDE

ACOUSTICAL SEAL
(GA-2)
WHERE OCCURS PER
SCHEDULE

ACOUSTICAL SEAL
(GA-1)
WHERE OCCURS PER
SCHEDULE

ACOUSTICAL SEAL
(GA-2)
WHERE OCCURS

LAMINATE FACING WHERE OCCURS

ACOUSTICAL SEAL
(GA-1)
WHERE OCCURS PER
SCHEDULE

(GA-1) ACOUSTICAL SEAL
WHERE OCCURS - SEE
SCHEDULE

ALUMINUM
FRAME
AS SCHEDULED

ALUMINUM GLAZED
DOOR
AS SCHEDULED

SEE DOOR SCHEDULE
FOR
HARDWARE

(GA-2) ACOUSTICAL SEAL
WHERE OCCURS - SEE
SCHEDULE

ACOUSTICAL
GASKET
SYSTEM  (GA-2)
(ZERO
INT'L MODEL 7770)
WHERE OCCURS
SEE
SCHEDULE

V
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R
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S
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E
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A
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T
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N
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P
E

ADJUSTING
SCREW
THROUGH DOOR
SEAL

(GA-2) ACOUSTICAL SEAL (ZERO
INT'L
MODEL 7770) WHERE OCCURS -
SEE
SCHEDULE

FULLY GROUT FRAME

INSULATION AS
REQUIRED
AT PARTITION TYPE

2 LAYER OF 5/8" GWB ON EACH SIDE

METAL STUD  AS
REQUIRED
AT PARTITION TYPE

SOUND RATED DOOR +
FRAME
ASSEMBLY. REFER TO
SCHEDULE.

JAMB ANCHOR

ALIGN

1/2"
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R
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J9
JAMB @ 2 LAYER GWB WALL - FLUSH

3" = 1'-0"

HOLLOW METAL DOOR FRAME

METAL STUD  AS
REQUIRED
AT PARTITION TYPE

"Z" DRYWALL MOLDING 18A -
CAULK
REVEAL PRIOR TO
INSTALLATION

FULLY GROUT WHEN RATED

SEE DOOR SCHEDULE
FOR
HARDWARE
DOOR VARIES
REFER TO DOOR
SCHEDULE

FRAME OVERLAPS G.W.B.

INSULATION AS
REQUIRED
AT PARTITION TYPE

ACOUSTICAL SEAL
(GA-2)
WHERE OCCURS PER
SCHEDULE

ALIGN

V
A

R
IE

S
- 

S
E

E
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A
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T
IT
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N
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Y

P
E

1/2"

J11
JAMB @ 2 LAYER GWB WALL AND PERFORMANCE HALL WOOD PANELS - FLUSH

3" = 1'-0"

HOLLOW METAL DOOR FRAME

METAL STUD  AS
REQUIRED
AT PARTITION TYPE

JAMB ANCHOR

"Z" DRYWALL MOLDING 18A -
CAULK
REVEAL PRIOR TO
INSTALLATION

FULLY GROUTED

SEE DOOR SCHEDULE
FOR
HARDWARE
DOOR VARIES
REFER TO DOOR
SCHEDULE

ACOUSTICAL SEAL (GA-2)

FRAME OVERLAPS G.W.B.

WOOD PANELS
SEE AUDITORIUM
DRAWINGS
FOR DETAILS

BLOCKING AS NEEDED

1/2" REVEAL
PAINTED
TO MATCH FRAME

VESTIBULE

PERFORMANCE HALL ALIGN

ALIGN

1/2"

V
A

R
IE

S
- 

S
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E
 P

A
R

T
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N

 T
Y

P
E

J12
JAMB @ FURRED GWB CONCRETE WALL - FLUSH

3" = 1'-0"

DOOR VARIES
REFER TO DOOR
SCHEDULE

HOLLOW METAL
DOOR
FRAME

SEE DOOR
SCHEDULE
FOR HARDWARE

FULLY GROUT WHEN RATED

PAINTED GWB

"Z" DRYWALL MOLDING 18A -
CAULK
REVEAL PRIOR TO
INSTALLATION

JAMB ANCHOR

SEALANT BOTH
SIDES
SEE WALL RATING
FOR
SEALANT TYPE

2" Z-FURRING  CHANNELS

2" FIBERGLASS INSULATION

ACOUSTIC SEAL (GA-2)

(ZERO INT'L MODEL 7770)
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OF THIS DOCUMENT FOR ANY PURPOSE

OTHER THAN ITS INTENDED PURPOSE ON

THIS PROJECT.  THIS DOCUMENT IS TO BE

CONSIDERED IN CONJUNCTION WITH ALL

RELATED DOCUMENTATION. ANY

DISCREPANCIES IDENTIFIED IN THIS

DOCUMENT MUST BE REPORTED

IMMEDIATELY TO THE ARCHITECT

BEFORE PROCEEDING.  CONTRACTORS
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PROCEEDING WITH ANY WORK.
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